
Catawba 1 

1Q/2012 Performance Indicators 

Licensee's General Comments: none 

 
 

 

 

 
 
Licensee Comments: none 

 
 

Unplanned Scrams per 7000 Critical Hrs 2Q/10 3Q/10 4Q/10 1Q/11 2Q/11 3Q/11 4Q/11 1Q/12

Unplanned scrams 0 0 0 0 0 0 0 0

Critical hours 2184.0 2208.0 2209.0 2159.0 1169.0 2208.0 2193.3 2183.0

         

Indicator value 0 0 0 0 0 0 0 0



 

 

Licensee Comments: none 

 
 

 
 

Unplanned Power Changes per 7000 Critical Hrs 2Q/10 3Q/10 4Q/10 1Q/11 2Q/11 3Q/11 4Q/11 1Q/12

Unplanned power changes 0 0 1.0 0 0 0 1.0 0

Critical hours 2184.0 2208.0 2209.0 2159.0 1169.0 2208.0 2193.3 2183.0

         

Indicator value 1.8 1.8 2.4 0.8 0.9 0.9 0.9 0.9



 

 

Licensee Comments: none 

 
 

 
 

Unplanned Scrams with Complications 2Q/10 3Q/10 4Q/10 1Q/11 2Q/11 3Q/11 4Q/11 1Q/12

Scrams with complications 0 0 0 0 0 0 0 0

         

         

Indicator value 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0



 

 

Licensee Comments: none 

 
 

 
 

Safety System Functional Failures (PWR) 2Q/10 3Q/10 4Q/10 1Q/11 2Q/11 3Q/11 4Q/11 1Q/12

Safety System Functional Failures 0 0 0 0 0 0 0 1

         

Indicator value 0 0 0 0 0 0 0 1



 

 

Licensee Comments:  
 
1Q/12: Changed PRA Parameter(s). 
 
4Q/11: Changed PRA Parameter(s). 
 
3Q/11: Changed PRA Parameter(s). 
 
2Q/11: Changed PRA Parameter(s). 
 
1Q/11: Changed PRA Parameter(s). 
 
4Q/10: Changed PRA Parameter(s). 
 
3Q/10: Changed PRA Parameter(s). 
 
2Q/10: Changed PRA Parameter(s). 

 
 

 
 

Mitigating Systems Performance Index, Emergency 
AC Power System 2Q/10 3Q/10 4Q/10 1Q/11 2Q/11 3Q/11 4Q/11 1Q/12

UAI (ΔCDF)
-2.42E-

08 1.68E-08 2.16E-08 3.37E-08 4.93E-08 5.53E-08 6.76E-08 8.92E-08

URI (ΔCDF)
-1.80E-

07
-1.78E-

07
-1.78E-

07
-1.78E-

07
-1.78E-

07
-1.78E-

07
-1.78E-

07
-1.83E-

07

PLE NO NO NO NO NO NO NO NO

         

Indicator value
-2.00E-

07
-1.60E-

07
-1.60E-

07
-1.40E-

07
-1.30E-

07
-1.20E-

07
-1.10E-

07
-9.40E-

08



 

 

Licensee Comments:  
 
1Q/12: Changed PRA Parameter(s). 
 
4Q/11: Changed PRA Parameter(s). 
 
3Q/11: Changed PRA Parameter(s). 
 
2Q/11: Changed PRA Parameter(s). 
 
1Q/11: Changed PRA Parameter(s). 
 
4Q/10: Changed PRA Parameter(s). 
 
3Q/10: Changed PRA Parameter(s). 
 
2Q/10: Changed PRA Parameter(s). 

 
 

 
 

Mitigating Systems Performance Index, High 
Pressure Injection System 2Q/10 3Q/10 4Q/10 1Q/11 2Q/11 3Q/11 4Q/11 1Q/12

UAI (ΔCDF)
-5.39E-

09
-5.42E-

09
-5.69E-

09
-7.57E-

09
-7.57E-

09
-7.57E-

09
-7.57E-

09
-7.78E-

09
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-8.47E-

09
-8.47E-

09
-1.14E-
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-1.14E-

08
-1.14E-

08
-1.14E-

08
-1.14E-

08
-1.17E-

08
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Indicator value
-1.40E-

08
-1.40E-

08
-1.70E-

08
-1.90E-

08
-1.90E-

08
-1.90E-

08
-1.90E-

08
-1.90E-

08



 

 

Licensee Comments:  
 
1Q/12: Changed PRA Parameter(s). 
 
4Q/11: Changed PRA Parameter(s). 
 
3Q/11: Changed PRA Parameter(s). 
 
2Q/11: Changed PRA Parameter(s). 
 
2Q/11: Changed PRA Parameter(s). 
 
1Q/11: Changed PRA Parameter(s). 
 
1Q/11: Changed PRA Parameter(s). 
 
4Q/10: Changed PRA Parameter(s). 
 
4Q/10: Changed PRA Parameter(s). 
 
3Q/10: Changed PRA Parameter(s). 
 
3Q/10: Changed PRA Parameter(s). 
 
2Q/10: Changed PRA Parameter(s). 

Mitigating Systems Performance Index, Heat 
Removal System 2Q/10 3Q/10 4Q/10 1Q/11 2Q/11 3Q/11 4Q/11 1Q/12

UAI (ΔCDF) 6.28E-08 6.28E-08 6.28E-08 9.58E-08 9.50E-08 -1.20E-08 -1.89E-09 -9.11E-09

URI (ΔCDF) -3.43E-07 -3.43E-07 -3.43E-07 -3.43E-07 -3.43E-07 -3.43E-07 -3.43E-07 -3.53E-07

PLE NO NO NO NO NO NO NO NO

         

Indicator value
-2.80E-

07
-2.80E-

07
-2.80E-

07
-2.50E-

07
-2.50E-

07
-3.60E-

07
-3.50E-

07
-3.60E-

07



 
2Q/10: Changed PRA Parameter(s). 

 
 

 
 

 

 

Licensee Comments:  
 
1Q/12: Changed PRA Parameter(s). 
 
4Q/11: Changed PRA Parameter(s). 
 
3Q/11: Changed PRA Parameter(s). 
 
2Q/11: Changed PRA Parameter(s). 
 
1Q/11: Changed PRA Parameter(s). 
 
4Q/10: Changed PRA Parameter(s). 
 
3Q/10: Changed PRA Parameter(s). 

Mitigating Systems Performance Index, Residual 
Heat Removal System 2Q/10 3Q/10 4Q/10 1Q/11 2Q/11 3Q/11 4Q/11 1Q/12

UAI (ΔCDF)
-7.42E-

10 4.31E-08 4.45E-08 4.20E-08 5.01E-08 8.86E-08 9.75E-08 9.30E-08

URI (ΔCDF)
-1.40E-

07
-1.40E-

07
-1.40E-

07
-1.40E-

07
-1.40E-

07
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07
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07
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Indicator value
-1.40E-

07
-9.70E-

08
-9.50E-

08
-9.80E-

08
-9.00E-

08
-5.10E-

08
-4.20E-

08
-5.10E-

08



 
2Q/10: Changed PRA Parameter(s). 

 
 

 
 

 

 

Licensee Comments:  
 
1Q/12: Changed PRA Parameter(s). 
 
4Q/11: Changed PRA Parameter(s). 
 
3Q/11: Changed PRA Parameter(s). 
 
2Q/11: Changed PRA Parameter(s). 
 
1Q/11: Changed PRA Parameter(s). 
 
1Q/11: Risk Cap Invoked. 
 
4Q/10: Changed PRA Parameter(s). 

Mitigating Systems Performance Index, Cooling 
Water Systems 2Q/10 3Q/10 4Q/10 1Q/11 2Q/11 3Q/11 4Q/11 1Q/12

UAI (ΔCDF) 7.84E-08 7.85E-08 7.85E-08 4.89E-07 1.74E-07 -1.44E-08 -1.39E-08 -5.11E-07

URI (ΔCDF) -1.08E-07 -1.08E-07 -1.08E-07
-1.08E-

07
-1.08E-

07 -1.10E-07 -1.10E-07 -4.47E-07

PLE NO NO NO NO NO NO NO NO

         

Indicator value
-2.90E-

08
-2.90E-

08
-2.90E-

08
3.80E-

07
6.70E-

08
-1.20E-

07
-1.20E-

07
-9.60E-

07



 
3Q/10: Changed PRA Parameter(s). 
 
2Q/10: Changed PRA Parameter(s). 

 
 

 
 

 

 

Licensee Comments: none 

 

Reactor 
Coolant 
System 
Activity 4/10 5/10 6/10 7/10 8/10 9/10 10/10 11/10 12/10 1/11 2/11 3/11

Maximum 
activity 0.000265 0.000320 0.000315 0.000407 0.000359 0.000378 0.000369 0.000381 0.000382 0.000410 0.000393 0.000452

Technical 
specification 
limit 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5

             

Indicator 
value 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1

Reactor Coolant 
System Activity 4/11 5/11 6/11 7/11 8/11 9/11 10/11 11/11 12/11 1/12 2/12 3/12

Maximum activity 0.000468 0 0.000171 0.000185 0.000304 0.000204 0.000233 0.000222 0.000241 0.000273 0.000241 0.000266

Technical 
specification limit 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5

             

Indicator value 0.1 0 0 0 0.1 0 0.1 0 0.1 0.1 0.1 0.1



 

 
 

 

 

Licensee Comments: none 

 
 

 
 

Reactor Coolant System Leakage 4/10 5/10 6/10 7/10 8/10 9/10 10/10 11/10 12/10 1/11 2/11 3/11

Maximum leakage 0.086 0.084 0.078 0.087 0.090 0.102 0.076 0.080 0.100 0.106 0.092 0.099

Technical specification limit 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0

             

Indicator value 0.9 0.8 0.8 0.9 0.9 1.0 0.8 0.8 1.0 1.1 0.9 1.0

Reactor Coolant System Leakage 4/11 5/11 6/11 7/11 8/11 9/11 10/11 11/11 12/11 1/12 2/12 3/12

Maximum leakage 0.109 0 0.078 0.103 0.103 0.098 0.086 0.094 0.097 0.094 0.094 0.106

Technical specification limit 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0

             

Indicator value 1.1 0 0.8 1.0 1.0 1.0 0.9 0.9 1.0 0.9 0.9 1.1



 

 

Licensee Comments: none 

 
 

 
 

Drill/Exercise Performance 2Q/10 3Q/10 4Q/10 1Q/11 2Q/11 3Q/11 4Q/11 1Q/12

Successful opportunities 27.0 41.0 29.0 15.0 6.0 73.0 8.0 8.0

Total opportunities 28.0 42.0 30.0 15.0 6.0 77.0 8.0 8.0

         

Indicator value 94.5% 96.1% 96.4% 96.6% 96.8% 96.2% 97.2% 96.7%



 

 

Licensee Comments: none 

 
 

 
 

ERO Drill Participation 2Q/10 3Q/10 4Q/10 1Q/11 2Q/11 3Q/11 4Q/11 1Q/12

Participating Key personnel 136.0 130.0 129.0 131.0 133.0 137.0 141.0 138.0

Total Key personnel 137.0 133.0 132.0 134.0 135.0 140.0 143.0 143.0

         

Indicator value 99.3% 97.7% 97.7% 97.8% 98.5% 97.9% 98.6% 96.5%



 

 

Licensee Comments: none 

 
 

 
 

Alert & Notification System 2Q/10 3Q/10 4Q/10 1Q/11 2Q/11 3Q/11 4Q/11 1Q/12

Successful siren-tests 2394 2483 2400 2387 2378 2395 2390 2367

Total sirens-tests 2403 2492 2403 2403 2403 2403 2403 2403

         

Indicator value 99.5% 99.6% 99.7% 99.6% 99.5% 99.5% 99.4% 99.1%



 

 

Licensee Comments: none 

 
 

 
 

Occupational Exposure Control Effectiveness 2Q/10 3Q/10 4Q/10 1Q/11 2Q/11 3Q/11 4Q/11 1Q/12

High radiation area occurrences 0 0 0 0 0 0 0 0

Very high radiation area occurrences 0 0 0 0 0 0 0 0

Unintended exposure occurrences 0 0 0 0 0 0 0 0

Indicator value 0 0 0 0 0 0 0 0



 

 

Licensee Comments: none 

 
 

 
 
Security information not publicly available.  
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RETS/ODCM Radiological Effluent 2Q/10 3Q/10 4Q/10 1Q/11 2Q/11 3Q/11 4Q/11 1Q/12

RETS/ODCM occurrences 0 0 0 0 0 0 0 0

         

Indicator value 0 0 0 0 0 0 0 0


