
Issue Date: 05/16/08  08-015 -1-

 
 
 
 
 

  NRC INSPECTION MANUAL DIRS 
     

Change Notice 08-015  
      
 
 DELETED:  TRANSMITTED: 
 
 Number  Date Number Date 
 
 
1. IP 71111 05/06/03 IP 71111 05/16/08 

2. _______ _______ TI 2515/171 App C 05/16/08 

3. _______ _______ TI 2515/176 05/16/08 

 
TRAINING: None 
 
REMARKS: IP 71111 (Reactor SafetyCInitiating Events Mitigating Systems, Barrier 

Integrity) has been revised to reflect changes resulting from the 2007 
Reactor Oversight Process (ROP) Realignment, update the list of 
performance indicators, and remove a reference to a pilot program that 
was conducted in 2003.   

 
 TI 2515/171 App C (B.5.b Significance Determination Process) is issued 

to provide the specific guidance for use in determining the significance of 
findings resulting from inspections conducted using TI 2515/171, 
“Verification of Site Specific Implementation of B.5.b Phase 2 & 3 
Mitigating Strategies.” 

  
TI 2515/176 (Emergency Diesel Generator Technical Specification 
Surveillance Requirements Regarding Endurance and Margin Testing) is 
issued to Implement the close-out actions of Issue for Resolution (IFR) 
2006-020, “Emergency Diesel Generator Testing Concerns - Dresden, 
Indian Point 2, and Peach Bottom.” 

 
 

DISTRIBUTION:  Standard  
 
  

END 
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