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B.1 ATF Corridors
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ATF CORRIDORS

B.1.2 Ceiling Jet Temperattures
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FM/SNL TEST SERIES

B.2 FM/SNL Test Series

B.2.1 HGL Temperature and Depth
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B.2.2 Ceiling Jet Temperature
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B.2.3 Plume Temperature
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B.3 iBMB Experiments

B.3.1 HGL Temperature and Depth
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B.4 LLNL Enclosure Series

B.4.1 HGL Temperature
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B.5 NBS Multi-Compartment Test Series

B.5.1 HGL Temperature and Depth
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B.6 NIST/NRC Test Series

B.6.1 HGL Temperature and Depth
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B.6.2 Ceiling Jet Temperature
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B.6.3 Oxygen and Carbon Dioxide Concentration
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B.6.4 Smoke Concentration
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B.6.5 Pressure
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B.6.6 Target Temperature and Heat Flux
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B.7 NIST Smoke Alarm Experiments

B.7.1 Ceiling Jet Temperature
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B.8 SP Adiabatic Surface Temperature Experiments

B.8.1 Ceiling Jet Temperature
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B.9 Steckler Compartment Experiments

B.9.1 HGL Temperature and Depth
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B.10 UL/NFPRF Series I Experiments

B.10.1 Ceiling Jet temperature
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B.11 UL/NIST Vent Experiments

B.11.1 HGL Temperature and Depth
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B.12 USN High Bay Hangar Experiments

B.12.1 Plume Temperature
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Temperature, USN Hangars, Iceland, Test 1
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Temperature, USN Hangars, Iceland, Test 7
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Temperature, USN Hangars, Iceland, Test 18
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Temperature, USN Hangars, Hawaii, Test 1
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B.13 Vettori Flat Ceiling Experiments

B.13.1 Ceiling Jet Temperature
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B.14 VTT Large Hall Tests

B.14.1 HGL Temperature and Depth

0 2 4 6 8 10
0

20

40

60

80

100

120

140

Time (min)

T
em

pe
ra

tu
re

 (°
C

)

HGL Temperature, VTT Case 1

 

 

Exp (T_Upper)
CFAST (ULT_1)

0 2 4 6 8 10
0

5

10

15

Time (min)

H
ei

gh
t (

m
)

HGL Height, VTT Case 1

 

 

Exp (Height)
CFAST (HGT_1)

0 2 4 6 8 10
0

20

40

60

80

100

120

140

Time (min)

T
em

pe
ra

tu
re

 (°
C

)

HGL Temperature, VTT Case 1

 

 

Exp (T_Upper)
CFAST (ULT_1)

0 2 4 6 8 10
0

5

10

15

Time (min)

H
ei

gh
t (

m
)

HGL Height, VTT Case 1

 

 

Exp (Height)
CFAST (HGT_1)

0 2 4 6 8 10
0

20

40

60

80

100

120

140

Time (min)

T
em

pe
ra

tu
re

 (°
C

)

HGL Temperature, VTT Case 1

 

 

Exp (T_Upper)
CFAST (ULT_1)

0 2 4 6 8 10
0

5

10

15

Time (min)

H
ei

gh
t (

m
)

HGL Height, VTT Case 1

 

 

Exp (Height)
CFAST (HGT_1)

B-104



VTT LARGE HALL TESTS

B.14.2 Plume Temperature
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B.15 WTC Test Series

B.15.1 HGL Temperature and Depth
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B.15.2 Oxygen and Carbon Dioxide Concentration
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B.15.3 Surface Temperature
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B.15.4 Surface Heat Flux
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