
Duke Duke Power Power Oconee Nuclear Site 
A Due E Company 7800 Rochester Highway 

Seneca, SC 29672 

W R. McCollum, Jr. (864) 885-3107 OFFICE 

Vice President (864) 885-3564 FAx 

February 11, 2000 

U. S. Nuclear Regulatory Commission 
Attention: Document Control Desk 
Washington, DC 20555 

Subject: Oconee Nuclear Station 
Docket 50-269, -270, -287 
Selected Licensee Commitments Manual (SLC) 

Gentlemen: 

Pursuant to 10CFR 50.4 and 50.71, please find attached 7 copies 
of the latest revisions to the Oconee Selected Licensee 
Commitments Manual (SLC). The SLC Manual is Chapter 16.0 of the 
Oconee Updated Final Safety Analysis Report (UFSAR). This 
manual is intended to contain commitments and other station 
issues that warrant higher control, but are not appropriate for 
inclusion into the Technical Specifications (TS). Instead of 
being updated with the annual UFSAR Update, the SLC Manual will 
be updated as necessary throughout the year.  

Very truly yours, 

W.R.McCllmr.  
Vice President 
Oconee Nuclear Station 

CMB/cmb 
Attachment 

xc: Luis A. Reyes 
Regional Administrator, Region II 

D. E. LaBarge, ONRR 

M. C. Shannon 
Oconee Senior Resident Inspector 
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February 11, 2000

To: Manual Holders 

Subject: Oconee Selected Licensee Commitments Manual (SLC) 
Revision 

On January 26, 2000, Station Management approved changes to SLC 
16.8.3 to be implemented on 1/31/00. The change modifies the 
subject SLC to provide a Note prior to Required Action B.1 
which states that the actions of B.1 are not required when 
the associated buses (PA or PB) are cross-tied. This 
change corrects an error which was made during the 
conversion of this SLC into ITS format, and restores 
agreement between the SLC and the associated Bases.  

Remove these pages Insert these pages 

LOEP 1 LOEP 1 
LOEP 4 LOEP 4 
SLC 16.8.3-2 SLC 16.8.3-2 

Any questions concerning this revision may be directed to Noel 
Clarkson at 864-885-3077.  

Regulatory Compliance 
By: Conice Breazeale 
Regulatory Compliance



Oconee Nuclear Station 
Selected Licensee Commitments 
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LOEP 1 1/31/00 
LOEP 2 1/31/00 
LOEP 3 1/31/00 
LOEP 4 1/31/00 
LOEP 5 1/31/00 
LOEP 6 6/24/99 
LOEP 7 1/31/00 
LOEP 8 1/31/00 
LOEP 9 1/31/00 
LOEP 10 1/31/00 
LOEP 11 11/30/99 
16.0-1 5/11/99 
16.0-2 1/31/00 
16.0-3 1/31/00 
16.0-4 5/10/99 
16.0-5 11/30/99 
16.0-6 5/10/99 
16.1-1 3/27/99 
16.2-1 3/27/99 
16.2-2 3/27/99 
16.2-3 3/27/99 
16.3-1 3/27/99 
16.5.1-1 3/27/99 
16.5.1-2 3/27/99 
16.5.2-1 5/11/99 
16.5.2-2 5/11/99 
16.5.2-3 5/11/99 
16.5.2-4 Delete 5/11/99 
16.5.2-5 - Delete 5/11/99 
16.5.3-1 1/31/00 
16.5.3-2 3/27/99 
16.5.3-3 3/27/99 
16.5.4-1 3/27/99 
16.5.5-1 3/27/99 
16.5.6-1 3/27/99 
16.5.7-1 3/27/99 
16.5.7-2 3/27/99 
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LOEP 1



Oconee Nuclear Station 
Selected Licensee Commitments 

List of Effective Pages 

Paqe Revision Date 

16.7.8-2 3/27/99 
16.7.9-1 3/27/99 
16.7.10-1 3/27/99 
16.7.10-2 3/27/99 
16.7.11-1 3/27/99 
16.7.11-2 3/27/99 
16.7.11-3 3/27/99 
16.7.12-1 3/27/99 
16.7.12-2 3/27/99 
16.7.13-1 3/27/99 
16.7.13-2 3/27/99 
16.7.13-3 6/29/99 
16.8.1-1 3/27/99 
16.8.1-2 3/27/99 
16.8.2-1 3/27/99 
16.8.3-1 3/27/99 
16.8.3-2 • 1/31/00 
16.8.3-3 1/31/00 
16.8.3-4 3/27/99 
16.8.3-5 1/31/00 
16.8.3-6 1/31/00 
16.8.3-7 1/31/00 
16.8.4-1 9/18/99 
16.8.4-2 9/18/99 
16.8.4-3 9/18/99 
16.8.4-4 9/18/99 
16.8.4-5 9/18/99 
16.8.4-6 9/18/99 
16.8.4-7 1/31/00 
16.8.4-8 1/31/00 
16.8.5-1 9/30/99 
16.8.5-2 1/31/00 
16.8.5-3 1/31/00 
16.8.5-4 9/30/99 
16.8.5-5 1/31/00 
16.8.6-1 3/27/99 
16.8.6-2 1/31/00 

1/31/00
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Power Battery Parameters 
16.8.3

CONDITION REQUIRED ACTION COMPLETION TIME

B. A single battery 
inoperable.

B. 1 ------NOTE-----
Not required when 
associated buses (PA 
or PB) are cross-tied 
for all ONS units.  

Declare associated 
distribution center 
(1DP, 2DP, 3DP) 
inoperable.

AND

B.2 -NOTE ----------
Not required when 
associated buses (PA 
or PB) are cross-tied 
for all ONS units.  

Declare Turbine Driven 
Emergency Feedwater 
(TDEFVV) System and 
Anticipated Transients 
Without Scram (ATWS) 
System inoperable.

AND

B.3 Initiate action to cross
tie the associated 
buses (PA or PB) for all 
ONS Units.

01/31/00 1

Immediately 

Immediately 

Immediately

16.8.3-2


