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NOTES:
1.BREAKER IS A 2 POLE THAT TAKES UP
3 POLES.

4.0NLY USING BOTTOM 2 POLES OF BREAKER.
5.0NLY USING TOP AND BOTTOM POLES OF
BREAKER.

6. DELETED
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