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DISITRIBUﬂON TYPE FOR 3 PHASE, 4 WIRE

120 208VAC SERVICE AND SINGLE PHASE,

IRE, 208VAC, 125VDC SERVICE CONTROLLED
AN ASCO #4411 NORMALLY CLOSED
CONTACTOR. THE CONTACTOR SHALL HAVE A
120V CONTROL COIL.

REAKERS, ALL BRKRS ARE TO BE CALIBRATED
40 DEGREES C.SINGLE POLE ERKRS ARE TO
AVE A MINIMUM INTERRUPTING CAP;
14,000 AMPS AT 277VAC TWO & THREE
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TO BE PROVIDI
EAR EACH BRKR FOR IDENTIFICATION
BRKRS SHALL BE 20 AMP BRKRS UNLESS
OTHERWISE SHOWN.

. TRIM, STRETCHE? LEVELED CODE GAUGE SHEET

STEEL WITH VAULT HANDLE LOCK & THREE
POINT_CATCH, ADJUSTABLE TRIM CLAMPS &
CONCEALED  HINGES.

FINISIL!:.ONF COAT OF RUST—RESISTANT P;IME?
FOR ALL INDOOR CABINETS
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