NOTES:

1. ENCLOSURE, CABINET Li-) SHALL BE A FREE STANDING
CABINET, 14°D X 30'W X 90°H CONTROL
EMERGENCY Lm CASNET SHALL BE ORDERED

R25-S094-L3

2. PANEL Ll—J (R25-5094) SHALL BE DEAD FRONT DI
PHASE. 4 WIRE. 120/208 VOLT A.C. SER’WCE IN

SECI’ION AND 125/250 VOLT. D.C. SERVICI
EMERGENCY

SECTION.
SHALL BE DEAD FRONT DISTRIBUTION TYPE FOR 125/250 VOLT
D.C. SERVICE

3. BRONERS, ALL BREAKERS ARE TO BE CALBRATED AT 40 DEGREES C.
Iy NTERRUPTING CAPAGITY. OF 14000 AMPS AT 377 VOLTS, AL
- A . AC.
£5 R25-S072-L188  TWo AND THREE POLE BREAKERS WITH 15-100 AMP RATING
ARE TO HAVE A MINIMUM INTERRUPTING CAPACITY OF
14,000 AMPS AT 480 VOLTS AC. CARD HOLDERS ARE TO
BE PROVIDED ON OR NEAR EACH BEAKER FOR IDENTIFICATION
5] ALL BREAKERS SHALL BE 20 AVP UNLESS OTHERWISE SHOWN.
E1-7 R25-S069—E2 R25-S077—E4 4 TRI HER LEVELED CODE GAUGE SHEET STEEL
7-C150 H-13652 VAULT VANDLE  LOCK AND THREE POINT GATCH, ADJUSTABLE
g e TRIW CLAVPS AND CONCEALED HINGES FOR CABINET
i PB1-199 AND CONTROL BLDG EMERGENCY LTG CABINET.
8 é 5. FINISH, ONE COAT OF RUST-RESISTANT PRMER, ONE COAT OF
4 ! €5 & LIGHT GRAY FINISH, ASA#61. FOR ALL INDOOR CABINETS.
2| 8 T 6. EXISTING BOX FOR CONTROL BLDG EMERGENCY LTG CABINET
PB1-201 °1° IS 14"D X 30°W X 90°H, FREE STANDING.
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