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MODES A
MODE A-FULL FLOW FOR EXCESS AMOUNT OF 1. ALL EQUIPMENT AND INSTRUMENT NUMBERS
LEAKAGE AT CHECK VALVE SEATS E11-FO31A OR C ARE TO BE PRECEDED BY MPL-E21 UNLESS
RERY, SH. 182). OTHERWISE NOTED. EXAMPLE E21~C00ZA
MODE B-FULL FLOW FOR EXCESS AVOUNT OF 2. FOR WEKGHT & MATERIAL OF PIPE, VALVES & FITTINGS
LEAKAGE AT CHECK VALVE SEAT E21-FOO3A SEE MATERIAL SPEC. SS-6009-1.
RE2). 3. ALL CHECK & GLOBE STOP CHECK VAIVES MUST BE H
MODE C-NORMAL OPERATION. SYSTEM PRESSURIZED. LOCATED CLOSE TO THE CROSS HEADER.
MIN. FLOW REGRCULATION.
o 4. JOCKEY PUMP DRANS & VENTS TO DRN.
2 5. VALVE FOA4A NORMALLY OPEN & FOA4B NORMALLY CLOSED.
BOUNDARY DIAGRAM NO.: 1E11-B01-04 . AL HGH FONT VENTS A€ 3/4', A0 AL LW PONT A
3 | NS FUNCTION(S) NO.: 1E11-01, 1E21-01 DRANS ARE 17 UNLESS NOTED OTHERWISE.
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21— L PROCESS FLOW NOTES
[Wo ] o 1. FOR PUMP NPSH pyAL. CALCULATIONS:
[Fo154 MAX. TORUS WATER TEMP.= 200°F
TORUS PRESS. = 14.7 PSIA ||
2. MIN. NPSHy CALCULATED % 7 FT.
* 3. VALVES WILL BE THROTILED TO NANTAIN DESIGN FLOWS.
o501 1E11-on 4. WHEN THE_CORE SPRAY SYSTEM IS AT TEST MODE THEN
1E11-01 1E21-01 mmmmm BE THROUGH
1E21-01_, 1E11-01 Mt D
1€21-05_, _1E21-01 6. THE JOCKEY PUMPS ARE TO PROVIDE A MINIMUM OF
@ 10 PSKG PRESSURE IN THE MAN PUMP DISCH. LEGS IN
. 4 o ADDITION TO HEAD PRESSURE. FROM WATER COLUMN.
g e $ H 7. THE RESTRCING ORFIES ARE DESKNED To DROP
- — 2 |
2 § 1621-05_, 1€21 mQ (|5.7mml)
$ Se21-o1_,_1e21-08 = g 8. RELIEF VALVES FOB1 A & B SET PRESSURE SHALL
~ - ~  “hen-o1_,_1e21-05 BE 100 PSKG.
1E21-05__1P33-04 10. CAP SUCTION LINE FROM RHR SUCTION AND SPOOL
SUCTION LINE FROM_CORE SPRAY SUCTION .|
UNTIL VAVES FOBO A & B, FO5 A & B, AND
g . 5 FOG6 A & B ARE DELIVERED.
& g T 1. PUMPS C002 A & B SHALL OPERATE ON EMERGENCY E
o =) A=C PUNPS
] REFERENCE MPL NO, SSINO. H|
1. RHR. SYS. P& E11-1010 SH1  H-16329
i oo~ it
= 2. CORE SPRAY SYS. P&ID -
b 5 RHR. SYS. PROCESS DA E11-1020 S-16326-15328
- 4. CORE SPRAY PROCESS DIA . £21-1020 5-15117
3 5. SAVPUNG SYSTEM P&ID & PFD  P33-1010 H-16281
g b 6. FUMP SEAL DWG. E£21-C002 k8 SX-15616 i
7 g 7. JOCKEY PUMP INSTR. MANUAL ~ E21-C002 A&B  SX-15110
L 3 & JOCKEY PUMP OUTLNE E21-C002 AMB  SX-15109
B 9. PIPNG & INST. SYMBOLS M1-1010 5-15051
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= LEGEND
—— —— — EXSING PIPING FOR E11-1010 o
AND/OR E21-1010.
STUFAING BOX PIPING FOR JOCKEY
COVER DR.
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