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— ALL BREAKERS OR SPACES IN THE PANEL WILL BE
ACCOUNTED FOR.
— BREAKERS WITH NO CABLES CONNECTED TO THEM WILL
BE IDENTIFIED AS "SPARE”".
— SPACES WITH NO BREAKER WILL BE IDENTIFIED WITH
A DASHED LINE TO SIGNIFY AVAILABILITY FOR
FUTURE USE AND IDENTIFIED AS "SPACE".
— EACH BREAKER SHOULD BE NUMBERED AND LOCATED ON
THE VERTICAL BUS BASED ON THE NUMBER OF THE
POLE_POSITION_ITS OPERATING LEVER OCCUPIES
(FOR 3 POLES THE LEVER IS ON THE MIDDLE POLE,
FOR 2 POLES IT IS THE TOP POLE WHEN INSTALLED ON
LEFT SIDE AND BOTTOM POLE WHEN INSTALLED ON THE
RIGHT SIDE). POLE POSITION NUMBERS ARE KNOWN BY
COUNTING EACH POLE LEFT TO RIGHT, TOP TO BOTTOM.
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