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H-42116..... FIRE PROTECTION PIPING - SYSTEM IT43130W06 - PLAN AT

J }:FWBAH ==
130" -0° - NORTHVEST.

EL.
FooirJ D452AH H-11034.. ... FIRE PROTECTION P&ID - REACTOR AND RADWASTE BLDGS.

NYO | AH 0 A-42113. 0000 HANGER DRAWINGS - SYSTEM |Tu3130W06.
FLOOR H-11868. ... FIRE DETECTION/SUPPRESSION MULTIPLEX SYSTEM - 1T43

Y et REACTOR BLDG EL
B-11821..... FIRE PROTECTION FCD - N.W. 130 WTR CURT - ITu43130W06.

N4OOAH-IV I. THE DESIGN OF THIS WET PIPE SPRINKLER SYSTEM INCLUDES THE

FOLLOWING HYDRAULIC DEMAND WHICH INCLUDES 250 GPM FOR INSIDE
HOSE AND 750 GPM FOR OUTSIDE HOSE DEMANDS: 1676.3 GPM AT
120.9 PSI FOR A DENSITY OF 0.3 GPM/SQ.FT.

-

| i %EPEE 2. THIS SPRINKLER SYSTEM HAS SPRINKLER HEADS WITH A |/2° ORIFICE

I AT A TEMPERATURE RATING OF 212 DEGREES FAHRENHEIT AND INCLUDES
THE FOLLOWING TYPE AND QUANTITY: UPRIGHT SS - 21 HEADS.

3. ALL MPL NUMBERS TO BE PRECEEDED BY ITuW3.
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