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NOTES:
. THE DESIGN OF THIS WET-PIPE SPRINKLER

SYSTEM INCLUDES THE FOLLOWING HYD-
RAULIC DEMAND.WHICH INCLUDES 250 GPM
FOR INSIDE HOSE AND 750 GPM FOR OUT -
SIDE HOSE DEMANDS: 2493 GPM @109.6 PSI
FOR A DENSITY OF 0.3 GPM/SQ.FT.

. THE SPRINKLER SYSTEM HAS SPRINKLER

HEADS WITH A /2 INCH ORIFICE AT A
TEMPERATURE RATING OF 212 DEGREES
FAHRENHEIT AND INCLUDES THE FOLLOWING

TYPE AND QUANTITY: UPRIGHT.SSU-42 HEADS

PENDANT ,SSP- 1 HEAD

.ALL MPL NO.S TO BE PRECEEDED BY ITu3.
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