
April 24, 2000

Mr. Craig G. Anderson
Vice President, Operations ANO
Entergy Operations, Inc.
1448 S. R. 333
Russellville, AR 72801

SUBJECT: ARKANSAS NUCLEAR ONE, UNIT 1 - REQUEST FOR ADDITIONAL
INFORMATION (RAI) RE: THE SHUTDOWN ELECTRICAL REQUIREMENT
PROPOSED FOR THE IMPROVED TECHNICAL SPECIFICATION
CONVERSION (TAC NO. MA8082)

Dear Mr. Anderson:

By letter dated January 28, 2000 (1CAN010007), you submitted an amendment request to
convert your technical specifications (TSs) to a format similar to NUREG-1430, "Standard
Technical Specifications - Babcock and Wilcox Plants," Revision 1, dated April 1995. The staff
has reviewed the shutdown electrical requirements contained in your proposed Improved
Technical Specification (ITS) conversion. Based on this review, the staff has concluded that
your proposal does not conform to your existing licensing basis as reflected in your current
technical specifications (CTS) or the ITS as approved by the staff in NUREG-1430. In addition,
the staff has determined that your justification for the proposed shutdown electrical
requirements does not support this deviation. Therefore, the staff has identified the following
questions pertaining to two related areas in which additional information would be required in
order for the staff to conclude that your proposed change is acceptable.

RAI 3.8.1-01

The licensee’s proposal to modify CTS Limiting Condition for Operation (LCO) 3.0.5 (see
Discussion of Change (DOC) A3), including deletion of the last sentence, is not acceptable.
The proposed changes to CTS LCO 3.0.5, when coupled with the proposed changes to the
CTS definition of OPERABILITY, would allow plant operation in MODES 5 and 6 with only
offsite power or diesel generators required to be OPERABLE. This is a less restrictive change
which has not been justified. The licensee should provide a detailed discussion of why the
change is acceptable, or retain the CTS. See also RAI 1.0-01.

RAI 1.0-01

The licensee’s proposal to modify the CTS 1.3 definition of OPERABILITY (see DOC A8) is not
acceptable. The proposed revision, when coupled with the proposed changes to CTS
LCO 3.0.5, would result in allowing plant operation in MODES 5 and 6 with only offsite power or
diesel generators required to be OPERABLE. This constitutes a less restrictive change which
has not been justified. The licensee should provide a detailed discussion of why this change is
acceptable, or retain the CTS. See also RAI 3.8.1-01.
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This RAI was discussed with Mr. Clint Szabo of your staff on April 20, 2000. This item was
identified during the initial screening review of your ITS conversion application. Due to the
potential complexities presented by this item, the staff chose to issue this RAI in advance of the
detailed review of your application. Based on past experience with ITS conversion applications,
the staff anticipates that additional RAI's will result from the detailed review of your application.
A mutually agreeable target date of August 21, 2000, was established for your response to this
RAI. If circumstances result in the need to revise the target date, please call at the earliest
opportunity.

If there are questions regarding this request, I may be reached at 301-415-1320.

Sincerely,

/RA/

M. Christopher Nolan, Project Manager, Section 1
Project Directorate IV & Decommissioning
Division of Licensing Project Management
Office of Nuclear Reactor Regulation

Docket No. 50-313

cc: See next page
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Arkansas Nuclear One

cc:
Executive Vice President

& Chief Operating Officer
Entergy Operations, Inc.
P. O. Box 31995
Jackson, MS 39286-1995

Director, Division of Radiation
Control and Emergency Management

Arkansas Department of Health
4815 West Markham Street, Slot 30
Little Rock, AR 72205-3867

Winston & Strawn
1400 L Street, N.W.
Washington, DC 20005-3502

Manager, Rockville Nuclear Licensing
Framatone Technologies
1700 Rockville Pike, Suite 525
Rockville, MD 20852

Senior Resident Inspector
U.S. Nuclear Regulatory Commission
P. O. Box 310
London, AR 72847

Regional Administrator, Region IV
U.S. Nuclear Regulatory Commission
611 Ryan Plaza Drive, Suite 400
Arlington, TX 76011-8064

County Judge of Pope County
Pope County Courthouse
Russellville, AR 72801

Vice President, Operations Support
Entergy Operations, Inc.
P. O. Box 31995
Jackson, MS 39286-1995

Wise, Carter, Child & Caraway
P. O. Box 651
Jackson, MS 39205


