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IMPORTANT NOTICE REGARDING 

CONTENTS OF THIS REPORT 

Please Read Carefully 

The only undertakings of the General Electric company (GE) 

respecting information in this document are contained in the 

contract between Commonwealth Edison Company and GE, Dresden 

Technical Specification Improvement Surveillance Test 

Interval/Allowable Out of Service Time, effective December 1997, 

as amended to the date of transmittal of this document, and 

nothing contained in this document shall be construed as changing 

the contract. The use of this information by anyone other than 

Commonwealth Edison Company, or for any purpose other than that 

for which it is intended is not authorized: and with respect to 
any unauthorized use, GE makes no representation or warranty, 

express or implied, and assumes no liability as to the 

completeness, accuracy or usefulness of the information contained 

in this document, or that its use may not infringe privately owned 

rights.
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1. INTRODUCTION 

This report extends the generic study of modifying the technical 

specification requirements of the emergency core cooling system (ECCS) on a 
plant specific basis for Dresden Nuclear Power Station, Units 2 and 3 (DR 2 
& 3), BWR 3s. The generic study (References 1 and 2) provides a technical 

basis to modify the surveillance test intervals and allowable out-of

service times of the ECCS actuation instrumentation from those of the 

generic technical specifications. The generic study also provides 

additional analyses of various known different ECCS configurations to 
support the application of the generic basis on a plant specific basis.  

The generic basis and the supporting analyses were utilized in this plant 

specific evaluation. The results of the plant specific evaluation for 

DR 2 & 3 are presented herein.
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2. EVALUATION METHOD 

The plant specific evaluation of the modification of the surveillance test 
frequencies and allowable out of service times of the ECCS actuation 

instrumentation was performed in the following steps: 

a. Gather plant specific information on the ECCS from Commonwealth 

Edison Company (ComEd). The information includes the following: 

(1) Piping and Instrumentation Diagrams (P&IDs) of ECCS, 

isolation condenser (IC), emergency service water systems, 

and air systems to ADS valves.  

(2) Elementary Diagrams of the ECCS, IC, and related systems.  
(3) ECCS, IC and electric power distribution system 

descriptions such as those in the plant Final Safety 

Analysis Report (FSAR).  

(4) Technical specifications on the ECCS, IC, the suppression 

chamber, and the electrical systems.  

(5) Information on ECCS surveillance test procedures.  
(6) Dependency matrices showing dependence of ECCS and IC 

systems on support systems and on actuation 

instrumentation.  

(7) Available data on actuation instrumentation failures.  

The latest revisions of the above items were supplied by ComEd.  

Section I of the checklist in Appendix A was used to identify 
the data source of the plant specific information.  

b. Construct the plant specific ECCS configuration from the plant 
specific information. Sections "A" through "E" in Section II of 

the Appendix A checklist was used for this process.  

c. Compare the plant specific ECCS configuration with the generic 
ECCS configuration using the generic ECCS fault trees, ECCS 
description, technical specification requirements, and other 

generic inputs. Section III of the checklist was used for this 

process.
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d. Classify the differences in ECCS system design, in support 

systems, and in instrumentation, into three categories: 

(l) Differences which obviously have no negative effect on the 

reliability of the ECCS. Examples of these "no effect" 

items are component name differences, symbol differences, 

and other minor non-functional differences. Other effects 

not requiring analysis are those in which the specific 
plant has greater redundancy than the generic model.  

Disposition of the items with obviously no negative effect 

is done with "no analysis required".  

(2) Differences which require engineering judgment for 

disposition because of the functional differences.  

Examples of these differences are the use of shared room 

cooling systems in a specific plant compared with 

individual room cooling systems in the generic plant. The 

disposition of such items would require engineering 

assessment in a "simple study" as shown in Appendix F of 
Reference 2.  

(3) Differences which require additional analyses to evaluate 

the effect on the ECCS reliability. Examples of such 

differences are use of two diesel generators and two 

electrical systems in a specific plant compared with a 

larger number of diesel generators and electrical systems 

in the generic evaluation. Disposition of these items 
would require additional analyses ("Modify fault trees and 

perform analysis.") to compare with the generic results.  

These analyses are documented in Reference 2.  

e. Compile a list of plant specific differences of Categories (2) 

and (3).  

f. Assess the reliability effect of the differences identified in 

Step (e) on the generic results. The results of the assessment 
are documented in Section III of the checklist, Appendix A.  

g. Document the results of the plant specific evaluation.  

The above seven step process is documented in Appendix A of this report.
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3. RESULTS OF ECCS EVALUATION 

The results of the plant specific evaluation of the ECCS for DR 2 & 3 are 

documented in Appendix A of this report. The results show that the ECCS and 

support systems configuration of DR 2 & 3 has nine differences from the BWR 

3/4 generic model* which are classified Category (3), and two which are in 

Category (2).  

3.1 Detailed Analyses 

The DR 2 & 3 differences in Category (3), requiring detailed analysis, are 

as follows: 

a. The generic model has two loops of core spray injection with 2 

pumps per loop, DR 2 & 3 have 2 loops with each loop having one 

pump and one injection valve.  

b. The generic model has 4 LPCI pumps with 1 pump per loop, 

DR 2 & 3 have 2 LPCI loops with 2 pumps per loop.  

*The term "generic model" means the ECCS configuration used in the generic 

analysis.  

c. The generic model has 1 HPCI pump, DR 2 & 3 have 2 HPCI pumps 

(one main and one booster pump.) 

d. The generic model has 4 diesel generators, DR 2 & 3 have 2 

diesel generators each. (One DG is shared between units 2 & 3, 

as discussed in Section 3.2, below.) 

e. The generic model has 4 divisions of onsite AC power, DR 2 & 3 

have 2 divisions of onsite AC power.  

f. The generic model has 4 divisions of DC power, DR 2 & 3 have 2 

divisions of DC power.
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g. The generic model has no loop selection logic for LPCI, DR 2 & 3 

have loop selection logic.  

h. The generic model has 8 individual instrument channels for RPV 

water level, drywell pressure, and RPV pressure permissive 

signals; DR 2 & 3 have 4 common RPV level signals, 4 drywell 

pressure signals, and 4 RPV pressure permissive signals, each in 

l-out-of-2 twice logic.  

i. The generic model core spray and LPCI injection valve signal 

failure requires 4 signals to fail; DR 2 & 3 core spray and LPCI 

injection valves can fail upon failure of 2 signals.  

All nine of these differences result in less redundancy of emergency 

equipment for DR 2 & 3, so they impact the ECCS water injection function 

failure frequency. The BWR 3/4 fault tree was modified to Case 4B, as 

described in Section 5.4 of Reference 2, to account for these differences.  

3.2 Simple Studies 

The Category (2) differences between DR 2 & 3 and the generic model, 

requiring a simple study, are: 

a. The generic model requires 2 out of 5 ADS valves to open for 

success, whereas DR 2 & 3 require 2 out of 4.  

b. The generic model has one diesel generator for each electrical 

division, DR 2 & 3 have one dedicated DG each, with a third DG 

shared between the two units.
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For success of ADS both DR 2 & 3 and the generic model require that 2 ADS 

valves open. The generic model can tolerate failure of three ADS valves, 

DR 2 & 3 can tolerate 2 valve failures. For valves of equal reliability, 

success of 2 out of 4 valves has a slightly lower probability than does 

success of 2 out of 5, but in either case the failure probability is less 

than 2E-9 per demand. This is insignificant compared with other ECCS system 

unavailabilities. Also, the multiple ADS valves and the other safety/relief 

valves that are not connected to ADS (but could be actuated by an operator) 

give a very high probability that the reactor can be depressurized when 

required. It is judged that the difference in ADS valves will have a 

negligible impact on the results obtained for the generic model.  

With regard to the sharing of diesel generators (DGs) between Units 2 and 

3, this will have no effect on the analysis for the Loss of Offsite Power 

(LOSP) at either one of the units. In the event both units have 

simultaneous LOSP, which is a less frequent event than LOSP at a single 

unit, "Each unit has its own diesel generator sized to carry the ECCS power 

requirements on one unit or supply that power necessary for the safe 

shutdown of the unit. Another diesel generator is shared by units 2 and 3.  

from an operational standpoint each diesel generator is capable of 

either parallel or independent operation. Likewise the emergency bus system 

is designed to operate either sectionalized or as a ring bus between Units 

2 and 3. Therefore, under a situation in which all off site power is lost, 

the operator has the ability to cope with all types of onsite emergencies." 

(Ref. 6, DR 2 & 3 FSAR). Also, it is possible, through breaker ties to the 

electrical buses, to manually make any DG available to either unit.
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4. SUMMARY AND CONCLUSIONS 

A plant specific evaluation of modifying the surveillance test intervals 

and allowable out of service times of the ECCS from the technical 
specifications of DR 2 & 3 has been performed. The evaluation utilized the 
plant specific information supplied by ComEd and the generic basis and the 
additional analyses documented in Referencez . and 2.  

The results indicate that the ECCS configuration for DR 2 & 3 is similar to 

the ECCS configuration in the generic evaluation, with 11 significant 

differences. The differences between DR 2 & 3 and the generic model have 
been modeled by envelope case 4B of Reference 2, plus two simple studies, 
which show that the proposed changes to ECCS actuation instrumentation 
Technical Specifications would meet the acceptance criteria in Reference 2.  

Therefore, the generic basis in References 1 and 2 is applicable to 

DR 2 & 3. The Technical Specifications ECCS Actuation Instrumentation 

Surveillance Requirements table in Appendix A reflects the present 

requirements and proposed changes.  

5. REFERENCES 

(1) D. B. Atcheson, et al., "BWR Owners' Group Technical 
Specification Improvement Methodology (with Demonstration for 
BWR ECCS Actuation Instrumentation)", General Electric Company, 

NEDC-30936P-A, Part 1, December 1988.  

(2) D. B. Atcheson, et al., "BWR Owners' Group Technical 

Specification Improvement Methodology (with Demonstration for 
BWR ECCS Actuation Instrumentation)", General Electric Company, 

NEDC-30936P-A, Part 2, December 1988.
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Section I - ECCS Plant Specific Data Source 

Utility: Commonwealth Edison Co.  

Plant: Dresden Nuclear Power Station, Units 2 & 3 

Source 
Number 

1. ECCS and IC P&IDs 

2. Emergency Service Water P&IDs 

3. Electrical Drawings 

4. Instrumentation Logic Diagrams 

5. ECCS Fault Trees 

6. Final Safety Analysis Report 

7. Technical Specifications 

8. Other Drawings 

9. Dependency Matrices 

10. Failure Data 

11. Test Procedure Questionnaire 

12. Telephone Call Records 

13. NEDC-30936P, Part 1
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Section II - ECCS Configuration Data

A. ECCS System

1. Number of: 

- Core Spray Pumps/Loops 
- LPCI Pumps 
- ADS valves 
- HPCI Pumps 

2. Needed for Success, Number of: 
- Core Spray Pumps/Loops 
- LPCI Pumps 
- ADS Valves 

3. Number of: 

- Diesel Generators 
- Electrical Divisions

4. IC or RCIC

5. Loop Selection logic

GENERIC Difference Data* 
DR BWR 3/4 (Y/N) Source

2/2 
4 
4** 
2****

I/i 
1 

2 

2

4/2 
4 
5 
1 

2/1 
1 
2

4 
4

IC RCIC

Y

The number shown in the Data source column 
listed in Section 1.

N

1 
1 
1 
1

Y 
N 
Y 
Y 

Y 
N 
N 

Y 
Y

6 
13 
13

3,6 
3,6

Y 

Y

1 

6

refer to the documents

4 automatic ADS Valves plus one manual valve.  

*** Each unit has one dedicated diesel generator, and a 
shared between units 2 & 3.  

** One main and one booster pump.

third DG is
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Section II - ECCS Configuration Data 

B. SUPPORT SYSTEM DEPENDENCIES 
The dependencies each front line ECCS system has on the listed 
support subsystems for the generic and specific plants are shown.  

FRONT LINE SYSTEMS 

LPCI CORE SPRAY 
SUPPORT --- LOOPS-- --- LOOPS-- ADS ADS IC/ DIESELS 
SUBSYSTEMS A B C D A B A B RCIC HPCI A B*C D 

OFFSITE AC POWER X X G G X X G G 

ONSITE AC POWER 
DIVISION 1 X S G X X X X 
DIVISION 2 S X G X X X S X 
DIVISION 3 G G G G 
DIVISION 4 G G G G 

ONSITE DC POWER 
DIVISION 1 X S G X X X X 
DIVISION 2 S X G X G X S X X 
DIVISION 3 G G G G G G G 
DIVISION 4 G G G G G G 

SERVICE WATER 
EMERGENCY A G G G G X 
EMERGENCY B G G G G X 
EMERGENCY C G G 
EMERGENCY D G 

WATER SUPPLY 
SUPPRESSION POOL X X G G X X G X 
CONDENSATE TANK S S G G X X 
SPRAY POND/COOLING LAKE X X G G 

AIR 
CONTROL AIR X X S 
CONTAINMENT INSTR. AIR G G 

ROOM COOLING 
LPCI G G G G 
CS G G 
RCIC/IC G 
HPCI G 
DIESELS G G G G 

X = IN BOTH GENERIC AND SPECIFIC BWR 3/4s; G = ONLY IN GENERIC BWR 3/4 
S = ONLY IN SPECIFIC BWR 3/4 
* Diesel generator B is shared between Units 2 and 3. DG C of Unit 3 

serves the same role as DG A of Unit 2.
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Section II - ECCS Configuration Data 

C. INSTRUMENTATION DEPENDENCIES 

The dependencies each front line ECCS system has on the listed 
actuation instrumentation for the generic and specific plants are 
shown.  

FRONT LINE SYSTEMS 

CORE SPRAY ADS 
ACTUATION \---LPCI PUMPS-- ---- LOOPS-- LOGIC IC/ 
INSTRUMENTATION \A B C D A B A C RCIC HPCI 

RPV WATER LEVEL 1 
(LOW LOW LOW) 
LT-263-23A* X S X X S 

-23B* X S X X S 
-23C* S X X X S 
-23D* S X X X S 

RPV WATER LEVEL 2 
(LOW LOW) 
692B,D,F H G 
692A, E/697A, E G 

RPV WATER LEVEL 3 (LOW 
1430-105A, 106A G 
1430-105B, 106B G 

RPV WATER LEVEL 8 (HIGH) 
693A, E/698A, E G S 
693B, F X 

DRYWELL PRESSURE HIGH 
PS 1632A,C X S X G G S 

B,D X S X X 
1628A, 1628B G G S G G 
1629A, 1629B G G S G 

X = IN BOTH GENERIC AND SPECIFIC BWR 3/4s 
G = ONLY IN GENERIC BWR 3/4 
S = ONLY IN SPECIFIC BWR 3/4 
* Generic BWR 3/4 has two sensors for each Level 1 line.
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Section II - ECCS Configuration Data 

C. INSTRUMENTATION DEPENDENCIES (Continued) 

The dependencies each front line ECCS system has on the listed 
actuation instrumentation for the generic and specific plants are 
shown.  

FRONT LINE.SYSTEMS

ACTUATION 
INSTRUMENTATION 

RPV PRESSURE LOW 
263-IIIA*,C* 

-IIIB*,D* 
-52A 
-52B 

RPV PRESSURE HIGH

CORE SPRAY 
\---LPCI PUMPS-- --- LOOPS-

\A B C D A B

x
x

S 

G
S 

G

G 

x

ADS 
LOGIC 
A B

IC/ 
RCIC HPCI

G 

x

S

INJECTION VALVE DELTA P 
DPR58A 
DPR58B 
DPR58C 
DPR58D

LPCI PUMP DISCH PRESS HI 
A,B,E,F 
C, D, H, J 

CS PUMP DISCH PRESS HI 
A, C 
B,D 

ADS DRYWELL PRESS BYPASS TIMER 
A/C 
B/D

ADS TIMER

MANUAL INITIATION SW

X = IN BOTH GENERIC AND SPECIFIC BWR 
G = ONLY IN GENERIC BWR 3/4 
S = ONLY IN SPECIFIC BWR 3/4 
* These pressure switches are used in

x x x x x x x x x x

the LPCI loop select logic only.
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Section II - ECCS Configuration Data 

C. INSTRUMENTATION DEPENDENCIES (Continued) 

The dependencies each front line ECCS system has on the listed 
actuation instrumentation for the generic and specific plants are 
shown.  

FRONT LINE SYSTEMS 

RELATED CORE SPRAY ADS 
NON-ACTUATION \---LPCI PUMPS-- --- LOOPS-- LOGIC IC/ 
INSTRUMENTATION \A B C D A B A C RCIC HPCI 

LPCI PUMP DISCHARGE 
FLOW LOW 

PS-1501-58A** X S 
-58B** G S S 
-58C G 
-58D G 

CS SYS DISCHARGE 
FLOW LOW 
FL-1464A X 

-1468B X 

CST LEVEL LOW 
(LS2350 A,B,C,D) G X 

SUPPRESSION POOL 
LEVEL HIGH G X 

HPCI PUMP DISCHARGE 
FLOW LOW (FSL 2354) X 

HPCI TURBINE EXHAUST 
PRESSURE HIGH (656B,F) X 

HPCI PUMP SUCTION 
PRESSURE LOW (653) X 

X = IN BOTH GENERIC AND SPECIFIC BWR 3/4s 
G = ONLY IN GENERIC BWR 3/4 
S = ONLY I SPECIFIC BWR 3/4 
** The LPCI low flow alarm is generated from loop flow, as there is not a 

pump discharge flow measure.
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Section II - ECCS Configuration Data

D. Minimum Number of Sensors, Channels, or Components for Failure, DR.  

A: = MINIMUM SENSOR FAILURES REQUIRED TO FAIL TRIP FUNCTION* 
B: = MINIMUM NUMBER SENSOR FAILURES REQUIRED TO FAIL FUNCTION - TOTAL 
C: = MINIMUM NUMBER OF SENSOR TYPES REQUIRED TO FAIL FUNCTION 

DIFFERENT

TRIP 
FUNCTION 

CS PUMP 
INITIATION 

CS INJ VALVE 

LPCI PUMP 
INITIATION 

LPCI INJ VALVE 

ADS INITIATION 

ADS TIME DELAY 

HPCI 
INITIATION 

HPCI LEVEL 8 

HPCI INJ VALVE 

HPCI WATER 
SOURCE 

IC/RCIC 
INITIATION 

IC/RCIC LEVEL 8 

IC/RCIC WATER 
SOURCE 

IC/RCIC INJ 
VALVE

A
B

2 DRYWELL PRESSURE AND 
2 RPV LEVEL 1 (LOW LOW LOW) 

2 RPV LOW PRESSURE 

2 DRYWELL PRESSURE AND 
2 RPV LEVEL 1 

2 RPV LOW PRESSURE 

2 RPV LEVEL 1 

2 TIMERS 

2 DRYWELL PRESSURE AND 
2 RPV LEVEL 1 

2 RPV LEVEL 8 (HIGH) 

2 DRYWELL PRESSURE AND 
2 RPV LEVEL 1 

1 CST LEVEL LOW 
1 SUPPRESSION POOL WATER 

LEVEL - HIGH 
2 RPV PRESSURE HIGH

24 

2 

4 

2 

2 

2 

4

1 

2 

1 

1 

1 

2 

1 

2

2 

4 

2 

2

1 

1

FROM GENERIC 
(Y/N) 

B C 

N N

Y 

N 

Y 

N 

N 

N 

N 

N 

N

N

N 

N 

N 

N 

N 

N 

N 

N 

N 

N

NOT APPLICABLE 

NOT APPLICABLE

2 RPV PRESSURE HIGH 2 1 N N

* Based on data sources 4 & 6.
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Section II - ECCS Configuration Data 

E. Surveillance Requirements, ECCS Instrumentation and Related Subsystems* 
SURVEILLANCE 
REQUIREMENTS** DIFFERENCE 

GENERIC 3/4 DR (Y/N) 
CORE SPRAY SYSTEM 

REACTOR WATER LEVEL 1 
(LOW LOW LOW) M M N 

DRYWELL PRESSURE HIGH M M N 

REACTOR PRESSURE LOW M M N 

MANUAL INITIATION R N/A Y 

LPCI 
REACTOR WATER LEVEL 1 M M N 
DRYWELL PRESSURE HIGH M M N 
REACTOR PRESSURE LOW M M N 
INJECTION VALVE DIFFERENTIAL 

PRESSURE LOW M N/A Y 
MANUAL INITIATION R N/A Y 

HPCI 
REACTOR WATER LEVEL 1 M M N 
DRYWELL PRESSURE HIGH M M N 
CST LEVEL LOW M M N 
SUPPRESSION POOL LEVEL HIGH M M N 
REACTOR WATER LEVEL 8 (HIGH) M M N 
MANUAL INITIATION R E Y 

ADS 
REACTOR WATER LEVEL 1 M M N 
DRYWELL PRESSURE HIGH M M N 
ADS DRYWELL PRESSURE 

BYPASS TIMER M E Y 
ADS TIMER M E Y 
CORE SPRAY PUMP DISCHARGE 

PRESSURE M M N 
LPCI PUMP DISCHARGE PRESSURE M M N 
REACTOR WATER LEVEL 3 (LOW) M N/A Y 
MANUAL INITIATION R N/A Y 

INJECTION VALVE STROKE TEST Q M/Q Y 

DIESEL GENERATOR M M N 

ELECTRIC POWER 
ESSENTIAL AC W W N 
ESSENTIAL DC W W N 
ESSENTIAL AC BUSSES W W N 

* Based on Technical Specifications, data source 7, and data source 12.  

** M = MONTHLY, W = WEEKLY, Q = QUARTERLY, R = REFUELING, E=SESQUIANNUAL 
(At least once per 18 months)
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Section III - ECCS Configuration Differences Classification

(Dresden Nuclear Power Station, Units 2 & 3)

Plant Specific Classification (Justifi
BWR 3/4 Generic Model Difference cation if Insignificant)

A. ECCS System Differences 

1. There are 2 CS 
loops with 2 pumps 
per loop.  

2. There are 4 LPCI 
loops with 4 
injection valves.  

3. HPCI has 1 pump.  

4. RCIC, no IC.  

5. 2 of 5 ADS valves 
required for 
success.

DR has 2 CS loops 
with one pump and 
one injection valve 
per loop.  

DR has 2 LPCI loops 
with 2 injection 
valves.  

HPCI has 2 pumps.  

IC, no RCIC.  

2 of 4 ADS valves 
required for 
success.

B. Support Systems Differences

1. 4 diesel 
generators.  

2. 4 divisions of 
onsite AC power.

2 DGs, one DG shared 
between Units 2 & 3.  

2 divisions of onsite 
AC power.
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Section III - ECCS Configuration Differences Classification (cont.) 

(Dresden Nuclear Power Station, Units 2 & 3) 

Plant Specific Classification (Justifi
BWR 3/4 Generic Model Difference cation if Insignificant)

3. 4 divisions of 
onsite DC power.  

4. Room cooling 
required for ECCS 
subsystems and 
diesel generators.

2 division of onsite 
DC power.  

No room cooling 
required for ECCS 
or for diesel 
generators.

C. Instrumentation and Procedures Differences

1. LPCI has no loop 
selection logic.  

2. The number of 
instrument channels 
for RPV level, dry
well pressure and 
RPV pressure is 8.  

3. CS injection valve 
signal failure 
requires 4 signals 
to fail.  

4. LPCI pump discharge 
pressure high is a 
permissive.  

5. Injection valves 
are stroke tested 
quarterly.

LPCI uses loop 
selection logic.  

Number of instru
ment channels for 
RPV, level drywell 
pressure and RPV 
pressure is 4.  

CS and LPCI injection 
valves can fail 
upon failure of 
2 signals.  

LPCI pump discharge 
pressure signal for 
annunciation only.  

Injection valve 
stroke tests 
performed monthly 
or quarterly.
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ECCS Actuation Instrumentation Surveillance Requirements

Functional Unit Check 

1. Core Spray (CS) System 

a. Reactor Vessel Water S 
Level - Low Low 

b. Drywell Pressure - NA 
High(d) 

c. Reactor Vessel NA 
Pressure - Low 
(Permissive) 

d. CS Pump Discharge Flow NA 
- Low (Bypass) 

2. Low Pressure Coolant Injection

a. Reactor Vessel Water 
Level - Low Low 

b. Drywell Pressure 
High(d) 

c. Reactor Vessel 
Pressure - Low 
(Permissive) 

d. LPCI Pump Discharge 

Flow - Low (Bypass) 

3. High Pressure Coolant 

a. Reactor Vessel Water 
Level - Low Low 

b. Drywell Pressure 
High (d) 

c. Condensate Storage 
Tank Level - Low 

d. Suppression Chamber 
Water Level - High 

e. Reactor Vessel Water 
Level - High (Trip) 

f. HPCI Pump Discharge 
Flow - Low (Bypass) 

g. Manual Initiation

S

NA 

NA 

NA 

Injection 

S

NA 

NA 

NA 

NA 

NA 

NA

Channel Applicable 
Channel Functional Channel Operational

Test Calibration Mode(s)

Q 

Q

M-+Q 

M- Q

Q E'e)

1, 2, 3, 4 (b), 5 (b) 

1, 2, 3 

1, 2, 3, 4 (b), 5 (b) 

1, 2, 3, 4 (b), 5 (b)

(LPCI) Subsystem

M-+ Q 

M- Q 

M- Q 

Q

(HPCI) 

M -+

System (a) 

Q

Q(f) 

Q 

Q 

E(e)

Q(f)

Q

M- Q 

M- Q 

M- Q

Q 

E

1, 2, 3, 4 (b), 5 Wb) 

1, 2, 3 

1, 2, 3, 4 (b), 5 (b) 

1, 2, 3, 4 (b), 5 (b)

1, 2, 3 

1, 2, 3 

1, 2, 3 

1, 2, 3 

1, 2, 3 

1, 2, 3 

1, 2, 3

NA 

NA 

Q)M

Q

NA
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Channel Applicable 
Channel Functional Channel Operational 

Functional Unit Check Test Calibration Mode(s)

4. Automatic Depressurization System(a)

a. Reactor Vessel Water 
Level - Low Low 

b. Drywell Pressure 

HighId) 

c. Initiation Timer 

d. Low Low Level Timer 

e. CS Pump Discharge 
Pressure - High 
(Permissive) 

f. LPCI Pump Discharge 
Pressure - High 
(Permissive) 

5. Loss of Power 

a. 4.16 kv Emergency Bus 
Undervoltage (Loss of 
Voltage) 

b. 4.16 kv Emergency Bus 
Undervoltage (Degraded 
Voltage)

S 

NA 

NA 

NA 

NA 

NA

NA 

NA

M- Q 

M- Q

E 

E

E 

E

QMf)

Q 

E 

E 

Q 

Q

E 

E

1, 2, 3 

1, 2, 3 

1, 2, 3 

1, 2, 3 

1, 2, 3 

1, 2, 3

1, 2, 3, 4 (c), 5 (c) 

1, 2, 3, 4 (c), 5 (c)
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Table Notation 

(a) Not required to be OPERABLE when reactor steam dome pressure is 
•150 psig.  

(b) When the system is required to be OPERABLE per Specification 3.5.B.  

(c) Required when the associated diesel generator is required to be 
OPERABLE per Specification 3.9.B.  

(d) This function is not required to be OPERABLE when PRIMARY CONTAINMENT 
INTEGRITY is not required.  

(e) Trip units are calibrated at least once per 92 days and transmitters 
are calibrated at the frequency identified in the table.  

(f) Trip units are calibrated at least once per 92 days and transmitters 
are calibrated at the frequency identified in the table.  

Test/Calibration Frequency 

Abbreviations 

A Annually 
M Monthly 
S Each Shift 
NA Not applicable 
Q Quarterly 
R Refueling 
SA Semiannually 
S/U Startup 
W Weekly 
E Sesquiannual 

Operational Modes 

1. Power Operation 
2. Startup 
3. Hot Shutdown 
4. Cold Shutdown 
5. Refueling
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