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Table 1 
Approval Authority for PROCESS SAFETY REQUIREMENTS 

*** For Information Only *** 

PSR Number ()PSR Title PSR 1 
__ 1 Approval 
______________Authority 

PSR-I Requirements for Liquid Transfers of Fissile OH/WVDP 
(OSR/GP-7) Material 

PSR-2 Main Plant Stack Airborne Effluent Sampling System OH/WVDP 
(OSR/GP-10) Requirements 

PSR-3 Building and Vessel Ventilation System WVNS 
(OSR/GP-3) Requirements 

PSR-4 Fuel Assembly Storage and Handling Requirements' OH/WVDP 
(OSR/GP-11 and 

OSR/GP-17) 

PSR-5 Standby and Backup Power Requirements WVNS 
(OSR/GP-5) 

PSR-6 Fissile Material Packaging and Storage OH/WVDP 
(OSR/GP-12) Requirements _..  

PSR-7 Evacuation Alarm, Emergency Paging System, and WVNS 
(TR/GP-13) Sheltering Alarm Requirements 

PSR-8 Fire Protection Systems Requirements OH/WVDP 
(TR/GP-16) 

PSR-10 High-Level Waste Tank Leak Detection and Recovery OH/WVDP 
(OSR/IRTS-l and Requirements 

OSR/IRTS-3) 

PSR-1I High-Level Waste Tank Spare Capacity Requirements WVNS 
(OSR/IRTS-3) 
PSR-12 Vitrification Facility Ventilation and Off-Gas WVNS 

Systems Requirements 

PSR-13 Vitrification Facility Standby Power Requirements WVNS 

PSR-15 NO, Monitoring Instrumentation Requirements WVNS 

PSR-16 Anhydrous Ammonia Monitoring Instrumentation and OH/WVDP 
Storage Requirements 

PSR-17 Minimum Staffing Levels for Safe Facility OH/WVDP 
Operation I 

(*) The information given in the parentheses provides a cross-reference 
between the old Operational Safety Requirements (OSRs) or Technical 
Requirements (TRs) and the new Process Safety Requirements (PSRs).  

NOTE: Table 1 is provided for information only and does not require OH/WVDP 
approval. It is updated periodically to reflect the latest information.

WVDP:0003996.RM



Table 2 
PSR IMPLEMENTING PROCEDURES 

*** For Information Only ***

WVDP-218 
Rev. 9 
Page 12 of 16

FC1> 

PSR # PSR TITLE IM4PLF14ENTING PROCEDURES COGNIZANT WMANGER 
(COGNIZANT 

ENGINEER) 

1 equirements for SOP 06-02 Vessel Off-Gas System Operation W. L. Zuppinger 

iquid Transfers of SOP 07-08 Process Building Liquid Waste Handling (P. E. Walters) 

Fissile Material SOP 71-06 Tank 12-35104, Tank 7D-13, and Tank 13D-8 Transfers 

2 Main Plant Stack MP-300 Routine WVDP Stack Air Effluent Monitoring and Sampling W. L. Zuppinger 

Airborne Effluent EMP-301 Calibrating, Maintaining, and Operating WVDP Stack Air Effluent Monitoring & (L. B. Karmel) 

Sampling System Sampling Systems 

Requirements EM-8 Calibration of Air Sampling Equipment 

Job Card: ME-2868 

3 Building and Vessel SOP 00-29 Main Plant Surveillance Data Sheet Control W. L. Zuppinger 

Ventilation System SOP 06-02 Vessel Off-Gas System Operation (S. W. Fritz) 

Requirements SOP 08-26 HLW Operations WTF Rounds 

OP 15-28 In Place Leak Test of HEPA Filters 

SOP 30-03 STS Quarterly Electrical Outage Test 

SOP 30-05 Main Plant Quarterly Power Outage Test 

Job Cards: 6T-2, 6T-2A, 6T-3, 6T-3A, 6-PDAH-10, 6-PDR-17R, 6-PDR-17T, 8-PDAH-4, 8T-1/l/l, 

8T-lA/l/l, 8-PDR-2R, 8-PDR-2T, 15T-49, 15T-49A, 15T-73, 15T-73A, 15-PDR-45R, 

15-PDR-45T, 15-PDR-45AR, 15-PDR-45AT, 15-PDR-IIR, 15-PDR-1IT, 15-PDR-6R, 

15-PDR-6T, 15-PDR-44R, 15-PDR-44T, 15-PDR-44AR, 15-PDR-44AT, 15-PDR-10R, 

15-PDR-10T, 15-PDR-5R, 15-PDR-5T, 15-PDAH-34, 15-PDAH-34A, 15-PDAL-35, 

15-PDAL-35A, 15-PDAH-ll, 15-PDAH-6, 15-PDAL-6A, 15-PDAL-3A, 56-T-203, 56-T-204, 

56-T-203A, 56-T-204A, 56-PDR-229, 56-PDR-230, 56-PDR-231, 56-PDR-232, 

56-PDAL-229, 56-PDAL-230, 56-PDAH-229, 56-PDAH-230, TC-LW-5021, TC-3070

WVDP:-3996.RM



Table 2 •tontinued) 
PSR IMPLEMENTING PROCEDURES 

(For Information Only)

WVDP-218 
Rev. 9 
Page 13 of 16

FC1> 

PSR # PSR TITLE IMPLEMENTING PROCEDURES COGNIZANTMANAGER 

(COGNIZANT 

ENGINEER) 

4 Fuel Assembly Storage SOP 1-10 Operation of the Fuel Pool Service Bridge and Fuel Hoist T. G. Weiss 
and Handling SOP 1-11 Emplacement and Removal of the Fuel Pool Gate (lM-2) (A. P. Suda) 

Requirements SOP 1-12 Fuel Pool Water Treatment System 
SOP 1-55 Cask Preparation Operations 

SOP 1-57 TN-BRP and TN-REG Cask Lifting Procedure 
SOP 1-62 Loading of the TN-REG and TN-BRP Casks 

Job Card: TC-3424 

5 Standby and Backup SOP 00-29 Main Plant Surveillance Data Sheet Control W. L. Zuppinger 
Power Requirements SOP 30-05 Main Plant Quarterly Power Outage Test (S. A. Aiple) 

SOP 30-08 STS/PVS Standby Generator Operation 

Job Cards: 15K-10A, 15K-21/2/3, 30-P-2, 30-P-1 

6 Fissile Material SOP 09-02 Radioactive Waste Packaging/Repackaging F. A. Tarantello 
Packaging and Storage SOP 09-21 Lag Storage Operations (J. J. Hollinden) 
Requirements SOP 09-24 Lag Storage Inspection 

SOP 15-27 Inventorying Nuclear Material in Nuclear Material Control Area 
SOP 300-09 Interim Waste Storage Facility Operation 

7 Evacuation Alarm, WV-920 "812" All Page Speaker Annual Functional Test W. L. Zuppinger 
Emergency Paging COS-POS-004 Main Gate Desk (W. J. Kullman) 

System, and 
Sheltering Alarm Job Cards: MP5018, TC-3293 

requirements

WVDP:0003996.RM



Table 2 (Continued) 
PSR IMPLEMENTING PROCEDURES 

(For Information Only)

WVDP-218 
Rev. 9 
Page 14 of 16

FC1> 

PSR # PSR TITLE IMPLEMENTING PROCEDURES COGNIZAN4T MANAGER (COGNIZANT %!AR 

ENGINEER) 

8 Fire Protection VDP-177 WVDP Fire Protection Manual W. L. Zuppinger 

Systems Requirements OP 00-04 Safety Equipment Release Form (J. T. Allan) 

OP 33-02 Maintenance and Testing Fire Pumps 
SOP 33-03 Testing Sprinkler Systems 

OP 33-09 Water Supply for the Fire Protection Systems 
SOP 63-69 Operation of the Vitrification Fire Protection Systems 

Job Cards: 7-FP-GT-0005, 33G-1, 33G-2, 33G-2-MPO, 33-FAP-020, 33-FAP-024, 33-FAP-025, 

33-FAP-033, 33-FAP-034, 33-FAP-037, 33-FP-OSY-0046, 33-FP-OSY-0047, 

33-FP-OSY-0050, 33-FP-OSY-0053, 33-FP-BU-0072, 33-FP-OSY-0137, 33-FP-BB-0365, 
33-FP-HYD-0612, TC-3443 

10 igh-Level Waste Tank SOP 08-26 HLW Operations WTF Rounds D. C. Meess 

eak Detection and (C. F. Ross) 

ecovery Job Cards: 8LR-I, 8LR-lT, 8LR-IR, 8LAH-I, 8LR-5, 8LR-5T, 8LR-5R, 8LAH-7 
equirements 

11 High-Level Waste Tank SOP 07-08 Process Building Liquid Waste Handling D. C. Meess 

Spare Capacity SOP 08-22 WTF Water Monitoring and Control Procedure (C. F. Ross) 

Requirements SOP 08-26 HLW Operations WTF Rounds 

SOP 50-23 Tank 8D-3 Liquid Collection and Transfer Operation 
SOP 55-05 Operation of the WTF Chemical Addition System 

SOP 55-13 Waste Return From CFMT 
SOP 55-14 Waste Transfer from Tank 8D-4 to Tank 8D-2 

SOP 71-23 Transfer of Liquid from LWTS to the Waste Tank Farm 

Job Cards: 8LI-2, 8LI-6

WVDP,- 3996.RM



Table 2 (uontinued) 
PSR IMPLEMENTING PROCEDURES 

(For Information Only)

WVDP-218 
Rev. 9 
Page 15 of 16

FC1> 

PSR # PSR TITLE IMPLEMENTING PROCEDURES COGNIZANT MANAGER 

(COGNIZANT 
ENGINEER) 

12 Vitrification SOP 15-28 In Place Leak Test of HEPA Filters T. F. Kocialski 
Facility Ventilation SOP 63-37 Vitrification Operations Surveillance Data Sheet Control (J. Dempster) 
and Off-Gas Systems SOP 63-81 Vitrification Alarm Responses 
Requirements SOP 63-83 Standby Diesel Generator and Electrical Distribution System Operation 

SOP 64-01 NO, Abatement and Radioactive Particulate Reduction System 
OP 64-06 Ex-Cell Off-Gas HEPA Filter Replacement (on hold) 

SOP 67-01 Vitrification Facility HVAC System 
SOP 67-06 Filter Change Procedure for VF HVAC Secondary Filters (on hold) 

Job Cards: 64-T-009A, 64-T-009B, 67-T-001A, 67-T-001B, 67-T-001C, 67-T-002A/A, 

67-T-002A/B, 67-T-002A/C, 67-T-002B/D, 67-T-002B/E, 67-T-002B/F, 67-T-002B/G, 
67-T-002B/H, 67-T-002B/I, 67-T-002B/J, 67-T-002B/K, 67-T-002B/L, TC-3231, 
TC-3234, TC-3235, TC-3236, TC-3237, TC-3238, TC-3380, TC-3381, TC-3382, 
TC-3383, TC-3384, TC-3601, TC-3602, 64-K-003A, 64-K-003B, 64-K-003C, 

64-PDR/PDT-6305, 64-PDR/PDT-6308, 64-PDR/PDT-6405, 64-PDR/PDT-6408, 
67-PDR/PDT-0056A, 67-PDR/PDT-0056B, 67-PDR/PDT-0056C, 67-PDR/PDT-0063A, 
67-PDR/PDT-0063B, 67-PDR/PDT-0063C, 67-PDR/PDT-0081, 67-PDR/PDT-0082, 
67-PDR/PDT-0083, 67-PDR/PDT-0084, 67-PDR/PDT-0085, 67-PDR/PDT-0086, 
67-PDR/PDT-0087, 67-PDR/PDT-0088, 67-PDR/PDT-0089 

13 Vitrification SOP 63-37 Vitrification Operations Surveillance Data Sheet Control T. F. Kocialski 
Facility Standby SOP 63-43 Uninterruptible Power Supply Operation (J. Dempster) 
Power Requirements SOP 63-81 Vitrification Alarm Responses 

SOP 63-83 Standby Diesel Generator and Electrical Distribution System Operation 

SOP 64-01 NO, Abatement and Radioactive Particulate Reduction System 

Job Card: TC-3232 

15 O, Monitoring SOP 41-43 Calibration Procedure for Gas Detectors, Indicators, Analyzers, Alarms and T. F. Kocialski 
Instrumentation Controls (J. Dempster) 

Requirements SOP 63-43 Uninterruptible Power Supply Operation 
SOP 63-81 Vitrification Alarm Responses 

Job Cards: 61-AIT-097, 64-AIS-7201, 64-AIS-7203, 64-AIS-7204, 64-AIS-7205, 64-AIS-7206, 
64-AIS-7207, 64-AT-7201, 64-AT-7203, 64-AT-7204, 64-AT-7205, 64-AT-7206, 
64-AT-7208, TC-3199, TC-3211
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Table 2 (Concluded) 
PSR IMPLEMENTING PROCEDURES 

(For Information Only)

WVDP-218 
Rev. 9 
Page 16 of 16

FC1> 

PSR # PSR TITLE IMPLEMENTING PROCEDURES COGNIZANT MANAGER 

(COGNIZANT 

ENGINEER).  

16 Anhydrous Ammonia SOP 41-43 Calibration Procedure for Gas Detectors, Indicators, Analyzers, Alarms and T. F. Kocialski 

Monitoring Controls (J. Dempster) 

Instrumentation and SOP 63-43 Uninterruptible Power Supply Operation 

Storage Requirements SOP 63-81 Vitrification Alarm Responses 

SOP 64-05 Receipt of Bulk Anhydrous Ammonia 

Job Cards: TC-3200, TC-3201, TC-3209, TC-3286, 64-AT-7211, 64-AT-7213, 64-AT-7214, 
64-AT-7215A, 64-AT-7216, 64-AT-7218, 61-AIT-096, 64-AE/AI-8200, 64-AE/AI-8201, 

64-AE/AI-8202, 64-AE/AI-8203, 64-AE/AI-8204 

17 Minimum Staffing SOP 00-33 Conduct of Operations R. B. Keel 

Levels for Safe WVNS-IRP-002 Phase II Vitrification Facility Radioactivity Operation Run Plan (J. C. Cwynar) 

Facility Operation

Table 2 is provided for information only and does not require 

IMPLEMENTING PROCEDURES.

OH/WVDP approval. It is updated periodically to reflect current
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