
May 5, 2000

MEMORANDUM TO: K. E. Brockman, Director, Division of Reactor Projects

FROM: J. I. Tapia, Chief, Project Branch A /RA/ by David N. Graves acting
for

SUBJECT: FIRST QUARTER 2000 REVIEW FOR GRAND GULF

I have reviewed the 1Q/2000 Performance Indicators and inspection findings for Grand

Gulf. With the exception of one performance indicator, all performance indicators and

inspection findings were green. A white performance indicator, Safety System Unavailability,

Emergency AC Power, was identified by the licensee. The cause for this performance is

attributable to the failure of the high pressure core spray pump motor bearing and is well

understood and has been previously inspected. The issue was the subject of escalated

enforcement and was thoroughly reviewed. No open issues remain and no additional

inspection is recommended.
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