
April 28, 2000

Mr. Robert P. Powers, Senior Vice President
Indiana Michigan Power Company
Nuclear Generation Group
500 Circle Drive
Buchanan, MI 49107

SUBJECT: DONALD C. COOK NUCLEAR PLANT UNITS 1 AND 2 - CORRECTION TO
AMENDMENTS NO. 243 UNIT 1 AND AMENDMENT NO. 224 UNIT 2
(TAC NOS. MA4922 AND MA4923)

Dear Mr. Powers:

On March 31, 2000, the Nuclear Regulatory Commission (NRC) issued Amendment No. 243 to
Facility Operating License No. DPR-58 and Amendment No. 224 to Facility Operating License
No. DPR-74 for the Donald C. Cook Nuclear Plant (D. C. Cook), Units 1 and 2. The
amendments made administrative changes to several Technical Specifications (TSs) to remove
obsolete information, provide consistency between Unit 1 and Unit 2, provide consistency with
the Standard Technical Specifications, provide clarification, and correct typographical, as
requested by application dated December 3, 1998, from Indiana Michigan Power Company
(I&M).

By letter dated April 21, 2000, (I&M) identified three errors on the TSs pages issued in the
Amendments. Two of the errors were typographical errors on pages 5-6 (Unit 1) and 3/4 4-13
Unit 2. For Unit 1 page 5-6, a typographical error was introduced whereby the negative sign
preceding the constant (26,745) in an equation contained in TS 5.6.1.1.c.3 was improperly
spaced too far from the constant. For Unit 2 page 3/4 4-13, the equation in a footnote to Table
4.4-2 had a division sign (÷) erroneously replaced by an addition sign (+). The equation was
not part of the requested changes to the TS.

For Unit 2 page 5-6, the page issued in License Amendment No. 224 did not reflect changes to
the page made in previous License Amendment No. 220 for Unit 2. The application which
resulted in the NRC issuing License Amendment No. 220 was submitted after the application
which resulted in the NRC issuing Amendment No. 224. The specific changes to page 5-6
implemented by Amendment No. 220 were completely different changes than those
implemented by the issuance of Amendment No. 224.

Since the three errors introduced by the issuance of Amendment Nos. 243 and 224 were not
addressed in the significant hazards consideration noticed to the public and was not addressed
by the NRC staff review, the corrections of these errors are not considered “changes” to the
D. C. Cook TSs pursuant to 10 CFR 50.92. Accordingly, the corrected TS pages are enclosed
with this letter.
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If you have any questions regarding this matter, please contact John F. Stang, Senior Project
Manager, at 301-415-1345.

Sincerely,

/RA/

John F. Stang, Senior Project Manager, Section 1
Project Directorate III
Division of Licensing Project Management
Office of Nuclear Reactor Regulation

Docket Nos. 50-315 and 50-316

Enclosures: Corrected pages

cc w/encls: See next page
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Donald C. Cook Nuclear Plant, Units 1 and 2

cc:

Regional Administrator, Region III
U.S. Nuclear Regulatory Commission
801 Warrenville Road
Lisle, IL 60532-4351

Attorney General
Department of Attorney General
525 West Ottawa Street
Lansing, MI 48913

Township Supervisor
Lake Township Hall
P.O. Box 818
Bridgman, MI 49106

U.S. Nuclear Regulatory Commission
Resident Inspector's Office
7700 Red Arrow Highway
Stevensville, MI 49127

David W. Jenkins, Esquire
Indiana Michigan Power Company
Nuclear Generation Group
One Cook Place
Bridgman, MI 49106

Mayor, City of Bridgman
P.O. Box 366
Bridgman, MI 49106

Special Assistant to the Governor
Room 1 - State Capitol
Lansing, MI 48909

Drinking Water and Radiological
Protection Division

Michigan Department of
Environmental Quality

3423 N. Martin Luther King Jr Blvd
P.O. Box 30630, CPH Mailroom
Lansing, MI 48909-8130

Robert C. Godley
Director, Regulatory Affairs
Indiana Michigan Power Company
Nuclear Generation Group
One Cook Place
Bridgman, MI 49106

David A. Lochbaum
Union of Concerned Scientists
1616 P Street NW, Suite 310
Washington, DC 20036-1495

A. Christopher Bakken, Site Vice President
Indiana Michigan Power Company
Nuclear Generation Group
One Cook Place
Bridgman, MI 49106

Michael W. Rencheck
Vice President, Nuclear Engineering
Indiana Michigan Power Company
Nuclear Generation Group
500 Circle Drive
Buchanan, MI 49107


