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Recirculation Loops Operating 
TR 3.4.1

TR 3.4 REACTOR COOLANT SYSTEM (RCS) 

TR 3.4.1 Recirculation Loops Operating

TRLCO 3.4.1 

APPLICABILITY:

Two reactor recirculation loops shall be in operation.  

MODES 1 and 2.

ACTIONS 

CONDITION REQUIRED ACTION COMPLETION TIME 

A. One reactor coolant A.1 Limit the speed of 4 hours 
system recirculation the operating 
loop not in operation. recirculation pump to 

< 75% of rated pump 
speed.

SURVEILLANCE REQUIREMENTS 

---- -------------------------------- NOTE--------------------------------------
Only required to be performed when one recirculation loop is not in operation.  

SURVEILLANCE FREQUENCY 

TRSR 3.4.1.1 Verify the speed of the operating 12 hours 
recirculation pump is < 75% of rated pump 
speed.

REV 36 05/00TRM Vol. I TRM 3.4-1


