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Subject: Supplemental Information for License Amendment Application to Revise Technical 
Specification (TS) 3/4.3.2.1, Safety Features Actuation System Instrumentation, and 
Associated Bases (License Amendment Request No. 97-0012; TAC No. MA6094) 

Ladies and Gentlemen: 

On July 26, 1999, FirstEnergy (FE) submitted an application for an amendment to the Davis
Besse Nuclear Power Station (DBNPS), Unit Number 1, Operating License Number NPF-3, 
Appendix A Technical Specifications, proposing changes involving Technical Specification 
(TS) 3/4.3.2.1, Safety Features Actuation System Instrumentation, and associated Bases 
3/4.3.1 and 3/4.3.2, Reactor Protection System and Safety System Instrumentation. This letter 
provides supplemental information relative to the July 26, 1999 submittal (DBNPS Serial 
Number 2583).  

License Amendment Request (LAR) 97-0012 proposes changes to TS 3/4.3.2.1 to revise Table 
3.3-4, Safety Features Actuation System Instrumentation Trip Setpoints, to remove from TS 
the "Trip Setpoint" values for Functional Unit Sequence Logic Channel "a", "Essential Bus 
Feeder Breaker Trip (90%)", and Functional Unit Sequence Logic Channel "b", "Diesel 
Generator Start, Load Shed on Essential Bus (59%)". The LAR also proposes to revise the 
"Allowable Values" entry for these same Functional Units, consistent with updated 
calculations and current setpoint methodology.  

Since the submittal of LAR 97-0012, the DBNPS has determined that an upper limit for the 
Allowable Value for Functional Unit Sequence Logic Channel "a" should be included in the 
TS. This change would bring the DBNPS TS in closer agreement with NUREG-1430, 
"Improved Standard Technical Specifications for Babcock and Wilcox Pressurized Water 
Reactors," Revision 1, which includes an upper limit to avoid an unnecessary Emergency 
Diesel Generator start when bus voltage has degraded, but not to the point warranting this 
automatic actuation. In lieu of submitting a different LAR, the DBNPS has determined it is 
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more cost-efficient to expand the scope of the present LAR 97-0012 and request the NRC 
include this change.  

Since this change affects the TS wording, the DBNPS will process the change through its 
offsite review committee. Accordingly, the DBNPS requests that the NRC defer completion 
of its review of LAR 97-0012, pending receipt of Revision 1 to LAR 97-0012.  

Should you have any questions or require additional information, please contact 
Mr. David H. Lockwood, Manager - Regulatory Affairs, at (419) 321-8450.  

Very truly yours, 

MKL/laj 

Enclosure 

cc: J. E. Dyer, Regional Administrator, NRC Region III 
S. P. Sands, NRC/NRR Project Manager 
D. J. Shipley, Executive Director, Ohio Emergency Management Agency, 

State of Ohio (NRC Liaison) 
K. S. Zellers, NRC Region III, DB-1 Senior Resident Inspector 
Utility Radiological Safety Board
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COMMITMENT LIST 

THE FOLLOWING LIST IDENTIFIES THOSE ACTIONS COMMITTED TO BY 
THE DAVIS-BESSE NUCLEAR POWER STATION (DBNPS) IN THIS 
DOCUMENT. ANY OTHER ACTIONS DISCUSSED IN THE SUBMITTAL 
REPRESENT INTENDED OR PLANNED ACTIONS BY THE DBNPS. THEY ARE 
DESCRIBED ONLY FOR INFORMATION AND ARE NOT REGULATORY 
COMMITMENTS. PLEASE NOTIFY THE MANAGER - REGULATORY AFFAIRS 
(419-321-8450) AT THE DBNPS OF ANY QUESTIONS REGARDING THIS 
DOCUMENT OR ANY ASSOCIATED REGULATORY COMMITMENTS.  

COMMITMENTS DUE DATE

None N/A


