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Duke Energy Corporation (Duke) requests the Nuclear 
Regulatory Commission (NRC) grant discretion from enforcing 
the requirements of the upper voltage and frequency limits 
associated with Technical Specification (TS) 3.8.1, 
Surveillance Requirement (SR) 3.8.1.9.a, which provides for 
verification of voltage and frequency response of the Keowee 
Hydro Units (KHU) following an emergency start. This 
request was discussed with the NRC staff in a telephone 
conference call on September 5, 2000.  

In discussions between Duke and the NRC it became apparent 
that disagreement exists in the application of the upper 
voltage and frequency limits associated with SR 3.8.1.9.a as 
it relates to the testing of the KHU. Duke contends that 
the limits on voltage and frequency stated in the SR provide 
the band that the KHU must initially achieve within 23 
seconds following an emergency start. The NRC has stated 
that these limits must be achieved and maintained within the 
23 second time frame. Since the KHU achieves these bands 
within the required 23 seconds, then temporarily exceeds the 
bands before returning to operation within these bands at a 
time beyond 23 seconds, the NRC has stated that they believe 
that this SR is not being met.  

The temporary overshoot has been a characteristic of the 
KHUs since their installation and has been discussed with 
and evaluated by the NRC. The KHUs would function as 
required during applicable accident scenarios. Disagreement 
exists in regard to the interpretation of the upper voltage 
and frequency limits associated with SR 3.8.1.9.a acceptance 
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requirements. Thus, Duke requests that the requirement to 
meet the upper voltage and frequency limits associated with 
SR 3.8.1.9.a be waived until an amendment to TS can be 
approved which will allow Oconee Nuclear Site to be in 
compliance with TS as interpreted by the NRC.  

Attachment 1 provides the information required by Section 
C.4 of the NRC's Technical Guidance document for Notices of 
Enforcement Discretion provided in Part 9900 of the NRC 
Inspection Manual. This request for enforcement discretion 
satisfies Criteria B.2.1(a) of the Technical Guidance 
regarding Notices of Enforcement Discretion provided in Part 
9900 of the NRC Inspection Manual. Enforcement discretion 
is required to avoid an undesirable transient (a shutdown of 
all three Oconee units) as a result of complying with the 
NRC's interpretation of the requirements of TS 3.8.1, SR 
3.8.1.9.a. This action would minimize potential safety 
consequences and operational risks.  

Attachment 2 provides a draft of the proposed revision to TS 
3.8.1 which provides for a temporary waiver of the upper 
limits on KHU voltage and frequency requirements associated 
with SR 3.8.1.9.a.  

Attachment 3 provides a marked up copy of existing TS pages 
showing the draft of the proposed changes.  

Duke commits to work closely with the NRC to address their 
areas of concern in this matter.  

Inquiries on this matter should be directed to Larry 
Nicholson at (864) 885-3292.  

Very truly yours, 

_:_.W. ýR.Mc ol L, .,-Site Vice President 
Oconee Nuclea Site

Attachment
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xc w/attachment: 

L. A. Reyes 
U. S. NRC 
Regional Administrator, Region II 
Atlanta Federal Center 
61 Forsyth St., SW, Suite 23T85 
Atlanta, GA 30303 

D. E. LaBarge 
NRC Senior Project Manager (ONS) 
U. S. Nuclear Regulatory Commission 
Mail Stop O-14H25 
Washington, DC 20555-0001 

M. C. Shannon 
Senior Resident Inspector (ONS) 
U. S. Nuclear Regulatory Commission 
Oconee Nuclear Site 

R. Autry, Director 
Division of Radioactive Waste Management 
Bureau of Land & Waste Management 
Department of Health & Environmental Control 
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Attachment 1 
Oconee Nuclear Station, Units No. 1,2 and 3 

Request for Enforcement Discretion 
Technical Specification 3.8.1, 

Surveillance Requirement 3.8.1.9.a 

Duke hereby requests that the Nuclear Regulatory Commission 
(NRC) grant discretion in enforcing compliance with the 
upper voltage and frequency limits associated with Technical 
Specification (TS) 3.8.1., Surveillance Requirement (SR) 
3.8.1.9.a. This request for enforcement discretion is 
applicable to Oconee Units 1, 2 and 3. The following 
information is provided to meet the requirements contained 
in Section C.4 of the NRC's Technical Guidance document for 
Notices of Enforcement Discretion provided in Part 9900 of 
the NRC Inspection Manual.  

1. The TS or other license conditions that will be 
violated.  

Duke requests that the NRC grant discretion in 
enforcing compliance with the requirements of the upper 
voltage and frequency limits associated with TS 3.8.1, 
SR 3.8.1.9.a. Duke requests that the Oconee Units be 
granted a waiver from the requirements of the upper 
voltage and frequency limits associated with SR 
3.8.1.9.a until a license amendment can be approved 
which will allow the Oconee units to come back into 
full compliance with TS.  

2. The circumstances surrounding the situations, including 
apparent root causes, the need for prompt action and 
identification of any relevant historical events.  

In approved Amendment Numbers 232, 232, 231, prior to 
Improved Technical Specifications (ITS), the NRC 
approved an SR (3.7.1.11) that required Duke to "Verify 
each Keowee Hydro Unit can:... 2) Attain rated speed and 
voltage within 23 seconds of an emergency start 
initiate...". During the conversion to ITS, this 
requirement was modified to add the upper and lower 
voltage and frequency limits associated with rated 
speed and voltage. These limits are reflected in SR 
3.8.1.9.a as it exists today. This modification is 
documented in the Justification for Deviations 
associated with Section 3.8 of the Improved Technical 
Specifications (Amendment Numbers 300, 300 & 300), 
where it is stated that "The ONS CTS 3.7.1 requirements
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for AC Sources when operating are retained in ITS LCO 
3.8.1. Limited modifications are made to the CTS 
requirements for consistency with the ISTS Writer's 
Guide and ITS conventions." The bands associated with 
KHU voltage and frequency were added for consistency 
with ITS conventions, not as a change in technical 
requirements. No SR requirements were added during the 
ITS conversion in regard to requirements for steady 
state operation of the KHUs. These were not added as 
they did not exist in the current licensing bases prior 
to ITS conversion.  

In recent discussions between Duke and the NRC, it has 
become clear that interpretation differences exist in 
the requirements of SR 3.8.1.9.a, possibly due to 
miscommunication between Duke and the NRC. SR 
3.8.1.9.a states "Verify on an actual or simulated 
emergency actuation signal each KHU auto starts and: a.  
Achieves frequency Ž 57 Hz and • 63 Hz and voltage 
13.5 kV and • 14.49 kV in • 23 seconds, and...".  

The NRC has stated that their interpretation of this 
requirement is that the bands on frequency constitute 
upper and lower limits for operation of the KHU.  
Currently, when a KHU is started, it reaches rated 
frequency and voltage within the required 23 seconds.  
Due to the characteristics of the KHUs, the speed of 
the KHUs continues to increase causing the frequency to 
exceed the bands specified in SR 3.8.1.9.a for a short 
(approximates 9 seconds) period of time. Following 
this brief overshoot, the frequency returns to within 
the limits specified in SR 3.8.1.9.a. This is 
consistent with the way the KHUs have been operated 
since initial licensing. The Duke interpretation of 
the SR is consistent with the accepted and NRC 
inspected method of verifying achievement of rated 
frequency and voltage, that has been in place from the 
time of initial operation until the time of this 
interpretation.  

Given the interpretation of the upper voltage and 
frequency limits associated with the requirements of SR 
3.8.1.9.a by the NRC, and the overshoot characteristics 
of the KHUs, this SR cannot be met. Consequently, 
based on this SR interpretation, both KHUs must be 
declared inoperable as the SR requirements are not met.  
The waiver of the requirement to meet the upper voltage 
and frequency limits associated with SR 3.8.1.9.a is 
required to prevent undesirably declaring both KHUs
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inoperable, which would lead to a shutdown of all three 
Oconee units.  

Upon an emergency start signal, the KHU wicket gates 
open to accelerate the turbine-generator, then throttle 
to control at rated speed. To control at rated speed 
after acceleration, the wicket gates reposition to 
balance power provided (flow and head) against friction 
and electrical load. Friction and electrical load 
(loss of coolant accident loads up to 22 MWe) are small 
in comparison to the power provided during 
acceleration, so significant repositioning of the 
wicket gates is necessary. The wicket gates are 
massive and cannot respond instantly. Therefore, 
overshoot occurs as a necessary physical consequence of 
equipment design and the requirement to accelerate to 
rated speed within a short time (23 seconds in 
accordance with SR 3.8.1.9.a). Due to the physical 
limitations of the KHU, overshoot cannot be prevented, 
and has been a characteristic of KHU operation since 
original construction.  

3. The safety basis for the request, including an 
evaluation of the safety significance and potential 
consequences of the proposed course of action. This 
evaluation should include at least a qualitative risk 
assessment derived from the licensee's Probabilistic 
Risk Assessment (PRA).  

The KHUs cannot meet the upper voltage and frequency 
limits associated with requirements of SR 3.8.1.9.a as 
interpreted by the NRC. However, the KHUs would 
function as intended to mitigate accident scenarios.  
Therefore, risk assessment (PRA) is not applicable.  
The KHUs remain capable of attaining rated speed, 
frequency and voltage within 23 seconds as delineated 
in UFSAR Section 6.3.3.3 (Loss of Normal Power Source).  
However, the frequency overshoot associated with the 
emergency start of the KHUs causes the frequency band 
in SR 3.8.1.9.a to be temporarily exceeded. Based on 
test data, this overshoot comes back into the range of 
the values in SR 3.8.1.9.a within approximately nine 
seconds after the overshoot begins (26 seconds after 
the emergency start). Testing during initial plant 
startup and special tests conducted in January 1997 and 
November 1998 demonstrated expected Emergency Core 
Cooling System and Engineered Safeguards functions when 
powered through emergency start of Keowee.
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The overshoot condition is currently limited to a 
duration of approximately nine seconds. Extensive data 
has been taken on the KHUs and Emergency Core Cooling 
System equipment during two Engineered Safeguards 
emergency start tests. Duke has extensively reviewed 
both the data from emergency start testing and the 
emergency power system itself. Based on the review of 
the emergency power system, Duke has concluded that 
there is no credible single failure that would cause an 
extended out of tolerance frequency or voltage 
condition. The results of these tests, along with the 
overshoot characteristics, were discussed with the NRC 
in the NRC Final Report on the Oconee Emergency Power 
System, dated January 19, 1999.  

Protection is currently installed at the KHUs which 
prevents the unit from loading if a runaway governor 
condition exists. Furthermore, during original plant 
startup testing, an integrated test was performed which 
loaded safety related equipment onto the KHUs, with the 
overshoot condition present, which show no detrimental 
effects. In 1997 and 1998, testing exposed safety
related equipment to the overshoot condition during 
emergency start conditions, and no adverse impact on 
system or equipment performance resulted.  

Routine testing of the KHUs per SR 3.8.1.9.a is 
conducted to confirm that the KHUs will start and will 
be capable of accepting load within 23 seconds, as 
required by the UFSAR. Duke believes that this testing 
achieves compliance with TS and design basis 
requirements regarding the ability of the KHUs to 
accept loads within 23 seconds. The testing is 
performed by emergency starting the KHUs from the 
Oconee Control Room per the procedure PT/O/A/0620/016.  
The acceptance criteria for this procedure requires 
that rated frequency and voltage, within the range 
specified in SR 3.8.1.9.a be achieved within 23 
seconds. This is normally accomplished within 
approximately 15-18 seconds.  

Additional testing is also performed to confirm the 
operability of the KHUs. Monthly, a separate test 
(PT/0/A/620/009) is performed which includes 
verification that the KHU operates within a steady 
state voltage and frequency band. This band is 
identical to the bands for frequency and voltage 
provided in SR 3.8.1.9.a. While the steady state 
voltage and frequency bands are not called out in TS as
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specific acceptance criteria for this SR, Duke uses 
these acceptance criteria to verify KHU operability.  
Also, other surveillance procedures are performed in 
accordance with TS 5.5.18 (KHU Commercial Power 
Generation Testing Program) when the KHUs are used for 
commercial power generation.  

Based on engineering judgement and the assessment of 
integrated KHU tests, Duke concludes that there is no 
safety significance, nor are there any potential 
consequences associated with the waiver of the upper 
voltage and frequency limits associated with 
requirements of SR 3.8.1.9.a 

The waiver of these requirements (as interpreted by the 
NRC) will allow Duke to avoid an unplanned forced 
shutdown of all three Oconee units, and the potential 
safety consequences and operational risks associated 
with that action.  

4. The basis for the licensee's conclusion that the 
noncompliance will not be of potential detriment to the 
public health and safety and that no significant hazard 
consideration is involved.  

Duke concludes that the request for enforcement 
discretion does not involve a potential detriment to 
public health and safety, and does not involve a 
significant hazard. These conclusions are based on the 
following discussion: 

The overshoot condition is currently limited to a 
duration of approximately nine seconds. Extensive data 
has been taken on the KHUs and Emergency Core Cooling 
System equipment during two Engineered Safeguards 
emergency start tests. Duke has extensively reviewed 
both the data from emergency start testing and the 
emergency power system itself. Based on the review of 
the emergency power system, Duke has concluded that 
there is no credible single failure that would cause an 
extended out of tolerance frequency or voltage 
condition. The results of these tests, along with the 
overshoot characteristics, were discussed with the NRC 
in the NRC Final Report on the Oconee Emergency Power 
System, dated January 19, 1999.  

Protection is currently installed at the KHUs which 
prevents the unit from loading if a runaway governor
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condition exists. Furthermore, during original plant 
startup testing, an integrated test was performed which 
loaded safety related equipment onto the KHUs, with the 
overshoot condition present, which show no detrimental 
effects. In 1997 and 1998, testing exposed safety
related equipment to the overshoot condition during 
emergency start conditions, and no adverse impact on 
system or equipment performance resulted.  

This waiver of this TS SR requirement does not involve 
any changes to the method by which the plant is 
operated, nor does it involve any changes to equipment 
availability. Additionally, the testing associated SR 
3.8.1.9.a as it is performed today, is equivalent to 
the SR approved in Amendment Numbers 232, 232 & 231.  
Consequently, the NRC has previously agreed that SR 
3.8.1.9.a as proposed does not aversely affect the 
public health and safety and that no significant hazard 
consideration is involved.  

Based on engineering judgement and the assessment of 
integrated KHU tests, Duke has concluded that there is 
no potential detriment to public health and safety 
associated with the waiver of the upper voltage and 
frequency limits associated with requirements of SR 
3.8.1.9.a.  

The KHUs continue to be capable of supplying the 
required power for accident scenarios within the 
required time frames.  

No Significant Hazards (NSH) Consideration 

a. Does the request involve a significant increase in 
the probability or consequences of an accident 
previously evaluated? 

No. The request for enforcement discretion 
involves waiving the surveillance requirements 
associated with the upper limits for KHU voltage 
and frequency. The waiver of these requirements 
will allow Duke to avoid an unplanned forced 
shutdown of all three Oconee units, and the 
potential safety consequences and operational 
risks associated with that action.
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This request involves an interpretation issue, 
rather than the inability of the KHU to perform 
its intended safety function.  

Waiving the requirements to meet the upper voltage 
and frequency limits associated with SR 3.8.1.9.a 
does not involve: 1) a physical alteration to the 
Oconee Units; 2) the installation of new or 
different equipment; 3) operating any installed 
equipment in a new or different manner; or 4) a 
change to any set points for parameters which 
initiate protective or mitigative action.  

There is no adverse impact on containment 
integrity, radiological release pathways, fuel 
design, filtration systems, main steam relief 
valve set points, or radwaste systems. No new 
radiological release pathways are created.  

Therefore, the probability or consequences of an 
accident previously evaluated is not significantly 
increased.  

b. Does the request create the possibility of a new 
or different kind of accident from any kind of 
accident previously evaluated? 

No. The request for enforcement discretion 
involves a temporary waiver of the upper voltage 
and frequency limits associated with SR 3.8.1.9.a 
associated with the KHUs.  

Waiver of this surveillance requirement does not 
involve a physical effect on the unit, nor is 
there any increased risk of a unit trip or 
reactivity excursion. No new failure modes or 
credible accident scenarios are postulated from 
this activity.  

Therefore, the possibility of a new or different 
kind of accident from any kind of accident 
previously evaluated is not created.  

c. Does the request involve a significant reduction 
in a margin of safety? 

No. The request for enforcement discretion 
involves a waiver of the requirement to meet the 
upper voltage and frequency limits associated with
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SR 3.8.1.9.a. Temporarily waiving the requirement 
to meet this SR will allow Duke to avoid an 
unplanned forced shutdown of all three Oconee 
Units and the potential safety consequences and 
operational risks associated with that action.  

Temporary waiving the requirement to meet the 
upper voltage and frequency limits associated with 
SR 3.8.1.9.a does not involve: 1) a physical 
alteration of the Oconee Units; 2) the 
installation of new or different equipment; 3) 
operating any installed equipment in a new or 
different manner; 4) a change to any set points 
for parameters which initiate protective or 
mitigative action; or 5) any impact on the fission 
product barriers or safety limits.  

Therefore, this request does not involve a 
significant reduction in a margin of safety.  

5. The basis for the licensee's conclusion that the 
noncompliance will not involve adverse consequences to 
the environment.  

This request for enforcement involves temporarily 
waiving the requirement to meet the upper voltage and 
frequency limits associated with SR 3.8.1.9.a. The 
consequences of an event occurring while these limits 
are waived are the same as those that would occur 
during use of the existing surveillance requirements.  
This request for enforcement discretion will not result 
in any changes in the types, or increase in the 
amounts, of any effluents that may be released offsite.  

Based on engineering judgement and the assessment of 
integrated KHU tests, Duke has concluded that there are 
no adverse consequences to the environment associated 
with the waiver of the upper voltage and frequency 
limits associated with requirements of SR 3.8.1.9.a.  

6. Any proposed compensatory measure(s).  

Compensatory measures will include a briefing to 
Operations Shift Managers to increase their familiarity 
with the overshoot concern. Additionally, this item 
will be added to the Operations Shift Manager turnover 
sheet.
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7. The justification for the duration of the 
noncompliance.  

The requirements to meet the upper voltage and 
frequency limits associated with SR 3.8.1.9.a will be 
waived until an amendment to TS can be approved which 
will allow Oconee Nuclear Site to be in compliance with 
TS. This time frame will allow Duke to avoid an 
undesirable shutdown of all three Oconee units.  

During this time, Oconee will be in full compliance 
with all other Technical Specifications. As stated in 
items 3 and 4, there is no safety significance or 
potential detriment to the health and safety of the 
public.  

8. A statement that the request has been approved by the 
facility organization that normally reviews safety 
issues (Plant Operations Review Committee, or its 
equivalent).  

This request was reviewed and approved by the Oconee 
Plant Operations Review Committee on September 5, 2000.  

9. The request must specifically address which of the NOED 
criteria for appropriate plant conditions specified in 
Section B is satisfied and how it is satisfied.  

This request for enforcement discretion satisfies 
Criteria B.2.1(a) of the Technical Guidance regarding 
Notices of Enforcement Discretion provided in Part 9900 
of the NRC Inspection Manual. Enforcement discretion 
is required to avoid an undesirable transient (i.e., 
unplanned unit shutdown) as a result of complying with 
the NRC's interpretation of the upper voltage and 
frequency limits associated with requirements of TS 
3.8.1, Surveillance Requirement 3.8.1.9.a. This action 
will minimize potential safety consequences and 
operational risks.  

10. If a follow-up license amendment is required, the NOED 
request must include marked-up TS pages showing the 
proposed TS changes and a commitment to submit the 
actual license amendment request within 48 hours.  

This request for enforcement discretion involves a 
noncompliance with a TS Surveillance Requirement that 
is not expected to recur. The noncompliance will exist 
until an amendment is reviewed and approved by the NRC
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which allows Oconee to return to full compliance with 
the TS. A license amendment request will be submitted 
within 48 hours to add a Note which will modify SR 
3.8.1.9.a to allow the upper voltage and frequency 
limits associated with TS SR 3.8.1.9.a to not be met 
until the NRC approves an amendment which removes the 
Note (with a license amendment request submitted no 
later than April 5, 2000). Attachments 2 and 3 contain 
the proposed preliminary revisions to the TS and Bases.  
These revised pages are in draft form and are subject 
to some minor revisions. It is Duke's intent to submit 
this license amendment by September 7, 2000.  

11. For NOEDs involving severe weather or other natural 
events, the licensee's request must be sufficiently 
detailed for the staff to evaluate the likelihood that 
the event could affect the plant, the capability of the 
ultimate heat sink, on-site and off-site emergency 
preparedness status, access to and from the plant, 
acceptability of any increased radiological risk to the 
public and the overall public benefit. In addition to 
items 1-10 above as appropriate, the licensee must 
provide: 

a. The name, organization, and telephone number of 
the official declaring the emergency.  

b. Details of the basis and nature of the emergency; 
its potential consequences such as plant trip, 
controlled shutdown, delayed startup; the 
condition and operational status of the plant 
(equipment out of service or otherwise 
inoperable); 

c. Status, and potential challenges to off-site and 
on-site power sources, and the impact of the 
emergency on plant safety.  

d. Demonstrated actions taken to avert and/or 
alleviate the emergency situation, including steps 
taken to avoid being in the noncompliance, as well 
as efforts to minimize grid instabilities (e.g., 
coordinating with other utilities and the load 
dispatcher organization for buying additional 
power or for cycling load, shedding interruptible 
industrial or non-emergency loads).
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This request for enforcement discretion does not involve 
severe weather or other natural events. Therefore, no 
information is provided for staff evaluation related to this 
area.



DUKE POWER COMPANY 

OCONEE NUCLEAR STATION 

ATTACHMENT 2 

TECHNICAL SPECIFICATIONS



AC Sources - Operating 
3.8.1

SURVEILLANCE REQUIREMENTS (continued) 

SURVEILLANCE FREQUENCY 

SR 3.8.1.7 Verify both KHU's underground tie breakers 12 months 
cannot be closed simultaneously.  

SR 3.8.1.8 Verify each KHU's overhead emergency 12 months 
power path tie breaker cannot be closed when 
tie breaker to underground emergency power 
path is closed.  

SR 3.8.1.9 ------------------- NOTE -------------
The upper limits on KHU frequency and 
voltage are not required to be met until the 
NRC issues an amendment that removes this 
Note (license amendment request to be 
submitted no later than April 5, 2001).  

Verify on an actual or simulated emergency 12 months 
actuation signal each KHU auto starts and: 

a. Achieves frequency > 57 Hz and < 63 Hz 
and voltage > 13.5 kV and < 14.49 kV in 
< 23 seconds; and 

b. Supplies the equivalent of one Unit's 
maximum safeguard loads plus two 
Unit's hot shutdown loads when 
synchronized to system grid and loaded 
at maximum practical rate.  

(continued)

OCONEE UNITS 1, 2, & 3 Amendment Nos.3.8.1-15



AC Sources - Operating 
3.8.1

SURVEILLANCE REQUIREMENTS (continued) 

SURVEILLANCE FREQUENCY 

SR 3.8.1.10 Verify each KHU's battery capacity is 12 months 
adequate to supply, and maintain in 
OPERABLE status, required emergency loads 
for design duty cycle when subjected to a 
battery service test.  

SR 3.8.1.11 Verify each KHU's battery cells, cell end 12 months 
plates, and racks show no visual indication of 
physical damage or abnormal deterioration 
that could degrade battery performance.  

SR 3.8.1.12 Verify each KHU's battery cell to cell and 12 months 
terminal connections are clean and tight, and 
are coated with anti-corrosion material.  

SR 3.8.1.13 ------------------ NOTE -------------
Only applicable when the overhead electrical 
disconnects for the KHU associated with the 
underground emergency power path are 
closed.  

Verify on an actual or simulated zone overlap 12 months 
fault signal each KHU's overhead tie breaker 
and underground tie breaker actuate to the 
correct position.  

(continued)

OCONEE UNITS 1, 2, & 3 3.8.1-16 Amendment Nos.



AC Sources - Operating 
3.8.1

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE

SR 3.8.1.14 ----------------- NOTES -------------
Not required to be performed for an SL 
breaker when its standby bus is energized 
from a LCT via an isolated power path.  

Verify each closed SL and closed N breaker 
opens on an actuation of each redundant trip 
coil.

FREQUENCY

18 months

SR 3.8.1.15 ------------------ NOTE -------------
Redundant breaker trip coils shall be verified 
on a STAGGERED TEST BASIS.  

Verify each 230 kV switchyard circuit breaker 18 months 
actuates to the correct position on a 
switchyard isolation actuation signal.  

SR 3.8.1.16 ------------------ NOTE -------------
Only applicable when complying with Required 
Action C.2.2.4.  

Verify one KHU provides an alternate manual As specified by Required 
AC power source capability by manual or Action C.2.2.4 
automatic KHU start with manual synchronize, 
or breaker closure, to energize its non
required emergency power path.

OCONEE UNITS 1,2, & 3 Amendment Nos.

I

3.8.1-17



AC Sources - Operating 
B 3.8.1

BASES

SURVEILLANCE 
REQUIREMENTS 

(continued)

SR 3.8.1.9 

This surveillance verifies the KHUs' response time to an Emergency Start 
signal (normally performed using a pushbutton in the control room) to 
ensure ES equipment will have adequate power for accident mitigation.  
UFSAR Section 6.3.3.3 (Ref. 9) establishes the 23 second time 
requirement for each KHU to achieve rated frequency and voltage. Since 
the only available loads of adequate magnitude for simulating a accident 
is the grid, subsequent loading on the grid is required to verify the KHU's 
ability to assume rapid loading under accident conditions. Sequential 
block loads are not available to fully test this feature. This is the reason 
for the requirement to load the KHUs at the maximum practical rate. The 
12 month Frequency for this SR is adequate based on operating 
experience to provide reliability verification without excessive equipment 
cycling for testing.  

This SR is modified by a Note that allows the upper limits on KHU 
frequency and voltage to not be met until the NRC issues an amendment 
which removes this Note, with the license amendment request to be 
submitted no later than April 5, 2001.  

SR 3.8.1.10 

A battery service test is a special test of the battery capability, as found, 
to satisfy the design requirements (battery duty cycle) of the DC electrical 
power system. The discharge rate and test length should correspond to 
the design duty cycle requirements as specified in Reference 4.  

The Surveillance Frequency of 12 months is consistent with the 
recommendations of Regulatory Guide 1.32 (Ref. 6) and Regulatory 
Guide 1.129 (Ref. 7), which state that the battery service test should be 
performed with intervals between tests not to exceed 18 months.  

SR 3.8.1.11 

Visual inspection of the battery cells, cell plates, and battery racks 
provides an indication of physical damage or abnormal deterioration that 
could potentially degrade battery performance. The 12 month Frequency 
for this SR is consistent with manufacturers recommendations and 
IEEE-450 (Ref. 8), which recommends detailed visual inspection of cell 
condition and rack integrity on a yearly basis.

OCONEE UNITS 1, 2, & 3 B 3.8.1-22 Amendment Nos.
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AC Sources - Operating 
3.8.1

SURVEILLANCE REQUIREMENTS (continued) 

SURVEILLANCE FREQUENCY 

SR 3.8.1.7 Verify both KHU's underground tie breakers 12 months 
cannot be closed simultaneously.  

SR 3.8.1.8 Verify each KHU's overhead emergency 12 months 
power path tie breaker cannot be closed when 
tie breaker to underground emergency power 
path is closed.  

SR 3.8.1.9NOTE .......O-------------

voltage are not required to be met until the 

S Note (lIcese amedetrqes ob re 

Verify on an actual or simulated emergency 

actuation signal each KHU auto starts and: 12 months 

a. Achieves frequency > 57 Hz and <63 Hz 
and voltage> 13.5 kV and < 14.49 kV in 
<R23 seconds; and 

b. Supplies the equivalent of one Unit's 

maximum safeguard loads plus two 
Unit's hot shutdown loads when synchronized to system grid and loaded 
at maximum practical rate.  

(continued)

OCONEE UNITS 1,2, & 3 30,30,&93.8.1-15 Amendment Nos.



AC Sources - Operating 
3.8.1

SURVEILLANCE REQUIREMENTS (continued) 

SURVEILLANCE FREQUENCY 

SR 3.8.1.10 Verify each KHU's battery capacity is 12 months 
adequate to supply, and maintain in 
OPERABLE status, required emergency loads 
for design duty cycle when subjected to a 
battery service test.  

SR 3.8.1.11 Verify each KHU's battery cells, cell end 12 months 
plates, and racks show no visual indication of 
physical damage or abnormal deterioration 
that could degrade battery performance.  

SR 3.8.1.12 Verify each KHU's battery cell to cell and 12 months 
terminal connections are clean and tight, and 
are coated with anti-corrosion material.  

SR 3.8.1.13 ------------------ NOTE -------------
Only applicable when the overhead electrical 
disconnects for the KHU associated with the 
underground emergency power path are 
closed.  

Verify on an actual or simulated zone overlap 12 months 
fault signal each KHU's overhead tie breaker 
and underground tie breaker actuate to the 
correct position.  

(continued)

OCONEE UNITS 1,2, & 3 3.8.1-16 Amendment Nos. 3o, o,& a



AC Sources - Operating 
3.8.1

SURVEILLANCE REQUIREMENTS (continued)

---------------- NOTES -------------
Not required to be performed for an SL 
breaker when its standby bus is energized 
from a LCT via an isolated power path.  

Verify each closed SL and closed N breaker 
opens on an actuation of each redundant trip 
coil.

FREQUENCY

4

18 months

SR 3.8.1.15 ------------------ NOTE -------------
Redundant breaker trip coils shall be verified 
on a STAGGERED TEST BASIS.  

Verify each 230 kV switchyard circuit breaker 18 months 
actuates to the correct position on a 
switchyard isolation actuation signal.  

SR 3.8.1.16 ------------------ NOTE -------------
Only applicable when complying with Required 
Action C.2.2.4.  

Verify one KHU provides an alternate manual As specified by Required 
AC power source capability by manual or Action C.2.2.4 
automatic KHU start with manual synchronize, 
or breaker closure, to energize its non
required emergency power path.

3.8.1-17 Amendment Nos.

SURVEILLANCE

SR 3.8.1.14

OCONEE UNITS 1, 2, & 3 300, 300, & *,01-



AC Sources - Operating 
B 3.8.1

BASES 

SURVEILLANCE SR 3.8.1.9 
REQUIREMENTS 

(continued) This surveillance verifies the KHUs' response time to an Emergency Start 
signal (normally performed using a pushbutton in the control room) to 
ensure ES equipment will have adequate power for accident mitigation.  
UFSAR Section 6.3.3.3 (Ref. 9) establishes the 23 second time 
requirement for each KHU to achieve rated frequency and voltage. Since 
the only available loads of adequate magnitude for simulating a accident 
is the grid, subsequent loading on the grid is required to verify the KHU's 
ability to assume rapid loading under accident conditions. Sequential 
block loads are not available to fully test this feature. This is the reason 
for the requirement to load the KHUs at the maximum practical rate. The 
12 month Frequency for this SR is adequate based on operating 
experience to provide reliability verification without excessive equipment 
cycling for testing.  

SR 3.8.1.10 L''> - - -i •er

A battery service test is a special test of the battery capability, as found, 
to satisfy the design requirements (battery duty cycle) of the DC electrical 
power system. The discharge rate and test length should correspond to 
the design duty cycle requirements as specified in Reference 4.  

The Surveillance Frequency of 12 months is consistent with the 
recommendations of Regulatory Guide 1.32 (Ref. 6) and Regulatory 
Guide 1.129 (Ref. 7), which state that the battery service test should be 
performed with intervals between tests not to exceed 18 months.  

SR 3.8.1.11 

Visual inspection of the battery cells, cell plates, and battery racks 
provides an indication of physical damage or abnormal deterioration that 
could potentially degrade battery performance. The 12 month Frequency 
for this SR is consistent with manufacturers recommendations and 
IEEE-450 (Ref. 8), which recommends detailed visual inspection of cell 
condition and rack integrity on a yearly basis.

OCONEE UNITS 1, 2, & 3 B 3.8.1-22 Amendment Nos.


