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NOTES:

1. FOR GENERAL NOTES & LEGEND SEE DWG NO.

T LINE 0-NOTES-01,

HV-3-1 HY_3-9 HY-1 - 2. ALL PIPING AND ASSOCIATED COMPONENTS DEPICTED ON THIS DRAWING
ARE WITHIN THE SCOPE OF LICENSE REMEWAL WTH THE EXCEPTION OF
PIFING /FITTINGS /TUBING DOWNSTREAM OF VENTS AND DRAINS UNLESS
NOTED OTHERWISE.
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