
* 4 * ** , .*

cc w/enclosures: See next page

"UNITED STATES 
U " NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D.C. 20555-0001 

September 19, 2000 

LICENSEE: Tennessee Valley Authority 

FACILITY: Watts Bar Nuclear Plant, Unit 1 

SUBJECT: SUMMARY - SEPTEMBER 7,2000, MEETING WITH TENNESSEE VALLEY 
AUTHORITY (TVA) TO DISCUSS RECENT TEST RESULTS FOR THE 
CALDON LEADING EDGE FLOWMETER 

On September 7, 2000, representatives of the TVA, the licensee for Watts Bar Nuclear Plant 
(WBN), met with members of the U.S. Nuclear Regulatory Commission (NRC) staff at NRC 
Headquarters in Rockville, Maryland. TVA requested this meeting to brief the staff regarding 
the results of testing recently completed on the Leading Edge Flowmeter (LEFM) spool piece to 
be installed in the WBN, Unit 1. A list of attendees is provided in Enclosure 1.  

The discussions in the meeting proceeded along the outline as provided in Enclosure 2.  
Detailed discussions of the principles of operation of the LEFM, the sources of uncertainty, 
results of the calibration tests on the specific WBN spool piece, the uncertainty in the profile 
factor and the impact of uncertainty on margin were held as noted in Enclosure 3. The NRC 
staff indicated that it would continue its review and identify any needed additional information.  

i/R-o ýe•E•. tain, Senior Project Manager, Section 2 
Project Directorate II 
Division of Licensing Project Management 
Office of Nuclear Reactor Regulation 
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CALDON FLOWMETER TESTING 
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Presentation to the NRC I&C Branch 
Calibration Tests of the Watts Bar LEFM Check Spool Piece 

1. Principles of the 4 Path Chordal LEFM Check 

1.a Velocity, Path Length, and the Transit Time of Ultrasonic Pulses 
1.b Axial Velocity and Path Length Trigonometry with a Chordal Spool Piece 
1 .c Numerical Integration of the Chord Velocity Products 
1.d Meter Factor 

Hydraulic Profile and Geometry Factors 

lI. Sources of Uncertainty in Volumetric Flow Measurements 

2.a The Difference in Transit Times 
Non reciprocal delays, coherent and random noise 

2.b Transit Times and Non Fluid Delays 
2.c Dimensions 

path lengths, angles, spacing, and ID 
Geometry Factor 

2.d Hydraulic Profile Factor 
Lab Calibration 

Il. Calibration Tests 

3.a The Watts Bar Installation 
Isometric of Feed System section showing location of the spool 

3.b Decay of Vortices and Axial Distortion Downstream of a Single Bend 
Extract figures from Ito and Weske (references) 

3.c Performance of a 4 Path Chordal Flowmeter in Straight Pipe 
Graph showing calculated change in profile factor of less than 0.05% for 
Reynolds Numbers of 104 to 108 

3.d Calibration Data For 8 Other Spool Pieces in Straight Pipe 
Practice matches the theory 

3.e Calibration Data for the Watts Bar Spool Piece 
Watts Bar spool matches prior experience in straight pipe 

3.f Sensitivity of Watts Bar Meter Factor to Variations in Upstream Hydraulic Conditions 
Removal of Mitsubishi flow straightener, variations in orientation of upstream 
pipe, insertion of a partial blockage 

Total variation in meter factor - 0.0004 

IV. Uncertainty of the Meter Factor for the Watts Bar Spool Piece 

4.a Facility 
ARL certification to ± 0.15% 

4.b The Test LEFM 
Tabulation of uncertainties for the LEFM used at Alden, based on 
commissioning data collected for this system

ENCLOSURE 2
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4.c Modeling and Reynolds Number Extrapolation 
Modeling uncertainty based on variations in meter factor seen with 
changes in test hydraulic geometry 
Reynolds number extrapolation uncertainty taken as zero, based on 
insensitivity of 4 path chordal system to profile 

4.d Observational Uncertainty 
Based on analysis of test data statistics 

4.e The Bottom Line 
Comparison of actual uncertainty in meter factor for Watts Bar spool piece 
(less than 0.2%) versus allowance in ER 80P (0.4%) 

V. Impact on Margin of Reduced Uncertainty in Meter Factor and Other Elements of 
the Uncertainty Allowances in ER 80P 

5.a Table E- 1 (ER 80P) Markup 
Showing changes in uncertainty due to 
* meter factor based on calibration tests, 
* At and non fluid delay measurement uncertainties based on Watts Bar 

projected data and actual Comanche Peak data 
* steam pressure, moisture and "miscellaneous " uncertainties consistent 

with Watts Bar submittal.  
5.b Effect of Increased Margin on Over Power Probability 

Probability versus thermal megawatts for 
(1) existing 2% instrument uncertainty and operating power 
(2) 0.6% instruments operating at 1.4% above existing power 
(3) [0.35%] instruments operating at 1.4% above existing power 

5.c Self Testing Features Ensure Margin is Maintained 
Features to ensure hydraulic, non fluid delay, signal quality (time 
measurement) and dimensional design bases do not degrade
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CALIBRATION TESTS OF THE WATTS BAR LEFM,/ 
Impact on In-Plant Accuracy and Margin 

I. Principles of Operation 

II. Sources of Uncertainty 

III. Calibration Tests of the Watts Bar Spool Piece 

IV. Uncertainty in the Profile Factor of the Watts Bar Spool Piece 

V. Impact of Reduced Profile Factor Uncertainty on Margin

PR310



I. PRINCIPLES OF OPERATION 

- 4 Path Chordal LEFM Check 

a. Velocity, Path Length, and Transit Time

U D C

tUD c+v
+ Z'; tDU C-V

At- tDU -- tUD =

(tUD - Z')(tDU

ý(c + v)- f(c- v) 
(c + v)(c -v)

- 2 V2

Count on Caldon

2&v 
C2 _ V2
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I. PRINCIPLES OF OPERATION 

- 4 Path Chordal LEFM Check 

b. Axial Velocity and Chordal Trigonometry

VpATH 

SPATH

= VAXAL COS 0 

£chord 

sin0

Vaxial Lchord = VPATH ý PATH tan 0

Count on Caldon

2 tan 0-1 At 
Vaxiali chord PATH 2 (tUD - v)(tDU - Z)
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I. PRINCIPLES OF OPERATION 

- 4 Path Chordal LEFM Check 

c. Numerical Integration of Chord Velocity Products 

Q f JV (x, y)dxdy 

j'V(x)dxl V axial ~chord y

AY1 = wjD, AY 2 = w 2D, AY 3 = w 3D, AY 4 = w 4D

Count on CaldonPR310 9/5/00 Section I Page 3



I. PRINCIPLES OF OPERATION

- 4 Path Chordal LEFM Check 

d. Meter Factor, Profile Factor, Geometry Factor

Q = (PF)(GF)

FA(T) 

FA(T) 

GF

PF

F D 4 f 2PATHiTaaOi Ati 
2 eiw (tUDi - Tr) (tDUi -

- Expansion Factor, accounts for expansion of spool from 
conditions of calibration 

2 1 + 3cx (T(c) - To) 

- Geometry Factor, accounts for small bias in 4 path 
Legendre integration of a circular area and measured 
departures of actual path locations from those specified 
by Legendre.  

[If geometry is ideal, GF 0.9940].

- Profile Factor, accounts for bias in the numerical 
integration with the in-plant hydraulic profile.

PF typically between 1.000 and 1.004.  

The objective of the calibration test is the measurement of PF.

Count on CaldonPR310 9/5/00 Section I Page 4



II. SOURCES OF UNCERTAINTY 

VOLUMETRIC FLOW MEASUREMENTS WITH THE LEFM 
CHECK 

- FROM THE ALGORITHM 

a. At 

- Non reciprocal delay in the non fluid path < 1 nsec 

- Clock 

- Clock pulse resolution 

- Signal to random noise ratio 

- Signal to coherent noise ratio < 1 nsec

fT. i• o •--

t~-ktF CLý C-Lj
CXaea

Section II / Page 1 of 4
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II. SOURCES OF UNCERTAINTY 

VOLUMETRIC FLOW MEASUREMENTS WITH THE LEFM 
CHECK 

- FROM THE ALGORITHM 

b. t and r 

- Errors that affect At also affect t but they are negligible 
because 

t >> At 

- Largest source of uncertainty in t due to the non fluid delay T 

-1 

1. Calculated "bottom up" from

2.  

3.

- Measured electronics delay 
- Measured "half cycle" delay 
- Measured cable length 
- Measured thickness of housing windows and speed of 

sound in stainless steel 

Measured in the field by "triple bounce" 

Measured using long and short path lengths and times 
of flight 

Also used, in service to confirm - remains constant

Section II / Page 2 of 4PR310 9/5/00 Count on Caldon



II. SOURCES OF UNCERTAINTY

VOLUMETRIC FLOW MEASUREMENTS WITH THE LEFM 
Check 

- FROM THE ALGORITHM 

c Dimensions - Path Lengths, Path Angles, Path Spacings, 
Internal Diameter 

If the spool piece profile factor is measured in a calibration 
facility, dimensional errors are imbedded in Profile Factor.  

Only errors owing to changes in the field need be 
accounted 

- Erosion corrosion of ID 
- Changes in path length (monitored by comparing path 

sound velocities) 
- Field alignment 
- Uncertainty in thermal expansion 

a) As measured dimensions are used to determine geometry 
factor 

"• Allows separation of hydraulic and geometry effects 
"° Permits comparison with data for other spools 

b) As measured path lengths and their uncertainties are 
important to sound velocity (temperature) determination

Section II / Page 3 of 4Count on CaldonPR310 9/5/00



II. SOURCES OF UNCERTAINTY 

VOLUMETRIC FLOW MEASUREMENTS WITH THE LEFM 
CHECK 

- FROM THE ALGORITHM 

d. Profile Factor 

PF- QTRUE 

QLEFM 

- QTRUE measured by standard 

- QLEFM measured by LEFM with 

PF = 1.000 
G =(as measured dimensions) 

- PF Uncertainty Elements 

- Facility (QTRUE) 
- Test LEFM (QLEFM - time uncertainties) 
- Model: 

Facility hydraulics vs. Plant hydraulics 
- Reynolds Number Extrapolation: 

Facility Reynolds Number -> Plant Reynolds Number 
- Observational: 

Facility tests are subject to statistical variations

Section II / Page 4 of 4PR310 9/5/00 Count on Caldon



III. CALIBRATION TESTS OF THE WATTS BAR SPOOL 
PIECE 

- Measuring Profile Factor and Bounding its Uncertainty 

a. The Spool Piece in the Plant

Count on CaldonPR310 9/5/00 Section III Page I



III. CALIBRATION TESTS OF THE WATTS BAR SPOOL 
PIECE 

- Measuring Profile Factor and Bounding its Uncertainty 

b. The Plant Hydraulic Geometry 
- A long straight pipe 

- Vortices decay in -30 diameters 

Iu/d Ii/d 
3C 20 10 0 0 t0 20 30 40 50 60

-O,6 .  

-I.,, 

-1,2 

"-1.4 

-UPSTREAM TANGENT-

- 1,8

e8-9O PIEZOMETER READINGS 
R/.r-3,7 -X- OUTER SICE 

R-2XlOI -- +-- INNER SIOE 
-- 0-- TOP 
-a---- BOTTOM 

GRADIENT IN 
/ STRAIGHT PIPE

DOW(N STREAM

"BEND

Fig. 3 Presstw diteribuflon elong pipellne cwtolning a 9•4*lo Pipe hood (RIf - 3.7)

Section III Page 2Count on CaldonPR310 9/5/00



III. CALIBRATION TESTS OF THE WATTS BAR SPOOL 
PIECE 

- Measuring Profile Factor and Bounding its Uncertainty 

c. The Plant Hydraulic Geometry 
- A long straight pipe 

- Axial distortion decays in -12 diameters 

.-T-"- W~r... VACA-, FrN ce. l4q71

.... ......... -TraVerse. in plane- df curvure.

PR310 9/5/00 Count on Caldon Section III Page 3



III. CALIBRATION TESTS OF THE WATTS BAR SPOOL 
PIECE 

- Measuring Profile Factor and Bounding its Uncertainty 

d. Performance of 4 Path Chordal Flow Meters in Straight 
Pipe 

Calculations based on Nikardse Data for fully developed 
profiles show that Profile Factor is insensitive to Reynolds 
Number 

Reynolds Number Sensitivity of Four Path Legendre Profile Factor

IE+05 

Reynolds Number

Section III / Page 4 of 19

1.010 

1.005 

2 

± 1.000 

0.995
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III. CALIBRATION TESTS OF THE WATTS BAR SPOOL 
PIECE 

- Measuring Profile Factor and Bounding its Uncertainty 

e. Calibration Data for 9 other Spools match the calculated 
Profile Factor for Straight Pipe 

Greater than 15 Inch Diameter; Reynolds Numbers: 1 million to3 million 

Nominal Pipe Application Date of Calibration Measured 
Internal Tests Profile Factor* 

Diameter, 
inches 

24 Nuclear feedwater Feb., 1979 1.0009 
18 Nuclear feedwater May, June, 1979 0.9998 
16 Nuclear feedwater Sept., 1983 1.0026 
16 Nuclear feedwater Sept., 1983 1.0006 
16 Nuclear feedwater Sept., 1983 1.0014 
16 Nuclear feedwater Nov., 1983 1.0025 
16 Nuclear feedwater Nov., 1983 1.0011 
16 Nuclear feedwater Nov., 1983 1.0006 
26 Test program for nuclear July, 1978 1.0017 

feedwater

Mean Profile Factor
1.0012

Uncertainty in the Mean, 95 % confidence limits 

Profile Factor for Fully Developed Velocity Distribution 
@RN =3x 106

± 0.0020 

1.0017

* Original data include the effects of both velocity and geometry. The original data have 
been multiplied by a nominal (ideal) geometry factor of 1.0060 to obtain the listed profile 
factors.

Section III / Page 5 of 19PR310 9/5/00 Count on Caldon



III. CALIBRATION TESTS OF THE WATTS BAR SPOOL 
PIECE 

- Measuring Profile Factor and Bounding its Uncertainty 

f. The Alden Calibration Facility

Section III / Page 6 of 19PR310 9/5/00 Count on Caldon



IlI. CALIBRATION TESTS OF THE WATTS BAR SPOOL 
PIECE 

- Measuring Profile Factor and Bounding its Uncertainty 

g. The Watts Bar Test Setup

Section III / Page 7 of 19PR310 9/5/00 Count on Caldon



Ill. CALIBRATION TESTS OF THE WATTS BAR SPOOL 
PIECE 

- Measuring Profile Factor and Bounding its Uncertainty 

The Watts Bar Test Setup

Section III / Page 8 of 19PR310 9/5/00 Count on Caldon



III. CALIBRATION TESTS OF THE WATTS BAR SPOOL 
PIECE 

- Measuring Profile Factor and Bounding its Uncertainty 

The Watts Bar Test Setup

PR310 9/5/00 Count on Caldon Section III / Page 9 of 19



III. CALIBRATION TESTS OF THE WATTS BAR SPOOL 
PIECE 

- Measuring Profile Factor and Bounding its Uncertainty 

The Watts Bar Test Setup

Section III/Page 10 of 19PR310 9/5/00 Count on Caldon



III. CALIBRATION TESTS OF THE WATTS BAR SPOOL PIECE 

- Measuring Profile Factor and Bounding its Uncertainty 

The Watts Bar Test Setup

PR3 10 9/5/00 Section III / Page 11 of 19Count on Caldon



III. CALIBRATION TESTS OF THE WATTS BAR SPOOL 
PIECE 

- Measuring Profile Factor and Bounding its Uncertainty 

The Watts Bar Test Setup

Section III / Page 12 of 19PR310 9/5/00 Count on Caldon



III. CALIBRATION TESTS OF THE WATTS BAR SPOOL 
PIECE 

- Measuring Profile Factor and Bounding its Uncertainty 

The Watts Bar Test Setup

PR310 9/5/00 Section III / Page 13 of 19Count on Caldon



III. CALIBRATION TESTS OF THE WATTS BAR SPOOL 
PIECE 

- Measuring Profile Factor and Bounding its Uncertainty 

The Watts Bar Test Setup

PR3 10 9/5/00 Count on Caldon Section III / Page 14 of 19



III. CALIBRATION TESTS OF THE WATTS BAR SPOOL 
PIECE 

- Measuring Profile Factor and Bounding its Uncertainty 

The Watts Bar Test Setup

Section III / Page 15 of 19PR310 9/5/00 Count on Caldon



II. CALIBRATION TESTS OF THE WATTS BAR SPOOL 
PIECE 

- Measuring Profile Factor and Bounding its Uncertainty 

The Watts Bar Test Setup

Section III / Page 16 of 19PR310 9/5/00 Count on Caldon



III. CALIBRATION TESTS OF THE WATTS BAR SPOOL 

PIECE 

- Measuring Profile Factor and Bounding its Uncertainty 

The Watts Bar Test Setup

Section III / Page 17 of 19PR310 9/5/00 Count on Caldon



III. CALIBRATION TESTS OF THE WATTS BAR SPOOL PIECE 

- Measuring Profile Factor and Bounding its Uncertainty 

h. Calibration Data for the Watts Bar Spool Piece 
1.0100 

1.0050 - ------- - -.... ..  

2 rE Test I 

:l< Test 2 

SA Test 3 

l -•. .X Test 4 

1.0000 A X X Test 5 

, Test 6 

+ Test 7 

- Test 8 
------- Upper Bound 

-..... Lower Bound 

0.9950 

0.9900 

0 2000 4000 6000 8000 10000 12000 14000 16000 18000 20000 

PR310 9/5/00 Count on Caldon Section III / Page 18 of 19



III. CALIBRATION TESTS OF THE WATTS BAR SPOOL PIECE 

- Measuring Profile Factor and Bounding its Uncertainty 

i. Watts Bar Profile Factor is Insensitive to Variations in Hydraulic Geometry

18 Weigh

Average Profile Factors for the 8 Hydraulic Configurations 

Tank Runs at flows from 4500 gpm to 18,300 gpm for each configuration

Section III / Page 19 of 19

Test Average Profile Meter Pipe Weld 30" Flow Upstream Flow 
Factor Alignment Alignment Straightener Blockage 

Installed Installed 

1 1.0030 Horizontal 9 O'clock Yes No 

2 1.0032 Vertical 9 O'clock Yes No 

3 1.0033 Horizontal 9 O'clock No No 

4 1.0029 Horizontal 9 O'clock No Yes 

5 1.0034 Vertical 12 O'clock Yes No 

6 1.0033 Horizontal 12 O'clock Yes No 

7 1.0032 Horizontal 12 O'clock Yes No 

8 1.0033 Horizontal 9 O'clock Yes No

Count on CaldonPR310 9/5/00



IV. UNCERTAINTY OF THE PROFILE FACTOR FOR THE 
WATTS BAR SPOOL PIECE 

a. Profile Factor Uncertainty

Profile Factor Uncertainty Budgeted in ER 80P ± 0.40%

Section IV / Page 1 of 2

Facility + 0.15% Budgeted and conservative; 
ARL certifies ± 0.12% for this 

test 
Test LEFM Check + 0.11% See Table following 

Measurement Uncertainty 
RN (Reynolds Number) + 0.00% Theory and experiment show 

Extrapolation profile factor decreases slightly 
with RN 

Hydraulic Model + 0.03% 2G of the mean profile factor 
for all tested configurations 

Observational Uncertainty _ 0.03% 2 G7 of the mean for all 
144 weigh tank runs 

RMS Total ±0.19% Root Sum Square of Above

PR310 9/5/00 Count on Caldon



IV. UNCERTAINTY OF THE PROFILE FACTOR FOR THE 
WATTS BAR SPOOL PIECE 

b. Measurement Uncertainties of the Test LEFM

Section IV / Page 2 of 2

Path Sources Random/ Systematic/ Combined Combined 
Pipe Pipe % of max % of mean 

flow flow 
Delta T 0.05% 0.04% 0.06% 0.08% 
Tdown 0.05% 0.06% 0.08% 0.08% 

Spool Piece Sources 
Profile 0.00% 0.00% 0.00% 0.00% 

Factor 
Thermal 0.00% 0.01% 0.01% 0.01% 

Expansion 
RMS Total- 0.10% 0.11% 
Including 
Path 
Weightings

PR310 9/5/00 Count on Caldon



V. IMPACT OF REDUCED PROFILE FACTOR 
UNCERTAINTY ON MARGIN 

a. Estimate of As-Installed Watts Bar LEFM CHECK 
Uncertainty 

VS.  
The Budgeted Uncertainties in the Topical Report (ER-80P) 

Watts Bar as Topical 
Commissioned Report 

LEFM Check ER 80P 
(estimated) 

Hydraulic 0.19% 0.40% 

Geometry 0.12% 0.16% 

Time 0.09% 0.20% 

Volumetric 0.27% 0.47% 
Flow Rate 

Density & Enthalpy [0.18%] 0.23% 

Steam Enthalpy 0.11% 0.21% 

Moisture Carryover 0.21% 0.21% 

Other Gains & 0.10% 0.07% 
Losses 

Total Power [0.40%] 0.61%

Section V / Page 1 of 4PR310 9/5/00 Count on Caldon



V. IMPACT OF REDUCED PROFILE FACTOR UNCERTAINTY ON MARGIN

b. PROBABILITY DENSITY FUNCTION
2.25 

2.00 

1.75 

1.50 

1.25 

1.00 

0.75 

0.50 

0.25

T.  
________________________________________________ ________________________________________________ p.,

100 

Power (percent of current license) 

3411

101 102

3459 3479 MWt

Section V / Page 2 of 4

- 2 sigrna=2.0% with 0% uprate 

------- 2 sigma=0.4% with 1.4% uprate

I � 
I I 
I I 
I �

97 98 99 103
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V. IMPACT OF REDUCED PROFILE FACTOR 
UNCERTAINTY ON MARGIN 

c. Self Testing Features of the LEFM Check Ensure Margin is 
Maintained 

ALL PARAMETERS THAT MIGHT PLAUSIBLY CHANGE 
ARE MONITORED 

"* Profile Factor 

Changes in the fluid velocities of each acoustic path are checked 
relative to the mean; Alarmed if variations exceed normal.  

"* Dimensions 

Path lengths are monitored by checking individual path sound 
velocities against the mean, using commissioning data as 
reference. Alarmed if variations exceed normal.  

ID is monitored by checking spool piece wall thickness 
periodically, as part of ISI.

Section V / Page 3 of 4PR310 9/5/00 Count on Caldon



V. IMPACT OF REDUCED PROFILE FACTOR UNCERTAINTY 
ON MARGIN 

c. Self Testing Features of the LEFM Check Ensure Margin is 
Maintained (continued) 

"* Time Measurements 

Self test feature checks clock against an independent reference.  

Signal quality is monitored by checking signal strength and 
signal/noise ratio against commissioning data. Alarmed if quality 
falls below design basis.  

Reciprocity of time delays checked by self test feature.  

Non fluid time delay checked by long path-short path transit time 
comparisons.  

"* Computation 

Operation of computer checked by monitoring RMS turbulence of 
measured flows.

Section V / Page 4 of 4PR310 9/5/00 Count on Caldon
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V. IMPACT OF REDUCED PROFILE FACTOR 
UNCERTAINTY ON MARGIN 

a. Estimate of As-Installed Watts Bar LEFM CHECK Uncertainty 
VS.  

The Budgeted Uncertainties in the Topical Report (ER-80P) 

Watts Bar as Topical Report 
Commissioned ER 80P 

LEFM CHECK 
(estimated) 

Hydraulic 0.19% 0.40% 

Geometry 0.12% 0.16% 

Time [0.09%] 0.20% 

Volumetric 0.24% 0.47% 
Flow Rate 

Density & [0.18%] 0.23% 
Enthalpy 

Steam Enthalpy 0.11% 0.21% 

Moisture 0.21% 0.21% 
Carryover 

Other Gains & 0.10% 0.07% 
Losses 

Total Power [0.40%] 0.61%



F -E 
1 (2)36' Test Lines- I I Test Line 1 83 Feet Available I 

Test Line 2
A

Test Line 3 High Head Line

I Sump 
L- ---------------------

Plan 
Manifold

A 

L--------- 1 
Breakdown Valves 

I//- ,-Switchway

Figure 4. Alden Laboratory Test Loop

Dresser Coupling 

Meter Section

"33D 

16*Sch 40

Flow

Straighteners

Pressure Gradient 
Taps

Figure Typical Alden Straight Line Test Configuration



WATTS BAR NUCLEAR PLANT
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