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cs CONSTANT SPRING HANGER

Vs YARIABLE SPRING HANGER

HS HYDRAUL IC SNUBBER

NS MECHANICAL SNUBBER

N NON-WELDED SUPPORT ATTACHMENT
w WELDED INTEGRAL SUPPORT ATTACHMENT
A RIGID SUPPQRT

T SwAY STRUT

sy SHOP WELD

Fu FIELD WELD

LW LONGITUDINAL WELD

woL WELDOLET

<3 ISI ITEN NUMBER DESIGNATION USED IN THE FIRST 10
YEAR INSERVICE INSPECTION INTER L.

NOTES:

1. MULTIPLE SWAY STRUTS, SPRINC SUPPORTS OR SNUBBERS IN 4
SINGLE PIPING SUPPORT ARE SHOWN BY A NUMBER BEFORE
THE SUPPORT TYPE. (EXAMPLE: 2NHS - TWO HYDRAULIC TYPE
SNUBBERS THAT ARE NOT WELDED INTEGRAL TO THE PIPEI.

2. THE SERVICE WATEZ LINE B"-HBB-7 WeLUS ARE EXEMPT FROM
INSERVICE EXAMINATION REQUIREMENTS PER 1WC 1220, THE
WELDS SHOWN MAY NOT REPRESENT THE ACTUAL AS-BUILT

CONDITION. THE HBB-7 SUPPORTS ARE ALSO EXEMPT FROM

INSERVICE EXAMINATION REQUIREMENTS PER IWC 1220. HOWEVER,
THE HBB-7 SUPPORTS HAVE BEEN INCLUDED N THE TOTAL HANGCR
POPULATION AND ARE SUBJECT TO EXAMINATION.

GENERAL NOTE:

DIMENSIONS SHOWN ON THIS DRAWING ARE TO BE USED FOR
APPROXIMATE LOCATION ONLY. USE DESIGN DRAWINGS FOR
DIMENSIONAL VERIFICATION.
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