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NOTES :

1. MULTIPLE SWAY STRUTS, SPRING SUPPORTS
?'I‘REFIPEWIKMHIMR!FG!

2. THE SERVICE WATER LINE 8°-HBB-7 WELDS ARE EXEMPT FROM
I‘ILINHIE EXAMINATION REGUIREMENTS PER |WC 1220. THE

ASME SECTION X1 CLASS 1 PIPING
ASME SECTION X1 CLASS 2 PIPING
ASME SECTIOM XI CLASS 3 PIPING
NON-I1S] NUCLEAR CLASS AND HSC CLASS
PRESSURE BOUMDARY EXTENSION
REFERENCE & CONTIMUITY

HYAC DuCT

ANCHOR

CONSTANT SPRING HAMGER
VARIABLE SPRING HANGER
HWYDRAULIC SNUBBER

MECHANICAL SNUBBER
NON-WELDED SUPPORT ATTACHMENT
WELDED [NTEGRAL SUPPORT ATTACHMENT
RIGID SUPPORT

SWAY STRUT

SHOP WELD

FIELD WELD

LONGITUDINAL WELD

WELDOLET

IS1 ITEM NUMBER DESIGMATION USED IN THE FIRST 10
YEAR INSERVICE INSPECTION INTERVAL.

|
T TYPE. (EXAMPLE: 2MHS - TWO HYCRAULIC TYPE
THAT ARE NOT WELDED INTEGRAL TO THE PIPE).

REFERENCE DRAWINGS:

. 1SID2-041C SERVICE WATER SYSTEM FOR CONTAINMENT AIR COOLERS

GENERAL NOTE :

DIMENSIONS SHOWN ON THIS DRAWIMG ARE TO BE USED FOR
APPROXIMATE LOCATION OMLY. USE DESIGN DRAWINGS FOR
DIMENSIONAL VERIFICATION.
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