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The August 2000 monthly operating reports for Susquehanna SES Units 1 and 2 are attached.  
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OPERATING DATA REPORT

DOCKET NO.  
UNIT 
DATE 
COMPLETED BY 
TELEPHONE

50-387 
One 
9-11-00 
L. L. Fuller 
(570) 542-3858

OPERATING STATUS 

1. Unit Name: Susquehanna Steam Electric Station (Ul1) 
2. Reporting Period: August 2000 
3. Design Electrical Rating (Net MWe): 1100 
4. Maximum Dependable Capacity (Net MWe): 1090

Hours in Reporting Period 
Number of Hours Reactor Was Critical 
Hours Generator On-Line 
Unit Reserve Shutdown Hours 

Net Electrical Energy Generated (MWH)

This Month 
744 
744 
744 
0 

803,660

Yr.-to-Date 
5,855 

4,725.7 
4,669.2 

0 
4,978,786

5.  
6.  
7.  
8.  
9.

Cumulative 
151,080 

122,613.2 
120,512.5 

0 

122,619,004

NOTES: 
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UNIT SHUTDOWNS

DOCKET NO.  
UNIT 
DATE 
COMPLETED BY 
TELEPHONE

50-387 
One 
9-11-00 
L. L. Fuller 
(570) 542-3858

REPORT MONTH August 2000

Summary: Unit 1 reduced power to 76% on August 19 for a control rod sequence exchange. Unit returned to 
100% power on August 20.

2.  
Reason: 

A - Equipment Failure (Explain) 
B - Maintenance or Test 
C - Refueling 
D - Regulatory Restriction 

E - Operator Training & Licensee 
Exam 
F - Administrative 
G - Operational Error (Explain)

3.  

Method: 
1 - Manual 
2 - Manual Scram 
3 - Automatic Scram 
4 - Continuation from 
previous month 
5 - Other

No. Date Type Duration Reason Method of Cause & Corrective Action 
I (Hours) 2 Shutting To Prevent Recurrence 

Down Reactor 
3 

No shutdowns this month.

1.  
F. Forced 
S. Scheduled
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SUSQUEHANNA STEAM ELECTRIC STATION 

Docket Number: 50-387 Date: 9-11-00 
Completed by: L. L. Fuller Telephone: (570) 542-3858 

Challenges to Main Steam Safety Relief Valves 

None.  

Major Changes to Radioactive Waste Treatment System 

None.



OPERATING DATA REPORT

DOCKET NO.  
UNIT 
DATE 
COMPLETED BY 
TELEPHONE

50-388 
Two 
9-11-00 
L. L. Fuller 
(570) 542-3858

OPERATING STATUS 

1. Unit Name: Susquehanna Steam Electric Station (U2) 
2. Reporting Period: August 2000 
3. Design Electrical Rating (Net MWe): 1100 
4. Maximum Dependable Capacity (Net MWe): 1094

Hours in Reporting Period 
Number of Hours Reactor Was Critical 
Hours Generator On-Line 
Unit Reserve Shutdown Hours 
Net Electrical Energy Generated (MWH)

This Month 
744 

577.5 
547.2 

0 
543,750

Yr. -to-Date 
5,855 

5,688.5 
5,658.2 

0 
6,131,357

5.  
6.  
7.  
8.  
9.

Cumulative 
136,320 

116,987.6 
115,143.9 

0 
119,191,847

NOTES: 
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UNIT SHUTDOWNS

DOCKET NO. 50-388 
UNIT Two 
DATE 9-11-00 
COMPLETED BY L. L. Fuller 
TELEPHONE (570) 542-3858 

REPORT MONTH August 2000

No. Date Type Duration Reason Method of Cause & Corrective Action 
S(Hours) 2 Shutting to Prevent Recurrence 

Down Reactor 
3 

000816 F 196.8 A 2 Shutdown for a suspected leak on the sensing line to 
the upper seal on the 2A Reactor Recirc pump at 0958 
hours on August 17. Entered into a maintenance 
outage. Repairs were made to the sensing line. Other 
lines were inspected and additional repairs were made.  
Additional work included replacement of head vent 
valves, condenser waterbox inspections, RHR spectacle 
flange inspections and testing, and stator cooling valve 
repairs. The unit returned to service at 1449 hours on 
August 25. The unit reached 100% power 0705 hours 
on August 28.  

Summary: See above

2.  
Reason: 

A - Equipment Failure (Explain) 
B - Maintenance or Test 
C - Refueling 
D - Regulatory Restriction 

E - Operator Training & Licensee 
Exam 
F - Administrative 
G - Operational Error (Explain)

3.  
Method: 

1 - Manual 
2 - Manual Scram 
3 - Automatic Scram 
4 - Continuation from 
previous month 
5 - Other

1.  
F. Forced 
S. Scheduled
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SUSQUEHANNA STEAM ELECTRIC STATION 

Docket Number: 50-388 Date: 9-11-00 
Completed by: L. L. Fuller Telephone: (570) 542-3858 

Challenees to Main Steam Safety Relief Valves 

None.  

Major Changes to Radioactive Waste Treatment System 

None.


