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Tel 815-357-6-61 

CorEd 

September 18, 2000 

United States Nuclear Regulatory Commission 
Attention: Document Control Desk 
Washington, D.C. 20555 

LaSalle County Station, Units 1 and 2 
Facility Operating License Nos. NPF-11 and NPF-18 
NRC Docket Nos. 50-373 and 50-374 

Subject: Amended 90-Day Post Outage ISI Summary Reports 

Reference: (1) Letter from Jeffrey A. Benjamin (ComEd) to the United 
States Nuclear Regulatory Commission, "90-Day Post 
Outage ISI Letter," dated July 10, 1999.  

(2) Letter from Jeffrey A. Benjamin (ComEd) to the United 
States Nuclear Regulatory Commission, "90-Day Post 
Outage ISI Summary Report," dated February 23, 2000.  

In July 1999 and February 2000, ComEd submitted with the Reference 
letters the 90-Day Post Outage ISI Summary Reports associated with the 
seventh refueling outage for Unit 2 (L2R07), and the eighth refueling outage 
for Unit 1 (L1 R08), respectively. As was stated in the subject reports, 
documentation for repair and replacement activities for which the work 
packages were still being processed were not included. The work packages 
have been processed and the associated repair and replacement 
documentation is enclosed. Additionally, Table E of the Summary Report for 
each Unit, which tabulates the documentation and corrects certain 
typographical errors has been amended.

A tOicom Comlpany
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U.S. Nuclear Regulatory Commission 
Page 2 

Should you have any questions concerning this letter, please contact 
Mr. Frank A. Spangenberg, Ill, Regulatory Assurance Manager, at 
(815) 357-6761, extension 2383.  

Respectfully, 

Charles G. Pardee 
Site Vice President 
LaSalle County Station 

Attachment 

cc: Regional Administrator - NRC Region III 
NRC Senior Resident Inspector - LaSalle County Station



UNIT I 
Amended Table E 

LI R08 Repair/Replacement Activities 

The following Unit 1 NIS-2 forms have been prepared and approved by the 
ISI Program Owner and certified by the Authorized Nuclear Inservice 
Inspector (AN II):

950049268 
950104582 
960013324 
960047934 
980069737 
980069718 
990111761 
990083082 
980097549 
970113008 
990002934 
990001332 
970113015

Description

Repair flange O-Ring Grooves 
Replace pipe support bolting 
Replace valve bonnet and disc 
Replace Jet Pump Inlet Mixers 
Replace Snubber 
Replace Snubber 
Replace Valve Disc 
Replace valve with blind flange 
Replace Rupture Disc Assembly 
Replace Valve Disc 
Replace Safety Relief Valve 
Replace Control Rod Drive Assembly 
Replace Valve Disc

These NIS-2 forms were carried over from the LI R08 ISI Summary Report.  
Note that the Summary Report stated 14 NIS-2 forms were being carried 
over. This is because NWR 990026914 was listed as being carried over; 
however this was a typographical error. The correct NWR was 990026913, 
and that NIS-2 form associated with NWR 990026913 was submitted on time 
with the LI R08 Summary Report.

Work Request Number

1.  
2.  
3.  
4.  
5.  
6.  
7.  
8.  
9.  
10.  
11.  
12.  
13.



UNIT 2 
Amended Table E 

L2R07 Repair/Replacement Activities 

The following Unit 2 NIS-2 forms have been prepared and approved by the 
ISI Program Owner and certified by the Authorized Nuclear Inservice 
Inspector (ANII): 

Work Request Number Description

970089231 
970105801 
980099209 
990018731 
970105797 
960013327

Replace double-block valves 
Replace check valve stuffing box and pin covers 
Replace snubber pivot pin assembly 
Replace valve disc 
Replace check valve stuffing box and pin covers 
Replace valve disc and bonnet

These NIS-2 forms were carried over from the L2R07 ISI Summary Report.  
Note that the Summary Report stated that only five NIS-2 forms were being 
carried over. This is because NWR 960013327 was not listed as being 
carried over in the L2R07 Summary Report, but was in fact carried over.

1.  
2.  
3.  
4.  
5.  
6.



FORM NIS-2 OWNER'S REPORT OF REPAIR OR REPLACEMENT 
As Required by the Provisions of ASME Code Section Xl

Owner Commonwealth Edison Comoanv
(Name) 

One First National Plaza, Chicago, I1., 60690
(Address) 

Plant LaSalle County Nuclear Station 
(Name) 

2601 N. 21st Rd. Marseilles, I1. 61341

1.  

2.  

3.  

4.  
5.

(Address)

Date 1111119g

Sheet I of 1 

Unit 1 950049268
Repair Organization, P.O. No., Job No., etc.  

Type Code Symbol Stamp NIA 
Authorization No. NIA 
Expiration Date NIA

Identification of System (VQ) Primary Containment Vent & Purge 
(a) Applicable Construction Code Sect 111 19 74 Edition No Addenda, Code Cases None 
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements-19 89 , No Ad, Code Cases N-416-1 
Isl,+I•i,;*-fi~sn~ r~f nm nasno Pon~ir~r nr P~I~nl•/- rand ~~I2nl-_m~nfl (nmnnnenf_•

Name of Name of Mfrs. Ser. Nat'l CRN Other Year Repaired ASME Code 
Component Mfr. No. Bd. No. Identi- Built Replaced, Stamped 

No. Fication Replacement (Yes or No) 

Flange on 26" B.F. Shaw IVQ03A-26"-1 N/A N/A 1VQ03A-26" 1977* Repaired NIA 
Piping 

Subassembly 
(5) Studs Morrison * N/A NIA 1VQ03A-26" Replaced N/A 

(5) Studs Vitco Code T28 N/A NIA 1VQ03A-26" 1980 Replacement N/A 

(3) Hex Nuts Morrison * NIA NIA IVQ03A-26" Replaced NIA 

(3) Hex Nuts Vitco Code 6C NIA NIA IVQ03A-26" 1980 Replacement NIA 

7. Description of Work Class 2 Repair & Replacement. * = Per N-5 Code Data Report on file at LaSalle County Station.  
8. Tests Conducted: Hydrostatic I I Pneumatic I X I Normal Operating Pressure I I Other 

Pressure 41 psi Test Temp. Amb Deg. F 
9. Remarks Repaired O-Ring grooves in flange face by welding, and replaced flange studs and nuts.  

(Applicable Manufacturer's Data Report to be Attached ) 

CERTIFICATION OF COMPLIANCE 

We certify that the statements made in the report are correct and this Repair & Replacement conforms to the rules 
of the ASME Code, Section XI. (repair or replacement) 

Type Code Symbol Stamp NONE 

Certificate of Authorization No. N/A Expiration Date NIA 

Signed 'a -----C ISI Coordinator Date August 22, , 20 00 
Owner or Owner's Designee, Title 

1A+ .+ - .. .iA-P -e n R aeetCmoet

Date_______Z__ 20 00

(Address) 
Work Performed by Mechanical Maintenance 

(Name) 
Mechanical Maintenance

I, The undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Illinois and employed by Hartford Steam Boiler lnsp. & Ins. Co. Of 
Hartford, CT. have inspected the components described in this Owner's Report during the period 

LIR08 to LIR09 
and state that to the best of my knowledge and belief, the Owner has performed examinations and taken corrective 
measures described in this owner's Report in accordance with the requirements of the ASME Code, Section XI.  
By signing this certificate neither the Inspector nor his employer makes any warranty , expressed or implied, 
concerning the examinations and corrective measures described in this Owner's Report. Furthermore, Neither the 
Inspector nor his employer shall be liable in any manner for any personal injury or property damage or a loss of 
any kind aris•n from or connected with this inspection.  

4=J t,, A•, . Commissions IL 1927 
Insp eoer's Signature National Board, State, Province, and Endorsements

11/11/99Owner

(Address)

CER:ITIFICAT OFI U INSE-I'VIC;E- INSPECIO IIN

Date 

ML•J•- 

20 

00



y

GENT ibL----M.East Monroe, ChiSaaRo, IL 60603 
(N'Jme and Add.es) - Order No 172801 

,¾, .. C"IONWEALT.H EDISON COMPANy LA SALLE SN.,i -62t ~ - . -ctvn ofPn,( p :" M RSEILLýS, ýL 
i,,. ..:-n. Identfa -- _ PRIM-y CQNTAA MNTY__NT-AND PU.GE 

_ rY t R f descr€,iptir, of Iniended use. _Ea , 

4,) D 1r. , • .... M--83.S . .. . Prpared by --- Sarg eXz t_ ar_ 
(b) Nai,.n.I-l Fard No_ . N/L 

.The mateln] design. construction. and wozk.anshp complies with AS.ME ('"de Section Ill. Clasu 2 
Editon 1974 - - - - Addenda Date N/A cue Col N/A 
Remazks Manufacturers' Dta Reports properly identified and signed by Commiriwoned Inspector$ have been furwnshed to, 
the followirl terns of thuia report 

(".am e of Part - Item number' Ma f.-cture nam e. and tidleaty,, E i samp) PIP!: 'A-",TOYLOR FORGE, 10O820-601-, 

7. Shop Hydroiati: Test NONp.  

I Descriptionl of piping intipecte~d 
_ ____ - - -(include -mark no. -matrl -siec.- norn. pipe ssze-s"hedule or-tb. kne -lengh __Material as listed on the attached Detail Sheet 

-ull _ , etc.) 't

Fab. Mark No. IVQ03A-26"-.l Control No. VQ 1009

SARGEN CL' LaSalle County Station, Unpt .  

CECo P. 0. No. 172801"

CD

We certify that the statements made in this repfrt are correct and that the fabrication of the descr9be pipin[ conforms with the requiremetsr of SECTION III Of the ASME BOILER AND PRESSURI %3SSEL CODE.  Date 10-9-77 Sjned S. F. SHiAW COMPA D r -S_, -S•, O-A 
Certific~ate ofAthu oaExpires March 1, 1979 R S. TEZLE TON,Q. Q . ENGINEEWe" - t- to----___c1 9 Certirficate of Authortzution No N-1350 

CERTIFICATE OF SHOP INSPECTION F. the undusigned, holding a valid eomm.anson Iss•ul by the Nationa. Board of Rone, and Presrtsre Ve•sel Inspector$ Iand for the State or Proytnce of NOR22[CA dIiHAztd employed byH o.&..~ f have in••peced the piping deirlicred in this Data Report ots . IS 2- and state that to the best of my knowledge and belief. the Manufacturer has conxtzucted this piping in accordance with the applicable Subsections of ASME Code, 
Section 

Ill.  

By atgnini thi• certifcAteo, neither the In•pector nor his employer make any w&FrnLnT, exprese or hpUed. eoncern.  ing the Piping in tbis Data Report. Furthermore. neither the Inspector nor his ettmPloyn shal be liable In any manna2 for any personsal iury or property dimatle or a loss of any k•nd aldtng from or connecLe. with this lnsP4 Uo IL 
Date 

Commissions- A4 (Tempel 
Nationi9o . .State. P1gti ad No.  

SSupplementei sheets in fo• of leta .skatches or d rwi 4r, may be used provided (1) l " (3) worstil in items 1. 1 a ld, 
on this da report incuded on each sheet and (3) seac shtt Is numbered and number of sheets Is record.ed 1.0 A i = ..Rem..".  Printed in U.S.A. (113) T"i form (El) IS Obthinable from the ASMIE. • 4 1. 4 ?th St.. New York. N. Y. 1017



ATo rl 4114,
I Description of Field Fabrication

o-.z 
0 < 

(L(

I$. Field Hydrolttic Tes __L

We certify that the field fabricatlon or the de•c•ibed Piping conforms with the "Qquirwmens of SECTION III -f the ASME BO1LER AND 
PRESSURE VE.SSEL CODE. Clim,. _ . Edition Addends Date- .Ca.  

DateA _.-.- Signed.  (Ftbrlcstot) 33' 
Out CaItfkotion of Authorization to use the Symbol Expirest 
C -t*tficte of Authorizauton No. ----.--.-- _-

CERTIFICATE OF FIELD FABRICATION INSPECTION 
I. the uftdexL~gfredý holding a valid commisslon isued by the NatlonaJ Board of Boger and Presire Vesel Inspectors ndfo.  the Slate or ProviJnce o1 
and employed by 

of-have comPajed the 4atementi in this Manufaeturer's Data Report with the desertbed piping and state that the parts refeined to am data eRems 
not included Ln the , , ...

ny me and that to the bes of my knowledge and bel the manufacturer baa constrcted this Piping an accordance with the ap.  Plicable section of the ASME CODE SECTION Il1.

By nrd.ng this certificate neither the Inspector nor his employer makes any warranty. expressed or implied. concerning the pip.  
ins descrbed in this Manufacturer's Data Report. Furtbennore. neither the Inspector nor his employer sWha. be liable In any manner for any personal injury or property damage or a los of any kind erLsng from or connected with this irpeftjoa.  
Date __ _ __ 

Inspector 
_ Comm a lo,, -s oard, State. ?rml and No.
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FORM NIS-2 OWNER'S REPORT OF REPAIR OR REPLACEMENT 
As Required by the Provisions of ASME Code Section XI

Owner tThrnmonwA�Ith Edison Cornoanv

(Name) 
One First National Plaza, Chicago, I1., 60690 

(Address) 
Plant LaSalle County Nuclear Station 

(Name) 
2601 N. 215' Rd. Marseilles, I1. 61341

Work Performed b'
(Address) 

Moichani,-l inintennnre-o

1.  

2.  

3.  

4.  
5.  

R

Date 11111•g

Sheet 1 of 1 

Unit 1 950104582 
Repair Organization, P.O. No., Job No., etc.

Type Code Symbol Stamp N/A 
Authorization No. N/A 
Expiration Date N/A

Identification of System (RH) Residual Heat Removal 
(a) Applicable Construction Code * 19 * Edition * Addenda, Code Cases * 

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements-19- 89 , NjoAd, Code Cases None 
Ildentification Comn onents Renaired or Reolaced. and Reolacement Components

Name of Name of Mfrs. Ser. Nat'l CRN Other Year Repaired ASME Code 

Component Mfr. No. Bd. No. Identi- Built Replaced, Stamped 
No. Fication Replacement (Yes or No) 

(4) Studs Grinnell * N/A N/A HP09-1037R * Replaced N/A 

(4) Studs Nova Ht. # 67741 N/A N/A HP09-1037R 1999** Replacement N/A 

(18) Hex Nuts Grinnell * N/A NIA HP09-1037R * Replaced N/A 

(18) Hex Nuts Nova Code LZU N/A NIA HP09-1037R 1999" Replacement N/A 

7. Description of Work Class 2 Replacement Replaced Component Support Suds and Hex Nuts.  

8. Tests Conducted: Hydrostatic I I Pneumatic I I Normal Operating Pressure I X I Other Visual 
Pressure _ _psi Test Temp. Deg. F 

9. Remarks = Per Original Design Specification J-2530 & J-2918. Original Const. Code is ANSI B31.1, 1973 Edition 
(Applicable Manufacturer's Data Report to be Attached) 

S74 & W76 Addenda. Replacement Studs and Nuts are ASME Sect. II, Class-l, 1989 Edition, No Addenda which 

exceed the original construction code requirements.  

CERTIFICATION OF COMPLIANCE 

We certify that the statements made in the report are correct and this Replacement conforms to the rules 

of the ASME Code, Section XI. (repair or replacement) 

Type Code Symbol Stamp NONE 

Certificate of Authorization No. NIA Expiration Date N/A 

Signed _ 4---'" ISI Coordinator Date August 22 , 20 00 
Owner or Owner's Designee, Title

(Name) 
Mechanical Maintenance 

(Address)

CERTIFICATE OF IN5E-VIC• INSPEIO.IIUN

I, The undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Illinois and employed by Hartford Steam Boiler lnsp. & Ins. Co. Of 

Hartford,CT. have inspected the components described in this Owner's Report during the period 
LI R08 to LI R09 I 

and state that to the best of my knowledge and belief, the Owner has performed examinations and taken corrective 

measures described in this owner's Report in accordance with the requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty , expressed or implied, 

concerning the examinations and corrective measures described in this Owner's Report. Furthermore, Neither the 

Inspector nor his employer shall be liable in any manner for any personal injury or property damage or a loss of 
any kind arisWg from or connected with this inspection.  

609 1 Commissions IL 1927
National Board, State, Province, and Endorsements"Ins ctor's Signature 

Date z/t < Y 2000

11/1199Co m nw at Edison....... ... .. ... ..



FORM NIS-2 OWNER'S REPORT OF REPAIR OR REPLACEMENT 
As Required by the Provisions of ASME Code Section Xl

Owner Commonwealth Edison Company
(Name) 

One First National Plaza, Chicago, I1., 60690
(Address) 

Plant LaSalle County Nuclear Station 
(Name) 

2601 N. 21st Rd. Marseilles, II. 61341

1.  

2.  

3.  

4.  
5.  

R

Date 11/07/99

Sheet 1 of I

Unit 1 960013324
Repair Organization, P.O. No., Job No., etc.  

Type Code Symbol Stamp N/A 
Authorization No. N/A 
Expiration Date NIA

Identification of System (RR) Reactor Recirculation 
(a) Applicable Construction Code Sect I1I 19 71 Edition No Addenda, Code Cases None 
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements-19 89 , No Ad, Code Cases N-416-1 
Id•=ntifir'nfinn nf (•nmnnn~nts• Rp~nair•_d nr Rtnlnr.•_d[ nnd RP~nlnri•_mpnt Comnonnnt•

Name of Name of Mfrs. Ser. Nat'l CRN Other Year Repaired ASME Code 
Component Mfr. No. Bd. No. Identi- Built Replaced, Stamped 

No. Fication Replacement (Yes or No) 
Valve Bonnet Atwood * N/A N/A 1 B33-F023B * Replaced N/A 

Morrill 
Valve Bonnet Atwood SN # H254 N/A N/A 1B33-F023B 1996 Replacement N/A 

Morrill I 
Valve Disc Atwood N/A N/A I B33-F023B Replaced N/A 

Morrill 
Valve Disc Atwood SN # H259 N/A N/A 1B33-F023B 1996 Replacement N/A 

Morrill 
Valve Disc Atwood SN # H259 N/A N/A 1B33-F023B 1996 Repaired NtA 

Morrill 
Valve Bonnet Atwood SN #H254 N/A N/A 1 B33-F023B 1996 Repaired N/A 

Morrill 1 1 

7. Description of Work Class 1 Replacement. Repaired replacement valve disc and bonnet by machining.  
8. Tests Conducted: Hydrostatic I I Pneumatic I I Normal Operating Pressure I X I Other 

Pressure 1020 psi Test Temp. Amb Deg. F 
9. Remarks Replaced disc and bonnet. * = Per N-5 Code Data Report on file at LaSalle County Station 

(Applicable Manufacturer's Data Report to be Attached ) 
Machining of bonnet and valve disc performed per NDIT LS-0354 and LS -0430. Both are on file at LaSalle Station.  
Machining of valve bonnet reconciled under SEAG Number 99-000811 and is on file at LaSalle Station.  

CERTIFICATION OF COMPLIANCE 

We certify that the statements made in the report are correct and this Repair & Replacement conforms to the rules 

of the ASME Code, Section Xl. (repair or replacement) 

Type Code Symbol Stamp NONE 

Certificate of Authorization No. NIA - Expiration Date N/A 

Signed ci --I-I" 6", ISI Coordinator Date August 19 20_00 

Owner or Owner's Designee, Title

(Address) 
Work Performed by Mechanical Maintenance 

(Name) 
Mechanical Maintenance 

(Address)

IIILA I Uo- IIN, lVl_= Ird I.tIIUI•I

I, The undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Illinois and employed by Hartford Steam Boiler lnsp. & Ins. Co. Of 
Hartford, CT. have inspected the components described in this Owner's Report during the period 

LIR08 to LIR09 
and state that to the best of my knowledge and belief, the Owner has performed examinations and taken corrective 
measures described in this owner's Report in accordance with the requirements of the ASME Code, Section XI.  
By signing this certificate neither the Inspector nor his employer makes any warranty , expressed or implied, 
concerning the examinations and corrective measures described in this Owner's Report. Furthermore, Neither the 
Inspector nor his employer shall be liable in any manner for any personal injury or property damage or a loss of 
any kind arising from or connected with this inspection.  

•'••,• A•."•.•"•Comm issions IL 1927

National Board, State, Province, and Endorsements"t ( pector's Signature 
Date _____2 0

Commissions IL 1927



FORM N-2 CERTIFICATE HOLDERS' I 
NUCLEAR PARTS AND ) 

As Required by the ProVisions of 1 
Not to Exceed One DE 

1. Manufactured and certified by Atwood & Morrill Co.. In4 
I (n a ,n 

2. Manufactured for Commonwealth Edison Co., 12601 Nol

3.

)ATA REPORT FOR IDENTICAL )t I•- lI 
iPPURTENANCES* N 4f9 9 
he ASME Code, Section IIt' 
y's Production Pg. 1 of 2 

285 Canal St., Salem, MA 01970 a and address of NPT Car1ifi . 11^.•.

I (neme nd address of Purchaser) 
Location of installation LaSalle County Station, 2601 orth 21st Road-RR #L. Marseilles. TT. AI

4. Type*42115-806-C,Rev. 0 SA351-CF8M 81 
(drawing no.) (mat'l. spec. no.} (tensile 

5. ASME Code, Section III, Division 1: 1971 
(editioni sa 

6. Fabricated in accordance with Const. Spec. (Div. 2 only) _ N/A 

(no.) 

7. Remarks: Cust. Item 02 , A&M Item 02, Qty. 1 

(A&M S.0. 31670) *Dwg. prepared by A& M. This 

tion of ASME Section III 1971 Edition, No Adi 
8. Nom. thickness (in.) , 2 i/4" Min. design thickness (in.)j _7111 
9. When applicable, Certificate Holders' Data Reports are attached for eaci 

Part or Appurtenance National 
Serial Number Board No.  

in Numerical Order 

(I) HT.96182 S/N"H254 N/A 
(2) 
(3) 

(4) 
(5) 

(6) 

(7) 
(8) 
(9) 

(10) 
(11) 

(12) 

(13) 

(14) 

(15) 

(16) 
(17).  

(18) 

(19) 

(20) 

(21) 

(22) 

(24) 

(25) 

0. Design pressure 1250 psi. Temp. 575 

Supplemental information in the form of lists, sketches, or drawinqs may 6e use'd prov; 
., in 1-,3i m ch is numbered and the number oi sheets is record 

(IZ.C) •Thi.; form IE00040) may be obtained from

(name and address) 

593 PSI N/A 1996 
trength) (CRNj (year built) 

No 1 N/A 
lends date) (class) ICode Case no.) 

Revision N/A Date NIA 

over Weldment-A&M P/N42115-806-9501-000 

"-ertification meets the required informa-

!nda.  

Dia. ID (ft & in.) N/A Length overall (ft & in.) N/A 
tem of this report:

Part or Appurtenance 

Serial Number 

RiN / QR h 9E 
26) 
27) 
28) 
29) 
30) 
ý11

National 

Board No.  

in Numerical Order 

-0157 9

±

32) 

33) 
34) 
35) 

l6) 

17) 

18) 
19) 

.1) 

-2) 

.3) 

4) 

5) 
6)

7) 
3)

*F. Hydro. test pressure N/A at temp. 'F 
(when applicablel 

SI) _i i� 3 <x I, (2 r . • z3; icn in. iUdn.s 2 3:-J 3 on t';s Data iReport 
at the top of this form.  

! Order Dept., ASME, 22 Law Drive, Box 2300, Fairfield, NJ 07007-2300.

Reprint (7/91)

-*1

-i

2

• ° --

I

I

J I I

i

i

"th 21st Road, Marseilles, IL 61341



FORM N-2 (Back 

Certifica 

CERTIFICATION C 

Design specifications certified by Joseph C. Mai or' 
(when applicable? 

Design report* certified by N/Ap 
Iwhen appicable) 

CERTIFICATE OF I 

We certify that the statements made in this report are correct and that this 

conforms to the rules of construction of the ASME Code, Section III, Divisic 

NPT Certificate of Authorization No. N-2607 

Date Name Atwood & Morrill Co., Inc 
INPT Certificate Holder) 

CERTIFICATE OF 

I. the undersigned, holding a valid commission issued by the National Boar 

Massachusetts andemployed by H.S.B.I. & I. Co.  

of Hartford, CT have inspected these items described in thi! 

best of my knowledge and belief, the Certificate Holder has fabricated the 

III, Division 1. Each part listed has been authorized for stamping on the dat 

By signing this certificate, neither the inspector nor his employer makes ar 

in this Data Report. Furthermore, neither the inspector nor his employer sh 
loss of any kind arising from or conne whthsis 

Date /// / Signed 

The following items attached to Cover Weldmen 

- Pipe Boss - SA479-316 - HT: 534040 TR. CL3 

- SST 316 Pipe - SA312-316 - HT: MS835 

- Elbow - SA403-316- HT: MJ3

)g. 2 of 2._._) 
HT.96182 S/N H254 

e Holder's Serial Nos. through 

iF DESIGN 

P.E. State Calif. Reg. no. 14695 

P.E. State N/A Reg. no. N/A 

OMPLIANCE 

these) Cover Weldment 
1.  

Expires 6-13-98 

* Signed P'tauthorized representative) 

INSPECTION 

of Boiler and Pressure Vessel Inspectors and the State or Province of 

Data Report on . and state that to the 

;e parts or appurtenances in accordance with the ASME Code, Section 

shown above.  

y warranty, expressed or implied, concerning the equipment described 

I11 be liable in any manner for any personal injury or property damage or 

Commissions ^4- 175"
[Nat'l. 8d. (incl. endorsementos and state or prov. and no.]

3

0 \1c



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR IDENTICAL 
NUCLEAR PARTS AND APPURTENANCES' 

As Required by the Provisions of the ASME Code, Section III 
Not to Exceed One Day's Production Pg. 1 of 2 

1. Manufactured and certified by Atwood & Morrill Co., Inc.. 28A5 Canal St.. Salem, \ 0 19 70 
(nam e and address of NPT Clrtificrte HolderI 

2. Manufacturedfor Commonwealth Edison Co., 2601 North 21st Road, Marseilles, IL 61341 
(nan.., and address of Purchraser) 

3. Location of installation LaSalle County Station, 2601 North 21st Road-RR #1, Marseilles, IL 61341 
(name and sddresSI 

4. Type32484-602-D Revl SA351-CF8M 81,718 PSI N/A 1996 fdraw..g no.] mat'l. IOpc. no. (tensile Strengthl ICRNI (year bSol)) 
5. ASME Code, Section III, Division 1: 1971 No I N/A e(renltl~ (addenda date) Class) iCode Case no.) 
6. Fabricated in accordance with Const. Spec. (Div. 2 only) N/A Revision N/A Date N/A ""no.  
7. Remarks: Cust. Item 22 , A&M Item 22 , Qty.i , Disc A&M P/N 32484-602-5114-121 

(A&M S.O. 31670) *Dwg. prepared by-A&M. This certification meets the required informa

tion of ASME Section III 1971 Edition, No Addenda.  
8. Nom. thickness (in.) N/A Min. design thickness (in.I N/A Di.. ID (ft & in.) N/A Length over.' Ift & in.) N/A 9. When applicable, Certificate Holders' Data Reports are attached for each item of this report: 

Part or Appurtenance National Part or Appurtenance National Serial Number Board No. Serial Number Board No.  
in Numerical Order 

in Numerical Order 

OPiT.96180 S/N H259 N/A (26) 
(2) 

(27) 
(31 (28) 
(4) 

(29) 
(5) 

(30) I 
(6) (31) 17) 

(32 (32) 
(8) 

(33) (9) (34) 
(10) (35) 
(11) 

(36) 
(12) 

137) 
(13) 

(38) 
(14) 

(39) 
(15) 

(40) 
(16) 

(41) 
(17) 

(42) 
(18) 

(43) 
(19) 

(44) 
(20) 

(45) 
(21) 

(46) 
(22) 

(47) .r73) 
re8) 

(24) 
(49) 

(25) 
(50) 

10. Design pressure 1250 psi. Temp. 575 OF. Hydro. test pressure N/A at temp. OF 
(-hen applicablel Supplementa(;r.azor.:n th 

!1.!; -i.r:.. ........ .....-- " *- '...*."':" - .... ".r......,;. ;* iterns 2 and 3 on this Data Report is included on each sheet, (3) each sheet is numbered an n n .. . ... . . ..me ,.  (12/88( This form (E00040o may be obtained from the Order Dept.. ASME, 22 Law Drive, Box 2300. Fairfield. NJ C7007-2300, 

~r t G(48 . Reprint (7/g1)

1. R.1" qmw.-,



FORM N-2 (Back - Pg. 2 of .2..) 
HT.96180 S/N H259 

Certificate Holder's Serial Nos. through 

CERTIFICATION OF DESIGN 
Design specifications certified by Joseph C. MaV- ors4P. State. Caif. Reg. no 14695 

Design report* certified by N/A N/A N/A 
1-han 4001-Csble) P.E. State N Reg. no.  

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in this report are correct and that this (these) Disc conforms to the rules or construction of the ASME Code, Section III, Division 1.  

NPT Certificate of Authorization No. N-2607 
Expires 6-13-98 

Date _Name Atwood & Morrill Co., Inc. Signed S .iN Pt Ceii~ ficate H oIderi 
l- _n o ese o ta , u 1N.P Couificle Holcer) il(uthorized representative) 

CERTIFICATE OF INSPECTION 
1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State or Province of 

SMassachusetts 
andemployedby H.S.B.- . & - . Co. T of bnrt fhave inspected these items described in this Data Report enaand state that to the best of my knowledge and belief, the Certificate Holder has fabricated these parts or ..........  ,- =w..,,t=-dces in accordance with the ASME Code, Section III, Division 1. Each part listed has been authorized for stamping on the date shown above.  

By signing this certificate, neither the inspector nor his employer makes any warranty, expressed or implied, concerning the equipment described 
n this Data Report. Furthermore, neither the inspector nor his employer shall be liable in any manner for any personal injury or property damage or ;s of any kind arising from or connected w*J insp 

iDate .4!•2E-- Signed 

Date Signed 

.Commissions 
' I .~ ~ ~ ~ u rizw zd inspecto 

13i-. - 1. ini endw~sermentsi and state or Prco. and ol 

lv*\17-

I Jiipiuuiu



FORM NIS-2 OWNER'S REPORT OF REPAIR OR REPLACEMENT 
As Required by the Provisions of ASME Code Section XI

pt,. . -

(Name) 
One First National Plaza, Chicago, I1., 60690 

(Address) 
Plant LaSalle County Nuclear Station 

(Name) 
2601 N. 21st Rd. Marseilles, I1. 61341

(Address) 
Work Performed by Mechanical Maintenance 

(Name) 
Mechanical Maintenance 

(Address)

Date II9141q~q

Sheet I of 3 

Unit 1 960047934 
Repair Organization, P.O. No., Job No., etc.

Type Code Symbol Stamp N/A 
Authorization No. N/A 
Expiration Date N/A

Identification of System (B13) Reactor Vessel Internals 
(a) Applicable Construction Code * 19 * Edition * Addenda, Code Cases * 

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements-19 89 '- No Ad, Code Cases None 
Identification of Comoonents Reoaired or Reolaced, and Replacement Components

Name of Name of Mfrs. Ser. Nat'l CRN Other Year Repaired ASME Code 
Component Mfr. No. Bd. No. Identi- Built Replaced, Stamped 

No. Fication Replacement (Yes or No) 

Jet Pump 9 Inlet GE * N/A N/A 131 3-D006 * Replaced N/A 
Mixer 

Jet Pump 9 Inlet GE SN B0528 N/A N/A 1B13-D006 1999 Replacement NIA 
Mixer 

Jet Pump 10 Inlet GE NIA N/A 1B13-D006 * Replaced NIA 
Mixer 

Jet Pump 10 Inlet GE SN-B0544 N/A NIA 1B13-D006 1999 Replacement N/A 
Mixer 

Jet Pump 9 Beam GE * N/A N/A 181 3-D006 * Replaced N/A 
Assy.  

Jet Pump 9 Beam GE SN-088M N/A N/A 1B1 3-D006 1999 Replacement N/A 
Assy. I I 

7. Description of Work Class I Repair & Replacement. = Per original design and fabrication specification J-2500 

8. Tests Conducted: Hydrostatic I I Pneumatic I I Normal Operating Pressure I X I Other Visual 
Pressure -_psi Test Temp. Deg. F 

9. Remarks on file at LaSalle County Station. Replaced Jet Pump 9 & 10 Inlet Mixers and hold down beam 
(Applicable Manufacturer's Data Report to be Attached ) 

assemblies, installed Auxiliary Wedge assemblies on Jet Pumps 5, 6, 7, 8 & 1. Repaired Jet Pump 9 Restrainer 
Bracket pad by machining. All items reconcilled to the original specifications per DCP 9900289. See pages 2 and 3 

for additional replacment items.  

CERTIFICATION OF COMPLIANCE 

We certify that the statements made in the report are correct and this Repair & Replacement conforms to the rules 
of the ASME Code, Section XI. (repair or replacement) 

Type Code Symbol Stamp NONE 

Certificate of Author tion No. N/A Expiration Date N/A 

Signed -. %---, - ISI Coordinator Date August31 ,20 00 
Owner or Owner's Designee, Title

1.

2.  

3.  

4.  
5.

CERTIFICATE OF INSERVICE INSPECTION

I, The undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Illinois and employed by Hartford Steam Boiler lnsp. & Ins. Co. Of 
Hartford, CT. have inspected the components described in this Owner's Report during the period 

L1 R08 to L1R09 I 
and state that to the best of my knowledge and belief, the Owner has performed examinations and taken corrective 
measures described in this owner's Report in accordance with the requirements of the ASME Code, Section XI.  
By signing this certificate neither the Inspector nor his employer makes any warranty , expressed or implied, 
concerning the examinations and corrective measures described in this Owner's Report. Furthermore, Neither the 
Inspector nor his employer shall be liable in any manner for any personal injury or property damage or a loss of 

any kind arisinfrom or connected with this inspection.  

Z• .•J'•• Y (,# Commissions IL 1927
National Board, State, Province, and EndorsementsInspe1,s Sign•iure 

Date =o 2000

U~~llir% 161IIII II IC , C14I [,,,l nlLl V II/:I~ 1114/99I
P•m•l=n•l('h =rl|•rt •r•mricintn



FORM NIS-2 SUPPLEMENTAL SHEET 

1. Owner: Commonwealth Edison Company Sheet 
One First National Plaza 
Chicago, Illinois 60690 Unit 

2. Plant: LaSalle County Station 
2601 N. 2 1 st. Rd.  
Marseilles, Illinois 61341 

3. Work Performed by: Mechanical Maint. Type 
Name Autho 

Mechanical Maintenance Exoira

2 of 3 
Date 1114/99 

1

960047934
P. 0. No., WR No., ets.  

-ode Symbol Stamp N/A 
rization No. N/A 
ition Date N/A

Address 

Identification of System 
B13 

Applicable Construction Code * *_Edition Addenda 

Applicable Edition of Section XI utilized 89 Edition None Addenda 

Identification of Components Repaired or Replaced and Replacement Components.

4.  

5a.  

5b.  

6.

Name of Name of Manufacturer National Other Year Repaired, ASME 
Component Manufacturer Serial No. Board Identificatio Built Replaced Code 

No. n or Stamped 
Replacement (Yes 

I__or 
No) 

Jet Pump GE N/A 1B13D006 Replaced N/A 
10 Beam 

Assy.  

Jet Pump GE SN-0080M N/A 1B13-D006 1999 Replacement N/A 
10 Beam 

Assy.  

Jet Pump I GE UTC 2044920 N/A 1B13-D006 1999 Replacement N/A 
Auxiliary 

Wedge 
Jet Pump 5 GE SN-003 N/A 1B13-D006 1999 Replacement N/A 

Auxiliary 
Wedge 

Jet Pump 6 GE SN-004 N/A 1B13-D006 1999 Replacement N/A 
Auxiliary 
Wedge 

Jet Pump 7 GE SN-001 N/A 1BI3-D006 1999 ep acement N/A 
Auxiliary 
Wedge 

Jet Pump 8 GE UTC 2044919 NIA 1B131 -D006 199 Replacement N/A 
Auxiliary 
Wedge 

Jet Pump 9 GE 01-13002 NI 13-06 999 Replacement N/A 
Auxiliary 
Wedge 

Jet Pump 9 GE 01-001 N/A 1BI3-D006 1999 Replacement N/A 

Auxiliary 
Wedge

I



FORM NIS-2 SUPPLEMENTAL SHEET 

1. Owner: Commonwealth Edison Company Sheet 
One First National Plaza 
Chicago, Illinois 60690 Unit 

2. Plant: LaSalle County Station 
2601 N. 2 1st. Rd.  
Marseilles, Illinois 61341 

3. Work Performed by: Mechanical Maint. Type C 
Name Authoi 

Mechanical Maintenance Expira 
Address 

5. Identification of System 
B13

3 of 3 
Date 11/4199 

1 

960047934 
P. 0. No., WR No., ets.  

3ode Symbol Stamp N/A 
rization No. N/A 
tion Date NIA

Applicable Construction Code * * Edition Addenda 

Applicable Edition of Section XI utilized 89 Edition None Addenda 

Identification of Components Repaired or Replaced and Replacement Components.

Name of Name of Manufacturer National Other Year Repaired, ASME 
Component Manufacturer Serial No. Board Identificatio Built Replaced Code 

No. n or Stamped 
Replacement (Yes 

or No) 
Jet Pump GE 002-P004 N/A 1B13-D006 1999 Replacement N/A 

10 Auxiliary 
Wedge 

Jet Pump 9 GE N/A 1B13-D006 Repaired N/A Bracket 

Pad 

_______ _ _ __ _ _ _ _______ _ _ __ __________ ______l____

5a.  

5b.  

7.



FORM NIS-2 OWNER'S REPORT OF REPAIR OR REPLACEMENT 
As Required by the Provisions of ASME Code Section XI

Owner flnnn, nns�aaotfh �dienn rnmn,,n�,

(Name) 
One First National Plaza, Chicago, I1., 60690

(Address) 
Plant LaSalle County Nuclear Station 

(Name) 
2601 N. 21st Rd. Marseilles. I1. 61341

1.  

2.  

3.  

4.  
5.  

6.

(Address)

Date

Unit I

1211 519B

Sheet I of 1 

980069737 
Repair Organization, P.O. No., Job No., etc.

Type Code Symbol Stamp N/A 
Authorization No. N/A 
Expiration Date N/A

Identification of System (RH) Residual Heat Removal 
(a) Applicable Construction Code * 19 * Edition * Addenda, Code Cases * 
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements-19 -89 - No Ad , Code Cases None 
Identification of Como onents Repaired or Reolaced. and Reolacement Comoonents

Name of Name of Mfrs. Ser. Nat'l CRN Other Year Repaired ASME Code 
Component Mfr. No. Bd. No. Identi- Built Replaced, Stamped 

No. Fication Replacement (Yes or No) 
Mech. Snubber PSA * NIA N/A RH40-1039S * Replaced N/A 

Mech. Snubber PSA SN 8155 NIA NIA RH40-1039S 1979 Replacement N/A 

7. Description of Work Class I Replacement Replaced Mechanical Snubber.  
8. Tests Conducted: Hydrostatic I I Pneumatic I I Normal Operating Pressure I X I Other Visual 

Pressure _ _psi Test Temp. Deg. F 
9. Remarks = Per Original Design Specification J-2530 & J-2918. Original Const. Code is ANSI B31.7, 1969 Edition 

(Applicable Manufacturer's Data Report to be Attached) 
No Addenda 

CERTIFICATION OF COMPLIANCE 

We certify that the statements made in the report are correct and this Replacement conforms to the rules 

of the ASME Code, Section XI. (repair or replacement) 

Type Code Symbol Stamp NONE 

Certificate of Authorization No. N/A Expiration Date N/A 

Signed _(IiI::, ' ---- ISI Coordinator Date August 16 ,20 00 
Owner or Owner's Designee, Title

Dnspatebr's Signature

(Address) 
Work Performed by Mechanical Maintenance 

(Name) 
Mechanical Maintenance

CERIFIIAII- UO IN51IVICE INSPECTION

I, The undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Illinois and employed by Hartford Steam Boiler lnsp. & Ins. Co. Of 
Hartford, CT. have inspected the components described in this Owner's Report during the period 

LI R08 to L1R09 
and state that to the best of my knowledge and belief, the Owner has performed examinations and taken corrective 
measures described in this owner's Report in accordance with the requirements of the ASME Code, Section XI.  
By signing this certificate neither the Inspector nor his employer makes any warranty , expressed or implied, 
concerning the examinations and corrective measures described in this Owner's Report. Furthermore, Neither the 
Inspector nor his employer shall be liable in any manner for any personal injury or property damage or a loss of 
any kind arising rom or connected with this inspection.  

A'%d1Zz Commissions IL 1927

(Address)

National Board, State, Province, and Endorsements

Date 20 00



FORM NIS-2 OWNER'S REPORT OF REPAIR OR REPLACEMENT 
As Required by the Provisions of ASME Code Section XI

Dnte

(Name) 
One First National Plaza, Chicago, II., 60690

(Address) 
Plant LaSalle County Nuclear Station

(Name) 
2601 N. 21st Rd. Marseilles, II. 61341 

(Address) 
Work Performed by Mechanical Maintenance 

(Name) 
Mechanical Maintenance 

(Address)

1 211 IgR

Sheet I of 1

Unit 1 980069718
Repair Organization, P.O. No., Job No., etc.  

Type Code Symbol Stamp NIA 
Aithnri7tinn Nn MIA

1.  

2.  

3.  

4.  
5.  

6.

NIA

Identification of System (RR) Reactor Recirculation 
(a) Applicable Construction Code * 19 * Edition * Addenda, Code Cases * 

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements-19 89 , No Ad , Code Cases None 
Identification of Corn onents Reoai red or Renlaced. and Reolacement Comoonents

Name of Name of Mfrs. Ser. Nat'l CRN Other Year Repaired ASME Code 
Component Mfr. No. Bd. No. Identi- Built Replaced, Stamped 

No. Fication Replacement (Yes or No) 
Mech. Snubber PSA * NIA NIA RR17-1007S * Replaced N/A 

Mech. Snubber PSA SN 37716 NIA NIA RR17-1007S 1979 Replacement N/A 

7. Description of Work Class I Replacement Replaced Mechanical Snubber.  
8. Tests Conducted: Hydrostatic I I Pneumatic I I Normal Operating Pressure I X.I Other Visual 

Pressure __ psi Test Temp. Deg. F 
9. Remarks * = Per Original Design Specification J-2530 & J-2918. Original Const. Code is ANSI B31.7, 1969 Edition 

(Applicable Manufacturer's Data Report to be Attached) 
No Addenda 

CERTIFICATION OF COMPLIANCE 

We certify that the statements made in the report are correct and this Replacement conforms to the rules 

of the ASME Code, Section Xl. (repair or replacement) 

Type Code Symbol Stamp NONE 

Certificate of Authoriz ion No. N/A Expiration Date N/A 

Signed Z- ISI Coordinator Date August30 , 20 00 
Owner or Owner's Designee, Title

I, The undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Illinois and employed by Hartford Steam Boiler Insp. & Ins. Co. Of 
Hartford, CT. have inspected the components described in this Owner's Report during the period 

L1R08 to LIR09 
and state that to the best of my knowledge and belief, the Owner has performed examinations and taken corrective 
measures described in this owner's Report in accordance with the requirements of the ASME Code, Section XI.  
By signing this certificate neither the Inspector nor his employer makes any warranty , expressed or implied, 
concerning the examinations and corrective measures described in this Owner's Report. Furthermore, Neither the 
Inspector nor his employer shall be liable in any manner for any personal injury or property damage or a loss of 
any kind from or connected with this inspection.  

, 4 'j(/ 1 4 a Commissions IL 1927
Insifctor's Signature 

Date •'f' -f A 20 00

National Board, State, Province, and Endorsements

Expiration Date

tr%=n~
T•,/V

CERIFHICI-I.AT OF= I INSE-RVIC.EI INSIPECT;IOIN



FORM NIS-2 OWNER'S REPORT OF REPAIR OR REPLACEMENT 
As Required by the Provisions of ASME Code Section XI

wner -.C I .W - W" y.

(Name) 
One First National Plaza. Chicaao. I1.. 60690

(Address) 
Plant LaSalle County Nuclear Station

(Name) 
2601 N. 21s' Rd. Marseilles, I1. 61341

(Address) 
Work Performed by Mechanical Maintenance 

(Name) 
Mechanical Maintenance 

(Address)

Date 11/08/99

Sheet I of 1 

Unit 1 990111761 
Repair Organization, P.O. No., Job No., etc.

Type Code Symbol Stamp N/A 
Authorization No. N/A 
Expiration Date N/A

Identification of System (RH) Reactor Heat Removal 
(a) Applicable Construction Code Sect 111 19 71 Edition W72 Addenda, Code Cases None 
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements-19 89 , NoAd, Code'Cases None 
Identification of Components Renaired or Reolaced. and Replacement Components

Name of Name of Mfrs. Ser. Nat'l CRN Other Year Repaired ASME Code 
Component Mfr. No. Bd. No. Identi- Built Replaced, Stamped 

No. fication Replacement (Yes or No) 

Valve Disc Anchor- * NIA N/A 1 El 2-F008 * Replaced NIA 
Darling 

Valve Disk Flowserve H66 1E12-F008 1999 Replacement N/A 
Corp.  

Valve Disk Flowserve H66 1 E12-F008 1999 Repaired NIA 
Corp.__ 

7. Description of Work Class I Replacement. Repaired valve disc by drilling hole in disc to prevent pressure locking.  
8. Tests Conducted: Hydrostatic I I Pneumatic I I Normal Operating Pressure I X I Other 

Pressure 1020 psi Test Temp. Amb Deg. F 
9. Remarks * = Per N-5 Code Data Report on file at LaSalle County Station 

(Applicable Manufacturer's Data Report to be Attached ) 

CERTIFICATION OF COMPLIANCE 

We certify that the statements made in the report are correct and this Replacement and Repair conforms to the rules 
of the ASME Code, Section XI. (repair or replacement) 

Type Code Symbol Stamp NONE 

Certificate of Authorization No. N/A Expiration Date N/A 

Signed (•II --I = ISI Coordinator Date August 15 ,20 00 

Owner or Owner's Designee, Title

1.

2.

3.  

4.  
5.

;IRI-IL;. I u OF INSE"VII-, Irlarht- I lUN

I, The undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Illinois and employed by Hartford Steam Boiler Insp. & Ins. Co. Of 
Hartford, CT. have inspected the components described in this Owner's Report during the period 

L1RO8 to L1 RO9 I 
and state that to the best of my knowledge and belief, the Owner has performed examinations and taken corrective 
measures described in this owner's Report in accordance with the requirements of the ASME Code, Section XI.  
By signing this certificate neither the Inspector nor his employer makes any warranty , expressed or implied, 
concerning the examinations and corrective measures described in this Owner's Report. Furthermore, Neither the 
Inspector nor his employer shall be liable in any manner for any personal injury or property damage or a loss of 
any kind arising from or connected with this inspection.  

"4•,--' /• 4Yj•2_ Commissions IL 1927
National Board, State, Province, and EndorsementsIlrctor's Signature 

Date_______ _ 20 00

r% 11 b4l CA; f,



WC -IF CWMIFCATE IjOW9=5 DATA Mo=FOR r4UC1XAM PART APMND uTNACS 

As requind by thte proW= a~tof the ASI4E Code Itailes. 
Sectica 111. Div.- I 

L ()Iaad~SUinbIplowserve 
cp. 70 1 F i;rh.st Street, iWilliamsport, pA 17701 

commonwealth Edison Cornpaflys P.O. Blox 767, Chicago, IL 60690 

(b) -- WnXC KosIN000idstwoO08X 

2. Mni8f~5 BO WS no. Orr%"t 
Ns el &Ld N o.  

(8)Cas~~AcewdisoSoa De~wfrb No D721l R/.J -V~i5Pmpe~db Fowee Co 

Disc W/Stellite, Heat 
No. E4313 S A2 16-WCB 

(b) DesciptieS 64 PON ia8Pcowd 
1971 Ad.eeWnt '72N/1 

spare Part(s) for 2 0 "-900#*FW 
Gate valve 

3. Remseks: f*rw a ao ~pmc e 2109 1 

Flowserve S.0). and Item No.: P-758E-1 

Note: No Hydrotestifl9 Performed 

LaSalle Nuclear Station 

we cealify thastze Usteseest tod We ani sam camse *rA this veas4l pan ew WerwasaatcC defL-ed in the Code cap

foern to i. Male ae commuucties of the ADE eSection LU.  

Meabs WAl-Sk Deal= Spee~eadw 55 la an~ am& t~e reai~b~of M;bs MPT Cettilcnse Hoadeu for asri. An NPT Cettl

icst MaaldatWw faer apiec is r.paiIfor fosaia scmute Dwpssi pedfi86ama sod Sun$s AqX ite Moppuncesace is not 

Il~luded In "We Des:=a. 36~ asc~9tn d SavaS PeCu.) 

Flouere Corp 

Cortificase al Amdmiahzd= Expires 
/SO Certifiesam at N1713azia o 

CERMYIFCAMION OF DESIGN FOR~ APPURTENANCE (vbame eapplicahle) 

Dazist- osalfame Mo M~e Mi 

Suez@a casn1yeis mi oa rate at 

Design Ws-cdiact4Om centie-d by 
Prof. Eas. stae' act. No....  

stasa Maravoia Mpart cem~irvad yPrfa. 
ESa. &eate Reg. No. 

CER¶WICATE OF SHOP INSPECTION 

1, be w."Siged.h-'dia M.vald cmn 69igmoued by Che N.~imeee Beaw 0 oft3iler and Preesare Vessel Lospieratt 

a n enr yVal1 1 1Cineca nion Ins urneCoia 

of Rbeve 
ina tbm pan o al p55 5 5 85 5 vscarc dascrilmd in this 

IWA WsIC1. he ftp? C get* o4th5cWt~Ul to aeegImmar With Mhe Asule Code SMctiQ 
WI.  

my aipsmig this eerufiew, an ' rr $be Jaspectol mor his e~sidkoyr Beaae 83 wsamoncy. eapse~ssd of implied, cosceaoj 

lgthe part desiersb*4 IIisPartli al -eot Funbehrmore. 5049be the laspeetof nor his employer 

absil be lioblAe ia coy MMMMMe Io ro" WWeOSS isle'? of propCa7 48605e W a tons of amy bied seiasoS tr-- w ceasectird 

. Pennsylvan ia 23 2

This ta tr 00401IN0 tM MOM,=e ffom eT" Ot1"r rt..AMPE. 345 E. 47tM St.. Narj York. N.Y. I0017



FORM NIS-2 OWNER'S REPORT OF REPAIR OR REPLACEMENT 
As Required by the Provisions of ASME Code Section XI

flnmninnwonl*h Fdicnn flnmnzsn,, Date
(Name) 

One First National Plaza. Chicano. I1.. 60690

(Address) 
Plant LaSalle County Nuclear Station

(Name) 
2601 N. 21" Rd. Marseilles, II. 61341 

(Address) 
Work Performed by Mechanical Maintenance 

(Name) 
Mechanical Maintenance

Sheet I of 1 

Unit 1 990083082
Repair Organization, P.O. No., Job No., etc.  

Type Code Symbol Stamp N/A 
Authorization No. N/A 
Expiration Date N/A

(Address) 
Identification of System (RI) Reactor Core Isolation Cooling 
(a) Applicable Construction Code Sect III 19 74 Edition No Addenda, Code Cases None 
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements-19 89 , No Ad, Code Cases N-416-1 
Ide~ntification of Cnm onnenft Renaired or Renlace•d_ and Re.nlace#ment Comnone.nts

Name of Name of Mfrs. Ser. Nat'l CRN Other Year Repaired ASME Code 
Component Mfr. No. Bd. No. Identi- Built Replaced, Stamped 

No. Fication Replacement (Yes or No) 
Double Disc Gate Anchor * NIA N/A 1E51-F064 * Replaced N/A 
Valve Darling 
10" Sch. 100 Weld CPS Code 7512NF2 NIA NIA 1RIOIA-10" 1999 Replacement N/A 
Neck Flange I 
10" Spectacle Blind Energy NPT014817101- N/A N/A 1E51-D324 1999 Replacement N/A 
Flange Steel 01 & 02 

(12) Studs Nova Code LZY NIA N/A IRIOIA-10" 1999- Replacement N/A 

(4) Studs Nova Code PQK N/A N/A 1RIOIA-10" 1999- Replacement N/A 
(32) Hex Nuts Nova Code CDR N/A N/A 1RI01A-10" 1999** Replacement N/A 

7. Description of Work Class I Replacement. * = Per N-5 Code Data Report on file at LaSalle County Station.  
8. Tests Conducted: Hydrostatic I I Pneumatic I X I Normal Operating Pressure I I Other 

Pressure 1020 psi TestTemp. Amb Deg. F 
9. Remarks Replaced Double Disc Gate valve with Weld Neck Flange and Spectacle Flange.  

(Applicable Manufacturer's Data Report to be Attached ) 
= Code of Construction of the replacement Suds and Nuts is ASME Section III, Class-I. 1989 Edition, No Addenda 

reconcilled per the ComEd Fastner Standards. The Fastner Standards are on file at LaSalle County Station.  

CERTIFICATION OF COMPLIANCE 

We certify that the statements made in the report are correct and this Replacement conforms to the rules 
of the ASME Code, Section XI. (repair or replacement) 

Type Code Symbol Stamp NONE 

Certificate of Authorization o. N/A Expiration Date N/A ýy 

Signed I"•' SI Coordinator Date August 18, , 20 00 
Owner or Owner's Designee, Title

1. Owner

2.  

3.  

4.  
5.

11/11/99

CERTIFICATE OF INSERVICE INSPECTION

I, The undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Illinois and employed by Hartford Steam Boiler lnsp. & Ins. Co. Of 
Hartford, CT. have inspected the components described in this Owner's Report during the period 

LIR08 to LIR09 
and state that to the best of my knowledge and belief, the Owner has performed examinations and taken corrective 
measures described in this owner's Report in accordance with the requirements of the ASME Code, Section Xl.  
By signing this certificate neither the Inspector nor his employer makes any warranty , expressed or implied, 
concerning the examinations and corrective measures described in this Owner's Report. Furthermore, Neither the 
Inspector nor his employer shall be liable in any manner for any personal injury or property damage or a loss of 
any kind arising from or connected with this inspection.  

____ ___ ___ ___ Commissions IL 1927 
"Inspnr'or's Signature National Board, State, Province, and Endorsements 

Date __ 2_____ -20 00

r_ Z Commonwealth Edi- Corn an



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR IDENTICAL 
NUCLEAR PARTS AND APPURTENANCES* AE 9~ 

As Required by the Provisions of the ASME Code. Section III p'g 1 ' 
Not to Exceed One Day's Production Pg. 1 of 

Manufactured and certified by Energy Steel & Supply Co. 2715 Paldan Dr. Auburn Hills, MI 48326 
(name and address of NPT Certificate Holder) 

Manufactured for Ccmmonwealth Edison 2601 N. 21st St. Marsilles, IL 61341 
(name and address of Purchaser) 

3. Location of installation LaSalle Units 1 & 2, Marseilles, IL 
(name and address) 

4. Type: 1E51-D324 SA516 Gr. 70 70ksi N/A 1999 
(drawing no.) Imet'l. spec. no.) (tensile strength) (CRN) lyear built) 

5. ASME Code, Section III, Division 1: 1974 None 1 N/A 
(edition) (addenda date) (class) (Code Case no.) 

6. Fabricated in accordance with Const. Spec. (Div. 2 only) N/A Revision Date 
(no.) 

7. Remarks: 

8. Nom. thickness (in.) 1-1 /2"Min. design thickness (in.) 1.484 Dia. ID (ft & in.) 1 14 Length overall (ft & in.) 3 '6" 
9. When applicable, Certificate Holders' Data Reports are attached for each item of this report: 

Part or Appurtenance National Part or Appurtenance National 
Serial Number Board No. Serial Number Board No.  

in Numerical Order in Numerical Order 

(11 NPT014817101-01 (26) 
(2) NPT014817101-02 (27) 
(3) (28) 
(4) (29) 
(5) (30) 
(6) (31) 
(7) (32) 

(8) (33) 

(9) (34) 
(10) (35) 
(11) (36) 

(12) (37) 

(13) (38) 

(14) (39) 
(15) (40) 

(16) (41) 

(17) (42) 
(18) (43) 
(19) (44) 
(20) (45) 
(21) (46) 
(22)_ (47) 

(23) (48) 

(24) (49) 

(25) (501 

Design pressure 1250 psi. Temp. 575 _ F. Hydro. test pressure N/A at temp. OF 
(when applicable) 

oplemental information in the form of lists, sketches, or drawings may be used provided (1) size is 8 /s x 11, (2) information in items 2 and 3 on this Date Report 
, .;luded on each sheet, (3) each sheet is numbered and the number of sheets is recorded at the top of this form.  
(12/88) This form IE00040) may be obtained from the Order Dept., ASME, 22 Law Drive, Box 2300, Fairfield, NJ 07007-2300.

Reprint (7/91)



FORM N-2 (Back - Pg. 2 of -)

Certificate Holder's Serial NosNPT014817101-9roghNPT014817101J-2 

CERTIFICATION OF DESIGN 

Design specifications certified by N/A P.E. State Reg. no.  
iWhen applicable) 

Design report" certified by N/A P.E. State Reg. no. ._'_r__ 
Iwhen agpphcablel .i 

CERTIFICATE OF COMPLIANCE 

We certify that the statements made in this report are correct and that this (these) Dual Spectacle _ Flanges 

conforms to the rules of construction of the ASME Code, Section III, Division 1.  

NPT Certificate of Authorization No. N-2928 Expires 7/2/2002 

Date '9' Name Enercv Steel & Supplv Co. Signed 
(NPT Cettircate Holderi (authortzed representative) 

CERTIFICATE OF INSPECTION 

1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State or Province of 

-,"(•a•"9 "i, and employed by 'J' -.  

of '"'€ C" have inspected these items described in this Data Report on I/ . and state that to the 

best of my knowledge and belief, the Certificate Holder has fabricated these parts or appurtenances in accordance with the ASME Code, Section 

III, Division 1. Each part listed has been authorized for stamping on the date shown above.  

By signing this certificate, neither the inspector nor his employer makes any warranty, expressed or implied, concerning the equipment described 

in this Data Report. Furthermore, neither the inspector nor his employer shall be liable in any manner for any personal injury or property damage or 

loss of any kind arising from or connected with this inspection.  

Date/QO//- Signel CommissionJ•',"4' . . F 
iuthorhoedI naprctor' [Nat'l. Bd. ',,cl. endorsements) and state or orov. and no.i 

0)



FORM NIS-2 OWNER'S REPORT OF REPAIR OR REPLACEMENT 
As Required by the Provisions of ASME Code Section Xl

Owner nPonrna
Ewe C ~tC

(Name) 
One First National Plaza, Chicago, II., 60690 

(Address) 
Plant LaSalle County Nuclear Station 

(Name) 
2601 N. 21st Rd. Marseilles, I1. 61341

(Address) 
Work Performed by Mechanical Maintenance

1.  

2.  

3.  

4.  
5.

Sheet I of 2 

Unit 1 980097549 
Repair Organization, P.O. No., Job No., etc.  

Type Code Symbol Stamp N/A 
Authorization No. NIA
Expiration Date N/A

(Address) 
Identification of System (RI) Reactor Core Isolation Cooling 
(a) Applicable Construction Code Sect III 19 74 Edition No Addenda, Code Cases None 

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements-19 8.9, NoAd, Code Cases N-416-1 
Iln.f•*• ,• •nn oznfe;=rn~rI= tsr R=nl2E=d •nd Renltcement Comnonents

Name of Name of Mfrs. Ser. Nat'l CRN Other Year Repaired ASME Code 
Component Mfr. No. Bd. No. Identi- Built Replaced, Stamped 

No. fication Replacement (Yes or No) 

Rupture Disc Morrison * NIA N/A IE51- * Replaced N/A 
Assembly D001/D002 

6" Weld Neck WFI Code 805PNT N/A N/A IRI12A-6" 1989** Replacement N/A 
Flange 
6" Blind Flange Coffer Code VBR7 N/A N/A 1RI12A-6" 1998** Replacement N/A 

(24) Hvy. Hex Nova Code EKP N/A N/A IRI12A-6" 1997** Replacement NIA 
Nuts 
(12) Studs Nova Code HCY NIA N/A IRI12A-6" 1997- Replacement NIA 

7. Description of Work Class 2 Replacement. Replaced Rupture Disc Assembly by relocating and blind flanged 
8. Tests Conducted: Hydrostatic I I Pneumatic I I Normal Operating Pressure I X I Other 

Pressure 950 psi Test Temp. Amb Deg. F 
9. Remarks = Per N-5 Code Data Report on file at LaSalle County Station 

(Applicable Manufacturer's Data Report to be Attached ) 
existing location. " = Original Code of Construction of replacement flange is ASME Sect. III, Class-l, 1986 Ed., 87 
Addenda reconciled per PTE L1998-0209-000. Replacement Studs & Nuts are ASME Sect. III, Class-I, 1989 Ed., No 
Addenda reconciled per the CoinEd Fastner Standards. The evaluation and Fastner Standards are on file at 
LaSalle County Station. See Form NIS-2 Supplemental Sheet Page 2 of 2 for additional replacement 

items.  

CERTIFICATION OF COMPLIANCE 

We certify that the statements made in the report are correct and this Replacement conforms to the rules 

of the ASME Code, Section XI. (repair or replacement) 

Type Code Symbol Stamp NONE 

Certificate of Authorization No. N/A Expiration Date N/A 

Signed C_ 0. 1 ISI Coordinator Date August 29 ,20 00 

Owner or Owner's Designee, Title

Date_ 20 00

(Name) 
Mechanical Maintenance

CERTIFICATE OF INSFIVIC- INSPETI iN

I, The undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 

Inspectors and the State or Province of Illinois and employed by Hartford Steam Boiler lnsp. & Ins. Co. Of 

Hartford, CT. have inspected the components described in this Owner's Report during the period 
LIR08 to LIR09 I 

and state that to the best of my knowledge and belief, the Owner has performed examinations and taken corrective 

measures described in this owner's Report in accordance with the requirements of the ASME Code, Section Xl.  

By signing this certificate neither the Inspector nor his employer makes any warranty , expressed or implied, 

concerning the examinations and corrective measures described in this Owner's Report. Furthermore, Neither the 

Inspector nor his employer shall be liable in any manner for any personal injury or property damage or a loss of 
any kind arising from or connected with this inspection.  

Commissions IL 1927
National Board, State, Province, and Endorsements"Inspe r's Signature

el 14-11 CA; e, -omm0- - - E Z

Mechanical Maintenance
O

€'b^mm^n•.•li'h •rJ;c•rLn r'r*mn•nv

"20 O00Date-



FORM NIS-2 SUPPLEMENTAL SHEET 

1. Owner: Commonwealth Edison Company Sheet 
One First National Plaza 
Chicago, Illinois 60690 Unit 

2. Plant: LaSalle County Station 
2601 N. 2 1 st. Rd.  
Marseilles, Illinois 61341 

3. Work Performed by: Mechanical Maint. Type C 
Name Authoi 

Mechanical Maintenance Expira

4.  

5a.  

5b.  

6.

2 of 2 
Date 9/29/98 

1 

980097549 
P. 0. No., WR No., ets.  

'ode Symbol Stamp N/A 
rization No. N/A 
tion Date NIA

Address 

Identification of System RI 

Applicable Construction Code Sect.Ill 74 Edition No Addenda 

Applicable Edition of Section XI utilized 89 Edition None Addenda 

Identification of Components Repaired or Replaced and Replacement Components.

Name of Name of Manufacturer National Other Year Repaired, ASME 
Component Manufacturer Serial No. Board Identificatio Built Replaced Code 

No. n or Stamped 

Replacement (Yes 

L Tor No) 

10"X10"X6" Taylor Forge Code LSSJ-1 N/A 1RI02A-10" 1998"* Replacement N/A 
Reducing 
Tee 

(2) Rupture Continental SN # 300968 NIA 1E51- 1998 Replacement N/A 
Discs Disc D001/D002 

________________ _________________ ________________ I____________ _______________----------------------_____ _______---_

I



FORM NIS-2 OWNER'S REPORT OF REPAIR OR REPLACEMENT 
As Required by the Provisions of ASME Code Section XI

r',. - ... -� -

(Name) 
One First National Plaza, Chicago, II.1 60690 

(Address) 
Plant LaSalle County Nuclear Station 

(Name) 
2601 N. 21s' Rd. Marseilles, II. 61341

(Address) 
Work Performed by Mechanical Maintenance 

(Name) 
Mechanical Maintenance 

(Address)

Date 12126197

Sheet I of I 

Unit 1 970113008 
Repair Organization, P.O. No., Job No., etc.

Type Code Symbol Stamp N/A 
Authorization No. N/A 
Expiration Date N/A

Identification of System (RT) Reactor Water Cleanup 
(a) Applicable Construction Code Sect III 19 71 Edition W72 Addenda, Code Cases None 
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements-19 89 ,- NoAd, Code Cases None 
Identification of Comp onents Renaired or Reolaced. and Reolacement Components

Name of Name of Mfrs. Ser. Nat'l CRN Other Year Repaired ASME Code 
Component Mfr. No. Bd. No. Identi- Built Replaced, Stamped 

No. fication Replacement (Yes or No) 

Valve Disc Anchor * N/A NIA 1G33-F001 * Replaced N/A 
Darling 

Valve Disc Anchor SN-42 NIA NIA 1G33-F001 1994 Replacement N/A 
Darling I 

Valve Disc Anchor SN-42 NIA NIA 1G33-F001 1994 Replaired N/A 
Darling 

7. Description of Work Class I Repair and replacement. Repaired replacement valve disc by drilling hole in disc 
8. Tests Conducted: Hydrostatic I I Pneumatic I I Normal Operating Pressure I X I Other 

Pressure 1039 psi Test Temp. Amb Deg. F 
9. Remarks *to prevent pressure locking. * = Per N-5 Code Data Report on file at LaSalle County.  

(Applicable Manufacturer's Data Report to be Attached) 

CERTIFICATION OF COMPLIANCE 

We certify that the statements made in the report are correct and this Repair & Replacement conforms to the rules 
of the ASME Code, Section XI. (repair or replacement) 

Type Code Symbol Stamp NONE 

Certificate of Authori.aon No. N/A Expiration Date NIA 

Signed I tZ_.-ere•± ISI Coordinator Date August29 ,20 00 
Owner or Owner's Designee, Title

1.

2.  

3.  

4.  
5.

CERTIFICATE OF" INS-RVI.I INSPECIOUN

1, The undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Illinois and employed by Hartford Steam Boiler lnsp. & Ins. Co. Of 
Hartford, CT. have inspected the components described in this Owner's Report during the period 

LIR08 to LIR09 
and state that to the best of my knowledge and belief, the Owner has performed examinations and taken corrective 
measures described in this owner's Report in accordance with the requirements of the ASME Code, Section XI.  
By signing this certificate neither the Inspector nor his employer makes any warranty , expressed or implied, 
concerning the examinations and corrective measures described in this Owner's Report. Furthermore, Neither the 
Inspector nor his employer shall be liable in any manner for any personal injury or property damage or a loss of 
any kind arising from or connected with this inspection.  

A454Z,•1/ I? Commissions IL 1927
National Board, State, Province, and Endorsements" - I~lr ctor's Signature 

Date L/ - 20 00

UW|I•I1 "UIII II ICII I.4I; UI f.,•uI a l



FORM N-2 NFT CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES" 

As required by the Proviswn of the ASME Code Rules. Section Ill. Div. I 

RIN/QRI L 9 4 -01 0 3 

L Wanu---iredy Anchor/Darling Valve Co., 701 First St., Williamsport, PA 17701 
(Nasm srad d romr Cfl"estc KMolia 

(b)Mmfa-,dfor Commonwealth Edison Co., P.O. Box 767, Chicago, IL 60690 
OWWm KW adra-a of M Cwglflesre *Wodrr fe eeapueted sidfes, compoin 

2. 1Jdatflecadon-CrteflentHoldersSer'1.No. oPnn 42 & 43 _ Netl B. No. N/A 

(a) Caa~cre Accociln w Drawi No. B65343 R/B Dr-winglP•rtedby Anchor/Darling Valve Company 

(b) DeacriptionofPanInspected (2) Discs w/CoCr Heat No. 803A60830 SA515-70 

(W) Applicable A&MECoad.Sectionl II, Edition 1971 ,Addedti.e Wnt 72 o1 

I Remaks: Spare Part(s) for 6"-900#-DD Gate Valve 
(1ief "dariptlon of s-te, fee w•hich cempaOt was distumia) 

A/DV S.O. and Item No.: P-X562-1 (2 Pcs.) 

No Hydrotesting Performed 

LaSalle Station RJN!QRI L94-0 - 703 
We certify chatthe statements made in this report are coetct and this vessel part of appurtenance as defined in the Code coa

forms ;to the rles of consrustiocn of the AgAE Code Section HII.  
(The ap3i4icable Desit SveecaUon ani Strtu )LPo- amr not the reponslblilltY of the NPT CertIjlcate Holrer for parts. An NPT Certif
icate Holder for aniurtremacA is rerpocrikde for atiNtrt a sepaatre D2esign Sefic.uoem ad SwteI Report d the appurul•enice Is not 
inciuded In the com0oeoMt OeZLMM SpeCif!catOcM SAI Stress Re•PO.) 

Dar Cý I f, Anchor/Darling Valve Co.,, ___.  

Dae19LZ Signed Vav 0 By IA2 
iNrip Coefleat, tiidt 

Certificate of Authorization Expires 4/i5/95 Certificte of Authorization No. N1713 

CERTIFICATION OF DESIGN FOR APPURTENANCE (when applicable) 

Design information oc file at 

Stress Walysis report o00 file at ....  

Design specificiuloo, certified by Prof. EnSg. S-ste Reg. No._ 

Stress analysis report certified by_ Prof. Eng. State - Reg. No. 

CERT'IFCATE OF SHOP INSPECTION 

I. the undersigneld, holding a valid commission issued by rte National Board of Boiler and Presswe Vessel In 

and/orthe State Wr0M4*W~of Pennsyl-vania and epyab.Commercial Union Insurance CompanI 
of~~a inso.Mas cte the part of a pressure vessel described in this 

Pa::a E~~ Re7f'"n on-i 19 * and state thit to he be of m knwietine 

By signing dii certificate, neither tie Inspector nor his employer mnkes sy warranty, erpressed o i 1mplied, coacernand brelief. the N!'T Certifcate Holder has constructed this pail in accordance with the ASMI. Code Section W1.  

I nm the part described In this Partial Data Report. Furthermore. neither the Inspector nor his employer 
shall be liable in any manner for mry personal injury ,r property damage or a loss o* any kind arising Irom e" co-'ected 
with this inspectioa.  

,• •• :-_•7ý • •_ c-.i._ Pennsylvania. 2392 

ch eNaol Zood. stsie. Plvaiwc. aid No.  

11O/77) This tore a 0rm,*O4O)mav be obtained from " Order Detr.. ASME 345 E. 47th St.. Now York. N.Y 10017



FORM NIS-2 OWNER'S REPORT OF REPAIR OR REPLACEMENT 
As Required by the Provisions of ASME Code Section XI

Owner Commonwealth Edison Comoanv
(Name) 

One First National Plaza, Chicago, I., 60690 
(Address) 

Plant LaSalle County Nuclear Station
(Name) 

2601 N. 21s Rd. Marseilles, II. 61341 
(Address) 

Work Performed by Mechanical Maintenance 
(Name) 

Mechanical Maintenance 
(Address)

Date 11/3/99

Sheet I of I 

Unit I See Item 6 "Other Identification" Below 
Repair Organization, P.O. No., Job No., etc.  

Type Code Symbol Stamp NIA 
Authorization No. N/A 
Expiration Date N/A

1.  

2.  

3.  

4.  
5.  

a

Name of Name of Mfrs. Ser. Nat'l CRN Other Year Repaired ASME Code 
Component Mfr. No. Bd. No. Identi- Built Replaced, Stamped 

No. Fication Replacement (Yes or No) 

SRV Valve Crosby N63790-00- N/A N/A 990002934 * Replaced N/A 
0011 

SRV Valve Crosby N63790-00- N/A N/A 44036 Replacement N/A 
0014 

(12) Inlet Hex Nuts Crosby NIA N/A 990002934 * Replaced N/A 

(12) Inlet Hex Nuts Nova Ht. Code A7VY NIA N/A 990002934 1999 Replacement N/A 

7. Description of Work Class I Replacement. * = Per N-5 Code Data Report on file at LaSalle County Station.  
8. Tests Conducted: Hydrostatic I I Pneumatic I X I Normal Operating Pressure I I Other 

Pressure 1020 psi Test Temp. Amb Deg. F 
9. Remarks Valve SN# N63790-00-0014 was refurbished at Wyle Labs with documentation provided under Quality 

(Applicable Manufacturer's Data Report to be Attached ) 
Reciept Inspection 44036 and installed as a replacement for SN# N63790-00-0011 under work request 
990002934.  

CERTIFICATION OF COMPLIANCE 

We certify that the statements made in the report are correct and this Replacement -conforms to the rules 
of the ASME Code, Section XI. (repair or replacement) 

Type Code Symbol Stamp NONE 

Certificate of Autho oti0. N/A Expiration Date N/A 

Signed 6 I • .. C•,•, • " ISI Coordinator Date August 28 , 20 00 
Owner or Owner's Designee, Title

Date V f aý?P- 20 00

Identification of System (MS) Main Steam 
(a) Applicable Construction Code Sect III 19 71 Edition S72 Addenda, Code Cases 1567 & 1711 
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements-19-89 -_-, N__o Ad, Code Cases None 
Idntifiptfinn nf •nmnnng~nf•t R,~nnirid nr R~nlnr~r nnd Rp~nln~m~nt Cmnmonents•

I, The undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Illinois and employed by Hartford Steam Boiler Insp. & Ins. Co. Of 
Hartford,-CT. have inspected the components described in this Owner's Report during the period 

L1R08 to L1R09 
and state that to the best of my knowledge and belief, the Owner has performed examinations and taken corrective 
measures described in this owner's Report in accordance with the requirements of the ASME Code, Section XI.  
By signing this certificate neither the Inspector nor his employer makes any warranty , expressed or implied, 
concerning the examinations and corrective measures described in this Owner's Report. Furthermore, Neither the 
Inspector nor his employer shall be liable in any manner for any personal injury or property damage or a loss of 
any kind ari ing from or connected with this inspection.  

"7 6• Z. & Commissions IL 1927 

"j4'pector's Signature National Board, State, Province, and Endorsements

Commonwealth Edison Company I 

J

Date 

U 

•,•2• 

20 

00CER'ITIFICATE OF- INSE1RVICE INSPECTIO:IIN



FORM NIS-2 OWNER'S REPORT OF REPAIR OR REPLACEMENT 
As Required by the Provisions of ASME Code Section XI

(Name) 
One First National Plaza, Chicago, II., 60690

(Address) 
Plant LaSalle County Nuclear Station 

(Name) 
2601 N. 21st Rd. Marseilles, I1. 61341

(Address) 
Work Performed by Mechanical Maintenance

(Name) 
Mechanical Maintenance

(Address)

Date 11/11199

Sheet I of I 

Unit 1 990001332
Repair Organization, P.O. No., Job No., etc.  

Type Code Symbol Stamp N/A 
Authorization No. N/A 
Expiration Date NIA

Identification of System (RD) Control Rod Drive 
(a) Applicable Construction Code Sect 111 19 71 Edition NO Addenda, Code Cases 1361-1 
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements-19 8_9, NoAd, Code Cases None 
Ir~tfi-f~ ,f I~m•n~t D~zn~i..cr rr RoI2,nPodr •nt'1 P~nl2 mont (nmnnnont•

Name of Name of Mfrs. Ser. Nat'l CRN Other Year Repaired ASME Code 
Component Mfr. No. Bd. No. Identi- Built Replaced, Stamped 

No. fication Replacement (Yes or No) 

CRD Assembly G.E. 6895 N/A N/A 06-39 * Replaced N/A 

CRD Assembly G.E. 9501 N/A N/A RIN 44036 * Replacement NIA 

CRD Capscrews G.E. * N/A NIA 06-39 * Replaced N/A 

CRD Capscrews Nova Code NXF N/A N/A 06-39 1999 Replacement N/A 

7. Description of Work Class I Replacement. * = Per N-5 Code Data Report on file at LaSalle County Station.  
8. Tests Conducted: Hydrostatic I I Pneumatic I X I Normal Operating Pressure I I Other 

Pressure 1020 psi Test Temp. Amb Deg. F 
9. Remarks CRD SN# 9501 was refurbished with documentation provided under 

(Applicable Manufacturer's Data Report to be Attached ) 
Quality Reciept Inspection 44036 and installed as a replacement for SN# 6896 underwork request 

990001332. Replacement CRD is ASME Section II1, Class 1, 1974 Edition, W75 Ad. with Code Case 1361

reconcilled per PTE M93-0535-02. Replacement Capscrews are ASME Section III, Class 1, 1986 Edition, No 
Addendum, reconcilled per PTE M91-007-0320-01. PTEs are on file at LaSalle County Station.  

CERTIFICATION OF COMPLIANCE 

We certify that the statements made in the report are correct and this Replacement conforms to the rules 
of the ASME Code, Section XI. (repair or replacement) 

Type Code Symbol Stamp NONE 

Certificate of Authortio No. N/A Expiration Date N/A 

Signed ISI Coordinator Date August 28, , 20 00 
Owner or Owner's Designee, Title

1 .  

2.  

3.

4.  
5.

CERTIFICATE OF INSERVICE INSPECTION

I, The undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Illinois and employed by Hartford Steam Boiler lnsp. & Ins. Co. Of 
Hartford,CT. have inspected the components described in this Owner's Report during the period 

LI R08 to LIR09 I 
and state that to the best of my knowledge and belief, the Owner has performed examinations and taken corrective 
measures described in this owner's Report in accordance with the requirements of the ASME Code, Section XI.  
By signing this certificate neither the Inspector nor his employer makes any warranty , expressed or implied, 
concerning the examinations and corrective measures described in this Owner's Report. Furthermore, Neither the 
Inspector nor his employer shall be liable in any manner for any personal injury or property damage or a loss of 
any kind a~r'ing from or connected with this inspection.  

_______Commissions IL 1927
National Board, State, Province, and Endorsements"Dae I ctor's Signature 

Date________ 20 00

Mechanical Maintenance

r, if-k CA; el -tr%~n~



FORM NIS-2 OWNER'S REPORT OF REPAIR OR REPLACEMENT 
As Required by the Provisions of ASME Code Section XI

Owner flnmmnnwo2ith Friitnn flnmnn,,

(Name) 
One First National Plaza, Chicago, I1., 60690

(Address) 
Plant LaSalle Countv Nuclear Station

(Name) 
2601 N. 21" Rd. Marseilles, II. 61341 

(Address) 
Work Performed by Mechanical Maintenance 

(Name) 
Mechanical Maintenance

Date 1/6/98

Sheet 1 of I

Unit I 970113015
Repair Organization, P.O. No., Job No., etc.  

Type Code Symbol Stamp N/A 
Authorization No. N/A 
Expiration Date N/A

1.  

2.  

3.  

4.  
5.  

6.
Name of Name of Mfrs. Ser. Nat'l CRN Other Year Repaired ASME Code 

Component Mfr. No. Bd. No. Identi- Built Replaced, Stamped 
No. fication Replacement (Yes or No) 

Valve Disc Anchor * NIA N/A 1G33-F004 * Replaced NIA 
Darling 

Valve Disc Anchor SN-43 NIA N/A 1G33-F004 1994 Replacement NIA 
Darling I 

Valve Disc Anchor SN-43 NIA N/A 1G33-F004 1994 Repaired N/A 
Darling 

Valve Body Anchor * N/A N/A 1G33-F004 Repaired NIA 
Darling 

7. Description of Work Class I Repair and replacement. Repaired replacement valve disc by metal removal.  
8. Tests Conducted: Hydrostatic I I Pneumatic I I Normal Operating Pressure I X I Other 

Pressure 1039 psi Test Temp. Amb Deg. F 
9. Remarks Repaired valve body by welding during replacement of body seat rings. = Per N-5 Code Data Report on 

file at LaSalle County.  
(Applicable Manufacturer's Data Report to be Attached) 

CERTIFICATION OF COMPLIANCE 

We certify that the statements made in the report are correct and this Repair & Replacement conforms to the rules 
of the ASME Code, Section XI. (repair or replacement) 

Type Code Symbol Stamp NONE 

Certificate of Auhrition No.jJ N/A Expiration Date NIA 

Signed (•L ,,A. , 4 ISI Coordinator Date August 29 ,20 00 
Owner or Owner's Designee, Title

(Address) 
Identification of System (RT) Reactor Water Cleanup 
(a) Applicable Construction Code Sect III 19 71 Edition W72 Addenda, Code Cases None 
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements-19 89, No Ad , Code Cases None 
Identification of Components Repaired or Replaced, and Replacement Components

I, The undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Illinois and employed by Hartford Steam Boiler Insp. & Ins. Co. Of 
Hartford, CT. have inspected the components described in this Owner's Report during the period 

LIR08 to L1R09 
and state that to the best of my knowledge and belief, the Owner has performed examinations and taken corrective 
measures described in this owner's Report in accordance with the requirements of the ASME Code, Section Xl.  
By signing this certificate neither the Inspector nor his employer makes any warranty , expressed or implied, 
concerning the examinations and corrective measures described in this Owner's Report. Furthermore, Neither the 
Inspector nor his employer shall be liable in any manner for any personal injury or property damage or a loss of 
any kind arisijW from or connected with this inspection.  

Commissions IL 1927
National Board, State, Province, and Endorsements SIns ctor's Signature 

Date (Z 6EZTZ1/• 20 00

Commonwealth.•, E .i-,, Co..° an,

CERI-F•ICI-I.AT IOF INSE1=IVICE;P INSHPECTIO1N



YMN N TCirnhlcx TE goum' DATA 1110Sr Foi NUCLEAR PAiR AND ArruRTENANCES* 

POSH As regd by the provision of the ASME Coe Rules. Section Ill. Div. I 

RINIQRI L 9 4 -01703 

L () Anchor/Darling ValveCo., 701 First St., Williamlsport, PA 1,7701 

(b)Commonwealth Edison Co., P.O. BoX 767, Chicaao, IL 60690 

wne Mw s - a M Catrwics iiiW o C"I~sea~I~mmt 9 

2. us acs bM SS s 42 & 43 N•,' N/A 

) m ua B65343 R/B D., gpnad Anchor/Darling Valve Company 
(a,) Coas,:,a'ct A img tDrwing 

i i(2) Discs w/CoCr Heat No. 803A60830 SA515-70 
Mb Desritin fP M islad• 2 ic 

(€ A~.••AlEawm~ rE• 1971 ,aW• a Wnt '/2 CuN.--- a , 1 

(c) AppUcWbIA ASECod*:sectiaas't; 
Addnd do,~a 1971 Case N,..  

3. Spare Part(s) for 6"-900#-DD Gate Valve 

A/DV S.O. and Item No.: P-X562-1 (2 Pcs.) 

No Hydrotesting Performed 

LaSalle Station 
RINIQRI L 9 4 - 0 717 0 3 

Ve cerify thatthe stumaeats Omad in this .*" we correct sad this vessel part or ampcuessace as defined in the Code cor

fame to the mies of coansC-tio. of the ASMr Cd Section i11.  

(The applUcable De SpidflC5Uton and Steir ftp ame not the responsibilitY of the NP-T Certificate Hcider for parts. An N77 Certif

icae Hoider for apponessac is reposinM for fumishifg a separue Desig Specd•cICo adi Sim s Report if the appurte n is not 

In c ltu d d tn th e c m u9 c o m D e s i S P e C I- C a S 6m a n d S ir eu R e p o r t. ) 

Date '),SýLLSsid Anchor/Darling Valve Co.-37 

Certificate of Authorivatios Ezpires 4/15/95 Certificte of Autlosrzom No. N1713 

CERTIFICATION OF DESIGN FOR APPURTENANCE (whes applicable) 

Design aformetioe m file m 

Stress analysis fepon oa rile at 

Design Specificatiions certified by 
Prof. Eng. State-- - Reg. No.

Stress analysis feport certified byPof.Egstate- 

3*g.No.  

CERTIFICATE OF SHOP INSPECTION 

1. the undersigned. balding a valid commissio issued by the Natisoal Board of Bolrand Pressure Vessel Inspectors 

an/rt. Pennsylvania d Co ecia Union InsuranqesCompan 

of-- B ha in#l th7 part of a pressure vessel described is this 

ParialDat Reortam19-. and state that to the bestt of Y know lefte 

and be-i.,. e N Certificate Holde -r h c tis Parn In accordance -- th the ASMe Code Section Lit.  

11V sig* this certificate, weither the Las. Or not his esqloyer sJtes my warr*,,y, .•pressed ot implied. coacern? 

as, the art described In this Partial Data Report. F-artue---more. neither the Inspector not, his employer 

shall be itlable in my anser for my Personal inju.. .r peopet darmage or a loss of say kind aixing from or connected 

with this ioepeStio. 

0 

S.- wss"n Pennsylvania 2392 

lia/ •'•" em' /•- --)7 
This tw EDAIWb bst• rm" m * ASMIE 34S E. 47th• St.. Now Yorit. N.Y. 10017



DEC-22-67 12:3? FROM:PCI ENERGY SERVICES ID=64SBGB1B14 PACE 2,/2

FORM NR-1 RIEPOEOFOPR]EPARrnMODICAflON JO IS'ALLMnONOPREPACEMENT(S) [ 
TO NUCLEAR CO?&ONENTS AND SYSTEMS IN NUCLEAR rowni PLANTS 

I.~keordyPCI Energy Servicees Ja-b Number 21202 
One Energy Drive, P.O. Box 3000, Lae Bluff, TL 60044 

2. Owner Coinmonvani Edisoqn Compqpy 

(--4 
RR#1, Box 220. 2601 North 21st. Road, Marseilles, IL 61341 

4, System RWCU

R' ; %dumponm~repwrec4, afled or replaced van-Le ±to-Fuu4 
b. Name ofimamuactumw Anchor Darling 
c. idoftafynos, EB-985-3-2 1_____ ______2____ 

&F construcuoncodeASME 11 1971 W-72 N1n 

6 AS odeSecnXl applicable for nwaemnc inspectia 

~ ,~ ~omrepattome, o 1989 1989sg 

a. Construction Code used sor repairs, modifitatin-, orrpacmu 6197 1972. (N-27CiS3 o~~ li7.t. N-flM 'Gea*

10. Tn tcwtductedhydrostatic [2pnernumtc[designpnsme[2: F==-ur psi Code Caseqs) 

ltflescrpdwoofwo~rk Cut out SpO7 niecea witlh Vwlve 1fl3'-F0Ok hant-ggP- Tz-pldp M8

Cut out seats. reweld withnew seatsriVZa~jAZ,7"#- "
welds 5 and 8.-- 1200w~ LI.&CLO UbLck HIE pace at_ 

12. Remnaks±

I[

NIB-81 
Rev.?7

ieCERTIFcATE OF COMPoflN~g 
Criythat the stattements made in this report wre conece and the rupak modification or 

rpaeetof the items descrbed above conforms to Section Xi of the ASRB Code and to the Nationa Board hinpection 
Code StRS inlet 
National Board Certifate of Authoization No NR-7 4 tol the &e msampwq~r'j 20Mg 19 98

Dauw Dec.2-2 19 31 -7- IEeg evie I .A~~a %a±fLn
- .w - --s t*aa rentfrs

CERTIFCATE OFlNsflcNoz 

XV (4/ 6414 0 holdag a valid commisdwo issuod by The National Board of Boiler and Pressur Vessel 
Inuspectors and wtcaslae of comape y jwie by ftijutisdicti-onf .Z /> 0 sand employed by 

Ar~rA~YS/ A gi/ ;/e-t•n- 3"Asfo Qo. ýof havera Conn 
imspacted the repeh, modifflvon ar replacement described in this ropoxrt onf Q./-i2 19 9h7.. and state that to the 
best of rmy knowledge and behte this repak modificuacan or replacement has boon completed in accordance with Section Xl 
of the ASME Code and the Natiomi Board Ins-pecltcn Code "MR rules.  
By signing this certicate, neithe the imdezsignod nrw my employer makes any wazrardt% expressed or implied. concerning 
the work describd in this repost. Furthermore, neither the undersignd nor my employer shal be liable iM any mamr for 
any persona hijur, property damage or loss of any kmnd arising from or connected with this inspection.  
Dftkaz0--, 019 ?7 siý 4&t camussin 2uJvA//4W ' f /Pý

(/�,a) 4NudmuIIoard �hk1mds.mn4.

UýWNF OPMOVAM



FORM NIS-2 OWNER'S REPORT OF REPAIR OR REPLACEMENT 
As Required by the Provisions of ASME Code Section XI

Owner Cnmmnnw��Ith Fdi,�nn Cnmnanv
(Name) 

One First National Plaza. Chicaao. I1.. 60690

(Address) 
Plant LaSalle County Nuclear Station

(Name) 
2601 N. 215' Rd. Marseilles, I1. 61341 

(Address) 
Work Performed by Mechanical Maintenance 

(Name) 
Mechanical Maintenance 

(Address)

Date 2126/99

Sheet I of 1 

Unit 2 970089231
Repair Organization, P.O. No., Job No., etc.  

Type Code Symbol Stamp N/A 
Authorization No. N/A 
Expiration Date N/A

1.  

2.  

3.  

4.  
5.

Name of Name of Mfrs. Ser. Nat'l CRN Other Year Repaired ASME Code 
Component Mfr. No. Bd. No. Identi- Built Replaced, Stamped 

No. Fication Replacement (Yes or No) 

Double Block Valve Anderson N/A N/A 2B33-F051A * Replaced N/A 
Assy. Green * 2B33-F052A 

Wood 
1'" X 3" Reducing CPS Code CJD N/A N/A 2RR17AA- 1998 Replacement N/A 
Coupling 1½" 

1%" Coupling CPS Code JAL N/A N/A 2RR17AA- 1998 Replacement N/A 
1½" 

11/2" Pipe CPS Ht. # A4556H N/A N/A 2RR17AA- 1998 Replacement N/A 
12" 

Pipe Clamp Grinnell ** _ N/A N/A RR17-2999X 1999 Replacement N/A 

Pipe Clamp Grinnell ** _ N/A N/A RR17-2999X 1999 Replacement N/A 

7. Description of Work Class I Replacement. = Per N-5 Code Data Report on file at LaSalle County Station.  
8. Tests Conducted: Hydrostatic I I Pneumatic I X I Normal Operating Pressure I I Other 

Pressure 1010,1005& 1060 psi TestTemp. Amb Deg.F 
9. Remarks Replaced double block valve assembly with pipe and fittings. Replaced support pipe clamp.  

(Applicable Manufacturer's Data Report to be Attached ) 
•* = Original Code of Construction of the piping is ASME Section Il1, Class-I, 1974 Edition, No Addenda. Original 
Code of Construction of the component support is ANSI B31.7, 1969, No Addenda.  

CERTIFICATION OF COMPLIANCE 

We certify that the statements made in the report are correct and this Replacement conforms to the rules 
of the ASME Code, Section XI. (repair or replacement) 

Type Code Symbol Stamp NONE 

Certificate of Authorization No. N/A Expiration Date N/A 

Signed 4:(' ISI Coordinator Date August 17, ,20 00 
Owner or Owner's Designee, Title

Date 61 p-,u 20 00

Identification of System (RR) Reactor Recirculation 
(a) Applicable Construction Code Sect III 19 ** Edition " Addenda, Code Cases None 
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements-19 89 , No Ad, Code Cases N-416-1 
hId•ntififratinn nf Cnm nnnnt_• Re~naire.d or Renlaced. and Renlacement Comnonents

CERTIFICATE OF INSIRVICI INSIPEIION

I, The undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Illinois and employed by Hartford Steam Boiler lnsp. & Ins. Co. Of 
Hartford, CT. have inspected the components described in this Owner's Report during the period 

L2R07 to L2R08 
and state that to the best of my knowledge and belief, the Owner has performed examinations and taken corrective 
measures described in this owner's Report in accordance with the requirements of the ASME Code, Section XI.  
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, 
concerning the examinations and corrective measures described in this Owner's Report. Furthermore, Neither the 
Inspector nor his employer shall be liable in any manner for any personal injury or property damage or a loss of 
any kind arsig from or connected with this inspection.  

_______________ m Commissions IL 1927 
' lnsp tor's Signature National Board, State, Province, and Endorsements

Commonwealth Edicnn rnMnanv

Date 

U 

t•"J• 

20 

00

wv



FORM NIS-2 OWNER'S REPORT OF REPAIR OR REPLACEMENT 
As Required by the Provisions of ASME Code Section XI

'.wn CerUl EU*o we SVOL11 so o...,I .lI mpany

(Name) 
One First National Plaza. Chicaao. I1.. 60690

(Address) 
Plant LaSalle County Nuclear Station

(Name) 
2601 N. 21" Rd. Marseilles, II. 61341 

(Address) 
Work Performed by Mechanical Maintenance 

(Name) 
Mechanical Maintenance

Date 1/26/99

Sheet 1 of 2

Unit 2 970105801 
Repair Organization, P.O. No., Job No., etc.

Type Code Symbol Stamp N/A 
Authorization No. NIA 
Expiration Date N/A

(Address) 
Identification of System (HP) High Pressure Core Spray 
(a) Applicable Construction Code Sect III 19 74 Edition W74 Addenda, Code Cases 1567. 1622 & 1682 
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements-19 89 , No Ad, Code Cases None 
Identification of Comnonents Renaired or Reolaced. and Replacement Comoonents

Name of Name of Mfrs. Ser. Nat'l CRN Other Year Repaired ASME Code 
Component Mfr. No. Bd. No. Identi- Built Replaced, Stamped 

No. Fication Replacement (Yes or No) 

Stuffing Box Anchor * N/A N/A 2E22-F005 * Replaced N/A 
Darling 

Stuffing Box BWIIP SN # -3 N/A N/A 2E22-F005 1998* Replacement N/A 

Hinge Pin Cover Anchor NIA N/A 2E22-F005 Replaced N/A 
Darling 

Hinge Pin Cover BW/IP Code B517 NIA NIA 2E22-F005 1998** Replacement N/A 
(4) Cover Studs Anchor * N/A NIA 2E22-F005 Replaced NIA 

Darling 
(4) Cover Studs Nova Code LGE N/A NIA 2E22-F005 1998** Replacement N/A 

7. Description of Work Class I Replacement. Replaced stuffing box, Hinge Pin Cover, and Cover Studs and Nuts 
8. Tests Conducted: Hydrostatic I I Pneumatic I I Normal Operating Pressure I X I Other 

Pressure 1040 psi Test Temp. Amb Deg. F 
9. Remarks = Per N-5 Code Data Report on file at LaSalle County Station 

(Applicable Manufacturer's Data Report to be Attached ) 
See Form NIS-2 Supplemental Sheet Page 2 of 2 for additional replaced and replacement items. Replacement 
studs and nuts are ASME Sect. III, Class-I, 1989 Edition, No Addenda reconcilled per the ComEd Fastner Standards 
on file at LaSalle County Station.  

CERTIFICATION OF COMPLIANCE 

We certify that the statements made in the report are correct and this Replacement conforms to the rules 

of the ASME Code, Section Xl. (repair or replacement) 

Type Code Symbol Stamp NONE 

Certificate of A oi'on No. N/A Expiration Date N/A 

Signed X 4" !" * ISI Coordinator Date -August28 , 20 00 

Owner or Owner's Designee, Title

1.

2.  

3.  

4.  
5.

C.RIFICIITIE UOF INIKVI-I INirEC IUI

I, The undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Illinois and employed by Hartford Steam Boiler lnsp. & Ins. Co. Of 
Hartford, CT. have inspected the components described in this Owner's Report during the period 

L2R07 to L2R08 
and state that to the best of my knowledge and belief, the Owner has performed examinations and taken corrective 
measures described in this owner's Report in accordance with the requirements of the ASME Code, Section XI.  
By signing this certificate neither the Inspector nor his employer makes any warranty , expressed or implied, 
concerning the examinations and corrective measures described in this Owner's Report. Furthermore, Neither the 
Inspector nor his employer shall be liable in any manner for any personal injury or property damage or a loss of 
any kind arsi from or connected with this inspection.  

Z•t• k ezz/- , Commissions IL 1927
National Board, State, Province, and EndorsementsInspe~tor's Signature 

Date '51- 20 00

I

L
#." =~ 1., el



FORM NIS-2 SUPPLEMENTAL SHEET 

1. Owner: Commonwealth Edison Company Sheet 
One First National Plaza 
Chicago, Illinois 60690 Unit 

2. Plant: LaSalle County Station 
2601 N. 2 1 st. Rd.  
Marseilles, Illinois 61341 

3. Work Performed by: Mechanical Maint. Type C 
Name Autho 

Mechanical Maintenance Exnira

2 of 2 
Date 1126199 

2 

970105801 
P. 0. No., WR No., ets.  

;ode Symbol Stamp NIA 
rization No. N/A 
tion Date NIA

Address 

Identification of System HP 

Applicable Construction Code Sect.lll 74 Edition W74 Addenda 

Applicable Edition of Section XI utilized 89 Edition None Addenda 

Identification of Components Repaired or Replaced and Replacement Components.

4.  

5a.  

5b.  

6.

Name of Name of Manufacturer National Other ifYear Repaired, IfASME 

Component Manufacturer Serial No. Board Identification Built Replaced Code 

(8) Cover Anchor [ *N/A 2E22-17005 ~ Replaced ][N/A 
Nuts Darling____ 

(8) Cover Nova ifCode JNC NA 22-05 197Replacementf N/A 
Nuts_________ ________ ______ _________j____ ________ _____ _

m..r... •



FORM~z ifT ~l~I~cAE ULDEZ DAA jOff FOR pUCL.EARpFaT AN(D AppUT KANCES* 
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Ic 

(b)~ ~~ ~I ý tf-qBX 
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,gE a ' C o .,a'i Chiii.jo IL 60696 

C iltu d ? ne a l E d is o 
K /Am 
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FORM NIS-2 OWNER'S REPORT OF REPAIR OR REPLACEMENT 
As Required by the Provisions of ASME Code Section Xl

Owner Commonwealth Edison Comoanv Date
(Name) 

One First National Plaza, Chicago, I1., 60690
(Address) 

Plant LaSalle Countv Nuclear Station
(Name) 

2601 N. 21t Rd. Marseilles. I1. 61341

1.  

2.  

3.  

4.  
5.  

6.

2/19/99

Sheet I of I

Unit 2 980099209
Repair Organization, P.O. No., Job No., etc.  

Type Code Symbol Stamp NIA 
Authorization No. N/A 
Expiration Date N/A

(Address) 
Identification of System (LP) Low Pressure Core Spray 
(a) Applicable Construction Code * 19 * Edition * Addenda, Code Cases__ 
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements-19. 89 , No Ad,Code Cases None 
Identification of Components Repaired or Replaced, and Replacement Components

Name of Name of Mfrs. Ser. Nat'I CRN Other Year Repaired ASME Code 
Component Mfr. No. Bd. No. Identi- Built Replaced, Stamped 

No. Fication Replacement (Yes or No) 
Pivot Pin PSA * N/A N/A LP02-2825S * Replaced N/A 

Assembly 
Pivot Pin PSA PIN 1801341- NIA NIA LP02-2825S 1983 Replacement N/A 

Assembly 07 1 1 1 1 1 1

4. 4. 4-4-4 6 I 4.

4 1 4-4-4 I 1 &

Description of Work Class 2 Replacement Replaced Pivot Pin Assembly.  
Tests Conducted: Hydrostatic I I Pneumatic I I Normal Operating Pressure I X I Other Visual 

Pressure _ _psi Test Temp. Deg. F 
Remarks * = Per Original Design Specification J-2530 & J-2918. Original Const. Code is ANSI B31.1, 1973 Edition 

(Applicable Manufacturer's Data Report to be Attached) 
S74 & W76 Addenda.

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this 
of the ASME Code, Section XI.

Replacement 
(repair or replacement)

conforms to the rules

Type Code Symbol Stamp

Certificate of Authorization No. N/A Exniration Date

I�I C�nnrdinatnr

N/A

Date -August 17 , 20 00
Owner or Owner's Designee, Title 

CERTIFICATE OF INSERVICE INSPECTION 

I, The undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Illinois and employed by Hartford Steam Boiler lnsp. & Ins. Co. Of 
Hartford, CT. have inspected the components described in this Owner's Report during the period 

L2R07 to L2R08 
and state that to the best of my knowledge and belief, the Owner has performed examinations and taken corrective 
measures described in this owner's Report in accordance with the requirements of the ASME Code, Section XI.  
By signing this certificate neither the Inspector nor his employer makes any warranty , expressed or implied, 
concerning the examinations and corrective measures described in this Owner's Report. Furthermore, Neither the 
Inspector nor his employer shall be liable in any manner for any personal injury or property damage or a loss of 
any kind arising from or connected with this inspection.  

_Zak /u/. &Lk& Commissions IL 1927 

spector's Signature National Board, State, Province, and Endorsements 

Date f •/•- 20 00

(Address) 
Work Performed by Mechanical Maintenance 

(Name) 
Mechanical Maintenance

7.
7.  

8.  

9.

NONE

S. ... . i .

Sinnee, e:ýZ el ISI Coordinator



FORM NIS-2 OWNER'S REPORT OF REPAIR OR REPLACEMENT 
As Required by the Provisions of ASME Code Section XI

1-�.� -.
O~wner Comne lI o .p

(Name) 
One First National Plaza, Chicago, I1.1 60690

(Address) 
Plant LaSalle County Nuclear Station

(Name) 
2601 N. 2 1 st Rd. Marseilles, II. 61341

(Address) 
Work Performed by Mechanical Maintenance

1.  

2.  

3.  

4.  
5.

Date 11/4/99

Sheet I of 1 

Unit 2 990018731 
Repair Organization, P.O. No., Job No., etc.  

Type Code Symbol Stamp N/A 
Authorization No. N/A 
Expiration Date N/A

(Address) 
Identification of System (RH) Residual Heat Removal 
(a) Applicable Construction Code Sect III 19 74 Edition W75 Addenda, Code Cases None 
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements-19 89 , No Ad, Code Cases N-416-1 
Identification of Comnonents Repaired or Replaced. and Replacement Comoonents

Name of Name of Mfrs. Ser. Nat'l CRN Other Year Repaired ASME Code 
Component Mfr. No. Bd. No. Identi- Built Replaced, Stamped 

No. Fication Replacement (Yes or No) 

Globe Valve Disc Anderson * N/A N/A 2E12-F099A * Replaced N/A 
Greenwood 

Globe Valve Disc Anderson A965-8 N/A NIA 2E12-F099A 1997- Replacement N/A 
Greenwood I 

Bonnet Seal Weld Anderson NIA N/A 2E12-F099A * Repaired N/A 
Greenwood 

7. Description of Work Class 1 Replacement. Removed and reinstalled seal weld and replaced Globe Valve Disc.  
8. Tests Conducted: Hydrostatic I I Pneumatic I I Normal Operating Pressure I X I Other 

Pressure 1040 psi Test Temp. Amb Deg. F 
9. Remarks * = Per N-5 Code Data Report on file at LaSalle County Station 

(Applicable Manufacturer's Data Report to be Attached ) 
Construction Code of Replacement valve is ASME Section III, Class 1, 1974 Ed., W75 Ad., 
Reconciled per Evaluation BOM 1998-3496-1 on file at LaSalle County Station.  

CERTIFICATION OF COMPLIANCE 

We certify that the statements made in the report are correct and this Repair & Replacement conforms to the rules 
of the ASME Code, Section XI. (repair or replacement) 

Type Code Symbol Stamp NONE 

Certificate of Authorization No. N/A Expiration Date N/A 

Signed r 0 ISI Coordinator Date August, 17 , 20 00 

Owner or Owner's Designee, Title

(Name) 
Mechanical Maintenance

CLI-IT-ILFATI UOF IN-'cVIi" INSI-I-UN

I, The undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Illinois and employed by Hartford Steam Boiler lnsp. &Ins. Co. Of 
Hartford, CT. have inspected the components described in this Owner's Report during the period 

L2R07 to L2R08 
and state that to the best of my knowledge and belief, the Owner has performed examinations and taken corrective 
measures described in this owner's Report in accordance with the requirements of the ASME Code, Section XI.  
By signing this certificate neither the Inspector nor his employer makes any warranty , expressed or implied, 
concerning the examinations and corrective measures described in this Owner's Report. Furthermore, Neither the 
Inspector nor his employer shall be liable in any manner for any personal injury or property damage or a loss of 
any kind arising from or connected with this inspection.  

A2 A',4Z IZX142t Commissions IL 1927
National Board, State, Province, and EndorsementsIns rtor's Signature 

Date 20 00



.. INLQRiM 929 7 - 0-`3 2 2 1 
FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR IDEtICAL 

NUCLEAR PARTS AND APPURTENANCES* 
As Required by the Provisions of the ASME Code, Section IiI ../0: S4444002QQ0_.q .003 Not to Exceed One Day's Production Pg. 1 of .  

1. Manufactured and certified by ANDERSON. GREENWOOD & CO, 3950 GREENBRIAR, STAFFORD, TX 77477 
I(nfalme and addres of NPT C1"lfilcata Holderl 2. Manufactured for COMMONWEALTH E)ISON CO., PO. BOX 767.•CHIC.AGO, IL 60690 

Wnnme and address of Purchaser) 3. Location of installation _ CTEAM/CRIT FACLTY 555 SOUTH JOLIETROAD. GL INOBROOK. IL 60440 
lnrn.e and addressl) 4. Type:.N04..989.001 RIDr..i.g nqAfS:-i).. 

_ _n/a 1997 drwlng nlo.) Imail. Soac. no.) (tanxils strngwhil (CRN, (year bull) 5. ASME Code, Section III, Division 1: .. I7. . _W-197L_ 1 nl/ ledI'ionl laddonds dstat .class) ICod. Cat. no.; 6. Fabricated in accordance with Const. Spec. (Div. 2 only) n/a L . Revision n/a Date n/a (no.1 

7. Remarks: REPLACEMENT PARTS. REF. VALVE ASSEMBLY N03.6492.,00 

RIN/QRI L 97-00,3 04.  

8. Nom. thickness (in.) - n/a Min. design thickness (in.) n/a Dia. ID (ft & in.) -- 0L2- Length overall (ft & in.) nLa 9. When applicable, Certificate Holders' Data Reports are attached for each item of this report: 

Part or Appurtenance National Part or Appurtenance National Souial Nu.mber Board Nc. Serial Number Board No.  in Numerical Order 
in Numerical Order 

(1) A 8 

(2) •A96-5-1 (27) 
(4) _ • (28)-_ 
(5) . {295 

(31) (7) 
(32) 

(8) 
(33) 

(91 ) 
(34) 

110) 
(35) 0(12) 
(36) _ (12) 
(37) (13) 
(38) 

(14) 
(39) 

1) 
(401 (16) (41) 

(17) 
(42) 

(43) 
( 2 0} (4 4 ) (20) 

(45) 
(21) (46) 
(22) 

(47) 
(23) -

(48$ (24) 
(49)

(251 (50) 

10. Design pressuie Žv0 psi. Temp. 100 -Hyd:c. test pretsu'_,,, n/a at temp. IF 
S(when ap lic ible) 

Suoplemental information in the form of lists, sketches. or drawings may be used provided 1) size is 8VY x 11. 12) Information in items 2 and 3 on this Data Report is included on each sheet. 131 each sheet is numbered and the number of sheets is recorded at the top of this form.  (12/881 This form (EDOO40) may be obtained from the Order Dept.. ASME, 22 Law Drive. Box 2300. Fairfield, NJ 07007-2300.  

'n 
Tl MN.



. RIN/Q•I'N 9 ? - 0 5 2 2 1

C (E _A 6 - 1Cerlificate H older's Serial N os... _ n_/•__ through In.__ a_.• ._. .  

Design specifications certified by DAVID C. HAAN 
Design report certified by Al AN WST*ep, 

P-E. Stare - Reg. no.  Iwh en aphcab jei. 
P.E. State TX 

---- ý Reg. no.  CERTIFICATE OF COMPLIANCE 
I / QRN L 9 - 0 0 3 0 " 

We certify that the statements made in this report are correct and that this fthese) PARTS Conforms to the rules of Construction of the AS?.',-: Code, Section III, Division T.  NPT Certificate 
of Authorization 

No. 
N-282

4 Date ~Expires ) Name A N R EEN OD & `E c-N 

SIN 

P T c a H o lde r )- - - ---H 
S ig n e d 

CERTIFICATE OF INSPECTION 
L the undersigned. holding a valid Commissioh T X Sn 

i s e b y t h e N at i °o }a l o a o f o e a n r s u e 

TEA dho and employed by n isUe b N. Board Boiler Pressure Vessel Inspectors and the State or Province of 

best of my nowedgean have inspected these items described in this Data Report on :, and State that to the 

best of my and belief, the Certificate Holder has fabricated thee parts or appurtenances in acOrdance with the ASME Code. Section 

III, Division I. Each part listed has been authorized for stamping on the date shown above.  
By signing this certificate, neither the inspector nor hi epor makthe se a" oaet 
in this Data Report. Furthesemo 

:oyeromakes an.aanty, sed or implie. c 
lo s s o f a n y k in d a ris in g fro m o r 1' ' ith e r t s p e c ~ n o r h is a npl ye j-r a e x p re s s e r i o i d

,,,ce lh t i e o ... .al e liable in any Ir o an e rning the equipment described Date .iSignea•bl.ia 
manner for any persnal injury or property damage or -,.,.o,.o I D d .. , ot' Corrmissions1,64 20 -A2 ? 

AC 

m i IN•. d. fincd. en-doq7mernr$sj 
andseat* or PrO.. md no.1 

• 
• .... •ur prv.xan jo.

I
FO8RM N-2 (Back - p.. 1)



FORM NIS-2 OWNER'S REPORT OF REPAIR OR REPLACEMENT 
As Required by the Provisions of ASME Code Section XI

,J~~vu |•u fl flv umm n cnvvaILI. r-t.Ia,Iu ~ I f,.•~mJaumy 

(Name) 
One First National Plaza, Chicago, I1., 60690

(Address) 
Plant LaSalle County Nuclear Station 

(Name) 
2601 N. 21" Rd. Marseilles. II. 61341

(Address) 
Work Performed by Mechanical Maintenance 

(Name) 
Mechanical Maintenance

Date 2110198

Sheet I of 2

Unit 2 970105797 
Repair Organization, P.O. No., Job No., etc.

Type Code Symbol Stamp NIA 
Authorization No. N/A 
Expiration Date NIA

4.  
5.  

6.

(Address) 
Identification of System (LP) Low Pressure Core Spray 
(a) Applicable Construction Code Sect III 19 74 Edition W74 Addenda, Code Cases 1567, 1516-1 
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements-19 89 , No Ad , Code Cases N-416-1 
Identification of Components Reoaired or Renlaced. and Reolacement Components

Name of Name of Mfrs. Ser. Nat'l CRN Other Year Repaired ASME Code 
Component Mfr. No. Bd. No. Identi- Built Replaced, Stamped 

No. fication Replacement (Yes or No) 
Stuffing Box Anchor * N/A N/A 2E21-F006 * Replaced N/A 

Darling 
Stuffing Box BW/IP SN # - 5 N/A N/A 2E21-F006 1998- Replacement NIA 

Hinge Pin Cover Anchor * N/A N/A 2E21-F006 Replaced N/A 
Darling 

Hinge Pin Cover BWlIP Code B517 N/A N/A 2E21-F006 1998" Replacement N/A 
(6) Cover Studs Anchor N/A N/A 2E21-F006 Replaced N/A 

Darling 
(3) Cover Studs BW/IP Code W99 N/A N/A 2E21-F006 1998** Replacement N/A 

7. Description of Work Class I Replacement. Repaired valve disc by welding. Replaced stuffing box, hinge pin 
8. Tests Conducted: Hydrostatic I I Pneumatic I I Normal Operating Pressure I X I Other 

Pressure 1040 psi Test Temp. Amb Deg. F 
9. Remarks cover, cover studs and nuts. * = Per N-5 Code Data Report on file at LaSalle County Station 

(Applicable Manufacturer's Data Report to be Attached ) 
See Form NIS-2 Supplemental Sheet Page 2 of 2 for additional repaired, replaced and replacement items.  

CERTIFICATION OF COMPLIANCE 

We certify that the statements made in the report are correct and this Repair & Replacement conforms to the rules 
of the ASME Code, Section XI. (repair or replacement) 

Type Code Symbol Stamp NONE 

Certificate of Authorization No. N/A Expiration Date N/A 

Signed(c -2--.-•- ::* , ISI Coordinator Date August21 ,20 00 

Owner or Owner's Designee, Title

1. M-1.,

3.

1, The undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Illinois and employed by Hartford Steam Boiler Insp. & Ins. Co. Of 
Hartford, CT. have inspected the components described in this Owner's Report during the period 

L2R07 to L2RO8 
and state that to the best of my knowledge and belief, the Owner has performed examinations and taken corrective 
measures described in this owner's Report in accordance with the requirements of the ASME Code, Section XI.  
By signing this certificate neither the Inspector nor his employer makes any warranty , expressed or implied, 
concerning the examinations and corrective measures described in this Owner's Report. Furthermore, Neither the 
Inspector nor his employer shall be liable in any manner for any personal injury or property damage or a loss of 
any kindarising from or connected with this inspection.  

Commissions IL 1927
National Board, State, Province, and Endorsements/ýnspector's Signature 

Date Ct - 20 00

%J¥
el 14 CA; -

CER-ITIFIC;ATE O-F INSE-.IVIC;E- IN:SPECIO:(;IIN



FORM NIS-2 SUPPLEMENTAL SHEET 

1. Owner: Commonwealth Edison Company Sheet 
One First National Plaza 
Chicago, Illinois 60690 Unit 

2. Plant: LaSalle County Station 
2601 N. 2 1 st. Rd.  
Marseilles, Illinois 61341 

3. Work Performed by: Mechanical Maint. Type 
Name Autho 

IRA-1-ni^ýl RAýinf nn ^n ý r-'Y ir
t.. . -

2 of 2
Date 2/10/99 

2

970105797
P. 0. No., WR No., ets.  

;ode Symbol Stamp N/A 
rization No. N/A 
tion Date N/A

Address 

Identification of System LP 

Applicable Construction Code Sect.lll 74 Edition W74 Addenda 

Applicable Edition of Section XI utilized 89 Edition None Addenda 

Identification of Components Repaired or Replaced and Replacement Components.

I it I it n ______________ ___________________________________________________________

4.  

5a.  

5b.  

6.

Name of Name of Manufacturer National Other Year Repaired, ASME 
Component Manufacturer Serial No. Board Identification Built Replaced Code 

No. or Stamped 
Replacement (Yes 

or No) 

(3) Cover BW/IP Code R21 N/A 2E21-F006 1998 Replacement N/A 
Studs _ 

(6) Cover Anchor NIA 2E21-F006 * Replaced N/A 
Nuts Darling 

(6) Cover BWIIP Code CDD N/A 2E21-F006 1998 Replacement N/A 
Nuts _ 

Valve Disc Anchor N/A 2E21-F006 * Repaired NIA 
Darling

________________________________ JL ____________________________________ it _____________________________________ I _________________________ ii _____________________________________ a ________________ a _____________________________________



I

FORM N-2 MPT CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND TANCE 

AS required by the ProvMsOn of the ASME Code Rules. Sectioa Ill Div. 14 L~ 9 f )0 7 2 

L (a)~u.a,:ured by 'A/L? [n~r:- i IIL. Valve Division, 701 First St., Williamsport, 

1. (amaaaic~wcby [rce. nat ilia Moaunt ais merm cc m COACUML umemo" 

(b) Mamfa~tnredlflrComm.onwealti Edison Co. , Chicago, IL 60696 

LNam*&M addvl CC M CeafUtefli tjoeaer o oelau5 

2. J4M L cac e.6eiUflt HoldW$ Serl No.ofPart 3, 4, 5, 6, 7, 8 -Nat'l Bd. No. N/A 

BW/IP International, Inc.  

(a) Conasucred Accoeding to Dr wia Ne.C33453 R/A Drawinig Prpared by 11'1". , i ,i~ i 

(b) Deacripuon 0i Pan Inspected Stuffinq Box Heat #Y5679 SA479-410 

1974 Wddendate, CaNo. N/A Class 

(C) Applicable ASE Code- Section -1, Edition 1974 W...4 N/A____L_ -1 
"_-_ 

3. Re"zis: Snare Part(s) for 12" - 900# TDC Valves 

(IM•d dowirlca at -_ f weank cinwos aI w, •5 ds d i d) 

BW/IP S.O. and Item No.: P-311E-1 (

No Hvdrotestinf Performed 
I 

We Certifiy tha:rhe statiemens made in this repot ae correct and this vessel part oq appf-wasice as defined in dhe Code con

forms to the rule. of c•aa'tct*,'.s of die A Code Section Ill.  

(The applcable Desam SepeltlcaUon and Sao Report • not the responsibility ot the NPT Certificate Holder tor puer. An Nfr Certif

icat Holder for appurtenances is mpoi•sble for twahing a separate Design Speaficatio and Strss Report if the appurtenace is not 

Included In the eomponent Desem SpeclflCoa • and S s Rqport-) 
BW/IP International, Inc.  

Date *" / L9." Signed Valve Division By 
(NP? COM11Cfits'. diet ,.1. c~u- .••.,N 1713 

Certificate of Authorizutioan Expires 4/I 5/()l Certificate of. Authorization No.  

CERTIFICATION OF DESIGN FOR APPURTENANCE (when applicable) 

Design informatioa on file at 

Stress analysis repo" on file at 

Design specifications certified by Prof. Eng..State Reg. No.

Stress analysis report certified by Prof. Eng.Scace, Reg. No.

CERTIFICATE OF SHOP INSPECTION 

I. the undersigned, holding a valid coam"ss.o issued by the National Board of Boiler and Pressure Vessel Inspectors 

and/or the State *grn'Kl• W(of Pennsylvania and emplcoed by Commercial Union Insurance ComDan 
of - Boston , Massiý . 4 he .• t ed•(p of a pressure vessel described in this 

Partial Dow Reto o"-:_q(4 - -_ 21=5'...and state that to the best at myu Imowledae 

and belief, the NPT Certficate Holder has o uCtd this part In accordaOce with the ASM. Code SectinQii.  

By signing this certificate, neither -he Inspector nor his employer makes my warrnty, expressed a tpliied. concern

Ing the part described in this Partial Data Report. Furthermore. neither the Inspector nor his employer 

shall be liable in my manner for any personal injury or property damage or a loss of any kind atisLatIrft of conmnected 
witht his inspectice..  

Commsusions Pennsylvania 2392 

h rl Pes YlsWi5 ", LM 
" N"44 10 105 9. also.. Po. .a.. •d e..  

3 0/77) Thi lfO•Th ,s 0O0Oi) msv0 CDtso ltm fro' n 'r Oroer Oec*.. ASME. 345 E. 47"v St N*w vork N Y 1001'



FORM NIS-2 OWNER'S REPORT OF REPAIR OR REPLACEMENT 
As Required by the Provisions of ASME Code Section XI

Date 2/04199
(Name) 

One First National Plaza, Chicago, 1i., 60690
(Address) 

Plant LaSalle County Nuclear Station 
(Name) 

2601 N. 21st Rd. Marseilles, II. 61341
(Address) 

Work Performed by Mechanical Maintenance
(Name) 

Mechanical Maintenance

Sheet I of 2 

Unit 2 960013327 
Repair Organization, P.O. No., Job No., etc.  

Type Code Symbol Stamp N/A 
Authorization No. N/A 
Expiration Date NIA

(Address) 
Identification of System (RR) Reactor Recirculation 
(a) Applicable Construction Code Sect III 19 71 Edition No Addenda, Code Cases None 
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements-19 89 , No Ad, Code Cases None

Name of Name of Mfrs. Ser. Nat'l CRN Other Year Repaired ASME Code 
Component Mfr. No. Bd. No. Identi- Built Replaced, Stamped 

No. Fication Replacement (Yes or No) 

Valve Bonnet Atwood * N/A N/A 2B33-F023B * Replaced N/A 
Morrill 

Valve Bonnet Atwood SN # H488 NIA N/A 2B33-F023B 1996 Replacement N/A 
Morrill I 

Valve Disc Atwood * NIA N/A 2B33-F023B * Replaced NIA 
Morrill 

Valve Disc Atwood SN # H260 NIA N/A 2B33-F023B 1996 Replacement N/A 
Morrill 

Valve Bonnet Atwood SN #H488 N/A NIA 2B33-F023B 1996 Repaired N/A 
Morrill I I 

(3) Bonnet Studs Atwood N/A N/A 2B33-F023B Replaced N/A 
Morrill I I I

ý* W-b.., Pl -1 0-- n O2-mi- -1 - un hnnn L, , . . .Inf

1. n,. , -

2.  

3.

4.  
5.

"T

1! Z r' -- g- r-i- Com an r%



FORM NIS-2 SUPPLEMENTAL SHEET 

1. Owner: Commonwealth Edison Company Sheet 
One First National Plaza 
Chicago, Illinois 60690 Unit 

2. Plant: LaSalle County Station 
2601 N. 2 1 st. Rd.  
Marseilles, Illinois 61341 

3. Work Performed by: Mechanical Maint. Type 
Name Autho 

Mechanical Maintenance Expiri

2 of 2
Date 2104199 

2

960013327
P. O. No., WR No., ets.  

Code Symbol Stamp NIA 
prization No. N/A 
ition Date NIA

Address 

Identification of System RR 

Applicable Construction Code 71 Edition No Addenda 

Applicable Edition of Section XI utilized 89 Edition No Addenda 

Identification of Components Repaired or Replaced and Replacement Components.

I--L 11-LH _______________- ______________________

4.  

5a.  

5b.  

6.

Name of Name of Manufacturer National Other Year Repaired, ASME 
Component Manufacturer Serial No. Board Identification Built Replaced Code 

No. Or Stamped 

Replacement (Yes 
or No) 

(2) Bonnet Nova Ht. Code NIA 2B33-F023B 1999 Replacement NIA 
Studs MBA I 

(1) Bonnet Nova Ht. Code NIA 2B33-F023B 1999 Replacement NIA 
Stud MBB

____________________________ ii _________________________________ JL ________________________________ _____________________ -'� t

__________________________ _____________________________ IL _____________________________ it ____________________ ______________________________ ____________ _____________ iF

____________________________ ________________________________ ________________________________ .it ______________________ H _________________________________ it _____________ ft. ________________________________ - ______________________ & -, ir ii



CRANE VALVES NWJCLEAR OPERATIONS 

FORM NR-1 REPORT OF REPAIR 03 MODIFICATION U OR INSTALLATION OF REPLACEMENT(S) 13 

TO NUCLEAR COMPONENTS AND SYSTEMS IN NUCLEAR POWER PLANTS 

1. Work performed by Crane-Valves Nuclear Operations-_ Poo. No. 359225. S.O. No. NR40081-OOINRL 
"mae. of organization) (P .0. no.. Jo o.etc.)

80Remington Boulevard 3olntroo n 11 o 60440 
( address 

2. owner CoMpwonealth [dison CoManV (name,) 
2601 N. 219st. Road. Marseilles, Illinois 61341 

3.mame, address and identificationl of nuclear power plant LaSalle County Nuclear Station 

260 N.2s od- R# Mreilles, Illinois 61341 

4.. System Reactor Recirculation System -Isolation Valve 

5. a: coaponent repaired, modified or replaced 20" wedge, P/m 32484-602-5114-121 

b: Name of Manufacturer Atwood-Morrill Companyv. Inc., Salem. MA 

c: identifying nos. i4260 N/A_ N/A Valve U2833-F067B 1996 

(141'r's. serial no.-) (Nat'l. 8d. No.) (Furisdictioflal no.) (other) (year built) 

d: Construction Code ASE Sc. II iv. 1 1971 NA_ N/A 1 

(naime/section/division) (edition) (addenlda) (Code Casews) (Code Class) 

6. AS?4! Code Section XI opplicable for inservice inspection: 1989 N/A N/A 
(edition) (addenda) (Code Case(s)) 

7. AS)¶E Code Section X1 used for repairs, modifications, or rep1acement5: 1989 N/A N/A 
(edition) (addenda) (Code Case(s)) 

8 ^einstruction Code used for repairs, modifications, or replaceqer'.ts: 1971 NIANA 
(edition) (addenda) (Code Case(s)) 

.---sign responsibilities Atwood-Morrill Ccnvany, Inc., Salem, MA 

10. iests conducted: hydrostatic 03 pneumnatic 0 design pressure 0 pressure .. ___psi Code Case(s) N/A 

11. Description of work Diesos wr oiid frfield fit-sic: Existing hardfacing was removed: Base metal was built-up,. Base 

(use of properly Identiried additional sheet(s) or sketchi(es) Is acceptable) 

metal was machined- Hardfacin (Stettite #21)_was reolaced: Seatinq surfaces were machined er customer dimnensions: Machined 

s _Urfaces were Penetrant Insp~ected. V.isually and Dirmensionally Inspmected MR S I.o Stan was aocoied: u-dIn as cl eeaned 

12. Rmriks. IlSee attached sketch. SKA96I1O9C for field fit-up dimensions) _ 

All wrk was oerforined In accordance with the reclui~rements of Cotmionwealth Edison Compoany's Purchase order No. 
359225. ctO 

_1.~j8/96 and 10CLt_ Aorndx a

CERTIFICATE OF COM4PLIANCE 

I, Jerome A. Kurowsk P.. certify that the statements Made in this report are correct and the repair, modification or 

replacc-nnt of t-hoifte=n U7-scribed above confcirass to Section X! of the AS' V Code and the National Board Inspection Code ONP." 

Rules.  

National Board Certificate of Authorization No. 6-.3 to use the Nstamp~ expires February 17 ,20 _(00 

Dae No.12 19 96 Signe rn avq Nula ortois________ 

(name of repair organization) (SuthI'rlzed epresentative)(tle 

CERTIFICATE OF INSPECTION 

1, Rnald A. Valis L the undersigned, holding a valid commission issued by The National Board of Boilter and Pressure 

VeselInsecors Iad ertifi-cate of competency issued by the jurisdiction of 
1 1and eaptoyed by 

rtetion Imjtuatt, *Fctr Mofa Nniern Norw_ _A have 
ar~ t d the repair, m o ii a io r r p ac m n es r b d i h s rport on o9 state 

I to the best of my knowledge and belief, this repair, modification or rpaement has -Be ~oqpteted in accordance with 
4 on Xt of the ASM4E Code and the National. Board inspection code "wR rules.  

Bly-.igning this certificate, neither the undersigned nor my employer makes any warranty, expressed or Implied, concerning the work 

described In this report. Furthermore, neither the undersigned nor my emplaoyr shall be liable In any mlannaer for any, personal 

Injury or property damage or a loss of any kind atrising from or connected with this Inspection.  

Daeio.n2s 9-9kector)ý omisin (iAati~nel Board (Including endarsoments).  
- and Jorildiction. and no.)



* Corrected 

FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR IDENTICAL 
NUCLEAR PARTS AND APPURTENANCES* 

As Required by the Provisions of the ASME Code, Section III 
Not to Exceed One Day's Production

Copy 

Pg. 1 of 1

1. Manufactured and certified by Atwood & Morrill Co., Inc. 285 Canal Street, Salem, MA 01970 
(name and address of NPT Certificate Holder) 

2. Manufacturedfor Commonwealth Edison Co., 2601 North 21st. Road, Marseilles, IL 61341 
(name and address of Purchaser) 

3. Location of installation LaSalle County Station, 2601 North 21st. Road-RR #i, Marseilles, IL 61341 

* 8 0,87l "land address) 

4. Typ,32115-804-D Rev.2 SA351-CF8M 4... -- I N/A 1997 
(drawing no.) (mat'l. spec. no.) (tensile strength) (CRN) (year built) 

5. ASME Code, Section 1II, Division 1: 1971 No N/A N/A 
(edition) (addenda date) (class) (Code Case no.) 

6. Fabricated in accordance with Const. Spec. (Div. 2 only) N/A Revision N/A Date N/A 
"(no.) 

7. Remarks: Cust. Item 04, A&M Item 04, Qty. 1, Cover Weldment - A&M P/N 42115-805-9501-000 

(A&M S.0. 28162) *Dwg. prepared by A&M. This certification meets the required infor-

mation to ASMe Section III 1971 Edition, No Addenda.

Nom. thickness (in.) 2 3/116"'Min. design thickness (in.) .99" Dia. ID (ft & in.) N/A Length overall (ft & in.) N/A 

When applicable, Certificate Holders' Data Reports are attached for each item of this report:

Part or Appurtenance National 

Serial Number Board No.  

in Numerical Order 

(1)41T .# -2 •i .... N/A 7

(2) HT.#Q7138 SIN H488 

(3) 

(4) 

(5) 

(6) 

(7) 

(8) 

(9) 
(10) 

(11) 

(12) 

(13) 

(14) 

(15) 

(16) 

(17) 
(18) 

(19) 

(20) 
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10. Design pressure 1250 psi. Temp. 575 IF. Hydro. test pressure 3900 at temp. IF 
Pipe AssY Only (when applicable) 

Supplemental information in the form of lists, sketches, or drawings may be used provided (1) size is 8 x 11, (2) information in items 2 and 3 on this Data Report 
is included on each sheet. (3) each sheet is numbered and the number of sheets is recorded at the top of this form.  

(12188) This form (E00040) may be obtained from the Order Dept., ASME, 22 Law Drive, Box 2300, Fairfield, NJ 07007-2300.

Reprint (7/91)

8.  

9.



RIN/0,R1 M 0 7 

FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR IDENTICAL/ 
NUCLEAR PARTS AND APPURTENANCES* 

As Required by the Provisions of the ASME Code, Section III 
Not to Exceed One Day's Production Pg. 1 of 2

Manufactured and certified by Atwood & Morrill Co., Inc. 285 Canal Street, Salem, MUA 01970 
(name and address of NPT Certlrcate Holdehi 

Manufacturedfor Commonwealth Edison Co., 2c0l North 21st. Road, Marseilles, IL 61341 
(nime and address of Purchaser) 

Location of installation LaSalle County Station, 2601 North 21 st. Rd-RR #i1 Marseilles, IL 61341 
(name and address) 

Type:*32115-806-D Rev.0 SA351-CF8M 80,879 PSI N/A 1997 
(rawig no.) (m1 '11. sore. no.) iIenade strengthl 1C1N- eatort: 

ASME Code, Section Ill. Division 1: 1971 No I N/A 
ledrironl addenda date) iCOass) (Code Cas- no-) 

Fabricated in accordance with Const. Spec. (Div. 2 only) NIA Revision N/A Date N/A 
(o.) 

Remarks: Cust. Item 06, A&M Item 06, Qty. 1, Cover Weldment - A&M ?/N 42115-806-9501-000 

(A&M S.O. 28162) *Dwg. prepared by A&M. This certification meets the required infor-

mation of ASME Section !II 1971 Edition, No Addenda.

8. Nom. thickness (in.) 1218/&" Min. design thickness (in.) .76" Dia. ID (ft & in.) N/A Length overall (ft & in.) N/A 

9. When applicable, Certificate Holders' Data Reports are attached for each item of this report:

1.  

2.  

3.  

4.  

5.

6.  

7.

Part or Ap,,turtenance 

Serial Number

14T# 971 /N 48--------

National 

Board No.  

in Numerical Order 

N/A

10. Design pressure 1250 psi. Temp. 575 _ F. Hydro. test pressure 22 at temp. 'F 

Pipe Ass On1 rwreh.titii) 
Supplemental informatlon in the form of lists, sketches, or drawings may be used provided 1) size is 8 x 1 1, ( nformaioninitems 2 and 3 on this Data Report 

is included on each sheet. (3) each sheet is numbered and the number of sheets is recorded at the top of this form.  

1121881 This form (EO0040) may be obtained from the Order Dept., ASME. 22 Law Drive, Box 2300. Fairfield. NJ 07007-2300.  

Reprint (7/91)
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FORM N-2 (Back - Pg. 2 of 2 ) ~ ~ ~~ T 

Certificate Holder's Serial Nos._ 97.138 S/N H488 
thtrough 

CERTIFICATION OF DESIGN
Design specifications certified by Loseph C.P.E. 

State --CA Re.g. no.1 14695 
Design report* certified by N/A 

P.E. State N/A Reg. no. -N/A 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in this report are correct and that this (these) Cover Weidment 
conforms to the rules of construction of the ASME Code, Section III, Division 1.  
NPT Certificate of Authorization No. N- 26 07 Expires 6-13-98 
Date 7 ' Name Atwood & Morrill Co. Inc. Signed ~ ~ i~ L 

{~~~~~~ NiT odi (fh n d 

CERTIFICATE OF INSPECTION 
1. the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State or Province of .~ '1~ 'CtZ and employed by H.S.B.I. & I. Co.  of Hartford,CT. have inspected these items described in this Data Report on Ni-'Y o X. y /11 and state that to the 
best of my knowledge and belief, the Certificate Holder has fabricated these parts or appurtenances in accordance with the ASME Code. Section 

IlDvson 1.aEach Part listed has been authorized for stamping on the date shown above..BY signing this certificate, neither the inspector nor his employer makes any warranty, expressed or implied, concerning the equipment described 
in this Data Report. Furthermore, neither the inspector nor his employer shall be liable in any manner for an pesnlijry or Property damage or loss of any kind arising from or connected with this inspection.n 

esnlij 
Daege.Commissions 

____________________ Au hotea -,ssc onImar 
I. adtd. finci. netu andos xs fam tae wn orov. -a5nom.1 

The following items attached to the Cover Weldtnent:
- Pipe Box - SA479-316 - HT #6.92017 
- SST 316 Pipe - SA312-316 - HT # 4S835 
- Elbow - SA403-316 -HT: MJ 

W-1 r,,


