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Document Control Desk 
U.S. Nuclear Regulatory Commission 
Washington, D.C. 20555 

Subject: Clinton Power Station - Notice of Enforcement Discretion, NOED No. 00-6-011 

References: (1) Letter U-603414, "Request for Enforcement Discretion Regarding 
Technical Specification Limiting Condition for Operation Related to 
the Static VAR Compensator (SVC) Protection Systems, "dated 
September 18, 2000 

(2) Letter U-603415, "Clinton Power Station Proposed Amendment of 
Facility Operating License No. NPF-62 Related to the Static VAR 
Compensator (SVC) Protection Systems (LA-00-012), dated September 
20, 2000 

(3) Clinton Power Station, Notice of Enforcement Discretion, NOED No.  
00-6-011 (TAC No. MA9974), dated September 20, 2000 

Dear Madam or Sir: 

By letter dated September 18, 2000 (Reference 1), AmerGen Energy Company, LLC 
(AmerGen) requested that the Nuclear Regulatory Commission (NRC) exercise discretion not 
to enforce compliance with the prohibition contained in Clinton Power Station (CPS) 
Technical Specification (TS) Limiting Condition for Operation (LCO) 3.0.4, as it applied to 
TS 3.8.11, "Static VAR Compensator (SVC) Protection Systems," Required Action A. 1. This 
request was granted verbally on September 15, 2000 and the follow-up written approval was 
received on September 20, 2000 (Reference 3).  

CPS exercised the enforcement discretion on September 15, 2000. This allowed entry 
into TS 3.8.11 with the "A" SVC protective subsystem inoperable, while entering Required 
Action A. 1, that allows operation for up to 30 days with one protective subsystem inoperable.
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As required by the original request for enforcement discretion AmerGen submitted a license 
amendment request on September 20, 2000 (Reference 2), and requested that it be reviewed 
and approved on an exigent basis pursuant to 0OCFR50.91(a)(6). This TS change was to 
incorporate an exception to LCO 3.0.4 into Required Action A.1 of TS 3.8.11. This 3.0.4 
exception would allow permission to return an SVC to service with one protection subsystem 
operable.  

The stated duration of the enforcement discretion was from the verbal approval until 

2359 hours on October 15, 2000, or until a license amendment is issued, whichever is earlier.  
However, subsequent to the approval of the enforcement discretion, an engineering review 
was conducted of the surveillance test to determine the status of the "A" protective subsystem 
of the ERAT SVC. Based on the results of the engineering review, at approximately 1433 
hours on September 20, 2000, the SVC "A" protective subsystem was determined to be 

operable and the Required Action A.1 of TS 3.8.11 was exited. The engineering evaluation 
that was performed to support operability of the SVC "A" protective subsystem concluded 
that the "A" subsystem would have been able to perform its required functions since the time 

the SVC was restored to service at 2054 hours on September 15, 2000.  

Since both ERAT SVC protective subsystems are now operable, AmerGen 
acknowledges that the requested and approved NOED is no longer needed.  

Additionally, the exigent nature of the September 20, 2000, license amendment 
request no longer exists. However, testing per TS Surveillance Requirement 3.8.11.2 is 

scheduled to be performed on the remaining portions of the ERAT SVC "A" protection 
subsystem that were partially completed, and the "B" subsystem during the week of 
November 13, 2000. Testing is scheduled to be performed on the Reserve Auxiliary 
Transformer (RAT) "A" and "B" subsystems on October 30, 2000, during Refueling Outage 
No. 7 (RF-7). Therefore, it is respectfully requested that the proposed license amendment be 
approved by October 30.  

Sincerely yours, 

• _ M. T. Coyle 
Vice President 
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cc: NRC Clinton Licensing Project Manager 
NRC Regional Administrator 
NRC Resident Office, V-690 
Illinois Department of Nuclear Safety


