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INSTRUMENT IDENTIFICATION
SYMBOL DESCRIPTION
TYPICAL LETTER COMBINATIONS
SWITCHES AND SOLENOIDS. EQUIPMENT AND VALVES
INITIATING OR CONTROLLERS READOUT DEVICES |ALARM DEVICES | TRANSMITTERS | RELAYS: VIEWING
FIRST ME ASURED COMPUT ING |PRIMARY|DEVICE .| SAFETY|VALVES.
LETTERS VARIABLE INDICATING|BLIND |RECORDING|INDICATING|HIGH |LOW |COMB|INDICATING[BLIND| DEVICES [ELEMENT| GLASS | DEVICE|DAMPERS CEWERTEUGAL Fil
A ANALYSIS AIC AC AR Al ASH |ASL [ASHL| AIT AT AY AE
B BURNER/COMBUST ION BIC BC BR BI BSH |BSL [BSHL| BIT BT BY BE BG
c CONTROLLER OUTPUT CR cl
D EXTRACTOR DY
E VOL TAGE EIC EC ER El ESH |ESL |ESHL| EIT ET EY EE - AXTAL, FAN
F FLOW FIC FC FR Fl FSH |FSL [FSHL| FIT FT FY FE FG FV
FO FLOW QUANTITY Falc FOR FOI FOSH|FOSL FQIT FQT Fay FQE
FF FLOW RATIO FFIC FFC FFR FFI FFSH|FFSL FE FFV
G USER’S CHOICE i '
i HAND Gie He _ He - FABRIC FILTER/BAGHOUSE
I CURRENT 11¢C IR 11 ISH |ISL |ISHL| TIT IT 1Y IE
J POWER J1e JR J1 JSH |JSL [JSHL| JIT JT JY JE
K TIME KIC KC KR K1 KSH |KSL [KSHL| KIT KT KY KE
L LEVEL LIC LC LR LI LSH |LSL [LSHL| LIT LT LY LE LG LV —e— BUTTERFLY
M USER’S CHOICE
N USER'S CHOICE
—DlG— F
0 USER’S CHOICE l RHEEE (R
P PRESSURE /VACUUM PIC PC PR P PSH |PSL |PSHL| PIT PT PY PE . *
PD PRESSURE /D IFFERENT I AL PDIC PDC PDR PDI PDSH | PDSL PDIT PDT PDY PE PDV P [ BLAST OR SLIDE GATE
Q QUANTITY Qic OR al QSH |OSL |aSHL| QIT QT ay OE
R RADIATION RIC RC RR R1 RSH |RSL |RSHL| RIT RT RY RE
S SPEED/FREQUENCY SIC sC SR S1 SSH |SSL [SSHL| SIT ST SY SE
T TEMPERATURE TIC TC TR T1 TSH |TsSL |TSHL| TIT T TY TE TSE TV
D TEMPERATURE DIFFERENTIAL TDIC TDC TDR 01 TDSH| TDSL TDIT DT DY TE TDV
u MUL T IVARIABLE UR ul uyY
v VIBRATION VR Vi VSH |vsL |vsHL| VIT VT VY VE INSTRUMENT LINES AND SYMBOLS
W WE IGHT/FORCE wic WC WR Wi WSH | WSL [WSHL| WIT WT WY WE
X ISOLATION OR SIGNAL : 'CONNECTION TO PROCESS. MECHAN!CAL
¥ EVENT/STATE/PRESENCE o L YC YR Y1 YSH |[YSL YT YY YE LINK OR INSTRUMENT AIR SUPPLY
Z POSITION/DIMENSION zZ1C zZc ZR Z1 ZSH |zsL |zsHL| zIT Z7 Zy ZE
——————————————— ELECTRICAL SIGNAL
- o o~ | DIGITAL SOFTWARE LINK
INSTRUMENT IDENTIFICATION NOTES: TAGGING AND LOOP IDENTIFICATION:
PRIMARY PROCESS LINE
1. REFER TO ISA STANDARD S5.1 FOR LETTERS OR LETTER MEANINGS A UNIQUE NUMBER (TO BE DETERMINED) SHALL BE ASSIGNED TO EACH
THAT DO NOT APPEAR IN TABLE. PLC FUNCTION AND TO EACH CONTROL OR MONITOR LOOP AND EACH e
SCTRUMENT IN THAT LODP SHALL BE IDENTIFIED BY THE SAME NUMBER. o =" LIMITS OF PACKAGE EQUIPMENT
5. INSTRUMENT IDENTIFICATION IS MADE UP OF TWQ TO FOUR reemen
LETTERS FROM THIS TABLE FOLLOWED BY A LOOP NUMBER. ITEMS SUCH AS PRESSURE GAGES. THERMOMETERS. PRESSURE SAFETY (:::) (EEE) 6%%%9 U
(TO BE DETERMINED) VALVES AND ANY INSTRUMENT USED INDIVIDUALLY SHALL BE LOCAL/PANEL/LOCAL PANEL MOUNTED
TREATED AS AN INDIVIDUAL CONTROL OR MONITOR LOOP. e o e
/LOCAL PANEL
3. READILY RECOGNIZED SELF-DEFINING CHEMICAL SYMBOLS SUCH AS @ VOUNTED BEHIND LOGAL. BANEL
CO MAY BE USED IN CONJUNCTION WITH ANALYSIS o
INSTRUMENTS. THE SYMBOL WILL BE PLACED OUTSIDE THE 7 Y X | PILOT LIGHT .
INSTRUMENT BALLOON. \__/ N7 57 | FIELD/PANEL/LOCAL PANEL MOUNTED
4. THE GRAMMATICAL FORM OF THE SUCCEEDING LETTER MEANING MAY SHARED DISPLAY
BE MODIFIED AS REQUIRED. FOR EXAMPLE. 1 MAY BE USED FOR / (NORMALLY ACCESSIBLE TO OPERATOR)
INDICATOR OR INDICATING.
| ()| sourmeskin PEEAIRTE rcn
NORMALLY AC LE TO OPERATOR)
5. THE LETTERS F (RATIO) & D (DIFFERENTIAL) MAY BE USED AS N/ OPE
MODIFIERS WITH AN APPROPRIATE FIRST LETTER TO BETTER 2 PROGRAMMABLE LOGIC CONTROLLER FUNCTION.
DEFINE THE FUNCTIONAL ASPECTS OF THE SYSTEM. FOR EXAMPLE: }gTEgEQkng)DCS (NOT NORMALLY ACCESSIBLE
FFIC = FLOW RATIO INDICATING CONTROLLER AND PDSH
PRESSURE DIFFERENTIAL SWITCH HIGH. GENERALIZED - FOR UNDEF INED OR
COMPLEX INTERLOCK LQGIC

BIZOF00TL

TS I L I Y A NZUNevENT | [PES LGN INPUTS
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