October 20, 2000

Mr. Otto L. Maynard

President and Chief Executive Officer
Wolf Creek Nuclear Operating Corporation
Post Office Box 411

Burlington, KA 66839

SUBJECT: WOLF CREEK GENERATING STATION - CORRECTIONS TO AMENDMENT
NO. 123 ISSUED MARCH 31, 1999

Dear Mr. Maynard:

The Commission issued Amendment No. 123 for the Wolf Creek Generating Station (WCGS)
dated March 31, 1999, that documented the conversion of the WCGS Technical Specifications
(TSs) to the Improved Technical Specifications. Attached to the amendment was the Safety
Evaluation dated March 31, 1999, which contained tables listing the changes to the TSs. In
Table LG, “Details Relocated from the Current Technical Specifications [CTS],” the staff listed
details relocated to licensee-controlled documents outside the TSs. Four corrections to

Table LG were identified in your application dated November 8, 1999 (ET 99-0047) for
Amendment No. 131, and in the staff’s letter of December 16, 1999, approving Amendment No.
131, we issued new pages for the table with the four corrections.

Since these amendments, the staff has completed a review of your update to the Updated
Safety Analysis Report (USAR) for WCGS that was submitted March 10, 2000 (ET 00-0007).
In that review, the staff identified the following additional corrections to Table LG:
(1) Change 1-16-LG, page 1 of Table LG.
A ")" was left off "(i.e., 10 CFR 50.59" in the control process column.
(2) Change 1-52-LG, page 7 of Table LG.
Table 3.3-2 was listed under the CTS reference column and should be corrected to
Table 3.3-3 because the Action 20 referenced in Table LG for this change is in
Table 3.3-3.
(3) Change 13-04-LG, page 19 of Table LG.

The word “Action” in the CTS reference column should be deleted because the detail on
the ultimate heat sink being relocated from the TSs was not in the action statements.

(4) Change 14-01-LG, page 24 of Table LG.

The change should have been deleted because the change was withdrawn from the



-2-
conversion in your letter of March 5, 1999 (ET 99-0010).
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The four corrections were discussed with your staff in the conference calls of September 28
and October 6, 2000, and it was agreed that these corrections should be incorporated into
Table LG of the Safety Evaluation dated March 31, 1999, for Amendment 123. Based on this,
revised pages 7, 19, and 23 through 27 of Table LG for the Safety Evaluation are enclosed.
The deletion of Change 14-01-LG resulted in changes to pages 23 through 27 of Table LG.

If you have any questions, please contact me at 301-415 1307 or, through the internet, at
jnd@nrc.gov.

Sincerely,
/RA/
Jack N. Donohew, Senior Project Manager, Section 2
Project Directorate IV & Decommissioning
Division of Licensing Project Management
Office of Nuclear Reactor Regulation
Docket No. 50-482

Enclosure: Corrected Pages to Table LG
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Wolf Creek Generating Station

cc:
Jay Silberg, Esq.

Shaw, Pittman, Potts & Trowbridge
2300 N Street, NW

Washington, D.C. 20037

Regional Administrator, Region IV
U.S. Nuclear Regulatory Commission
611 Ryan Plaza Drive, Suite 1000
Arlington, TX 76011

Senior Resident Inspector

U.S. Nuclear Regulatory Commission
P. O. Box 311

Burlington, KS 66839

Chief Engineer

Utilities Division

Kansas Corporation Commission
1500 SW Arrowhead Road
Topeka, KS 66604-4027

Office of the Governor
State of Kansas
Topeka, KS 66612

Attorney General
Judicial Center

301 S.W. 10th

2nd Floor

Topeka, KS 66612

County Clerk
Coffey County Courthouse
Burlington, KS 66839

Vick L. Cooper, Chief

Radiation Control Program, RCP

Kansas Department of Health
and Environment

Bureau of Air and Radiation

Forbes Field Building 283

Topeka, KS 66620

Vice President & Chief Operating Officer
Wolf Creek Nuclear Operating Corporation
P. O. Box 411

Burlington, KS 66839

Superintendent Licensing

Wolf Creek Nuclear Operating Corporation
P.O. Box 411

Burlington, KS 66839

U.S. Nuclear Regulatory Commission
Resident Inspectors Office

8201 NRC Road

Steedman, MO 65077-1032
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