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1. The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment by Metropolitan Edison Company, 
Jersey Central Power & Light Company, and Pennsylvania 
Electric Company (the licensees) dated Noveroper 15, 1977, 
complies with the standards and requirements of the Atomic 
Energy Act of 1954, as amended (the Act), and the 
Commission's rules and regulations set forth in 10 CFR 
Chapter I; 

B. The facility will operate in conformity with the application, 
the provisions of the Act, and the rules and regulations of 
the Commission; 

C. There is reasonable assurance (i) that the activities authorized 
by this amendment can be conducted without endangering the health 
and safety of the public, and (ii) that such activities will be 
conducted in compliance with the Commission's regulations; 

D. The issuance of this amendment will not be inimical to the common 
defense and security or to the health and safety of the public; 
and 

E. The issuance of this amendment is in accordance with 10 CFR Part 
51 of the Commission's regulations and all applicable requirements
have been satisfied.
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2. Accordingly, the license is amended by changes to the Technical 
Specifications as indicated in the attachment to this license 
amendment, and paragraph 2.c.(2) of Facility Operating License 
No. DPR- 50 is hereby amended to read as follows: 

(2) Technical Specifications 

The Technical Specifications contained in Appendices 
A and B, as revised through Amendment No. 35, are 
hereby incorporated in the license. The licensee 
shall operate the facility in accordance with the 
Technical Specifications.  

3. This license amendment becomes effective December 29, 1977.  

FOR THE NUCLEAR REGULATORY COMMISSION 

Robert W. Reid, Chief 
Operating Reactors Branch #4 
Division of Operating Reactors 

Attachment: 
Changes to the Technical 

Specifications

Date of Issuance: December 29, 1977
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g. Records of training and qualification for current members of the 

plant staff.  

h. Records of in-service inspections performed pursuant to these Technical 

Specifications.  

i. Records of quality assurance activities required by the OQA Plan.  

J. Records of reviews performed for changes made to procedures or 

equipment or reviews of tests and experiments pursuant to 10 CFR 50.59.  

k. Plant Operations Review Committee and General Office Review Board 

Minutes.  

6.11 RADIATION PROTECTION PROGRPAM 

Procedures for personnel radiation protection shall be prepared consistent with 

the requirements of 10 CFR Part 20 and shall be approved, maintained and ad1hered 

to for all operations involving personnel radiation exposure.  

6.12 DELETED 
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6.13 HIGH RADIATIO0 AREA 

6.13.A In lieu of the "control device" or "alarm signal" required by paragraph 

20.203(c) (2) of 10 CFR 20: 

a. Each High Radiation area (100 mrem/h or greater) in which the intensity 

of radiation is 1000 mrem/h or less shall be barricaded and conspicucusly 

posted as a high radiation area, and entrance thereto shall be 

controlled by requiring issuance of a Radiation Work Permit.. Any 

individual or group of individuals permitted to enter such areas shall 

be provided with a radiation monitoring device which continuously 

indicates the radiation dose rate in the area.  

b. Each High Radiation Area in which the intensity of radiation is 

greater than 1000 mrcm/hr shall be subject to the provisions of 

6.13.1(a) above, and in addition locked doors shall be provided to 

prevent unauthorized entry into such areas and the keys shall be 

maintained under the administrative control of the Radiation Protection 

Supervisor/Foreman or the Shift Foremnn.on duty.  
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