
October 27, 2000

Mr. Robert P. Powers, Senior Vice President
Indiana Michigan Power Company
Nuclear Generation Group
500 Circle Drive
Buchanan, MI 49107

SUBJECT: DONALD C. COOK NUCLEAR PLANT, UNITS 1 AND 2 - REQUEST FOR
ADDITIONAL INFORMATION (RAI) FOR “TECHNICAL SPECIFICATION
CHANGE REQUEST VALVE POSITION FOR AUTOMATIC VALVES IN THE
AUXILIARY FEEDWATER SYSTEM,” DATED OCTOBER 18, 2000, (TAC NOS.
MB0292 AND MB0293)

Dear Mr. Powers:

On October 18, 2000, Indiana Michigan Power Company (I&M) submitted a technical
specification change request for the valve position for automatic valves in the auxiliary
feedwater (AFW) system.

The enclosed request was discussed with Ms. Lahti during a conference call on October 20,
2000. A mutually agreeable target date of 11 days from the date of this letter for your response
was established. If circumstances result in the need to revise the target date, please contact
me at (301) 415-1345 at the earliest opportunity.

Sincerely,

/RA/

John F. Stang, Senior Project Manager, Section 1
Project Directorate III
Division of Licensing Project Management
Office of Nuclear Reactor Regulation

Docket Nos. 50-315 and 50-316

Enclosure: As Stated

cc w/encls: See next page
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Donald C. Cook Nuclear Plant, Units 1 and 2

cc:

Regional Administrator, Region III
U.S. Nuclear Regulatory Commission
801 Warrenville Road
Lisle, IL 60532-4351

Attorney General
Department of Attorney General
525 West Ottawa Street
Lansing, MI 48913

Township Supervisor
Lake Township Hall
P.O. Box 818
Bridgman, MI 49106

U.S. Nuclear Regulatory Commission
Resident Inspector's Office
7700 Red Arrow Highway
Stevensville, MI 49127

David W. Jenkins, Esquire
Indiana Michigan Power Company
Nuclear Generation Group
One Cook Place
Bridgman, MI 49106

Mayor, City of Bridgman
P.O. Box 366
Bridgman, MI 49106

Special Assistant to the Governor
Room 1 - State Capitol
Lansing, MI 48909

Drinking Water and Radiological
Protection Division

Michigan Department of
Environmental Quality

3423 N. Martin Luther King Jr Blvd
P.O. Box 30630, CPH Mailroom
Lansing, MI 48909-8130

Robert C. Godley
Director, Regulatory Affairs
Indiana Michigan Power Company
Nuclear Generation Group
One Cook Place
Bridgman, MI 49106

David A. Lochbaum
Union of Concerned Scientists
1616 P Street NW, Suite 310
Washington, DC 20036-1495

A. Christopher Bakken, Site Vice President
Indiana Michigan Power Company
Nuclear Generation Group
One Cook Place
Bridgman, MI 49106

Michael W. Rencheck
Vice President, Nuclear Engineering
Indiana Michigan Power Company
Nuclear Generation Group
500 Circle Drive
Buchanan, MI 49107



REQUEST FOR ADDITIONAL INFORMATION

FOR D. C. COOK UNITS 1 AND 2

ON C1000-09, AFW SUBMITTAL, DATED OCTOBER 18, 2000

1. For the proposed Technical Specifications (TSs) Surveillance Requirement (SR)
4.7.1.2.d change from “fully open” position to the “correct” position for each automatic
valve in the auxiliary feedwater (AFW) system, what is the frequency of this SR ?

2. With the certain automatic valves in the AFW flowpath being changed from the “fully
open” to the “correct” position, will the AFW flow requirement be met for all Updated
Final Safety Analysis Report (UFSAR) Chapter 14 accident analyses ?


