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Operations Division 
Duquesne Light Company &E Attorney 

43~ I&E (5) 
435 Sixth Avenue ' ,-rg, 
Pittsburgh, Pennsylvania 15219 S~arey 

CParrish 
Dear r. nGray File (4) 

Our letter dated November 28, 1980, transmitted to you Amendment No. 3

to Facility Operating License No. DPR-66 for the Beaver Valley Nuclear 

Power Station, Unit No. 1, which included Revised Technical Specifications.  

Thru an administrative error page L3/4 0-1 contained three errors. Ef~closed 

is a Revised Technical Specific-tion page B3/4 0-1.

Sincerely, 

Original signed by 
So A. Varga 

Steven A. Varga, Chief 
Operating Reactors Branch #1 
Division of Licensing

Enclosure: 
Revised Technical 

Specification page 
B3/4 0-1 

cc w/entlosure 
See next page
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Docket No. 50334 

Mr. C. N. Dunn, Vice President 
Operations Division 
Duquesne Light Company 
435 Sixth Avenue 
Pittsburgh, Pennsylvania 15219 

Dear Mr. Dunn: 

Our letter dated November 28, 1980, transmitted to you Amendment No. 36 
to Facility Operating License No. DPR-66 for the Beaver Valley Nuclear 
Power Station, Unit No. 1, which included Revised Technical Specifications.  
Thru an administrative error page B3/4 0-1 contained three errors. Enclosed 
is a Revised Technical Specification page B3/4 0-1.  

cerely, 

OXeatiN rgea, Bf 
Operating Reactors Br. n ~#1
Division of Licensing

Enclosure: 
Revised Technical 

Specification page 
B3/4 0-1 

cc w/enclosure 
See next page

UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

March 2, 1981



3/4.0 APPLICABILITY 

BASES 

1he speif &;ions of this section provide the general requirements 
applicable to each of the Limiting Condition for Operation and Surveillance 
Requirements within Section 3/4.  

3.0.1 This specification defines the applicability of each specification 
in terms of defined OPERATIONAL MODES or other specified conditions and is 
provided to delineate specifically when each specification is applicable.  

30,2 This specification defines those conditions necessary to constitute compliance with the terms of an individual Limiting Condition for Operation 
and associated ACTION requirement.  

3.0.3 This specification delineates the ACTION to be taken for circumstances 
not directly provided for in the ACTION statements and whose occurrence would violate the intent of the specification. For example, Specification 3.5.1 calls for each Reactor Coolant System accumulator to be OPERABLE and provides explicit 
ACTION requirements if one accumulator is inoperable. Under the terms of Specification 3.0.3, if more than one accumulator is inoperable, the unit is required 
to be in at least HOT STANDBY within 1 hour and in at least HOT SHUTDOWN within the following 6 hours. As a further example, Specification 3.6.2.1 requires 
two Containment Spray Systems, to be OPERABLE and provides explicit ACTION requirements if one spray system is inoperable: Under the terms of Specification 3.0.3, 
if both of the required Containment Spray Systems are inoperable, the unit is required to be in at least HOT STANDBY within 6 hours, in at least HOT SHUTDOWN within the following 6 hours and in at least COLD SHUTDOWN in the next 24 hours, 
It is assumed that the unit is brought to the required MODE within the required 
times by promptly initiating and carrying out the appropriate ACTION statement.  

3.0.4 This specification provides that entry into an OPERABLE MODE, or other specified applicability condition must be madý with (a) the full complement 
of required systems, equipment or components OPERABLE and (b) all other parameters 
as specified in the Limiting Conditions for Operation being met without regard for allowable deviations and out of service provisions contained in the ACTION 
statements.  

The intent of this provision is to insure that facility operation is not initiated with either required equipment or systems inoperable or other specified 
limits being exceeded.  

Exceptions to this provision have been provided for a limited number of 
specifications when startup with inoperable equipment would not'affect plant safety. These exceptions are stated in the ACTION statements of the appropriate 
specifications.  

3.0.5 This specification delineates what additional conditions must be satisfied to permit operation to continue, consistent with the ACTION statements 
for power sources, w3'hen a normal or emergency power source is not OPERABLE.  
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Mr. C. H o Dunn 
Duquesne 1ight Coajpany

co; Geraldl Ch~r-off, Esquire 
jay E Ei Wer9, Esquire 
SK.ý1, j tma,' Potts and Trowbridge 
1800 K Street, N.W° 
irasiingon 0P C, 20036 

Ka i V Cairter, Esquire 
Special Assistant Attorney General 
Bi reau of Administrative Enforcement 
5th Floor, Executive House 
•Hlar'isbu'rg, Pennsylvania 17120 

MI. Roger Tapan 
.SLone and ,,ehster Engineering 

Corporati on 
P 0o Box 2325 
Boston', Massachusetts 02107 

M.r, F.o Noon 
R & D Center 
Westinghouse Electric Corporation 
Building 7-303 
Pittsburgh, Pennsylvania 15230

B. F. Jones Memorial Library 
663 Frankiin Avenue 
IAliquippa, Pennsylvania 15001 

Mr- John Carey, Director 
Nuclear Operations 
Duquesne Light Company 
43E SixtnI Avenue 
Pittsburgh, Pennsylvania 15219 

Mr . RV E-. Martin 
Duquesne Light Company 
435 Sixth Avenue 
Pittsburgh, Pennsylvania 15219

M,-arvin Fein 
Utility Counsel 
City of Pittsburgh 
313 City -County Building 
Pittsburgh, Pennsylvania 15219

Mr. James A. Werling 
Plant Superintendent 
Beaver Valley Power Station 
P. 0. Box 4 
Shippingport, Pennsylvania 15077 

Department of Environmental 
Resources 

ATTN: Director, Office of 
Radiological Health 

Post Ofice Box 2063 
Harrisburg, Pennsylvania 17105 

Mr. Thomas J. Czerpah 
Mayor of the Burrough of 

Shippingport 
P. 0. Box 26 
Shippingport, Pennsylvania 15077

Pennsylvania Power Company 
Ray -. Semmler, President 
One E. Washinqton Street 
New.' Castle, Pennsylvania 16103 

Ohio Environmental Protection Agency 
Division of Planning 
Environmental Assessment Section 
P. 0. Box 1049 
Columbus, Ohio 43216

Office of the Governor 
State of West Virginia 
Charleston, West Virginia 25305

Mr. Carl Frasure 
Committee of State Officials on 

Suggested State Legislation 
Department of Political Science 
West Virginia University 
Morgantown, West Virginia 26505
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