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Mr. J. J. Carey, Vice President OELD Cn e 

Duquesne Light Company OI&E (5) -k u,% 
Nuclear Division G. Deegan (4) 
Post Office Box 4 B. Scharf (10) X 
Shipplngport, Pennsylvania 15077 J. Wetmore 

ACRS (10) 
Dear Mr. Carey: OPA (Clare Miles) 

R. Diggs 
The Commission has issued the enclosed Amendment No. 45 to Facility Operating 
License No. DPR-66 for the Beaver Valley Nuclear Power Station, Unit No. 1.  
The amendment consists of changes to the Technical Specifications in response 
to your application transmitted by letter dated September 16, 1981.

LAB

The amendment clarifies the intent of the calibration requirements for the 
PORVs and defers the calibration requirement for PORV Control Pressure Channels 
(PT-RC-444, 445) until the second refueling outage for Beaver Valley Power 
Station, Unit No. 1.  

Copies of the Safety Evaluation and the Notice of Issuance are also enclosed.  

Sincerely, 

Dennis A. Chaney, Project Manager 
Operating Reactors Branch No. 1 
Division of Licensing

Enclosures: 
1. Amendment No. 45 to DPR-66 
2. Safety Evaluation 
3. Notice of Issuance

cc: wfenclosures 
See next page
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11r. J. J. Carey 
Duquesne Light Company

cc: Mr. R. J. Washabaurgh, QA Manager 
Duquesne Light Coma'ny 
Quality Assurance Department 
Post Office Box 4 
Shippingport, Pennsylvania 15077

Mr. J. A. Werling 
Station Superintendent 
Duquesne Light Company 
Beaver Valley Power Station 
Post Office Box 4 
Shippingport, Pennsylvania 

Mir. T. D. Jones, Manager 
Nuclear Operations 
Duquesne Light Company 
Post Office Box 4 
Shippingport, Pennsylvania 

I14r. F. J. Bissert, Manager 
]-Nuclear Support Services 
Duquesne Light Company 
Nuclear Division 
Post Office Box 4 
Shippingport, Pennsylvania

Gerald Charnoff, Esquire 
Jay E. Silberg, Esquire 
Shaw, Pittman, P otts and Trowbridge 
1800 M Street, N.W.  
Washington, D. C. 20036 

Karin Carter, Esquire 
Special Assistant Attorney General 
Bureau of Administrative Enforcement 
5th Floor, Executive House 
Harrisburg, Pennsylvania 17120 

Mr. Roger Tappan 
Stone & Webster Engineering Corporation 
P.O. Box 2325 
Boston, M"assachusetts 02107 

M"r. F. Noon 
R & D Center 
I.,estinghouse Electric Corporation 
Building 7-303 
Pittsburgh, Pennsylvania 15230

15077 

15077 

15077

B. F. Jones Miemorial Library 
6G3 Franklin Avenue 
Aliquippa, Pennsylvania 15001 

11r. R. !. !-Mafrice, 'Nuclear Engineer 
Duquesne Light Company 
435 Sixth Avenue 
Pittsburgh, Pennsylvania 15219 

~r. R. E. Martin 
Duquesne Light Company 
435 Sixth Avenue 
Pittsburgh, Pennsylvania 15219 

1r. N. R. Tonet, 1,1anager 
NILuclear Engineering 
Duquesne Light Company 
Nuclear Division 
Shippingport, Pennsylvania 15077

Marvin Fein 
Utility Counsel 
City of Pittsburgh 
313 City-County Building 
Pittsburgh, Pennsylvania 

-ý;r. John A. Levin 
Public Utility Commission 
P.O. Box 3265 
Harrisburg, Pennsylvania

15219 

17120

Irwin A. Popowsky, Esquire 
Office of Consumer Advocate 
1425 Straw'berry Square 
Harrisburg, Pennsylvania 17108 

Charles A. Thomas, Esquire 
Thomas and Thomas 
212 Locust Street 
Box 999 
Harrisburg, Pennsylvania 17108



1r. J. J. Carey 
Duquesne Light Company

cc: Department of Environmental 
Resources 

ATTN: Director, Office of 
Radiological Health 

Post Office Box 2063 
Harrisburg, Pennsylvania 17105 

Mr. Thomas J. Czerpah 
Mayor of the Burrough of 

Shippi ngport 
P.O. Box 26 
Shippingport, Pennsylvania 15077

Regional Radiation Representatives 
EPA Region III 
Curtis Building - 6th Floor 
Philadelphia, Pennsylvania 19106 

Governor's Office of State Planning 
and Development 

ATTN: Coordinator, Pennsylvania 
State Clearinghouse 

.P.O. Box 1323 
Harrisburg, Pennsylvania 17120

Pennsylvania Power Company 
Ray E. Sempler, President 
One E. Washington Street 
flew Castle, Pennsylvania 16103 

Ohio Environmental Protection Agency 
Division of Planning
-Environmental Assessment Section 
P.O. Box 1049 
Columbus, Ohio 43216 

Office of the Governor 
State of 1.West Virginia 
Charleston, West Virginia 25305 

i•r. Carl Frasure 
Committee of State Officials on 

Suggested State Legislation 
-organtoown, 1.1est Virginia 26505 

!.Ir. Joseph H. Flills, Acting Comissioner 
State of West Virginia Department 

of Labor 
1900 Washington Street 
East Char-leston, W1,'est Virgnia 25305 

N. H. Dyer, M.D.  
State Director of Health 
State Departiment of Health 
1800 Washington Street, East 
Charleston, West Virginia 25305



�,UNITED STATES 
0 •NUCLEAR REGULATORY COMMISSION 

;• • WASHINGTON, D. C. 20555 

DUQUESNE LIGHT COMPANY 

OHIO EDISON COMPANY 

PENNSYLVANIA POWER COMPANY 

DOCKET NO. 50-334 

BEAVER VALLEY POWER STATION, UNIT NO. 1 

AMENDMENT TO FACILITY OPERATING LICENSE 

Amendment No. 45 
License No. DPR-66 

1. The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment by Duquesne Light Company, Ohio Edison 
Company, and Pennsylvania Power Company (the licensees) dated 
September 16, 1981, complies with the standards and requirements of the 
Atomic Energy Act of 1954, as amended (the Act) and the Commission's 
rules and regulations set forth in 10 CFR Chapter I; 

B. The facility will operate in conformity with the application, the 
provisions of the Act, and the rules and regulations of the Commission; 

C. There is reasonable assurance (i) that the activities authorized by 
this amendment can be conducted without endangering the health and 
safety of the public, and (ii) that such activities will be conducted 
in compliance with the Commission's regulations.  

D. The issuance of this amendment will not be inimical to the common defense 
and security or to the health and safety of the public; and 

E. The issuance of this amendment is in accordance with 10 CFR Part 51 of 
the Commission's regulations and all applicable requirements have been 
satisfied.  
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2. Accordingly, the licedise is amended by changes to the Technical 
Specifications as indicated in the attachment to this license amendment, 
and paragraph 2.C.(2) of Facility Operating License No. DPR-66 is hereby 
amended to read as follows: 

(2) Technical Specifications 

The Technical Specifications contained in Appendices A and B, as 
revised through Amendment No. 45, are hereby incorporated-in 
the license. The licensee shall operate the facility in accordance 
with the Technical Specifications.  

3. This license amendment is effective as of the date of its issuance.  

FOI THE NUCLE/R REGULATORY COMMISSION 

Steven A. v;rga, Chie 
Operating Reactors Bran h No. 1 
Division of Licensing 

Attachment: 
Changes to the Technical 

Specifications

Date of Issuance: September 22, 1981



ATTACHMENT TO LICENSE AMENDMENT 

AMENDMENT NO. 45TO FACILITY OPERATING LICENSE NO. DPR-66 

DOCKET NO. 50-334

Revise Appendix A as follows: 

Remove Pages 

3/4 3-52 

3/4 4-31

Insert Pages 

3/4 3-52 

3/4 4-31



TABLE 4.3-7 

ACCIDENT MONITORING INSTRUMENTATION SURVEILLANCE REQUIREMENTS

I.  

--4

CHANNEL CHANNEL 
INSTRUMENT CHECK CALIBRATION 

1. Pressurizer Water Level M R 

2.' Auxiliary Feedwater Flow Rate S/U(l) R 

3. Reactor Coolant System Subcooling Margin Monitor M R 

4. PORV Accoustical Detector Position Indicator M R 

5. PORV Limit Switch Position Indicator M R 

6. PORV Block Valve Limit Switch Position Indicator M R 

7. Safety Valve Accoustical Detector Position Indicator M R 

8. Safety Valve Temperature Detector Position Indicator M R 

9, PORV Control Pressure Channels (PT-RC-444, 445) ýJ R(2) 

(1) Channel check to be performed in conjunction with Surveillance Requirement 4.7.1.2.a.9 
following an extended plant outage.  

(2) The complete channel calibration as defined in 1.9 will be deferred until startup following 
the cycle 2 refueling.
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REACTOR COOLAN' %_,-JEM 

3/4 4.11 RELIEF VALVES 

LIMITING CONDITION FOR OPERATION 

* 3.4.11 ( Two ) power operated relief valves (PORVs) and their associated 
block valves shall be OPERABLE.  

APPLICABILITY: MODES 1, 2 and 3.  

ACTION: 

a. Withless than2PORV(s) operable, within 1 hour either restore 
two PORV(s) to OPERABLE status or close the associated block valve(s) 
and remove power. from the block valve(s); otherwise, be in at least 
HOT STANDBY within the next 6 hours and in COLD SHUTDOWN within the 
following 30 hours.  

b. With one or more block valve(s) inoperable, within 1 hour either 
restore the block valve(s) to OPERABLE status or close the block 
valves(s) and remove power from the block valve(s); otherwise, be 
in at least HOT-STANDBY within the next 6 hours and in COLD SHUT
DOWN within the following 30 hours.  

SURVEILLANCE REQUIREMENTS 

4.4.11.1 Each PORV shall be demonstrated OPERABLE: 

a. At least once per 31 days by performance of a CHANNEL 
CHECK of the position indication, excluding valve operation 
and 

b. By performance of a CHANNEL CALIBRATION in accordance with 
Table 4.3-7 on the operable PORV(s) Control Channel(s).  

4.4.11.2 Each block valve shall be demonstrated OPERABLE 
at least once per 92 days by operating the valve through 
one complete cycle o'f full travel.  

44. 11.3 The emergency power supply for the PORVs and block valves shall 
be demonstrated OPERABLE at least once per 18 months by operating the 
valves through a complete cycle of full travel.

BEAVER VALLEY - UNIT / Amendment No.M 9453/4 4-31



UNITED STATES 
0 -NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

SAFETY EVALUATIOM BY THE OFFICE OF NUCLEAR REACTOR REGULATION 

RELATED TO AMENDMENT NO. 45 TO FACILITY OPERATING LICENSE NO. DPR-66 

DUQUESNE LIGHT CO11PANY 

OHIO EDISON COMPANY 

PENNSYLVANIA POWER COMPANY 

BEAVER VALLEY POWER STATION, UNIT NO. 1 

DOCKET NO. 50-334 

INTRODUCTION 

By letter dated September 16, 1981, Duquesne Light Company proposed changes to 
the Technical Specifications (TS) appended to Facility Operating License No.  
DPR-66 for the Beaver Valley Power Station, Unit No. 1. The changes involve 
clarification of intent in the calibration requirements for the power operated 
relief valves (PORVs) to satisfy TMI-2 Lessons Learned Category "A" requirements 
for the operability of the PORVs. Relief from the calibration requirements for 
PORV Control Pressure Channels (PT-RC-444, 445) was also requested to allow 
deferral of the calibration until the second refueling outage for Beaver Valley 
Power Station, Unit No. 1, which is scheduled for January 1982.  

BACKGROUND INFORMATION 

Amendment No. 39 to Facility Operating License No. DPR-66 was issued on February 11, 
1981 and incorporated changes to the TS in response to the licensees application 
dated September 17, 1980. Amendment No. 39 did not include the PORV Control 
Pressure Channels (PT-RC-444, 445) in the channel calibration requirements of 
Table 4.3-7. As a result of this omission, the surveillance requirements of TS 
section 3/4-4.1 were misinterpreted and PORV Control Pressure Channels (PT-RC-444, 
445) were not calibrated as specified. Failure to calibrate these channels 
resulted in the PORVs being declared inoperable, requiring operation with all 
PORV block valves shut in accordance with TS action statement 3.4.1l.a.  

EVALUATION 

We have reviewed the TS change proposed by the licensee and the accompanying 
safety evaluation. Based on this review we have determined that the proposed 
TS changes provide clarification and are no less conservative than the existing 
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TS issued by Amendment No. 39. Additionally, we have determined that the 
licensee's proposal to defer the calibration requirements for PORV Control 
Pressure Channels (PT-RC-444, 445) until the second refueling outage of 
Beaver Valley Power Station, Unit No. 1 is a more conservative approach than 
operating in accordance with TS action statement 3.4.1l.a, in that it will 
allow operation for the remainder of Cycle 2 with at least one PORV not 
isolated and will reduce the potential for challenge of the pressurizer 
safety valves.  

ENVIRONMENTAL CONSIDERATION 

We have determined that the amendment does not authorize a change in effluent 
types or total amounts nor an increase in power level and will not result 
in any significant environmental impact. Having made this determination, 
we have further concluded that the amendment involves an action which is 
insignificant from the standpoint of environmental impact and, pursuant to 
10 CFR §51.5(d)(4), that an environmental impact statement or negative 
declaration and environmental impact appraisal need not be prepared in 
connection with the issuance of this amendment.  

CONCLUSION 

We have concluded, based on the considerations discussed above, that: (1) 
because the amendment does not involve a significant increase in the proba
bility or consequences of accidents previously considered and does not 
involve a significant decrease in a safety margin, the amendment does not 
involve a significant hazards consideration, (2) there is reasonable assurance 
that the health and safety of the public will not be endangered by operation 
in the proposed manner, and (3) such activities will be conducted in compliance 
with the Commission's regulations and the issuance of this amendment will not 
be inimical to the common defense and security or to the health and safety of 
the public.

Date: September 22, 1981



7590-01

UNITED STATES NUCLEAR REGULATORY COMMISSION 

DOCKET NO. 50-334 

DUQUESNE LIGHT COMPANY 

OHIO EDISON COMPANY 

PENNSYLVANIA POWER COMPANY 

NOTICE OF ISSUANCE OF AMENDMENT TO FACILITY 
OPERATING LICENSE 

The U. S. Nuclear Regulatory Commission (the Commission) has issued 

Amendment No. 45 to Facility Operating License No. DPR-66 issued to Duquesne 

Light Company, Ohio Edison Company, and Pennsylvania Power Company (the 

licensees), which revised Technical Specifications for operation of the 

Beaver Valley Power Station, Unit No. 1 (the facility) located in Beaver 

County, Pennsylvania. The amendment is effective as of the date of issuance.  

The amendment clarifies the intent of the calibration requirements for 

the PORVs and defers the calibration requirement for PORV Control Pressure 

Channels (PT-RC-444, 445) until the second refueling outage for Beaver Valley 

Power Station, Unit No. 1.  

The application for the amendment complies with the standards and require

ments of the Atomic Energy Act of 1954, as amended (the Act), and the 

Commission's rules and regulations. The Commission has made appropriate 

findings as required by the Act and the Commission's rules and regulations in 

10 CFR Chapter I, which are set forth in the license amendment. Prior public 

notice of this amendment was not required since this amendment does not involve 

a significant hazards consideration.  

8110130021 810922 
PDR ADOCK 05000334 
P PDR



7590-01

-2

The Commission has determined that the issuance of this amendment 

will not result in any significant environmental impact and that pursuant 

to 10 CFR §51.5(d)(4) an environmental impact statement or negative 

declaration and environmental impact appraisal need not be prepared in 

connection with issuance of this amendment.  

For further details with respect to this action, see (1) the appli

cation for amendment dated September 16, 1981, (2) Amendment No. 45 to 

License No. DPR-66 and (3) the Commission's related Safety Evaluation.  

All of these items are available for public inspection at the Commission's 

Public Document Room, 1717 H Street, N. W., Washington, D. C. and at the 

B. F. Jones Memorial Library, 663 Franklin Avenue, Aliquippa, Pennsylvania 

15001. A copy of items (2) and (3) may be obtained upon request addressed 

to the U. S. Nuclear Regulatory Commission, Washington, D. C. 20555, 

Attention: Director, Division of Licensing.  

Dated at Bethesda, Maryland, this 22nd day of September 1981.  

J9 R/•HE NUCLE f-EdULATORY COMMISSION

'Stbven A. Va"rga, Chie 
Operating Reactors Br.  
Division of Licensing

,No. 1


