
November 8, 2000

MEMORANDUM FOR: File

FROM: Jack N. Donohew, Senior Project Manager, Section 2 /RA/
Project Directorate IV and Decommissioning
Division of Licensing Project Management
Office of Nuclear Reactor Regulation

SUBJECT: RESPONSE TO QUESTIONS ON IMPLEMENTATION OF
GENERIC LETTER 98-02, "LOSS OF REACTOR COOLANT
INVENTORY AND ASSOCIATED POTENTIAL FOR LOSS OF
EMERGENCY MITIGATION FUNCTIONS WHILE IN A
SHUTDOWN CONDITION" (TAC NO. MA9064)

By letter dated April 21, 2000, the NRC Region IV staff issued NRC Inspection Report (IR)
No. 50-483/00-02, which contained details of the NRC staff’s onsite verification of activities
which were undertaken by Union Electric Company in response to Generic Letter (GL) 98-02 for
Callaway. The inspector verified that the design and administrative controls established in
response to the event were adequate to preclude common mode failures similar to those
discussed in the GL; however, although considered adequate, the inspector did note
deficiencies with the licensee’s initial response to the GL. As stated in the IR, the file onsite
did not contain the supporting documentation contained in the licensee’s response of
November 19, 1998. Also, the initial response had not requested an evaluation for draining the
reactor coolant system and common cause susceptibility with the residual heat removal and
emergency core cooling systems in hot shutdown.

The licensee’s self-assessment team also identified deficiencies in the quality assurance
features evaluation, noting that, during the last refueling outage, several issues occurred that
continued to challenge the conservative preplanned outage schedule. The IR reported that all
issues were entered into the licensee’s final self assessment and in the corrective actions
program.

Attached is the e-mail addressing the status of the GL 98-02 issues in the corrective actions
program. The e-mail stated that the GL 98-02 issues of the licensee’s final self-assessment
have been completed. The inspector identified items listed above are in the list of licensee
completed items.
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Attachment

E-MAIL DATED NOVEMBER 1, 2000

From: "Shafer, David E" <DShafer@ameren.com>
To: "'Jack Donohew'" <JND@nrc.gov>
Date: Wed, Nov 1, 2000 12:36 PM
Subject: RE: GL 98-02

Jack,

I have verified that the items identified in our internal self-assessment
(Self-Assessment of Generic Letter 98-02 Response, SA00-OP-001) have been
completed. These included:

Items initiated by the Self-Assessment team to correct deficiencies:
� RFR 020405 to request a review for other possible Mode 4 draindown paths,
� Two procedure enhancements (TCN's) that were listed but not found,
� Three additional procedure enhancements (TCN's) identified by the team,
� A CA2098A, Sign Request, for a BN8717 equipment warning placard,
� SOS(T) 00-0383 to include this event in initial licensed operator
training, and
� SOS(O) 00-0162 for lack of supporting closeout documentation

Copies of this Self-Assessment, RFR 020405, SOS(T) 00-0383, CA2098A,
ULNRC-03925, and SEGR 98-12-001 have been placed in file A160.0412 as
Generic Letter 98-02 closeout information.

We can discuss this on our call this afternoon.

Dave Shafer

Phone 314-554-3104
Fax 314-554-3558
Email dshafer@ameren.com

-----Original Message-----
From: Jack Donohew [mailto:JND@nrc.gov]
Sent: Friday, October 27, 2000 2:15 PM
To: david_e_shafer@ameren.com
Subject: GL 98-02

I could not find an earlier email from me to you on this subject. Here is
the question. In Inspection Report 50-483/00-02 (dated 04/21/00), it was
acknowledged that there were self-identified deficiencies found in the
response letter dated 11/19/98 for GL 98-02. The deficiencies were put in
the Callaway corrective action program. What is the status of correcting
these deficiencies?
<JND>


