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3 2ZH-7 I5 CONNECTEP TO THE GITY POMESTIC WATER SUPFLY
ANP |5 NOT INSTALLED ON THE ANO FIRE WATER SHSTEM,

£H-7 |15 LOCATED BESIPE THE INCENERAOR BUILPING NORTH LEGEND —
OF THE MAINTENANCE FAZILITY, LINE COLOR SYSTEM DESCRIPTION
4. FS5-42 WAS INSTALLED FOR FUTURE EXPANSION TO THE — (WATER SUPPRESSION FIRE
FIREWATER SYSTEM IN THE SWITCH YARE PROTECTION SYSTEM
8 VALVES THAT ARE IN PHANTOM ARE LOCATED DN M-219
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9. VALVES FS-67 AND FS-77 WERE ABANDONED IN PLACE BY DCP B9-2825-A.
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