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CORE OPERATING LIMITS REPORT (COLR) for BRAIDWOOD UNIT 2 CYCLE 9 

1.0 CORE OPERATING LIMITS REPORT 

This Core Operating Limits Report (COLR) for Braidwood Station Unit 2 Cycle 9 has been 
prepared in accordance with the requirements of Technical Specification 5.6.5 (ITS).  

The Technical Specifications affected by this report are listed below: 

SL 2.1.1 Reactor Core Safety Limits (SLs) 

LCO 3.1.1 Shutdown Margin (SDM) 

LCO 3.1.3 Moderator Temperature Coefficient 

LCO 3.1.4 Rod Group Alignment Limits 

LCO 3.1.5 Shutdown Bank Insertion Limits 

LCO 3.1.6 Control Bank Insertion Limits 

LCO 3.1.8 Physics Tests Exceptions - Mode 2 

LCO 3.2.1 Heat Flux Hot Channel Factor (FQ(Z)) 

LCO 3.2.2 Nuclear Enthalpy Rise Hot Channel Factor (FN H) 

LCO 3.2.3 Axial Flux Difference (AFD) 

LCO 3.3.1 Reactor Trip System (RTS) Instrumentation 

LCO 3.3.9 Boron Dilution Protection System (BDPS) 

LCO 3.4.1 Reactor Coolant System (RCS) DNB Parameters 

LCO 3.9.1 Boron Concentration 

The portions of the Technical Requirements Manual affected by this report are listed below: 

TRM TLCO 3. 1. b Boration Flow Paths - Operating 

TRM TLCO 3.1.d Charging Pumps - Operating 

TRM TLCO 3.1 .f Borated Water Sources - Operating 

TRM TLCO 3.1.g Position Indication System - Shutdown 

TRM TLCO 3.1.h Shutdown Margin (SDM)- MODE 1 and MODE 2 with keff>_ 1.0 

TRM TLCO 3.1.i Shutdown Margin (SDM) - MODE 5 

TRM TLCO 3.1.j Shutdown and Control Rods 

TRM TLCO 3.1.k Position Indication System - Shutdown (Special Test Exception)
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2.0 OPERATING LIMITS 

The cycle-specific parameter limits for the specifications listed in Section 1.0 are presented in the 
following subsections. These limits are applicable for the entire cycle unless otherwise identified.  
These limits have been developed using the NRC-approved methodologies specified in Technical 
Specification 5.6.5.  

2.1 Reactor Core Limits (SL 2.1.1) 

2.1.1 In Modes 1 and 2, the combination of Thermal Power, Reactor Coolant System 
(RCS) highest loop average temperature, and pressurizer pressure shall not 
exceed the limits specified in Figure 2.1.1.  
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Figure 2.1.1: Reactor Core Limits
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2.2 Shutdown Margin (SDM) 

The SDM limit for MODES 1, 2, 3, and 4 is: 

2.2.1 The SDM shall be greater than or equal to 1.3% Ak/k (LCOs 3.1.1, 3.1.4, 3.1.5, 
3.1.6, 3.1.8, 3.3.9, and 3.9.1; TRM TLCOs 3.1.b, 3.1.d, 3.1.f, 3.1.h, and 3.1.j) 

The SDM limits for MODE 5 are: 

2.2.2.1 SDM shall be greater than or equal to 1.0% Ak/k (LCO 3.1.1).  

2.2.2.2 SDM shall be greater than or equal to 1.3% Ak/k (LCO 3.3.9; TRM TLCO 3.1.i 
and 3.1.j).  

2.3 Moderator Temperature Coefficient (LCO 3.1.3) 

The Moderator Temperature Coefficient (MTC) limits are: 

2.3.1 The BOL/ARO/HZP-MTC upper limit shall be +4.1 x 10-5 Ak/k/°F.  

2.3.2 The EOL/ARO/HFP-MTC lower limit shall be -4.1 x 1 0 ' Ak/k/0F.  

2.3.3 The EOL/ARO/HFP-MTC Surveillance limit at 300 ppm shall be less negative 
than or equal to -3.2 x 10-4 Ak/k/°F.  

where: BOL stands for Beginning of Cycle Life 
ARO stands for All Rods Out 
HZP stands for Hot Zero Thermal Power 
EOL stands for End of Cycle Life 
HFP stands for Hot Full Thermal Power 

2.4 Shutdown Bank Insertion Limit (LCO 3.1.5) 

2.4.1 All shutdown banks shall be fully withdrawn to at least 224 steps.  

2.5 Control Bank Insertion Limits (LCO 3.1.6) 

2.5.1 The control banks shall be limited in physical insertion as shown in Figure 2.5.1.  

2.5.2 Each control bank shall be considered fully withdrawn from the core at greater 
than or equal to 224 steps.  

2.5.3 The control banks shall be operated in sequence by withdrawal of Bank A, Bank 
B, Bank C and Bank D. The control banks shall be sequenced in reverse order 
upon insertion.  

2.5.4 Each control bank not fully withdrawn from the core shall be operated with a 113 
step overlap limit.



Document NFMOOOO 143 
Rev. 1 

Page 5 of 18 

CORE OPERATING LIMITS REPORT (COLR) for BRAIDWOOD UNIT 2 CYCLE 9 

Figure 2.5.1: 

Control Bank Insertion Limits Versus Percent Rated Thermal Power 
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2.6 Heat Flux Hot Channel Factor (F0 L (LCO 3.2.1) 

2.6.1 

Fq(Z) <Fq• T xK(Z) for P < 0.5 
0.5 
FqRTP 

Fq(Z) -FqM xK(Z) for P > 0.5 
P 

where: P = the ratio of THERMAL POWER to RATED THERMAL POWER 

FRTP = 2.60 

K(Z) for assembly average burnup > 4000 MWD/MTU is provided in Figure 
2.6.1. K(Z) for assembly average burnup < 4000 MWD/MTU is provided in 
Figure 2.6.1 .a.  

2.6.2 W(Z) is provided in Figures 2.6.2.a through 2.6.2.d.  

The normal operation W(Z) values have been determined at burnups of 150, 
3000, 10000, and 18000 MWD/MTU.  

Table 2.6.2 shows the Fc,(z) penalty factors that are greater than 2% per 31 
Effective Full Power Days. These values shall be used to increase the FwQ(z) as 
per Surveillance Requirement 3.2.1.2. A 2% penalty factor shall be used at all 
cycle burnups that are outside the range of Table 2.6.2.

Multiplication Factor = 1.02
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Figure 2.6.1: K(Z) - Normalized Fq(Z) as a Function of Core 
Height (Assembly BU > 4000 MWD/MTU)
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Figure 2.6.1.a: K(Z) - Normalized Fq(Z) as a Function of 
Core Height (Assembly BU < 4000 MWDIMTU)
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Braidwood Unit 2 Cycle 9 

Figure 2.6.2.a 

Summary of W(z) Function at 150 MWDJMTU 
(top and Bottom 15% Excluded per WCAP-10216)

Height 
(Feet) 
0.00 
0.20 
0.40 
0.60 
0.80 
1.00 
1.20 
1.40 
1.60 
1.80 
2.00 
2.20 
2.40 
2.60 
2.80 
3.00 
3.20 
3.40 
3.60 
3.80 
4.00 
4.20 
4.40 
4.60 
4.80 
5.00 
5.20 
5.40 
5.60 
5.80 
6.00 
6.20 
6.40 
6.60 
6.80 
7.00 
7.20 
7.40 
7.60 
7.80 
8.00 
8.20 
8.40 
8.60 
8.80 
9.00 
9.20 
9.40 
9.60 
9.80 

10.00 
10.20 
10.40 
10.60 
10.80 
11.00 
11.20 
11.40 
11.60 
11.80 
12.00

W(z) 
1.0000 
1.0000 
1.0000 
1.0000 
1.0000 
1.0000 
1.0000 
1.0000 
1.0000 
1.1867 
1.1852 
1.1834 
1.1813 
1.1787 
1.1759 
1.1725 
1.1693 
1.1671 
1.1653 
1.1634 
1.1611 
1.1584 
1.1552 
1.1517 
1.1478 
1.1434 
1.1384 
1.1328 
1.1266 
1.1201 
1.1127 
1.1064 
1.1064 
1.1108 
1.1158 
1.1198 
1.1233 
1.1261 
1.1283 
1.1298 
1.1306 
1.1308 
1.1310 
1.1306 
1.1299 
1.1289 
1.1287 
1.1309 
1.1328 
1.1367 
1.1424 
1.1467 
1.0000 
1.0000 
1.0000 
1.0000 
1.0000 
1.0000 
1.0000 
1.0000 
1.0000

4.00 6.000.00 8.00 10.00 12.00

Core Height (Feet)

1.20 

1.15

-1-f

I .1 

__ L 
I. II� 

* 14 

I �i 

� I 

I ___ 

___ _ I 

I ___ _ -- �-- Ku 
-Vt J� 

I I 

-i--- -i---:-- I 

Ii _ 

II I 

II 
I: 

j7� �j�j�i 1K

2.00

C 0 

.2 

N 1.10

1.05

1 1n1l



Document NFMO000143 
Rev. 1 

Page 10 of 18 
CORE OPERATING LIMITS REPORT (COLR) for BRAIDWOOD UNIT 2 CYCLE 9 
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W(z) 
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Table 2.6.2 

Fq Margin Decreases in Excess of 2% per 31 EFPD 

Cycle Burnup Max % Decrease 
(MWD/MTU) in Fq Margin 

150 2.00 
275 2.42 
400 2.97 
525 3.45 
650 3.84 
775 4.12 
900 4.30 
1025 4.35 
1150 4.28 
1275 4.11 
1400 3.86 
1525 3.55 
1650 3.21 
1775 2.85 
1900 2.48 
2025 2.16 

>2150 2.00 

Note: All cycle burnups outside the range of the table shall use a 2% decrease in Fq margin for compliance 
with the 3.2.1.2 Surveillance Requirements.
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2.7 Nuclear Enthalpy Rise Hot Channel Factor (FN IH) (LCO 3.2.2) 

2.7.1 FNH < FRTHP[1.0 + PFAH(I.0 - P)] 

where: P = the ratio of THERMAL POWER to RATED THERMAL POWER 
S= 1.70 
PFIH = 0.3 

2.8 Axial Flux Difference (AFD) (LCO 3.2.3) 

2.8.1 The AXIAL FLUX DIFFERENCE 1(AFD) target band is +5, -10% of the target flux 
difference.  

2.8.2 The AFD Acceptable Operation Limits are provided in Figure 2.8.1.
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FIGURE 2.8.1: Axial Flux Difference Limits As A Function of Rated 
Thermal Power 
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2.9 Reactor Trip System Overtemperature AT Setpoint Parameter Values (LCO 3.3.1) 

2.9.1 The Overtemperature AT reactor trip setpoint K, shall be equal to 1.325.  

2.9.2 The Overtemperature AT reactor trip setpoint Tavg coefficient K2 shall be equal to 
0.0297 / OF.  

2.9.3 The Overtemperature AT reactor trip setpoint pressure coefficient K3 shall be 

equal to 0.00181 / psig.  

2.9.4 The nominal Tavg at RTP (indicated) T' shall be less than or equal to 588.4 OF.  

2.9.5 The nominal RCS operating pressure (indicated) P' shall be equal to 2235 psig.  

2.9.6 The measured reactor vessel AT lead/lag time constant c shall be equal to 8 
sec.  

2.9.7 The measured reactor vessel AT lead/lag time constant t 2 shall be equal to 3 
sec.  

2.9.8 The measured reactor vessel AT lag time constant t 3 shall be less than or equal 
to 2 sec.  

2.9.9 The measured reactor vessel average temperature lead/lag time constant t 4 

shall be equal to 33 sec.  

2.9.10 The measured reactor vessel average temperature lead/lag time constant t5 

shall be equal to 4 sec.  

2.9.11 The measured reactor vessel average temperature lag time constant t shall be 

less than or equal to 2 sec.  

2.9.12 The f, (Al) "positive" breakpoint shall be +10% Al.  

2.9.13 The f, (Al) "negative" breakpoint shall be -24% Al.  

2.9.14 The f, (Al) "positive" slope shall be +4.11% / % Al.  

2.9.15 The f, (Al) "negative" slope shall be -3.35% / % Al.
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2.10 Reactor TriD System Overpower AT Setpoint Parameter Values (LCO 3.3.1) 

2.10.1 The Overpower AT reactor trip setpoint 1K4 shall be equal to 1.072.  

2.10.2 The Overpower AT reactor trip setpoint Tvg rate/lag coefficient K5 shall be equal 
to 0.02 / OF for increasing Tavg.  

2.10.3 The Overpower AT reactor trip setpoint Tvg rate/lag coefficient K5 shall be equal 
to 0 / OF for decreasing Tavg.  

2.10.4 The Overpower AT reactor trip setpoint Tavg heatup coefficient K6 shall be equal 
to 0.00245 / OF when T > T1.  

2.10.5 The Overpower AT reactor trip setpoint Tavg heatup coefficient K6 shall be equal 
to 0 / OF when T < T".  

2.10.6 The nominal Tavg at RTP (indicated) T" shall be less than or equal to 588.4 OF.  

2.10.7 The measured reactor vessel AT lead/lag time constant "1 shall be equal to 8 
sec.  

2.10.8 The measured reactor vessel AT lead/lag time constant t 2 shall be equal to 3 
sec.  

2.10.9 The measured reactor vessel AT lag time constant T3 shall be less than or equal 
to 2 sec.  

2.10.10 The measured reactor vessel average temperature lag time constant T6 shall be 
less than or equal to 2 sec.  

2.10.11 The measured reactor vessel average temperature rate/lag time constant ¶7 

shall be equal to 10 sec.  

2.10.12 The f2 (AI) "positive" breakpoint shall be 0 for all Al.  

2.10.13 The f2 (AI) "negative" breakpoint shall be 0 for all Al.  

2.10.14 The f2 (AI) "positive" slope shall be 0 for all Al.  

2.10.15 The f2 (AI) "negative" slope shall be 0 for all Al.



Document NFM0000143 
Rev. I 

Page 18 of 18 
CORE OPERATING LIMITS REPORT (COLR) for BRAIDWOOD UNIT 2 CYCLE 9 

2.11 Reactor Coolant System (RCS) DNB Parameter Limits (LCO 3.4.1) 

2.11.1 The pressurizer pressure shall be greater than or equal to 2219 psig.  

2.11.2 The RCS average temperature (Tavg) shall be less than or equal to 591.2 OF.  

2.11.3 The RCS total flow rate shall be greater than or equal to 371,400 gpm.  

2.12 Boron Concentration 

2.12.1 The refueling boron concentration shall be greater than or equal to 2000 ppm 
(LCO 3.9.1).  

2.12.2 The Reactor Coolant System boron concentration shall be greater than or equal 
to 2041 ppm prior to initial criticality of Cycle 9, or greater than or equal to 2143 
ppm at all other times in core life, to maintain adequate shutdown margin for 
MODES 3, 4, and 5 during performance of rod drop time measurements and 
during the surveillance of Digital Rod Position Indication (DRPI) for 
OPERABILITY (TLCO 3.1.g and TLCO 3.1.k).
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CORE OPERATING LIMITS REPORT (COLR) for BRAIDWOOD UNIT 1 CYCLE 9 

1.0 CORE OPERATING LIMITS REPORT 

This Core Operating Limits Report (COLR) for Braidwood Station Unit 1 Cycle 9 has been 

prepared in accordance with the requirements of Technical Specification 5.6.5 (ITS).  

The Technical Specifications affected by this report are listed below: 

SL 2.1.1 Reactor Core Safety Limits (SLs)

3.1.1 

3.1.3 

3.1.4 

3.1.5 

3.1.6 

3.1.8 

3.2.1 

3.2.2 

3.2.3 

3.3.1 

3.3.9 

3.4.1 

3.9.1

Shutdown Margin (SDM) 

Moderator Temperature Coefficient 

Rod Group Alignment Limits 

Shutdown Bank Insertion Limits 

Control Bank Insertion Limits 

Physics Tests Exceptions - Mode 2 

Heat Flux Hot Channel Factor (F,(Z)) 

Nuclear Enthalpy Rise Hot Channel Factor (FNAH) 

Axial Flux Difference (AFD) 

Reactor Trip System (RTS) Instrumentation 

Boron Dilution Protection System (BDPS) 

Reactor Coolant System (RCS) DNB Parameters 

Boron Concentration

The portions of the 

TRM TLCO 3.1.b 

TRM TLCO 3.1.d 

TRM TLCO 3.1.f 

TRM TLCO 3.1.g 

TRM TLCO 3.1.h 

TRM TLCO 3.1.i 

TRM TLCO 3.1.j 

TRM TLCO 3.1.k

Technical Requirements Manual affected by this report are listed below: 

Boration Flow Paths - Operating 

Charging Pumps - Operating 

Borated Water Sources - Operating 

Position Indication System - Shutdown 

Shutdown Margin (SDM) - MODE 1 and MODE 2 with keff > 1.0 

Shutdown Margin (SDM) - MODE 5 

Shutdown and Control Rods 

Position Indication System - Shutdown (Special Test Exception)

LCO 

LCO 

LCO 

LCO 

LCO 

LCO 

LCO 

LCO 

LCO 

LCO 

LCO 

LCO 

LCO
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2.0 OPERATING LIMITS 

The cycle-specific parameter limits for the specifications listed in Section 1.0 are presented in the 
following subsections. These limits are applicable for the entire cycle unless otherwise identified.  
These limits have been developed using the NRC-approved methodologies specified in Technical 
Specification 5.6.5.  

2.1 Reactor Core Limits (SL2.1.1) 

2.1.1 In Modes 1 and 2, the combination of Thermal Power, Reactor Coolant System 
(RCS) highest loop average temperature, and pressurizer pressure shall not 
exceed the limits specified in Figure 2.1.1.

UCD 
0) 

., 
*0 

cc 

I
CL 
E 

0,

680 

670 

660 

650 

640 

630 

620 

610 

600 

590

580 -
0.00 0.20 0.40 0.60 0.80 1.00 

Power (Fraction of Nominal)

1.20

Figure 2.1.1: Reactor Core Limits
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2.2 Shutdown Margin (SDM) 

The SDM limit for MODES 1, 2, 3, and 4 is: 

2.2.1 The SDM shall be greater than or equal to 1.3% Ak/k (LCOs 3.1.1, 3.1.4, 3.1.5, 

3.1.6, 3.1.8, 3.3.9; TRM TLCOs 3.1.b, 3.1.d, 3.1.f, 3.1.h, and 3.1.j).  

The SDM limits for MODE 5 are: 

2.2.2.1 SDM shall be greater than or equal to 1.0% Ak/k (LCO 3.1.1).  

2.2.2.2 SDM shall be greater than or equal to 1.3% Ak/k (LCO 3.3.9; TRM TLCO 3.1.i 

and 3.1.j).  

2.3 Moderator Temperature Coefficient (LCO 3.1.3) 

The Moderator Temperature Coefficient (MTC) limits are: 

2.3.1 The BOLJARO/HZP-MTC upper limit shall be +3.4 x 10- Ak/k/0F.  

2.3.2 The EOL/ARO/HFP-MTC lower limit shall be -4.1 x 10' Ak/k/°F.  

2.3.3 The EOL/ARO/HFP-MTC Surveillance limit at 300 ppm shall be less negative 
than or equal to -3.2 x 1 0 4 Ak/k/OF.  

where: BOL stands for Beginning of Cycle Life 
ARO stands for All Rods Out 
HZP stands for Hot Zero Thermal Power 
EOL stands for End of Cycle Life 
HFP stands for Hot Full Thermal Power 

2.4 Shutdown Bank Insertion Limit (LCO 3.1.5) 

2.4.1 All shutdown banks shall be fully withdrawn to at least 224 steps.  

2.5 Control Bank Insertion Limits (LCO 3.1.6) 

2.5.1 The control banks shall be limited in physical insertion as shown in Figure 2.5.1.  

2.5.2 Each control bank shall be considered fully withdrawn from the core at greater 
than or equal to 224 steps.  

2.5.3 The control banks shall be operated in sequence by withdrawal of Bank A, Bank 

B, Bank C and Bank D. The control banks shall be sequenced in reverse order 

upon insertion.  

2.5.4 Each control bank not fully withdrawn from the core shall be operated with a 113 

step overlap limit.
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Figure 2.5.1: 
Control Bank Insertion Limits Versus Percent Rated Thermal Power 
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2.6 Heat Flux Hot Channel Factor (FQ(Z)) (LCO 3.2.1) 

2.6.1 
FqRaP 

Fq(Z) Limit< •q-- xK(Z) for P <0.5 
0.5 

FqRaP 
Fq(Z) Limit _< RxK(Z) for P > 0.5 

P 

where: P = the ratio of THERMAL POWER to RATED THERMAL POWER 

FRTP = 2.60 

K(Z) for assembly average burnup > 4000 MWD/MTU is provided in Figure 2.6.1.  

K(Z) for assembly average burnup < 4000 MWD/MTU is provided in 

Figure 2.6.1.a.  

2.6.2 W(Z) is provided in Figures 2.6.2.a through 2.6.2.d for AFD band of +5/-10, and 

Figures 2.6.2.e through 2.6.2.g for AFD band of +5/-8.  

The normal operation W(Z) values have been determined at burnups of 150, 

4000, 10000 and 20000 MWD/MTU for AFD band of +5/-10, and at burnups of 

4000, 10000, and 20000 MWD/MTU for AFD band of +5/-8.  

Table 2.6.2 shows the Fc,(z) penalty factors that are greater than 2% per 31 

Effective Full Power Days. These values shall be used to increase the FwQ(z) as 

per Surveillance Requirement 3.2.1.2. A 2% penalty factor shall be used at all 

cycle burnups that are outside the range of Table 2.6.2.

Multiplication Factor = 1.02
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Figure 2.6.1: K(Z) - Normalized Fq(Z) as a Function of Core 
Height (Assembly BU > 4000 MWD/MTU) 
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Figure 2.6.1.a: K(Z) - Normalized Fq(Z) as a Function of 

Core Height (Assembly BU < 4000 MWDIMTU)
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Height MAX W(Z) 
Feet 
0.00 1.0000 
0.20 1.0000 
0.40 1.0000 
0.60 1.0000 
0.80 1.0000 
1.00 1.0000 
1.20 1.0000 
1.40 1.0000 
1.60 1.0000 
1.80 1.1643 
2.00 1.1620 
2.20 1.1593 
2.40 1.1563 
2.60 1.1528 
2.80 1.1489 
3.00 1.1445 
3.20 1.1402 
3.40 1.1367 
3.60 1.1343 
3.80 1.1316 
4.00 1.1291 
4.20 1.1268 
4.40 1.1241 
4.60 1.1211 
4.80 1.1177 
5.00 1.1138 
5.20 1.1095 
5.40 1.1047 
5.60 1.0993 
5.80 1.0941 
6.00 1.0892 
6.20 1.0875 
6.40 1.0902 
6.60 1.0952 
6.80 1.0999 
7.00 1.1041 
7.20 1.1078 
7.40 1.1107 
7.60 1.1130 
7.80 1.1146 
8.00 1.1154 
8.20 1.1154 
8.40 1.1147 
8.60 1.1142 
8.80 1.1135 
9.00 1.1112 
9.20 1.1098 
9.40 1.1115 
9.60 1.1135 
9.80 1.1169 

10.00 1.1206 
10.20 1.1235 
10.40 1.0000 
10.60 1.0000 
10.80 1.0000 
11.00 1.0000 
11.20 1.0000 
11.40 1.0000 
11.60 1.0000 
11.80 1.0000 
12.00 1.0000

Braidwood Unit 1 Cycle 9 

Figure 2.6.2.a 

Summary of W(Z) Function at 150 MWD/MTU (AFD band of +5, -10%) 
(Top and Bottom 15% Excluded per WCAP-1 0216)
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Height MAX W(Z) 
Feet 
0.00 1.0000 
0.20 1.0000 
0.40 1.0000 
0.60 1.0000 
0.80 1.0000 
1.00 1.0000 
1.20 1.0000 
1.40 1.0000 
1.60 1.0000 
1.80 1.1650 
2.00 1.1637 
2.20 1.1620 
2.40 1.1599 
2.60 1.1574 
2.80 1.1545 
3.00 1.1517 
3.20 1.1489 
3.40 1.1459 
3.60 1.1430 
3.80 1.1408 
4.00 1.1385 
4.20 1.1356 
4.40 1.1325 
4.60 1.1288 
4.80 1.1246 
5.00 1.1200 
5.20 1.1149 
5.40 1.1095 
5.60 1.1035 
5.80 1.0970 
6.00 1.0898 
6.20 1.0845 
6.40 1.0853 
6.60 1.0906 
6.80 1.0956 
7.00 1.0998 
7.20 1.1035 
7.40 1.1066 
7.60 1.1090 
7.80 1.1108 
8.00 1.1118 
8.20 1.1122 
8.40 1.1124 
8.60 1.1128 
8.80 1.1126 
9.00 1.1104 
9.20 1.1097 
9.40 1.1130 
9.60 1.1163 
9.80 1.1190 

10.00 1.1212 
10.20 1.1229 
10.40 1.0000 
10.60 1.0000 
10.80 1.0000 
11.00 1.0000 
11.20 1.0000 
11.40 1.0000 
11.60 1.0000 
11.80 1.0000 
12.00 1.0000

Braidwood Unit I Cycle 9 

Figure 2.6.2.b 

Summary of W(Z) Function at 4000 MWD/MTU (AFD band of +5, -10%) 

(Top and Bottom 15% Excluded per WCAP-1 0216)
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Height MAX W(Z) 
Feet 
0.00 1.0000 
0.20 1.0000 
0.40 1.0000 
0.60 1.0000 
0.80 1.0000 
1.00 1.0000 
1.20 1.0000 
1.40 1.0000 
1.60 1.0000 
1.80 1.1765 
2.00 1.1742 
2.20 1.1715 
2.40 1.1682 
2.60 1.1645 
2.80 1.1603 
3.00 1.1557 
3.20 1.1507 
3.40 1.1462 
3.60 1.1430 
3.80 1.1400 
4.00 1.1371 
4.20 1.1342 
4.40 1.1317 
4.60 1.1290 
4.80 1.1259 
5.00 1.1224 
5.20 1.1183 
5.40 1.1136 
5.60 1.1084 
5.80 1.1027 
6.00 1.0953 
6.20 1.0918 
6.40 1.0938 
6.60 1.0994 
6.80 1.1045 
7.00 1.1086 
7.20 1.1121 
7.40 1.1147 
7.60 1.1165 
7.80 1.1174 
8.00 1.1174 
8.20 1.1165 
8.40 1.1147 
8.60 1.1129 
8.80 1.1111 
9.00 1.1079 
9.20 1.1055 
9.40 1.1054 
9.60 1.1080 
9.80 1.1104 

10.00 1.1121 
10.20 1.1133 
10.40 1.0000 
10.60 1.0000 
10.80 1.0000 
11.00 1.0000 
11.20 1.0000 
11.40 1.0000 
11.60 1.0000 
11.80 1.0000 
12.00 1.0000

Braidwood Unit 1 Cycle 9 

Figure 2.6.2.c 

Summary of W(Z) Function at 10000 MWD/MTU (AFD band of +5, -10%) 
(Top and Bottom 15% Excluded per WCAP-1 0216)
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Height MAX W(Z) 

Feet Braidwood Unit 1 Cycle 9 

0.00 1.0000 

0.20 1.0000 Figure 2.6.2.d 

0.40 1.0000 

0.60 1.0000 Summary of W(Z) Function at 20000 MWDIMTU (AFD band of +5, -10%) 

0.80 1.0000 (Top and Bottom 15% Excluded per WCAP-1 0216) 

1.00 1.0000 
1.20 1.0000 
1.40 1.0000 
1.60 1.0000 
1.80 1.1931 
2.00 1.1870 
2.20 1.1801 
2.40 1.1726 
2.60 1.1651 
2.80 1.1571 
3.00 1.1489 
3.20 1.1415 1.20 1, I 

3.40 1.1363 
3.60 1.1345 3.80 1.1328 i 

4.00 1.1305 
4.20 1.1280 
4.40 1.1253 
4.60 1.1232 
4.80 1.1205 I 
5.00 1.1172 
5.20 1.1132 1.15 ', . J.. i 

5.40 1.1089 I..  

5.60 1.1060 I ! 

5.80 1.1032 z 

6.00 1.10360 ; 

6.20 1.1081 0t ! ** .4j 

6.40 1.1140 :3 

6.60 1.1188 , 
6.80 1.1227 

7.00 1.1258 I -, I.  

1.10 
7.20 1.1279 1.0 
7.40 1.1292 
7.60 1.1295 
7.80 1.1288 
8.00 1.1271 , 

8.20 1.1249 
8.40 1.1227 

8.60 1.1192 , I 
8.80 1.1149 1 1.05 
9.00 1.1092 1.05 1 1 

9.20 1.1040 '1 

9.40 1.1022 I 

9.60 1.1029 
9.80 1.1038 

10.00 1.1049 

10.20 1.1069 
10.40 1.0000 
10.60 1.0000 
10.80 1.0000 

11.00 1.0000 1.00 ' t 

11.20 1.0000 0.00 2.00 4.00 6.00 8.00 10.00 

11.40 1.0000 CORE HEIGHT (FEET) 

11.60 1.0000 
11.80 1.0000 
12.00 1.0000

12.00
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CORE OPERATING LIMITS REPORT (COLR) for BRAIDWOOD UNIT 1 CYCLE 9 
Height MAX W(Z) 
Feet Braidwood Unit 1 Cycle 9 
0.00 1.0000 
0.20 1.0000 Figure 2.6.2.e 
0.40 1.0000 
0.60 1.0000 Summary of W(Z) Function at 4000 MWD/MTU (AFD band of +5, -8%) 
0.80 1.0000 (Top and Bottom 15% Excluded per WCAP-1 0216) 
1.00 1.0000 
1.20 1.0000 
1.40 1.0000 
1.60 1.0000 1.20 
1.80 1.1344 
2.00 1.1334 -l 

2.20 1.1321 
2.40 1.1304 L 
2.60 1.1284 
2.80 1.1260 , 
3.00 1.1233 , ,.  
3.20 1.1201 I I 
3.40 1.1171 ! 1 j.. . . . . .  

3.60 1.1157 
3.80 1.1141 
4.00 1.1121 1.15 
4.20 1.1098 , 
4.40 1.1073 i I - m 
4.60 1.1045 
4 .8 0 1 .1 0 1 8 _______________________________ ___________________ 

5.00 1.0989 . . .  
5.20 1.0956 4 
5.40 1.0922 Z o : 
5.60 1.0888 I 
5.80 1.0847 z 

6.00 1.0808 2! 
6.20 1.0773 C) 

6.40 1.0754 . 1.10 i I ' 
6.60 1.07762----I--- __ __ 

6.80 1.0817 F ___I J )I • i 
7.00 1.0862 I I i ' I 

7.20 1.0902 I F _ 

7.40 1.0939 
7.60 1.0971 ________ I 
7.80 1.0998 ' F F 

8.00 1.1020 
8.20 1.1036 - F 

8.40 1.1050 i-- - - - I F 
8.60 1.1070 1.05 - F ' - - -.  

8.80 1.1084 I 
9.00 1.1088 I I 
9.20 1.1089g-i . - : - I 
9.40 1.1102 
9.60 1.1139 FI ± 
9.80 1.1174 I I 

10.00 1.1202 Iu __ _ M I F 
10.20 1.1226 F 

10.40 1.0000 " i 
10.60 1.0000 F F I F 7 
10.80 1.0000 i 
11.00 1.0000 1.00 ,II i ! 
11.20 1.0000 0.00 2.00 4.00 6.00 8.00 10.00 12.00 
11.40 1.0000 
11.60 1.0000 CORE HEIGHT (FEET) 

11.80 1.0000 
12.00 1.0000
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CORE OPERATING LIMITS REPORT (CoLR) for BRAIDWOOD UNIT 1 CYCLE 9 
MAX W(Z) 

Braidwood Unit I Cycle 9 
1.0000 
1.0000 Figure 2.6.2.f 
1.0000 
1.0000 Summary of W(Z) Function at 10000 MWD/MTU (AFD band of +5, -8%) 
1.0000 (Top and Bottom 15% Excluded per WCAP-10216)

Height 
Feet 
0.00 
0.20 
0.40 
0.60 
0.80 
1.00 
1.20 
1.40 
1.60 
1.80 
2.00 
2.20 
2.40 
2.60 
2.80 
3.00 
3.20 
3.40 
3.60 
3.80 
4.00 
4.20 
4.40 
4.60 
4.80 
5.00 
5.20 
5.40 
5.60 
5.80 
6.00 
6.20 
6.40 
6.60 
6.80 
7.00 
7.20 
7.40 
7.60 
7.80 
8.00 
8.20 
8.40 
8.60 
8.80 
9.00 
9.20 
9.40 
9.60 
9.80 

10.00 
10.20 
10.40 
10.60 
10.80 
11.00 
11.20 
11.40 
11.60 
11.80 
12.00

1.0000 
1.0000 
1.0000 
1.0000 
1.1518 
1.1497 
1.1473 
1.1444 
1.1411 
1.1373 
1.1332 
1.1286 
1.1242 
1.1217 
1.1194 
1.1172 
1.1157 
1.1147 
1.1132 
1.1115 
1.1094 
1.1069 
1.1039 
1.1005 
1.0964 
1.0920 
1.0862 
1.0823 
1.0878 
1.0932 
1.0973 
1.1012 
1.1042 
1.1066 
1.1083 
1.1093 
1.1094 
1.1088 
1.1080 
1.1076 
1.1064 
1.1044 
1.1040 
1.1074 
1.1107 
1.1132 
1.1155 
1.0000 
1.0000 
1.0000 
1.0000 
1.0000 
1.0000 
1.0000 
1.0000 
1.0000

2.00 4.00 6.00 8.00 

CORE HEIGHT (FEET)

10.00 12.00

1.20 

1.15 

z 
2 

z 

S1.10

1.00 L.

0.00

1.05
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CORE OPERATING LIMITS REPORT (COLR) for BRAIDWOOD UNIT I CYCLE 9 
Height MAX W(Z) 

Feet Braidwood Unit 1 Cycle 9 

0.00 1.0000 

0.20 1.0000 Figure 2.6.2.g 

0.40 1.0000 

0.60 1.0000 Summary of W(Z) Function at 20000 MWD/MTU (AFD band of +5, -8%) 

0.80 1.0000 (Top and Bottom 15% Excluded per WCAP-1 0216) 

1.00 1.0000 
1.20 1.0000 
1.40 1.0000 
1.60 1.0000 
1.80 1.1642 
2.00 1.1593 
2.20 1.1537 
2.40 1.1474 
2.60 1.1406 
2.80 1.1332 
3.00 1.1256 
3.20 1.1191 1.20 
3.40 1.1156 
3.60 1.1158,, 
3.80 1.1163 I , 

4.00 1.1164 
4.20 1.1163 

4.40 1.1157,I 
4.60 1.1147 I I 

4.80 1.1132 

5.00 1.1112 I " ' _ 

5.20 1.1086 1.15 1, , 

5.40 1.1055 I 'i 
5.60 1.1019 I 

5.80 1.0974 z z' I I 

6.00 1.0937 i .  

6.20 1.0948 [ I I 
zI 

6.40 1.1009 DI * 
6.60 1.1055 •. I 

6.80 1.1094 , 

7.00 1.1127 

7.20 1.1152 1.10 - - - - I 

7.40 1.1169I 

7.60 1.1179 L I ! 

7.80 1.1182 , i 
8.00 1.1175 II 

8.20 1.1165 

8.40 1.1156 I ; 

8.60 1.1139 I 

8.80 1.1114 I I 

9.00 1.1078 1.05 I I I1 

9.20 1.1040 1.05 I - -, -

9.40 1.1016 I 

9.60 1.1016 

9.80 1.1017 

10.00 1.1017 , 

10.20 1.1020 E I I 
10.40 1.0000 

10.60 1.0000 I ' I I 
10.80 1.0000 I i_ 

11.00 1.0000 1.00 

11.20 1.0000 0.00 2.00 4.00 6.00 8.00 10.00 12.00 

11.40 1.0000 C 

11.60 1.0000 CORE HEIGHT (FEET) 

11.80 1.0000 
12.00 1.0000
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CORE OPERATING LIMITS REPORT (COLR) for BRAIDWOOD UNIT I CYCLE 9

Table 2.6.2 

Fq Margin Decreases in Excess of 2% per 31 EFPD

Cycle Burnup 
(MWfltMTUB

150 
313 
477 
640 
804 
967 

1131 
1294 
1458 
1621 
1784 
1948 
2111 
2275 
2438 
2602 
2765

Max % Decrease 
in Fa Margin

3.79 
5.42 
6.83 
7.95 
8.65 
8.89 
8.64 
8.03 
7.17 
6.21 
5.51 
4.82 
4.18 
3.59 
3.07 
2.61 
2.21

Note: All cycle burnups outside the range of the table shall use a 2% decrease in Fq margin for 

compliance with the 3.2.1.2 Surveillance Requirements. Linear interpolation is adequate for 

intermediate cycle burnups.

(MWD/MTUI
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CORE OPERATING LIMITS REPORT (COLR) for BRAIDWOOD UNIT 1 CYCLE 9 

2.7 Nuclear Enthalpy Rise Hot Channel Factor (FN,_j (LCO 3.2.2) 

2.7.1 FN __ F•TP[1.0 + PFAH(1.0- P)] 

where: P = the ratio of THERMAL POWER to RATED THERMAL POWER 
= 1.70 

PFAH = 0.3 

2.8 Axial Flux Difference (AFD) (LCO 3.2.3) 

2.8.1 The AXIAL FLUX DIFFERENCE (AFD) target band is typically [+5, -10%]. AFD 

band can be [+5, -8%] when modified W(z) curves are used (COLR Figures 
2.6.2.e, f and g).  
(refer to procedure BwCB-1 Figures 19A-D for the current AFD band in use) 

2.8.2 The AFD Acceptable Operation Limits are provided in Figure 2.8.1.
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CORE OPERATING LIMITS REPORT (COLR) for BRAIDWOOD UNIT 1 CYCLE 9 

FIGURE 2.8.1: Axial Flux Difference Limits As A Function of Rated 
Thermal Power

1= 

0 CL 

0 

a.  

E 
L 

I

"1o 

O

-50 -40 -30 -20 -10 0 10 20 30 40 50 

Flux Difference %
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CORE OPERATING LIMITS REPORT (CoLR) for BRAIDWOOD UNIT 1 CYCLE 9 

2.9 Reactor Trip System Overtemperature AT Setpoint Parameter Values (LCO 3.3.1) 

2.9.1 The Overtemperature AT reactor trip setpoint K, shall be equal to 1.325.  

2.9.2 The Overtemperature AT reactor trip setpoint Tavg coefficient K2 shall be equal to 

0.0297 / OF.  

2.9.3 The Overtemperature AT reactor trip setpoint pressure coefficient K3 shall be 

equal to 0.00181 / psig.  

2.9.4 The nominal Tavg at RTP (indicated) T' shall be less than or equal to 588.4 OF.  

2.9.5 The nominal RCS operating pressure (indicated) P' shall be equal to 2235 psig.  

2.9.6 The measured reactor vessel AT lead/lag time constant t, shall be equal to 8 

sec.  

2.9.7 The measured reactor vessel AT lead/lag time constant 2 shall be equal to 3 

sec.  

2.9.8 The measured reactor vessel AT lag time constant 3 shall be less than or equal 

to 2 sec.  

2.9.9 The measured reactor vessel average temperature lead/lag time constant t 4 

shall be equal to 33 sec.  

2.9.10 The measured reactor vessel average temperature lead/lag time constant t 5 

shall be equal to 4 sec.  

2.9.11 The measured reactor vessel average temperature lag time constant t shall be 

less than or equal to 2 sec.  

2.9.12 The f, (Al) "positive" breakpoint shall be +10% Al.  

2.9.13 The f, (Al) "negative" breakpoint shall be -24% Al.  

2.9.14 The f, (Al) "positive" slope shall be +4.11% I % Al.  

2.9.15 The f, (Al) "negative" slope shall be -3.35% I % Al.
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CORE OPERATING LIMITS REPORT (COLR) for BRAIDWOOD UNIT 1 CYCLE 9 

2.10 Reactor Trip System Overpower AT Setpoint Parameter Values (LCO 3.3.1) 

2.10.1 The Overpower AT reactor trip setpoint 1K4 shall be equal to 1.072.  

2.10.2 The Overpower AT reactor trip setpoint Tvg rate/lag coefficient K. shall be equal 

to 0.02 / OF for increasing Tav,.  

2.10.3 The Overpower AT reactor trip setpoint Tavg rate/lag coefficient K-5 shall be equal 
to 0 / OF for decreasing Tavg.  

2.10.4 The Overpower AT reactor trip setpoint Ta,, heatup coefficient K6 shall be equal 

to 0.00245 / OF when T > T".  

2.10.5 The Overpower AT reactor trip setpoint Tag heatup coefficient K6 shall be equal 
to 0 / OF when T < T".  

2.10.6 The nominal Tavg at RTP (indicated) T" shall be less than or equal to 588.4 OF.  

2.10.7 The measured reactor vessel AT lead/lag time constant '[ shall be equal to 8 
sec.  

2.10.8 The measured reactor vessel AT lead/lag time constant -2 shall be equal to 3 
sec.  

2.10.9 The measured reactor vessel AT lag time constant T3 shall be less than or equal 

to 2 sec.  

2.10.10 The measured reactor vessel average temperature lag time constant T6 shall be 
less than or equal to 2 sec.  

2.10.11 The measured reactor vessel average temperature rate/lag time constant -7 

shall be equal to 10 sec.  

2.10.12 The f2 (Al) "positive" breakpoint shall be 0 for all Al.  

2.10.13 The f2 (Al) "negative" breakpoint shall be 0 for all Al.  

2.10.14 The f2 (Al) "positive" slope shall be 0 for all Al.  

2.10.15 The f2 (Al) "negative" slope shall be 0 for all Al.
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CORE OPERATING LIMITS REPORT (COLR) for BRAIDWOOD UNIT I CYCLE 9 

2.11 Reactor Coolant System (RCS) DNB Parameter Limits (LCO 3.4.1) 

2.11.1 The pressurizer pressure shall be greater than or equal to 2219 psig.  

2.11.2 The RCS average temperature (Tavg) shall be less than or equal to 591.2 OF.  

2.11.3 The RCS total flow rate shall be greater than or equal to 371,400 gpm.  

2.12 Boron Concentration 

2.12.1 The refueling boron concentration shall be greater than or equal to 2000 ppm 
(LCO 3.9.1).  

2.12.2 The Reactor Coolant System boron concentration shall be greater than or equal 
to 1969 ppm to maintain adequate shutdown margin for MODES 3, 4, and 5 
during performance of rod drop time measurements and during the surveillance of 
Digital Rod Position Indication (DRPI) for OPERABILITY (TLCO 3.1.g and TLCO 
3.1.k).


