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Docket No. 50-334 

Mr. J. D. Sieber, Vice President 
Nuclear Group 
Duquesne Light Company 
Post Office Box 4 
Shippingport, Pennsylvania 15077

DISTRIBUTION 
See attached list

Dear Mr. Sieber: 

SUBJECT: BEAVER VALLEY UNIT 1 - ISSUANCE OF AMENDMENT 
(TAC NO. 71868) 

The Commission has issued the enclosed Amendment No. 140 to Facility Operating 
License No. DPR-66 for the Beaver Valley Power Station, Unit No. 1, in response 
to your application dated January 18, 1989.  

The amendment revises Table 3.6-1, "Containment Penetrations," to identify 
penetrations 57-3 and 57-4 as spares. We understand that you plan to cut the 
tubing associated with these penetrations and cap the tubing ends.  

A copy of the related Safety Evaluation is also enclosed. The Notice of 
Issuance will be included in the Commission's bi-weekly Federal Register notice.  

Sincerely, 

Peter S. Tam, Senior Project Manager 
Project Directorate 1-4 
Division of Reactor Projects I/1I 
Office of Nuclear Reactor Regulation

Enclosures: 
1. Amendment No. 140 to DPR-66 
2. Safety Evaluation 

cc w/enclosures: 
See next page
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DATED: May 15, 1989

AMENDMENT NO. 140 TO FACILITY OPERATING LICENSE NO.  
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Mr. J. Sieber 
Duquesne Light Company

Beaver Valley Power Station 
Units 1 & 2

cc:

Jay E. Silberg, Esquire 
Shaw, Pittman, Potts and Trowbridge 
2300 N Street, N.W.  
Washington, DC 20037 

Kenny Grada, Manager 
Nuclear Safety 
Duquesne Light Company 
P. 0. Box 4 
Shippingport, Pennsylvania 15077

Bureau of Radiation Protection 
Pennsylvania Department of 

Environmental Resources 
ATTN: R. Janati 
Post Office Box 2063 
Harrisburg, Pennsylvania 17120

Mayor of the Borrough of 
Shippingport 

Post Office Box 3 
Shippingport, Pennsylvania 15077

John A. Lee, Esquire 
Duquesne Light Company 
One Oxford Centre 
301 Grant Street 
Pittsburgh, Pennsylvania

Ashley C. Schannauer ..  
Assistant City Solicitor 
City of Pittsburgh 
313 City-County Building 
Pittsburgh, Pennsylvania15279

W.F. Carmichael, Commissioner 
Department of Labor 
1800 Washington Street East 
Charleston, West Virginia 25305 

John D. Borrows 
Director, Utilities Department 
Public Utilities Commission 
180 East Broad Street 
Columbus, Ohio 43266-0573 

Director, Pennsylvania Emergency 
Management Agency 
Post Office Box 3321 
Harrisburg, Pennsylvania 17105-3321

15219

Regional Administrator, Region I 
U.S. Nuclear Regulatory Commission 
475 Allendale Road 
King of Prussia, Pennsylvania 19406 

Resident Inspector 
U.S. Nuclear Regulatory Commission 
Post Office Box 181 
Shippingport, Pennsylvania 15077



__ UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

DUQUESNE LIGHT COMPANY 

OHIO EDISON COMPANY 

PENNSYLVANIA POWER COMPANY 

DOCKET NO. 50-334 

BEAVER VALLEY POWER STATION, UNIT NO. I 

AMENDMENT TO FACILITY OPERATING LICENSE 

Amendment No.. 140 
License No. DPR-66 

1. The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment by Duquesne Light Company, et al.  
(the licensee) dated January 18, 1989, complies with the standards 
and requirements of the Atomic Energy Act of 1954, as amended (the 
Act) and the Coiniission's rules and regulations set forth in 
10 CFR Chapter 1; 

B. The facility will operate in conformity with the application, 
the provisions of the Act, and the rules and regulations of 
the Commission; 

C. There is reasonable assurance 0i) that the activities authorized 
by this amendment can be conducted without erndangering the health 
and safety of the public, and (ii) that such activities will be 
conducted in compliance with the Commission's regulations; 

D. The issuance of this amendment will not be inimical to the common 
defense and security or to the health and safety of the public; 
and 

E. The issuance of this amendment is in accordance with 10 CFR Part 
51 of the Commission's regulations and all applicable requirements 
have been satisfied.  
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2. Accordingly, the license is amended by changes to the Technical 
Specifications as indicated in the attachment to this license 
amendment, and paragraph 2.C.(2) of Facility Operating License 
No. DPR-66 is hereby amended to read as follows:* 

(2) Technical Specifications

The Technical Specifications contained in Appendix A, 
through Amendment No. 140, are hereby incorporated in 
The licensee shall operate the facility in accordance 
Technical Specifications.

as revised 
the license.  
with the

3. This license amendment is effective on issuance, to be implemented 
within 30 days of issuance.  

FOR THE NUCLEAR REGULATORY COMMISSION 

Jo n F. Stolz, Direct r 
"Pr ject Directorate f-4 
D'vision of Reactor Projects I/II 
Office of Nuclear Reactor Regulation 

Attachment: 
Changes to the Technical 

Specifications 

Date of Issuance: May 15, 1989 

*Page 3 of the license is reissued to provide a clean page which reflects 
all previous amendments.
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(3) Duquesne Light Company, pursuant to the Act and 10 CFR Parts 30, 40 
and 70, to receive, possess and use at any time any byproduct, 
source and special nuclear material as sealed neutron sources for 
reactor startup, sealed sources for reactor instrumentation and 
radiation monitoring equipment calibration, and as fission detectors 
in amounts as required; 

(4) Duquesne Light Company, pursuant to the Act and 10 CFR Parts 30, 40 
and 70, to receive, possess and use in amounts as required any 

- byproduct, source, or special nuclear material without restriction 
to chemical or physical form, for sample analysis or instrument 
calibration or associated with radioactive apparatus or components; 

(5) Duquesne Light Company, pursuant to the Act and 10 CFR Parts 30 and 
70, to possess, but not separate, such byproduct and special nuclear 
materials as may be produced by the operation of the facility.  

C. This amended license shall be deemed to contain and is subject to the 
conditions specified in the following Commission regulations in 10 CFR 
Chapter 1: Part 20, Section 30.34 of Part 30, Section 40.41 of Part 40, 
Sections 50.54 and 50.59 of Part 50, and Section 70.32 of Part 70; and is 
subject to all applicable provisions of the Act and to the rules, 
regulations, and orders of the Commission now or hereafter in effect; and 
is subject to the additional conditions specified or incorporated below: 

(1) Maximum Power Level 

Duquesne Light Company is authorized to operate the facility at a 
steady state reactor core power level of 2652 megawatts thermal.  

(2) Technical Specifications 

The Technical Specifications contained in Appendix A, as revised 
through Amendment No. 140, are hereby incorporated in the license.  
The licensee shall operate the facility in accordance with the 
Technical Specifications.  

(3) Auxiliary River Water System 

(Deleted by Amendment No. 8)

Amendment No. '8, 140



ATTACHMENT TO LICENSE AMENDMENT NO. 140 

FACILITY OPERATING LICENSE NO. DPR-66

DOCKET NO. 50-334 

Replace the following page of Appendix A (Technical Specifications), with the 
enclosed page as indicated. The revised page is identified by amendment number 
and contains vertical lines indicating the areas of change.

Remove

3/4 6-19e

Insert

3/4 6-1%



TABLE 3.6-1 
CONTAINMENT PENETRATIONS
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MAXIMUM 
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CNMT Leakage Monitoring Open Taps

Spare 

CCR to RCP 1A

57-2-A 

57-3-A 

57-4-A 

58-B 

59-C 

60-SgD 

61-SgD

(B)TV-lCC-103AI

(2)lSI-13 
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(2)ISI-11 
(2)ISI-12 

(2)1SI-14 
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(7) Flange

20

N/A 

N/A 
N/A 
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N/A
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(A)TV-ILM-IOOAI 
(A)TV-ILM-100A2
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TIME*(SEC)

5 
5

(B)TV-ICC-103A

(2)MOV-ISI-890A 
(2)lSI-451 

(2)MOV-lSI-890C 

(2)MOV-ISI-890B 
(2)ISI-452 

(B)MOV-lQS-lOlB 

(B)MOV-lQS-101A 

(B)(2)MOV-IRS-155A 

(B)(2)MOV-lRS-155B 

(9)(2)MOV-ISI-860A 

(9)(2)MOV-ISI-860B
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CD 

0
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INSIDE 
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Spare

PENT.  
h•1f -AAPFA

Spare 

Low Head SI to Hot Legs 

Low Head SI to Cold Legs 

Low Head SI to Hot Legs 

QSP Discharge 3600 Header 

QSP Discharge 360' Header 

Fuel Transfer Tube 

Outside RSP 2A Suction from CNMT 

Outside RSP 2B Suction from CNMT 

Low Head SI Pump 1A Suction from CNMT Sump 

Low Head SI Pump lB Suction from CNMT Sump

62-SgD 

63-SgD 

64- SgD 

65 

66-SgD 

67-SgD 

68-SgD 

69-SgD
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N/A 
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N/A
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4 " UNITED STATES 
0• NUCLEAR REGULATORY COMMISSION 
Z -WASHINGTON, D. C. 20555 

SAFETY EVALUATION BY THE OFFICE OF NUCLEAR REACTOR REGULATION 

RELATED TO AMENDMENT NO. 140 TO FACILITY OPERATING LICENSE NO. DPR-66 

DUQUESNE LIGHT COMPANY 
OHIO EDISON COMPANY 

PENNSYLVANIA POWER COMPANY 

BEAVER VALLEY POWER STATION, UNIT NO. 1 

DOCKET NO. 50-334 

INTRODUCTION 

The containment is equipped with certain penetrations which are specifically 
used for periodic Type A tests. These are listed in Table 3.6-1 of the 
Technical Specifications. By letter dated January 18, 1989, Duquesne Light 
Company (the licensee, acting as agent for the above utilities) proposed to 
delete from the Table the two penetrations originally designated for Type A 
testing. Our evaluation of that request follows.  

DISCUSSION AND EVALUATION 

The amendment revises Table 3.6-1, Containment Penetrations. The licensee 
proposes to cut and seal-weld caps between the containment wall and both the 
inside and outside containment isolation valves. Therefore, the isolation 
valves identified for these penetrations (57-3 and 57-4) will no longer be 
containment isolation valves and these penetrations will then be spares.  

Penetrations 57-3 and 57-4 contain tubing for the Sealed Pressure System which 
was previously used for Type A testing with the Reference Volume Method. In 
accordance with the Updated FSAR Section 5.4.2.2, the Absolute Method is now the 
primary means of determining containmert leakage with the Superimposed Leak 
and Mass Step Change Methods available to verify the results. This testing 
method complies with the Type A testing requirements of 10 CFR Part 50, 
Appendix J, (see also letter, P.S. Tam to J. Sieber of Duquesne Light Company, 
September 26, 1986), and will save approximately 8 man-hours of testing and 
preparation time per penetration during Type C testing. ALARA savings include 
a corresponding reduction in exposure proportional to the Type C testing 
man-hours that will be eliminated, in addition to that no longer required for 
operations valve lineup and verification.  

The licensee proposed to cut and cap the ends of the penetration tubing for 
the Sealed Pressure System. This system is no longer used for Type A testing 
and is being retired. This is consistent with the Updated FSAR Section 5.4.2.2 
which describes the other means of determining containment leakageand will 
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not affect the accident analyses previously found acceptable by us.  Capping these penetrations provides effective isolation capability and will 
not reduce the safety of the plant. FSAR Figure 5.4-3 and Table 5.3-1A will 
require revision following implementation of the design change.  

We therefore find the proposed design change, and associated technical 
specifications change acceptable.  

ENVIRONMENTAL CONSIDERATION 

This amendment changes a requirement with respect to the installation or use 
of a facility component located within the restricted area as defined in 
10 CFR Part 20. We have determined that the amendment involves no signif
icant increase in the amounts, and no significant change in the types, of any 
effluents that may be released offsite, and that there is no significant 
increase in individual or cumulative occupational radiation exposure. We 
have previously issued a proposed finding that this amendment involves 
no significant hazards consideration and there has been no public comment on 
such finding. Accordingly, this amendment meets the eligibility criteria for 
categorical exclusion set forth in 10 CFR51.22(c)(9). Pursuant to 10 CFR 
51.22(b) no environmental impact statement or environmental assessment need be 
prepared in connection with the issuance of this amendment.  

CONCLUSION 

We have concluded, based on the considerations discussed above, that: (1) 
there is reasonable assurance that the health and safety of the public 
will not be endangered by operation In the proposed manner, and (2) such 
activities will be conducted in compliance with the Commission's 
regulations, and (3) the issuance of this amendment will not be inimical to the 
common defense and security or to the health and safety of the public.  

Dated: May 15, 1989 

Principal Contributor: 

Peter S. Tam


