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Dear Mr. Rrons: 

The Commission issued Amendment 70 to Facility Operatinq License DPR-64 

for the Indian Point Nuclear Generating Unit No. 3 on November 19, 1986. This 

Amendment inadvertently omitted a previously approved paragraph. The enclosed 

replacement pages correct this error.  

Sincerely, 

Joseph!D. Neighbors, Project Manager 
Project Directorate #3 
Division of PWR Licensing-A

Enclosures: 
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Mr. John C. Brons 
Power Authority of the State 

of New York

cc: 
Reaional Administrator, Region I 
U.S. Nuclear Regulatory Commission 
631 Park Avenue 
King of Prussia, Pennsylvania 19406 

Mr. Gerald C. Goldstein 
Assistant General Counsel 
Power Authority of the State 

of New York 
10 Columbus Circle 
New York, New York 10019 

Ms. Ellyn Weiss 
Harmon, Weiss and Jordan 
2001 S Street, N.W., Suite 430 
Washington, DC 20009 

Dr. Lawrence R. Quarles 
ADartment 51 
Kendal at Longwood 
Kennett Square, Pennsylvania 19348 

Mr. George M. Wilverding, Manaaer 
Nuclear Safety Evaluation 
Power Authority of the State 

of New York 
123 Main Street 
White Plains, New York 10601 

Director, Technical Development 
Programs 

State of New York Energy Office 
Agency Building 2 
Empire State Plaza 
Albany, New York 12223 

Mr. Leroy W. Sinclair 
Power Authority of the State 

of New York 
123 Main Street 
White Plains, New York 10601

Indian Point Nuclear Generating 
Unit No. 3

Resident Inspector 
Indian Point Nuclear Generating 
U.S. Nuclear Regulatory Commission 
Post Office Box 337 
Buchanan, New York 10511 

Mr. Robert L. Spring 
Nuclear Licensing Engineer 
Consolidated Edison Company 

of New York, Inc.  
4 Irving Place 
New York, New York 10003 

Mr. A. Klausmann, Vice President 
Quality Assurance 
Power Authority of the State 

of New York 
10 Columbus Circle 
New York, New York 10019 

Mayor, Village of Buchanan 
236 Tate Avenue 
Buchanan, New York 10511 

Mr. F. X. Pindar 
Quality Assurance Superintendent 
Indian Point 3 Nuclear Power Plant 
Post Office Box 215 
Buchanan, New York 10511 

Mr. R. Beedle, Vice President 
Nuclear Support 
Power Authority of the State 

of New York 
123 Main Street 
White Plains, New York 10601 

Mr. William Josioer 
Resident Manager 
Indian Point 3 Nuclear Power Plant 
Post Office Box 215 
Buchanan, New York 10511
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5. Hoists or cranes utilized in handling irradiated fuel shall be 

deadload tested before fuel movement begins. The load assumed 

by. the hoists or cranes for this test must be equal to or 

greater than the maximum load to be assumed by the hoists or 

cranes during the fuel handling operation. A thorough visual 

inspection of the hoists or cranes shall be made after the 

deadload test prior to fuel handling.  

6. The fuel storage building emergency ventilation system shall 

be operable whenever irradiated fuel is being handled within 

the fuel storage building. The emergency ventilation system 

may be inoperable when irradiated fuel is in the fuel storage 

building, provided irradiated fuel is not being handled and 

neither the spent fuel cask nor the cask crane are moved over 

the spent fuel pit during the periods of inoperability.  

7. Fuel assemblies to be stored in the spent fuel pit can be 

categorized as either Category 1, 2 or 3 based on burnup and 

initial enrichment as specified in Figure 3.8-1. Category 2 

fuel shall be loaded into the spent fuel pool storage 

locations in a checkerboard fashion with the intermediate 

storage locations containing Category 1 fuel, non-fuel 

materials or left empty. Unless restricted by the above, 

Category 1 or 3 fuel can be stored in any location in the 

spent fuel pool.  

Basis 

The equipment and general procedutes to be utilized during refueling, 

fuel handling, and storage are discussed in the FSAR. Detailed 

instructions, the above specified precautions, and the design of the 

fuel handling equipment incorporating built-in interlocks and safety 

features, provide assurance that no incident could occur during the 

refueling, fuel handling, reactor maintenance or storage operations 

that would result in a hazard to public health and safety. (1) 

Whenever changes are not being made in core geometry, one flux monitor 

is sufficient. This permits maintenance of the instrumentation.  

Continuous monitoring of radiation levels and neutron flux provides 

immediate indication of an unsafe condition. The residual heat 

removal pump is used to maintain a uniform boron concentration.  

The shutdown margin indicated will keep the core subcritical, even if 

all control rods were withdrawn from the core. During refueling the 

reactor refueling cavity is filled with approximately 342,000 gallons 

of water from the refueling water storage tank with a boron 

concentration of 2000 ppm. A shutdown margin of 10% AK/K in the cold 

condition with all rods inserted will also maintain the core subcritical 

even if no control rods were inserted into the reactor. (2) Periodic 

checks of refueling water boron concentration and residual heat removal 

pump operation insure the proper shutdown margin. The requirement for 

direct communications allows the control room operator to inform the 

manipulator operator of any impending unsafe condition detected from 

the main control board indicators during fuel movement.  
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In addition to the above safeguards, interlocks are utilized during 
refueling to ensure safe handling. An excess weight interlock is 
provided on the lifting hoist to prevent movement of more than one 
fuel assembly at a time. The spent fuel transfer mechanism can 
accommodate only one fuel assembly at a time.  

The 120-hour decay time following the subcritical condition and the 
23 feet of water above the top of the reactor pressure vessel flanga 
is consistent with the assumptions used in the dose calculation for 
the fuel-handling accident.  

The waiting time of 400 hours required following plant shutdown before 
unloading more than one region of fuel from the reactor assures that 
the maximum pool water temperature will be within design objectives as 
stated in the FSAR.  

The requirement for the fuel storage building emergency ventilation 
system to be operable is established in accordance with standard 
testing requirements to assure that the system will function to reduce 
the offsite dose to within acceptable limits in the event of a 
fuel-handling accident. The system is actuated upon receipt of a 
signal from the area high activity alarm or by a manually-operated 
switch. The system is tested prior to fuel handling and is in a 
standby basis.  

When fuel in the reactor is moved before the reactor has been 
subcritical for at least 365 hours, the limitations on the containment 
vent and purge system ensure that,all radioactive material released 
from an irradiated fuel assembly will be filtered through the HEPA 
filters and charcoal adsorbers prior to discharge to the atmosphere.  

The limit to have at least two means of decay heat removal operable 
ensures that a single failure of the operating RHR System will not 
result in a total loss of decay heat removal capability. With the 
reactor head removed and 23 feet of water above the vessel flange, a 
large heat sink is available for core cooling. Thus, in the event of 
a single component failure, adequate time is provided to initiate 
diverse methods to cool the core.  

The minimum spent fuel pit boron concentration and the restriction of 
the movement of the spent fuel cask over irradiated fuel were 
specified in order to minimize the consequences of an unlikely 
sideways cask drop.  

Fuel assemblies whose initial enrichment is greater than 3.5 w/o 
U-235 but less than or equal to 4.3 w/o can be stored in the spent 
fuel pool providing they are placed in a checkerboard array with fuel 
whose initial enrichment and burnup are sufficient to ensure that 
Keff is less than 0.95 with no soluble boron present. This is 
ensured by categorizing the fuel whose initial enrichment is greater 
than 3.5 w/o U-235 but less than or equal to 4.3 w/o and whose burnup 
is below the curve of Figure 3.8-1 as Category 2. This fuel can be 
stored by checkerboarding with Category 1 fuel which is defined as fuel 
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whose initial enrichment and burnup place it on or above and to the 

left of the curve in Figure 3.8-1. Category 3 fuel which is less than 

or equal 3..5 w/o U-235 and below the curve of Figure 3.8-1 cannot be 

used in the checkerboard with Category 2 fuel. Any Category 1 or 3 

fuel can continue to be stored on a repeating x-y array with other 

non-Category 2 fuel. For the purpose of storing Category 2 fuel, 

non-fuel material or empty locations can be utilized in place of 
Category 1 fuel.  

When the spent fuel cask is being placed in or removed from its 

position in the spent fuel pit, mechanical stops incorporated in the 

bridge rails make it impossible for the bridge of the crane to travel 

further north than a point directly over the spot reserved for the 

cask in the pit. Thus, it will be possible to handle the spent fuel 

cask with the 40-ton hook and to move new fuel to the new fuel 

elevator with a 5-ton hook, but it will be impossible to carry any 

object over the spent fuel storage area with either the 40 or 5-ton 
hook of the fuel storage building crane.  

Dead load test and visual inpsection of the hoists and cranes before 

handling irradiated fuel provide assurance that the hoists or cranes 

are capable of proper operation.  

References 
(1) FSAR - Section 9.5.2 

(2) FSAR - Table 3.2.1-1
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