
0 oUNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

"MAY 2 2 1985 
bocket Nos.: 50-387/388 

Mr. Norman 14. Curtis 
Vice President 
Engineering and Construction Nuclear 
Pennsylvania Power and Light Company 
2 North Ninth Street 
Allentown, Pennsylvania 18101 

Dear Mr. Curtis: 

SUBJECT: APPROVAL OF PROPOSED DESIGN MODIFICATION TO INSTALL TESTABLE 
SPECTACLE FLANGES - SUSQUEHANNA STEAM ELECTRIC STATION (SSES) 
UNITS 1 A11 2 

Ey letter dated March 14, 1983, you requested approval of a change to the 
Technical Specifications for SusCUehanna Unit 1 by requesting a one-time 
from the requirements of Appendix 0 of 10 CFR Part 50. Contained in Arienrornent 
13 to NPF-14 cated April 14, 1983, is the staff's approval of this exemption.  

This exemption removed the requirement for performing an integrated leakage rate 
test (ILRT) following local leak ratc tests (LLRT) on the RHR relief v•Ives (Iter,; 
4.F.1.2 of the SSES I and 2 Technical Specifications). At the tine of issuance 
of this exeription Unit 2 had not yet been licensed arid as a result this same 
exemption for Unit 2 was processed by incorporation into the Unit 2 license.  
Due to a limitation of the then existing design, an ILRT would have been necessary 
immediately folluwing the LLRT.  

In your request for this one-time exemption you indicated that a design change 
would be implemented at the Unit 1 first refueling outage to enable the performance 
of the LLRT without the need for an ILRT. As part of our evaluation, the NRC 
staff requested documentation of the associated design changes.  

in your letter dated October 18, 1984, you provided a description of the 
RHR testable spectacle flange that will be installed for both Susquehanna 
Units 1 and 2. Installation of these flanges will permit the performance 
of the LLRT on the RHR relief valve, without having to follow it with an 
ILRT.  

PP&L has also proposed to perform an ILRT on the affected containment 
penetration following the installation of the spectacle flanges.  
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Based on our review of the proposed design change to the RHR relief valve 
testing arrangement, we find it acceptable.  

Walter R. Butler, Chief 
Licensing Branch No. 2 
Division of Licensing

cc: See next page 
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Based on oUr review; of the proposed design charge to the RHR relief valve 
testing arrangement, wc firc it acceptable.  

Waliter R. Butler, Chief 
Licensing Branch No. 2 
Division of Licensing 

cc: See next page



-2-

Based on our review of the proposed design change to the RHR relief valve 
testing arrangement, we find it acceptable.  

Walter R. Butler, Chief 
Licensing Branch No. 2 
Division of Licensing

cc: See next page 
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1ir. Norman W. Curtis 
Pennsylvania Power & Light Company 

cc: Jay Silberg, Esq.  
Shaw, Pittman, Potts, & Trowbridge 
1800 N Street, N. W.  
Washington, D.C. 20036 

Edward M. Nagel, Esq.  
General Counsel and Secretary 
Pennsylvania Power & Light Company 
2 North Ninth Street 
Allentown, Pennsylvania 18101 

fir. William E. Barberich 
fHanayer-NFuclear Licensing 
Pennsylvania Power & Light Company 
2 horth kinth Street 
Allentown, Pennsylvania 18101

Mr. R. Jacobs 
Resident Inspector 
P.O. Box 52 
Shickshinny, Pennsylvania 

Mr. E. P. Poser 
Project Engineer 
Bechtel Power Corporation 
P. 0. Box 3965 
San Francisco, California

18655 

94119

ihr. Thomas 14. Gerusky, Director 
Bureau of Radiation Protectior 

Resources 
Commonwealth of Pennsylvania 
P. 0. BOx 2063 
Harrisburg, Pennsylvania 17120

Susquehanna Steam Electric Station 
Unit 1 & 2 

Mr. N. D. Weiss, Project Manager 
Haile Code 391 
General Electric Company 
175 Curtner Avenue 
San Jose, California 95125 

Robert 11. Alder, Esquire 
Office of Attorney General 
P.O. Box 2357 
Harrisburg, Pennsylvania 1ýIC 

Mr. William Matson 
Allegheny Elec. Coorperative, Inc.  
212 Locust Street 
P. 0. Box 1266 
Harrisburg, PA 17i068-1266 

16r. Anthony J. Pietrofitta, 
General Manager 
Power Production Engineering 

and Construction 
Atlantic Electric 
1199 Black Horse Pike 
Pleasantville, NJ 0823g.

Mr. Thomas E. Viurley 
U.S. NRC, Region I 
631 Park Avenue 
King of Prussia, Pennsylvania 194Ub


