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INES REPORTS 1995-2000
Plant Event Date Rating Description

1995
Robinson 2 2/13/95 OOS CO2 release in vital area
Waterford 3 3/25/95 OOS Hazardous gas release from chemical

plant
Robinson 2 6/20/95 0 Charging pump relief valve lifted during

startup
Waterford 3 7/20/95 0 Ammonia release from fertilizer plant
Salem 1 10/4/95 0 Loss of audible and visual control room

annunciators
LaSalle 1 10/31/95 1 Overretraction of TIP probe

1996
Wolf Creek 1/30/96 2 Frazil ice buildup
Catawba 2 2/6/96 1 Loss of offsite power, reactor trip, safety

injection
Palo Verde 2 4/4/96 0 Fire in lighting panel in control room
Clinton 8/19/96 1 Fire on RCIC pump turbine insulation

1997
Limerick 2 10/9/97 0 EDG fire during testing

1998
Clinton 2/13/98 0 Loss of shutdown cooling
Limerick 1 4/17/98 OOS Gas odor in turbine building
Davis-Besse 6/24/98 1 Loss of offsite power and natural

circulation cooldown
Fermi 10/8/98 0 Electrical fire in EDG control panel

1999
San Onofre 3/5/99 OOS Suspicious device found in protected

area
Indian Point 2 8/31/99 2 Reactor trip with loss of electrical buses
Robinson 2 9/29/99 OOS Tornado sighting within protected area
Waterford 3 11/27/99 2 Loss of RCS inventory while shutdown

2000
Indian Point 2 2/15/00 0 Steam generator tube leak

*OOS indicates that the rating was determined to be �Out Of Scale� according to the INES
Users Manual


