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ABOVE GROUND OIL STORAGE AND USE FACILITIES

Hazmat 
Permit #-Tank or Equipment Name (I.D.)

SWR Max. Quantity 
Location Outfall in Tank (Gal.)

EHC Fluid Reservoir Tank (TCHOI) 

Reservoir (TDA2102) 

Accumulators (TDA2101 A-D) 

Reservoir (TDE2009) 

Main Turbine Lube Oil Reservoir 
(TCB0l) 

S/G F.P. Turbine Lube Oil Reservoir 
900 (TFC0I A& B) 

Lube Oil Storage Tanks (TCF01 A & B) 
15,000 

Lube Oil Aux. Tanks (TKJ04 A & B) 

Reclaimed Oil Tank (TLE 1003) 

Aux. Fuel Oil Tank (TJA 1001) 

Emergency Fuel Oil Day Tanks 
(TJE02 A & B) 

Fuel Oil Day Tanks (TKC 1003 A & B) 

#1 Diesel Tank TUB2056 

#2 Diesel Tank TUB2055 

Gasoline Tank TUB2001 

Main XFMR (XMA01 A, B, C) 

Unit Aux. (XMA02) 

Start Up XFMR (XMR01) 

Station Service XFMR (XPB03, XPB04) 

ESF XFMR (XNBO 1, XNB02) 

SFGD A 

SFGD B 

XPBI 17 & XPB218

5710 

5710 

5710 

5710 

5513 

5513 

5513 

5789 

Oil Mix 

7051 

7051 

7051 

7051 

7051 

6767 

5771 

5771 

5771 

5771 

5771 

5771 

5771 

5771

Turbine Bldg. 2000' SE Area 

Circ. & Service Water 
Pumphouse - BSMT 

Circ. & Service Water 
Pumphouse - BSMT 

Intake Structure Boiler Room 

Turb Bldg. 2033' Rm A-8 

Turbine Bldg. 2000' WC Area 

Turbine Bldg. 2000' Rm A-8 

Diesel Bldg. 2015' West 

Plant NE of OWSS Bldg.  

Plant West of Demin. Bldg.  

Diesel Bldg. 2000' NW comer 

Fire Pumphouse - Diesel Room 

Stores I 

Stores I 

Stores I 

Plant North of Turbine Bldg.  

Plant North of Turbine Bldg.  

Plant NW of Turbine Bldg.  

Plant West of Turbine Bldg.  

Plant West of Turbine Bldg.  

Switchyard 

Switchyard 

Intake Structure

012 

NA 

NA 

NA (Mo.  
River) 

NA

800 

220 

4 @15 

200 

11,200

NA 2@900 

NA 2@15,000

NA 

011 

NA 

NA 

012 

012 

012 

012 

012 

012 

012 

012 

012 

012 

012 

NA (Mo.  
River)

2 @300 

10,000 

300,000 

2@550 

2@250 

1 @300 

1 @ 700 

2,000 

3 @ 8,000 

8,000 

9,700 

2@2,770 

2 @ 2,270 

9,700 

11,500 

2 @ 1,079
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Tank or Euuinment Name (I.DA
Hazmat 
Permit t

SWR Max. Quantity 
Location Outfall in Tank (Gal.)

XPB121, XPBI22 & XPB 123

XPG 103, XPG204

XPG1 11, XPG212 

XPG109, XPG210 

XPG 107, XPG208 

XPG101, XPG202, XPG105, XPG206 

XPG130 

XPGF31 

XPG 135, XPG236 

XPG133, XPG234 

XPG161 

XPGI38 

XPG300 

XPG301 

XPG302 

XPG303 

SXPG304 

XPG306 

XPG307 

XMASP 

Security Diesel Generator Day Tank 
(TUB 3052) 

Kerosene Tank 

Spare Main Transformer(s) 

Oil Spill Reportability (SOS 96-0890)

5771 

5771 

5771 

5771 

5771 

5771 

5771 

5771 

5771 

5771 

5771 

5771 

5771 

5771 

5771 

5771 

5771 

5771 

5771 

5771 

7051 

8049 

5771

Circ. & Service Water 
Pumphouse 

Circ. & Service Water 
Pumphouse 

Water Treatment Plant 

Switchyard 

Service Building 

Demin. Bldg.  

CWCCS Bldg.  

EOF 

Training Center 

TSC 

Service Building 

Training Annex 

Site Power Loop 

Site Power Loop 

Site Power Loop 

Site Power Loop 

Site Power Loop 

Site Power Loop 

Site Power Loop 

Plant North of Turbine Bldg.  

Security Diesel Generator 
Building 

Stores I 

Stores 2

An Oil Spill is Reportable if.  
1.An oil sheen is caused on waters of the Sae of Missouri 
2.Greater than 50 gallons is spilled and rtion of the spill leaves UE property.  
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010 

010 

012 

012 

012 

011 

010 

NA (local 
SWR) 

012 

012 

012 

011 

012 

011 

011 

012 

014 

012 

012 

012 

012 

012 

014

3 @ 1263 

2 @ 154 

2 @ 156 

2@ 154 

2@213 

4@ 174 

188 

169 

2@235 

2 @ 205 

300 

392 

374 

374 

480 

374 

374 

374 

374 

8000 

250 

300 

10,000

Tank -- or ...... Enimn Name IL I Pemi #la
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