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Rick J. King
Director
Nuclear Safety Assurance

February 5, 2001

U. S. Nuclear Regulatory Commission
ATTN: Document Control Desk
Washington, DC 20555

Subject: River Bend Station - Unit 1
Docket No. 50-458
License No. NPF-47
Licensee Event Report 50-458/00-014-00 Cancellation

File Nos. G9.5, G9.25.1.3

RBG-45642
RBF1-01-0024

Ladies and Gentlemen:

In accordance with NUREG 1022, section 5.1.2, this letter formally withdraws
Licensee Event Report (LER) 00-014-00. On January 18, 2001, the event (event
number 37362) was retracted by a call to the Operations Center. No
commitments are provided in this letter.

LER 00-014-00 was submitted to report an overlapping out-of-service time for
Division I and Division II Emergency Diesel Generators (EDG). The inoperability
of the Division I EDG depended upon site engineering review of a failed light
socket that, as postulated by the Engineering review, could have prevented the
fulfillment of the required safety function. Subsequently, River Bend pursued
actual testing of a mock-up of the failed light socket.
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A detailed replica of the affected portion of the control panel was provided to a
vendor for seismic testing in accordance with the River Bend seismic response
curves to determine the actual response of the loose wires and thereby, the
potential impact on the EDG circuits. The testing indicated that the loose wires
never contacted each other and therefore, would not have caused a short circuit
as had been postulated. Based on these results, the Engineering determination
is that the EDG was capable of performing its safety function except for the
period of time the EDG was in the maintenance mode for repair of the light
socket. No simultaneous inoperable period existed for Division I and Division II
EDGs. Therefore, LER 00-014-00 was not necessary and is hereby canceled.

If you have any questions regarding this cancellation letter, please contact Mr.
Joseph Leavines at (225) 381-4642.

Sincerely,

RJK/DLM c

cc: U. S. Nuclear Regulatory Commission
Region IV
611 Ryan Plaza Drive, Suite 400
Arlington, TX 76011

NRC Sr. Resident Inspector
P. 0. Box 1050
St. Francisville, LA 70775

INPO Records Center
E-Mail
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Mr. Jim Calloway
Public Utility Commission of Texas
1701 N. Congress Ave.
Austin, TX 78711-3326

Mr. Prosanta Chowdhury
Program Manager - Surveillance Division
Louisiana DEQ
Office of Radiological Emergency Planning & Response
P. 0. Box 82215
Baton Rouge, LA 70884-2215


