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BJones(4) 
Dear Mr. White: BScharf(10) 

DBri nkman 
The Commission has issued the enclosed Amen#W *.,l to Provisional 
Operating License No. DPR-18 for the R. E. Ginna Nuclear Power Plant.  
This amendment is in response to your submittal dated June 11, 1979.  

The amendment revises the Technical Specifications to remove the 
pressurizer level signal from each of the pressurizer level/pressure 
channel trips and to convert the- system to a two-out-of-three logic 
based on the pressurizer low pressure trips. This action relates to 
Item 3 of IE Bulletin 79-06A dated April 14, 1979.  

Copies of our related Safety Evaluation and the Notice of Issuance 
are also enclosed.  

Sincerely, 

Original Signed by: 
Dennis L. Ziemann 

Dennis L. iiemann, Chief 
Operating Reactors Branch #2 
Division of Ooerating Reactors

Enclosures: 
1. Amendment No..21 to DPR-18 
2. Safety Evaluation 
3. Notice of Issuance

cc w/enclosures: 
See next page
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Mr. Leon 0. White, Jr.

cc 
Lex K. Larson, Esquire 
LeBoeuf, Lamb, Leiby & MacRae 
1757 N Street, N. W.  
Washington, D. C. 20036 

Mr. Michael Slade 
1250 Crown Point Drive 
Webster, New York 14580 

Rochester Committee for 
Scientific Information 

Robert E. Lee, Ph.D.  
P. 0. Box 5236 River Campus 

Station 
Rochester, New York 14627

Director, Technical Assessment 
Division 

Office of Radiation Programs 
(AW-459) 

U. S. Environmental Protection 
Agency 

Crystal Mall #2 

Arlington, Virginia 20460

U. S. Environmental Pri 
Agency 

Region II Office 
ATTN: EIS COORDINATOR 
26 Federal Plaza 
New York, New York 10

007

Jeffrey Cohen 
New York State Energy Office 

Swan Street Building 
Core 1, Second Floor 
Empire State Plaza 
Albany, New York 12223 

**Director, Technical Development Programs 

State of New York Energy Office 

Agency Building 2 

Empire State Plaza 
Albany, New York 12223 

Rochester Public Library 

115 South Avenue 
Rochester, New York 14604

Supervisor of the Town 
of Ontario 
107 Ridge Road West 

Ontario, New York 14519

**(w/copy of incoming dtd 6/11/79)
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UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555

ROCHESTER GAS AND ELECTRIC CORPORATION 

DOCKET NO. 50-244 

R. E. GINNA NUCLEAR POWER PLANT 

AMENDMENT TO PROVISIONAL OPERATING LICENSE

Amendment No. 27 
License No. DPR-18 

1. The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment by Rochester Gas and Electric 
Corporation (the licensee) dated June 11, 1979, complies with 
the standards and requirements of the Atomic Energy Act of 
1954, as amended (the Act), and the Commission's rules and 
regulations set forth in 10 CFR Chapter I;

B. The facility will 
provisions of the 
Commission;

operate in conformity with the application, the 
Act, and the rules and regulations of the

C. There is reasonable assurance (i) that the activities authorized 
by this amendment can be conducted without endangering the health 
and safety of the public, and (ii) that such activities will be 
conducted in compliance with the Commission's regulations; 

D. The issuance of this amendment will not be inimical to the common 
defense and security or to the health and safety of the public; 
and 

E. The issuance of this amendment is in accordance with 10 CFR Part 
51 of the Commission's regulations and all applicable requirements 
have been satisfied.  
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2. Accordingly, the license is amended by changes to the Technical 
Specifications as indicated in the attachment to this license 
amendment and paragraph 2.C(2) of Provisional Operating License 
No. DPR-18 is hereby amended to read as follows: 

(2) -Technical Specifications 

The Technical Specifications contained in Appendix A, as 

revised through Amendment No. 27 , are hereby incorporated 
in the license. The licensee shall operate the facility 
in accordance with the Technical Specifications.  

3. This license amendment is effective as of the date of its issuance.  

FOR THE NUCLEAR REGULATORY COMMISSION 

Dennis L. Zieman n•Chief 
Operating Reactors Branch #2 
Division of Operating Reactors 

Attachment: 
Changes to the Technical 

Specifications

Date of Issuance: June 15, 1979



ATTACHMENT TO LICENSE AMENDMENT NO. 27 

PROVISIONAL OPERATING LICENSE NO. DPR-18 

DOCKET NO.' 50-244 

Revise Appendix A Technical Specifications by removing the page 
identified below and inserting the enclosed page. The revised page 
is identified by the captioned amendment number and contain a vertical 
line indicating the area of change.  

REMOVE INSERT 

3.5-5 3.5-5



TABLE 3.5-2 
LIERGLNCY COOLTNG 

3 4 

NO. of KIN. KIN.  
NO. of CHANNELS OPERABLE DEGRU. OF

5 

PERMI S5IBLE 
BYPASS

6 
OPERATOR ACTION 
Ir CONDITIONS OF 
COLUMN 3 OR 5

NO. FUNCTIONAL UNIT CHANNELS TO TRIP**** CiMNtLS RDtUNDANCY CONDITIONS CANNOT BE MET 

I. SAFETY INJECTION 
a. Manual 2 1 1 1 Primary pressure less Hot Shutdown•' 

than 2000 psig 
b. Higb Containment Pressure 3 2 2 1 Hot Shutdown** 

c. Steam Generator Low Steam 3 2 2 1 Hot Shutdown**, 

Pressure/Loop 

d. Pressurizer Lov Pressure 3 2 2 1 Hot Shutdown** 

2. CONTAINMENT SPRAY 
a. Manual 2 2 2 -- Hf Rot Shutdown** 

b. Hi-Xi Containment Pressure 2 sets 2 of 3 2 per I/set Hot Shutdovn* 
(Containment Spray) of 3 in ea. set 

set 

** Ilust actuate 2 switches simultaneously.  

*0 If minimum conditions are not met withn 24 hours, steps shall be taken on the affected unit to place the unit in 
cold shutdown conditions.  

"**• If a functional unit is operating with the minimm operable channels the number of channels to trip the reactor 
will be column 3 less column 4.
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Amendment No. 27
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"16 P UNITED STATES 
0. NUCLEAR REGULATORY COMMISSION 
0 

WASHINGTON, D. C. 20555 

SAFETY EVALUATION BY THE OFFICE OF NUCLEAR REACTOR REGULATION 

SUPPORTING AMENDMENT NO. 27 TO PROVISIONAL OPERATING LICENSE NO. DPR-18 

ROCHESTER GAS AND ELECTRIC CORPORATION 

R. E. GINNA NUCLEAR POWER PLANT 

DOCKET NO. 50-244 

1.0 Introduction 

Rochester Gas and Electric Corporation (the licensee) in its 
submittal of June 11, 1979, proposed certain modifications to the 
safety injection actuation system logics for the R. E. Ginna Nuclear 
Power Plant in response to Item 3 of IE Bulletin 79-06A dated 
April 14, 1979.  

Since the date of licensing until the issuance of IE Bulletin 79-06A 
safety injection was initiated, in addition to other parameters, 
based on coincident trip of one-of-three matched pairs of low 
pressurizer level and low pressurizer pressure trips. Item 3 of 
IE Bulletin 79-06A directed all facilities using pressurizer water 
level coincident with pressurizer pressure for automatic initiating 
of safety injection to trip the low pressurizer level setpoint 
bistables so that when pressurizer pressure reaches the low setpoint, 
safety injection would be initiated regardless of the pressurizer 
level.  

Because of the concern that this action has resulted in placing 
R. E. Ginna Nuclear Plant in a condition (one-out-of-three trip) 
which is more susceptible to spurious actuation of the safety 
injection system, the licensee proposed modifications and Technical 
Specification changes to alleviate this situation.  

2.0 Evaluation 

The proposed modifications to the safety injection actuation system 
consists of removing the pressurizer level signal from each of the 
pressurizer level/pressure channel trips and converting the system 
to a two-out-of-three logic based on the pressurizer low pressure 
trips. The instrumentation logic receives pressurizer pressure 
signals from three pressure transmitters and initiates a safety 
injection actuation when two of the three signals reach the low 
pressure setpoint. This modification does not involve a change in 
the setpoint. These modifications will satisfy the requirements 
of IEEE 279-1971, and other applicable standards. The modifications 
will be implemented with the plant in the shutdown condition.  
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Based on our review of the licensee's submittal, we conclude that the 
modifications to the safety injection actuation system logic satisfy 
the requirements of IEEE 279-1971 and that the associated change in 
Technical Specifications are correct and, therefore, are acceptable.  

3.0 Environmental Considerations 

We have determined that the amendment does not authorize a change 
in effluent types or total amounts nor an increase in power level 
and will not result in any significant environmental impact. Having 
made this determination, we have further concluded that the amend
ment involves an action which is insignificant from the standpoint 
of environmental impact and, pursuant to 10 CFR §51.5(d)(4), that 
an environmental impact statement or negative declaration and 
environmental impact appraisal need not be prepared in connection 
with the issuance of this amendment.  

4.0 Conclusion 

We have concluded, based on the considerations, discussed above, 
that: (1) because the amendment does not involve a significant 
increase in the probability or consequences of accidents previously 
considered and does not involve a significant decrease in a safety 
margin, the amendment does not involve a significant hazards 
consideration, (2) there is reasonable assurance that the health 
and safety of the public will not be endangered by operation in the 
proposed manner, and (3) such activities will be conducted in 
compliance with the Commission's regulations and the issuance of 
this amendment will not be inimical to the common defense and 
security or to the health and safety of the public.

Date of Issuance: June 15, 1979
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UNITED STATES NUCLEAR REGULATORY COMMISSION 

DOCKET NO. 50-244 

ROCHESTER GAS AND ELECTRIC CORPORATION 

NOTICE OF ISSUANCE OF AMENDMENT TO PROVISIONAL 
OPERATING LICENSE 

The U. S. Nuclear Regulatory Commission (the Commission) has issued 

Amendment No. 27 to Provisional Operating License No. DPR-18, issued to 

Rochester Gas and Electric Corporation (the licensee), which revised the 

Technical Specifications for operation of the R. E. Ginna Plant (the 

facility) located in Wayne County, New York. The amendment is effective 

as of its date of issuance.  

The amendment revises the Technical Specifications to remove the 

pressurizer level signal from each of the pressurizer level/pressure 

channel trips and to convert the system to a two-out-of-three logic 

based on the pressurizer low pressure trips. This action relates to 

Item 3 of IE Bulletin 79-06A dated April 14, 1979.  

The application for the amendment complies with the standards and 

requirements of the Atomic Energy Act of 1954, as amended (the Act), and 

the Commission's rules and regulations. The Commission has made appropriate 

findings as required by the Act and the Commission's rules and regulations 

in 10 CFR Chapter I, which are set forth in the license amendment. Prior 

public notice of this amendment was not required since the amendment 

does not involve a significant hazards consideration.  
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The Commission has determined that the issuance of this amendment 

will not result in any significant environmental impact and that pursuant 

to 10 CFR §51.5(d)(4) an environmental impact statement or negative 

declaration and environmental impact appraisal need not be prepared in 

connection with issuance of this amendment.  

For further details with respect to this action, see (1) the 

application for amendment dated June 11, 1979, (2) Amendment No. 27 to 

License No. DPR-18, and (3) the Commission's related Safety Evaluation.  

All of these items are available for public inspection at the Commission's 

Public Document Room, 1717 H Street, N. W., Washington, D. C. and at the 

Rochester Public Library, 115 South Avenue, Rochester, New York 14627.  

A copy of items (2) and (3) may be obtained upon request addressed to 

the U. S. Nuclear Regulatory Commission, Washington, D. C. 20555, 

Attention: Director, Division of Operating Reactors.  

Dated at Bethesda, Maryland, this 15th day of June, 1979.  

FOR THE NUCLEAR REGULATORY COMMISSION 

Dennis L. Ziemann, ý.rief 
Operating Reactors Branch #2 
Division of Operating Reactors


