
February 24, 198K.

Docket No. 50-333 

Mr. John C. Brons 
Executive Vice President, Nuclear Generation 
Power Authority of the State of New York 
123 Main Street 
White Plains, New York 10601 

Dear Mr. Brons: 

SUBJECT: REPLACEMENT PAGES - AMENDMENT NO. 122
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On February 7, 1989 the Commission issued Amendment No. 122 to Facility 
Operating License No. DPR-59 for the James A. FitzPatrick Nuclear Power 
Plant. However, page 41a and page 64, included in the amendment, 
inadvertently did not reflect the changes approved in Amendment No. 119. The 
corrected page 41a and page 64 are enclosed for incorporation in the Technical 
Specifications.  

We regret any inconvenience this change may have created.  

Sincerely, 

Original signed by 

David E. LaBarge, Project Manager 
Project Directorate I-I 
Division of Reactor Projects I/II

Enclosures: 
1. Corrected page 41a 
2. Corrected page 64
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JAFNPP 
TABLE 3.1-1 (cont'd)

REACTOR PROTECTION SYSTEM (SCRAM) INSTRUMENTATION REQUIREMENT

Minimum No. Modes in Which Total Number 
of Operable Trip Level Function Must be of Instrument 
Instrument Trip Function Setting 1 Operable Channels Action 
Channels Provided by (1) 
per Trip Refuel Startup Run Design for Both 
System (1) (6) Trip Systems

APRM Downscale 

High Reactor 
Pressure 

High Drywell 
Pressure 

Reactor Low Water 
Level 

High Water Level 
in Scram Discharge 
Volume 

Main Steam Line 
High Radiation 

Main Steam Line 
Isolation Valve 
Closure

x>,2.5 indicated on 
scale (9)

(1045 psig 

S2.7 psig

.177 in. above TAF 

S34.5 gallons per 
Instrument Volume 

<3x normal full 
power background (16)

X(8) 

X( 7) 

x 

x(2) 

x

x x 

X(7) X 

x x 

x x 

x x

410% valve 
closure

6 Instrument 
Channels 

4 Instrument 
Channels 

4 Instrument 
Channels 

4 Instrument 
Channels 

8 Instrument 
Channels 

4 Instrument 
Channels

X(5) 8 Instrument 
Channels

A or B 

A 

A 

A 

A

(

A 

A

Amendment No. 34, &/3, W, 78, Af, 94, •, 122
41a

2 

2 

2

2 

3

(

2 

4



JAFNPP 
TABLE 3.2-1 

INSTRUMENTATION THAT INITIATES PRIMARY CONTAINMENT ISOLATION

Minimum Number of 
Operable Instrument Channels

Tn�tr1ImA1�t� Trio LAVAl �Att-incx

Total Number of Instrument 
Channels Provided by Design 
for Rot-h Trio Systems

2 (6) > 177 in. above TAF 

•75 psig

Reactor Low Water 
Level 

Reactor High Pressure 
(Shutdown Cooling 
Isolation) 

Reactor Low-Low-Low 
Water Level 

High Drywell Pressure 

High Radiation Main 
Steam Line Tunnel 

Low Pressure Main 
Steam Line 

High Flow Main Steam 
Line 

Main Steam Line Leak 
Detection High 
Temperature 

Reactor Cleanup Sys
tem Equipment Area 
High Temperature 

Low Condenser Vacuum 
Closes MSIV's

4 Inst. Channels 

2 Inst. Channels

4 Inst. Channels 

4 Inst. Channels 

4 Inst. Channels 

4 Inst. Channels 

4 Inst. Channels 

4 Inst. Channels 

6 Inst. Channels 

4 Inst. Channels

Amendment No. 14, 39, 4X, @1, "0, 1r3, ji, 122
64

Action 
(21

>18 in. above TAF 

< 2.7 psig 

<3 x Normal Rated 
Full Power Background (9) 

> 825 psig (7) 

<140% of Rated Steam 
Flow 

<_40OF above max 
ambient 

S40°F above max 
ambient 

>8" Hg. Vac (7) (8)

1

2

2 (6)

2 

2 

2 

2

3

2

A 

D 

A 

A 

B 

B 

B 

B

C

I

J. Instrument Trin Level Setti-er Tri S stem (11 for Both Trin S-stems (2)



Mr. John C. Brons 
Power Authority of the State of New York

James A. FitzPatrick Nuclear 
Power Plant

cc:

Mr. Gerald C. Goldstein 
Assistant General Counsel 
Power Authority of the State 

of New York 
10 Columbus Circle 
New York, New York 10019 

Resident Inspector's Office 
U. S. Nuclear Regulatory Commission 
Post Office Box 136 
Lycominq, New York 13093 

Mr. Radford J. Converse 
Resident Manager 
James A. FitzPatrick Nuclear 

Power Plant 
Post Office Box 41 
Lycoming, New York 13093 

Mr. J. A. Gray, Jr.  
Director Nuclear Licensing - BWR 
Power Authority of the State 

of New York 
123 Main Street 
White Plains, New York 10601 

Mr. Robert P. Jones, Supervisor 
Town of Scriba 
R. D. #4 
Oswego, New York 13126 

Mr. J. P. Bayne, President 
Power Authority of the State 

of New York 
10 Columbus Circle 
New York, New York 10019 

Mr. Richard Patch 
Quality Assurance Superintendent 
James A. FitzPatrick Nuclear 

Power Plant 
Post Office Box 41 
Lycoming, New York 13093 

Charlie Donaldson, Esquire 
Assistant Attorney General 
New York Department of Law 
120 Broadway 
New York, New York 10271

Ms. Donna Ross 
New York State Energy Office 
? Empire State Plaza 

16th Floor 
Albany, New York 12?23

Regional Administrator, Pegion I 
U.S. Nuclear Regulatory Commission 
475 Allendale Road 
King of Prussia, Pennsylvania 19406 

Mr. A. Klausman 
Senior Vice President - Appraisal 

and Compliance Services 
Power Authority of the State 

of New York 
10 Columbus Circle 
New York, New York 10019 

Mr. George Wilverding, Manager 
Nuclear Safety Evaluation 
Power Authority of the State 

of New York 
123 Main Street 
White Plains, New York 10601 

Mr. R. E. Beedle 
Vice President Nuclear Support 
Power Authority of the State 

of New York 
123 Main Street 
White Plains, New York 10601 

Mr. S. S. Zulla 
Vice President Nuclear Engineering 
Power Authority of the State 

of New York 
123 Main Street 
White Plains, New York 10601 

Mr. R. Burns 
Vice President Nuclear Operations 
Power Authority of the State 

of New York 
123 Main Street 
White Plains, New York 10601


