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123 Main Street 
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The Commission has issued the enclosed Amendment No. 121 to Facility Operating 
License No. DPR-59 for the James A. FitzPatrick Nuclear Power Plant. The 
amendment consists of changes to the Technical Specifications in response to 
your application transmitted by letter dated April 14, 1988 (TAC 68012).  

The amendment resolves inconsistencies between the technical specification 
limits and the Bases concerning maximum permissible recirculation flow 
imbalance when the recirculation pumps are operating at the same speed.  

A copy of the related Safety Evaluation is enclosed. A Notice of Issuance will 
be included in the Commission's next regular bi-weekly Federal Rgse notice.  

Sincerely, 

original signed by 
David E. LaBarge, Project Manager 
Project Directorate I-I 
Division of Reactor Projects, I/I1 

Enclosures: 
1. Amendment No. 121 to DPR-59 
2. Safety Evaluation

cc: w/enclosures 
See next page
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Mr. John C. Brons 
Power Authority of the State of New York

James A. FitzPatrick Nuclear 
Power Plant

cc:

Mr. Gerald C. Goldstein 
Assistant General Counsel 
Power Authority of the State 

of New York 
10 Columbus Circle 
New York, New York 10019

Ms. Donna Ross 
New York State Energy Office 
2 Empire State Plaza 

16th Floor 
Albany, New York 12223

Resident Inspector's Office 
U. S. Nuclear Regulatory Commission 
Post Office Box 136 
Lycoming, New York 13093 

Mr. Radford J. Converse 
Resident Manager 
James A. FitzPatrick Nuclear 

Power Plant 
Post Office Box 41 
Lycoming, New York 13093 

Mr. J. A. Gray, Jr.  
Director Nuclear Licensing - BWR 
Power Authority of the State 

of New York 
123 Main Street 
White Plains, New York 10601 

Mr. Robert P. Jones, Supervisor 
Town of Scriba 
R. D. #4 
Oswego, New York 13126 

Mr. J. P. Bayne, President 
Power Authority of the State 

of New York 
10 Columbus Circle 
New York, New York 10019 

Mr. Richard Patch 
Quality Assurance Superintendent 
James A. FitzPatrick Nuclear 

Power Plant 
Post Office Box 41 
Lycoming, New York 13093 

Charlie Donaldson, Esquire 
Assistant Attorney General 
New York Department of Law 
120 Broadway 
New York, New York 10271

Regional Administrator, Region I 
U.S. Nuclear Regulatory Commission 
475 Allendale Road 
King of Prussia, Pennsylvania 19406 

Mr. A. Klausman 
Senior Vice President - Appraisal 

and Compliance Services 
Power Authority of the State 

of New York 
10 Columbus Circle 
New York, New York 10019 

Mr. George Wilverding, Manager 
Nuclear Safety Evaluation 
Power Authority of the State 

of New York 
123 Main Street 
White Plains, New York 10601 

Mr. R. E. Beedle 
Vice President Nuclear Support 
Power Authority of the State 

of New York 
123 Main Street 
White Plains, New York 10601

Mr. S. S. Zulla 
Vice President Nuclear 
Power Authority of the 

of New York 
123 Main Street 
White Plains, New York

Engineering 
State 

10601

Mr. R. Burns 
Vice President Nuclear Operations 
Power Authority of the State 

of New York 
123 Main Street 
White Plains, New York 10601
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UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

POWER AUTHORITY OF THE STATE OF NEW YORK 

DOCKET NO. 50-333 

JAMES A. FITZPATRICK NUCLEAR POWER PLANT 

AMENDMENT TO FACILITY OPERATING LICENSE 

Amendment No. 121 
License No. DPR-59 

1. The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment by Power Authority of the State 
of New York (the licensee) dated April 14, 1988, complies with 
the standards and requirements of the Atomic Energy Act of 1954, as amended (the Act) and the Commission's rules and regulations 
set forth in 10 CFR Chapter I; 

B. The facility will operate in conformity with the application, 
the provisions of the Act, and the rules and regulations of 
the Commission; 

C. There is reasonable assurance (i) that the activities authorized by this amendment can be conducted without endangering the health and safety of the public, and (ii) that such activities will be conducted in compliance with the Commission's regulations; 

D. The issuance of this amendment will not be inimical to the common defense and security or to the health and safety of the public; 
and 

E. The issuance of this amendment is in accordance with 10 CFR Part 51 of the Commission's regulations and all applicable requirements 
have been satisfied.  

2. Accordingly, the license is amended bv changes to the Technical 
Specifications as indicated in the attachment to this license amendment, and paragraph 2.C.(2) of Facility Operating License 
No. DPR-59 is hereby amended to read as follows: 
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(2) Technical Specifications 

The Technical Specifications contained in Appendices 
A and B, as revised through Amendment No. 121, are 
hereby incorporated in the license. The licensee shall 
operate the facility in accordance with the Technical 
Specifications.  

3. This license amendment is effective as of the date of its issuance.  

FOR THE NUCLEAR REGULATORY COMMISSION 

Robert A. Capra, Director 
Project Directorate I-1 
Division of Reactor Projects, I/I1 

Attachment: 
Changes to the Technical 

Specifications

Date of Issuance: December 28, 1988



ATTACHMENT TO LICENSE AMENDMENT NO. 121 

FACILITY OPERATING LICENSE NO. DPR-59 

DOCKET NO. 50-333

Revise Appendix A as follows: 

Remove Page 

145

Insert Page 

145
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4.6 (cont'd) 

1. The two recirculation loops have a flow 
imbalance of 10 percent or more when the 
pumps are operated at the same speed.  

2. The indicated value of core flow rate varies 
from the value derived from loop flow 
measurements by more than 10 percent.  

3. The diffuser to lower plenum differential 
pressure reading on an individual jet pump ( 
varies from the average of all jet pump 
differential pressures by more than 10 
percent.  

A. Whenever the reactor is in the startup/hot 
standby or run modes, and there is one loop 
recirculation flow, jet pump operability shall be 
verified as follows.  

a. Baseline readings will be taken and 
operating characteristics for the following 
parameters established: 

1. Jet Pump Loop Flow and Recirculation 
Pump Speed for the operating loop.  

2. Individual Jet Pump percent differential 
pressures for all jet pumps.  

b. Initially, and daily thereafter, jet pump 
operability will be verified by assuring 
that the following do not occur 
simultaneously:

Amendment No. W, W 121,



UNITED STATES 
0 NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

SAFETY EVALUATION BY THE OFFICE OF NUCLEAR REACTOR REGULATION 

RELATED TO AMENDMENT NO. 121 TO FACILITY OPERATING LICENSE NO. DPR-59 

POWER AUTHORITY OF THE STATE OF NEW YORK 

JAMES A. FITZPATRICK NUCLEAR POWER PLANT 

DOCKET NO. 50-333 

!NTRODUCTION 

By letter dated April 14, 1988, the Power Authority of the State of New York 
(PASNY) requested a change to the Technical Specifications (TS) for the James 

A. FitzPatrick Nuclear Power Plant. The proposed change will correct a 
typographical error by revising the limit in surveillance reouirement set 
forth in TS Section 4.6.G.1 on page 145 to agree with the corresponding TS 
Bases. Presently TS Section 4.6.G.1 states that the maximum permissible 
recirculation loop flow imbalance is 15 percent when the two recirculation 
pumps are operating at the same speed and the Bases gives the value as 10 
percent. The proposal will change the 15 percent to 10 percent.  

EVALUATION 

The proposed change is administrative in nature and does not involve hardware 
or procedural changes to the facility. The proposed change is more limiting 
in that a flow imbalance of 10 percent would be reached before 15 percent is 
reached, and a flow imbalance of 10 percent would more cuickly indicate that 
a problem is developing. The TS Bases for Sections 3.6 and 4.6 indicate in 
four places that a 10 percent flow imbalance is the acceptable limit.  
Therefore, the proposed change is consistent with the existing technical Bases 
for the plant. In addition, PASNY, upon discovering the error in its TS, has 
already imposed the limit by administrative means.  

General Electric Company's Service Information Letter (SIL) No. 330, titled 
"Jet Pump Beam Cracks," dated June 9, 1980, has been verified to contain the 
10 percent criteria and the criteria has been verified to be applicable to 
the licensee's systems. The 10 percent value is consistent with other plants 
of the same type. Therefore, the direction of change is consistent with the 
industry standard.  

Based on the above evaluation, the staff concludes that the proposed change to 
the technical specifications does not involve an unreviewed safety question and, 
therefore, is acceptable.  
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ENVIRONMENTAL CONSIDERATION 

This amendment involves only chanqes in a surveillance requirement. The staff 
has determined that the amendment involves no significant increase in the 
amounts and no significant change in the types of any effluents that may be 
released offsite and that there is no significant increase in individual or 
cumulative occupational radiation exposure. The Commission has previously 
issued a proposed finding that this amendment involves no significant hazards 
consideration, and there has been no public comment on such finding. Accordingly, 
this amendment meets the eligibility criteria for categorical exclusion set 
forth in 10 CFR Section 51.22(c)(9). Pursuant to 10 CFR 51.22(b) no environ
mental impact statement or environmental assessment need be prepared in 
connection with the issuance of this amendment.  

CONCLUSION 

We have concluded, based on the considerations discussed above, that: (1) there 
is reasonable assurance that the health and safety of the public will not be 
endangered by operation in the proposed manner, and (2) such activities will 
be conducted in compliance with the Commission's regulations and the issuance of 
this amendment will not be inimical to the common defense and security or to the 
health and safety of the public.  

Dated: December 28, 1988 

PRINCIPAL CONTRIBUTOR:

D. LaBarge


