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Brief Hi ory of Kaowool at
FNP

-4P selected and installed Kaowool to meet
original raceway fire protection requirements

P APCSB 9.5-1 (late 70s)

- FNP quested and was granted specific
Appen i R exemptions to lhr fire barrier
requireme ts based on Kaowool use. (mid 80s)

- NRC question d technical basis of exemptions
and acknowledg their approval but no longer
understands theb is for granting (1999)

- SNC commits to addre NRC concerns (X00)
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Appen x R Analysis

* 1 ire Areas identified for Analysis

* Altern ves to eliminate the need for
Kaowool ere developed for each area.

* Options were viewed by multi-
disciplined teami cluding PRA Analys.

* Best options were pr ented to
Management for appro I /
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Prelim ry Plans
Cu ent best options include:

* modifications
- Reroute Cable

Install Fire Rated Cable
- In tall Local Instrumentation & Switches
- Inst new suppression
- Upgra fire barrier walls

* new or mo ied operator actions

* Options and schedul continue to be u er
development as cost an scope is r med.
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Preliminary ans

* SNC elieves it will be able to eliminate the
ne for reliance on Kaowool to meet
A endix R.

* So mew exemptions may be needed.
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Prelim ary Schedule

* D ailed design work is to begin in
June 001

* Implemeiation of modifications will
be schedul in consideration of
existing outa and non-outage work
periods and prio ties.
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