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SUBJECT: ISSUANCE OF AMENDMENT (TAC NO. M81533) 

The Commission has issued the enclosed Amendment No.156 to Facility Operating 
License No. DPR-16 for the Oyster Creek Nuclear Generating Station, in response 
to your application dated August 19, 1991, as revised August 29, 1991.  

The amendment revises Technical Specification Sections 4.2.A and 4.2.C.1 to 
delete restriction that the refueling outage interval is not to exceed 20 
months. This revision accommodates implementation of a 21-month operating cycle 
with a 3-month refueling outage.  

A copy of the related Safety Evaluation is enclosed. Also enclosed is the 
notice of issuance which has been forwarded to the Office of the Federal Register 
for publication.  

Sincerely, 

/s/ 

Alexander W. Dromerick, Senior Project Manager 
Project Directorate 1-4 
Division of Reactor Projects - I/II 
Office of Nuclear Reactor Regulation

Enclosures: 
1. Amendment No. 156 to DPR-16 
2. Safety Evaluation 
3. Notice 

cc w/enclosures: 
See next page
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Mr. John J. Barton 
GPU Nuclear Corporation

Oyster Creek Nuclear 
Generating Station

cc:

Ernest L. Blake, Jr., Esquire 
Shaw, Pittman, Potts & Trowbridge 
2300 N Street, NW.  
Washington, DC 20037

I. H. Jolles, Executive Vice 
GPU Service Corporation 
100 Interpace Parkway 
Parsipanny, New Jersey 07054

President

Regional Administrator, Region I 
U.S. Nuclear Regulatory Commission 
475 Allendale Road 
King of Prussia, Pennsylvania 19406 

BWR Licensing Manager 
GPU Nuclear Corporation 
1 Upper Pond Road 
Parsippany, New Jersey 07054 

Mayor 
Lacey Township 
818 West Lacey Road 
Forked River, New Jersey 08731 

Licensing Manager 
Oyster Creek Nuclear Generating Station 
Mail Stop: Site Emergency Bldg.  
P. 0. Box 388 
Forked River, New Jersey 08731

Resident Inspector 
c/o U.S. Nuclear Regulatory Commission 
Post Office Box 445 
Forked River, New Jersey 08731 

Kent Tosch, Chief 
New Jersey Department of Environmental 

Protection 
Bureau of Nuclear Engineering 
CN 415 
Trenton, New Jersey 08625



e 0. UNITED STATES 
- NUCLEAR REGULATORY COMMISSION 

WASHINGTON. D. C. 20555 

GPU NUCLEAR CORPORATION 

AND 

JERSEY CENTRAL POWER & LIGHT COMPANY 

DOCKET NO. 50-219 

OYSTER CREEK NUCLEAR GENERATING STATION 

AMENDMENT TO FACILITY OPERATING LICENSE 

Amendment No. 156 
License No. DPR-16 

1. The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment by GPU Nuclear Corporation, et al., 
(the licensee), dated August 19, 1991, as revised August 29, 1991, 
complies with the standards and requirements of the Atomic Energy 
Act of 1954, as amended (the Act), and the Commission's rules and 
regulations set forth in 10 CFR Chapter I; 

B. The facility will operate in conformity with the application, 
the provisions of the Act, and the rules and regulations of the 
Commission; 

C. There is reasonable assurance (i) that the activities authorized 
by this amendment can be conducted without endangering the health 
and safety of the public, and (ii) that such activities will be 
conducted in compliance with the Commission's regulations; 

D. The issuance of this amendment will not be inimical to the common 
defense and security or to the health and safety of the public; and 

E. The issuance of this amendment is in accordance with 10 CFR Part 51 
of the Commission's regulations and all applicable requirements have 
been satisfied.  
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2. Accordingly, the license is amended by changes to the Technical 
Specifications as indicated in the attachment to this license amendment, 
and paragraph 2.C.(2) of Facility Operating License No. DPR-16 is hereby 
amended to read as follows: 

(2) Technical Specifications 

The Technical Specifications contained in Appendices A and B, as 
revised through Amendment No. 156, are hereby incorporated in the 
license. GPU Nuclear Corporation shall operate the facility in 
accordance with the Technical Specifications.  

3. This license amendment is effective as of the date of issuance, to be 
implemented within 30 days of issuance.  

FOR THE NUCLEAR REGULATORY COMMISSION 

J oh F. Stolz, Director 
Pr ject Directorate I

ision of Reactor Projects - I/II 
Office of Nuclear Reactor Regulation 

Attachment: 
Changes to the Technical 

Specifications

Date of Issuance: December 27, 1991



ATTACHMENT TO LICENSE AMENDMENT NO. 156 

FACILITY OPERATING LICENSE NO. DPR-16 

DOCKET NO. 50-219 

Replace the following pages of the Appendix A Technical Specifications with 
the enclosed pages as indicated. The revised pages are identified by 
amendment number and contain vertical lines indicating the areas of change.

Remove Insert

Page 4.2-1 Page 4.2-1



4.2 REACTIVITY CONTROL

Applicability: Applies to the surveillance requirements for reactivity 
control.  

Objective: To verify the capability for controlling reactivity.  

Specification: 

A. Following a reactor refueling when core alterations were performed, 
sufficient control rods shall be withdrawn to demonstrate with a margin 
of 0.25% A k that the core can be made subcritical at any time in the 
subsequent fuel cycle with the strongest operable control rod fully 
withdrawn and all other operable rods fully inserted..  

B. The control rod drive housing support system shall be inspected after 
reassembly.  

C. 1. After each major refueling outage and prior to resuming power 
operation, all operable control rods shall be scram time tested from 
the fully withdrawn position with reactor pressure above 800 psig.  

2. Following each reactor scram from rated pressure, the mean 90% 
insertion time shall be determined for eight selected rods. If the 
mean 90% insertion time of the selected control rod drives does not 
fall within the range of 2.4 to 3.1 seconds or the measured scram 
time of any one drive for 90% insertion does not fall within the 
range of 1.9 to 3.6 seconds, an evaluation shall be made to provide 
reasonable assurance that proper control rod drive performance is 
maintained.  

3. Following any outage not initiated by a reactor scram, eight rods 
shall be scram tested with reactor pressure above 800 psig provided 
these have not been measured in six months. The same criteria of 
4.2.C(2) shall apply.  

D. Each partially or fully withdrawn control rod shall be exercised at least 
once each week. This test shall be performed at least once per 24 hours 
in the event of power operation is continuing with two or more inoperable 
control rods or in the event power operation is continuing with one fully 
or partially withdrawn rod which cannot be moved and for which control 
rod drive mechanism damage has not been ruled out. The surveillance need 
not be completed within 24 hours if the number of inoperable rods has 
been reduced to less than two and if it has been demonstrated that 
control rod drive mechanism collect housing failure is not the cause of 
an immovable control rod.  

E. Surveillance of the standby liquid control system shall be as follows: 

1. Pump operabilityOnce/month 
2. Boron concentrationOnce/month 

determination 
Corrected: 12/24/84 

OYSTER CREEK 4.2-1 Amendment No.: 13, 75, 144, 156



• .UNITED STATES 
0 oNUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

SAFETY EVALUATION BY THE OFFICE OF NUCLEAR REACTOR REGULATION 

RELATED TO AMENDMENT NO. 156 

TO FACILITY OPERATING LICENSE NO. DPR-16 

GPU NUCLEAR CORPORATION AND 
JERSEY CENTRAL POWER & LIGHT COMPANY 

OYSTER CREEK NUCLEAR GENERATING STATION 

DOCKET NO. 50-219 

1.0 INTRODUCTION 

By letter dated August 19, 1991, as revised in its entirety by letter dated 
August 29, 1991, GPU Nuclear Corporation (the licensee) proposed changes to the 
Technical Specifications (TS) for the Oyster Creek Nuclear Generating Station 
(OCNGS). The proposed changes would modify TS Sections 4.2.A and 4.2.C.1 to 
remove a restriction that the refueling outage interval is not to exceed 20 
months. This change would allow accommodation of a 21-month operating cycle 
with a 3-month outage.  

2.0 EVALUATION 

The purpose of TS Section 4.2.A is to verify adequate shutdown margin for 
reactivity control for the subsequent operating cycle. The purpose of TS Section 
4.2.C.1 is to verify acceptable control rod scram insertion times for the 
subsequent operating cycles after refueling prior to resuming operations. The 
tests to be performed to verify that the pertinent criteria are satisfied are 
typically performed following a major refueling outage. The proposal is to 
delete a current restriction that the refueling outage interval is not to exceed 
20 months. The licensee has requested the change in order to extend its 
operating cycle to 21 months. This proposed change does not involve any change 
to the actual surveillance requirements for control rods, nor does it involve 
any change to the limits and restrictions on plant operation. Assurance of 

adequate reactivity control for the subsequent operating cycle is maintained by 
meeting the acceptance criteria for the specified tests. Therefore, the staff 
finds the proposal acceptable.  

The purpose of this proposed change is to allow implementation of a 21-month 
operating cycle with a 3-month outage. Since the change does not adversely 
affect the intent of the affected reactivity control Technical Specification, 
we find it acceptable.  
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3.0 STATE CONSULTATION 

In accordance with the Commission's regulations, the New Jersey State 
official was notified of the proposed issuance of the amendment. The State 
official had no comments.  

4.0 ENVIRONMENTAL CONSIDERATION 

Pursuant to 10 CFR 51.21, 51.32, and 51.35, an environmental assessment and 
finding of no significant impact have been prepared and published in the Federal 
Register on December 26, 1991 (56 FR 66912). Accordingly, based upon the 
environmental assessment, we have determined that the issuance of the amendment 
will not have a significant effect on the quality of the human environment.  

5.0 CONCLUSION 

The Commission has concluded, based on the considerations discussed above, 
that: (1) there is reasonable assurance that the health and safety of the 
public will not be endangered by operation in the proposed manner, (2) such 
activities will be conducted in compliance with the Commission's regulations, 
and (3) the issuance of the amendment will not be inimical to the common 
defense and security or to the health and safety of the public.  

Principal Contributor: M. McCoy

Date: December 27, 1991
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UNITED STATES NUCLEAR REGULATORY COMMISSION 

CPU NUCLEAR CORPORATION 

DOCKET MO. 50-219 

NOTICE OF ISSUANCE OF AMENDMENT TO 

FACILITY OPERATING LICENSE 

The U.S. Nuclear Regulatory Commission (Commission) has issued Amendment 

No. 156 to Facility Operating License No. DPR-16 issued to GPU Nuclear Corporation 

(the licensee), which revised the Technical Specifications for operation of the 

Oyster Creek Nuclear Generating Station located in Ocean County, New Jersey.  

The amendment is effective as of the date of issuance.  

The amendment modified the Technical Specifications Sections 4.2.A and 

4.2.C.1 to delete restriction that the refueling outage interval is not to exceed 

20 months. This modification accommodates implementation of a 21-month operating 

cycle with a 3-month refueling outage.  

The application for the amendment complies With the standards and 

requirements of the Atomic Energy Act of 1954, as amended (the Act), and the 

Commission's rules and regulations. The Commission has made appropriate findings 

as required by the Act and the Commission's rules and regulations in 10 CFR 

Chapter I, which are set forth in the license amendment.  

Notice of Consideration of Issuance of Amendment and Opportunity for 

Hearing in connection with this action was published in the FEDERAL REGISTER on 

September 25, 1991 (56 FR 48588). No request for a hearing or petition for 

leave to intervene was filed following this notice.  

The Commission has prepared an Environmental Assessment related to the 

action and has determined not to prepare an environmental impact statement.  

Based upon the environmental assessment, the Commission has concluded that the 
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issuance of this amendment will not have a significant effect on the quality 

of the human environment.  

For further details with respect to the action see (1) the application 

for amendment dated August 19, 1991, as revised August 29, 1991, (2) Amendment 

Mo. 156 to License No. DPR-16, (3) the Commission's related Safety Evaluation, 

and (4) the Commission's Environmental Assessment. All of these items are 

available for public inspection at the Commission's Public Document Room, the 

Gelman Building, 2120 L Street NW., Washington, DC 20555 and at the local public 

document room located at the Ocean County Library, Reference Department, 101 

Washington Street, Toms River, New Jersey 08753. A copy of items (2), (3) and 

(4) may be obtained-upon request addressed to the U.S. Nuclear Regulatory 

Commission, Washington, DC 20555, Attention: Director, Division of Reactor 

Projects - I/II.  

Dated at Rockville, Maryland this 27th day of December 1991.  

FOR THE NUCLEAR REGULATORY COMMISSION 

/Jo~l F. Stolz, Director 
Pr ject Directorate I-4V 

Ivi svision of Reactor Projects - I/II 
Office of Nuclear Reactor Regulation


