
NMCa 
Committed to Nuclear Excellence Point Beach Nuclear Plant 

Operated by Nuclear Management Company, LLC

NRC 2001-038 

June 7, 2001 

Document Control Desk 
U. S. Nuclear Regulatory Commission 
Mail Station P 1-137 
Washington, DC 20555 

Ladies/Gentlemen: 

DOCKETS 50-266 AND 50-301 
MONTHLY OPERATING REPORTS 
POINT BEACH NUCLEAR PLANT, UNITS 1 AND 2

Attached are monthly operating reports for Units 1 and 2 of the Point Beach Nuclear Plant for the 
calendar month of May, 2001.  

Sincerely, 

T. J. Webb 
Licensing Director 

JLK 

Attachments

cc: J. D. Loock, PSCW 
NRC Regional Administrator, Region Ill 
NRC Resident Inspector 
NRC Project Manager 

6590 Nuclear Road * Two Rivers, Wisconsin 54241 
Telephone: 920.755.2321



OPERATING DATA REPORT

DATE: 06/06/01 

COMPLETED BY: J. L. Kudick 

TELEPHONE: (920)755-6862

OPERATING STATUS

UNIT NAME: POINT BEACH NUCLEAR PLANT - UNIT 1 NOTES 

REPORTING PERIOD: May - 2001 
LICENSED THERMAL POWER (MWT): 1,518.5 
NAMEPLATING RATING (GROSS MWE): 537.7 
DESIGN ELECTRICAL RATING (NET MWE): 515.0 
MAXIMUM DEPENDABLE CAPACITY (GROSS MWE): 530.0 
MAXIMUM DEPENDABLE CAPACITY (NET MWE): 510.0 
IF CHANGES OCCUR IN CAPACITY RATINGS (ITEMS 3 THROUGH 7) SINCE LAST REPORT, GIVE REASONS:

9. POWER LEVEL TO WHICH RESTRICTED, IF ANY (NET MWE): n/a 
10. REASONS FOR RESTRICTIONS, (IF ANY): 

n/a

HOURS IN REPORTING PERIOD 
NUMBER OF HOURS REACTOR WAS CRITICAL 
REACTOR RESERVE SHUTDOWN HOURS 
HOURS GENERATOR ONLINE 
UNIT RESERVE SHUTDOWN HOURS 
GROSS THERMAL ENERGY GENERATED (MWH) 
GROSS ELECTRICAL ENERGY GENERATED 
NET ELECTRICAL ENERGY GENERATED (MWH) 
UNIT SERVICE FACTOR 
UNIT AVAILABILITY FACTOR 
UNIT CAPACITY FACTOR (USING MDC NET) 
UNIT CAPACITY FACTOR (USING DER NET) 
UNIT FORCED OUTAGE RATE

THIS MONTH 
744.0 
490.2 

0.0 
444.8 

0.0 
614,823.0 
212,560.0 
200,289.0 

59.8% 
59.8% 
52.8% 
52.3% 

0.0%

YEAR TO DATE 
3,623.0 
2,789.8 

0.0 
2,742.4 

0.0 
4,086,538.0 
1,412,510.0 
1,348,598.5 

75.7% 
75.7% 
73.0% 
72.3% 

0.0%

CUMULATIVE 
267,958.0 
218,719.2 

667.3 
215,223.5 

846.9 
306,919,493.0 
104,078,350.0 
99,222,023.0 

80.3% 
80.6% 
75.8% 
74.3% 
4.5%

DATA REPORTED AND FACTORS CALCULATED AS REQUESTED IN NRC LETTER DATED MAY 15, 1997

1.  
2.  
3.  
4.  
5.  
6.  
7.  
8.

11.  
12.  
13.  
14.  
15.  
16.  
17.  
18.  
19.  
20.  
21.  
22.  
23.

DOCKET NO. 50-266



POINT BEACH NUCLEAR PLANT 

AVERAGE DAILY UNIT POWER LEVEL 

MONTH MAY - 2001

AVERAGE 
DAILY 

POWER LEVEL 
MWe NET 

0 

0 

0 

0 

0 

0 

0 

0 

0 

0

DOCKET NO.  

UNIT NAME: 

DATE: 

COMPLETED BY: 

TELEPHONE:

AVERAGE 
DAILY 

POWER LEVEL 
MWe NET 

0 

0 

36 

156 

298 

432 

509 

509 

510 

500

DAY 

21 

22 

23 

24 

25 

26 

27 

28 

29 

30 

31

50-266 

Point Beach, Unit 1 

06/06/01 

J. L. Kudick 

(920) 755-6862 

AVERAGE 
DAILY 

POWER LEVEL 
MWe NET 

510 

507 

501 

497 

482 

498 

507 

500 

500 

499 

502

DAY 

1 

2 

3 

4 

5 

6 

7 

8 

9 

10

DAY 

11 

12 

13 

14 

15 

16 

17 

18 

19 

20



DOCKET NO.  
UNIT NAME 
DATE 
COMPLETED BY 
TELEPHONE

50-266 
Point Beach Unit 1 
06/06/2001 
J. L. Kudick 
920/755-6862

The daily power average for Unit 1 during May, 2001, was 269.2 MWe.  

One Licensee Event Report (LER) was submitted to the NRC during May, 2001: 
LER 266/2001-002 on 05/18/2001

There was no major safety-related maintenance that occurred during May.



POINT BEACH NUCLEAR PLANT 

UNIT SHUTDOWNS AND POWER REDUCTIONS

REPORT MONTH MAY - 2001

Docket No.  
Unit Name 
Date 
Completed By 

Telephone No.

50-266 
Point Beach, Unit I 
6/7/2001 

J. L. Kudick 
920/755-6862

2Reason: 

A - Equipment Failure (explain) 
B - Maintenance or Testing 
C - Refueling 
D - Regulatory Restriction 
E - Operator Training & 

Licensing Exam 
F - Administrative 
G - Operational Error (explain) 
H - Other (explain)

3Method: 
I - Manual 
2 - Manual Scram 
3 - Automatic Scram 
4 - Continuation of 

Previous Shutdown 
5 - Reduced Load 
6 - Other (explain)

4Exhibit G - Instructions 
for preparation of 
data entry sheets 
LER file (NUREG-0161) 

5Exhibit I - Same Source

PBF-0028b 
(03-90)

Method of Licensee Event 
Duration Reactor Shut Report No. System Component Cause and Corrective Action 

No. Date Type' (Hours) Reason 2  Down3  Code4  Code' To Prevent Recurrence 

1 5/1/2001 S 299.2 C I N/A N/A N/A Outage began 04/06/2001

'F: Forced 
S: Scheduled



OPERATING DATA REPORT

DATE: 06/06/01 

COMPLETED BY: J. L. Kudick 

TELEPHONE: (920)755-6862

OPERATING STATUS

UNIT NAME: POINT BEACH NUCLEAR PLANT - UNIT 2 NOTES 
REPORTING PERIOD: May - 2001 
LICENSED THERMAL POWER (MWT): 1,518.5 
NAMEPLATING RATING (GROSS MWE): 537.7 
DESIGN ELECTRICAL RATING (NET MWE): 515.0 
MAXIMUM DEPENDABLE CAPACITY (GROSS MWE): 532.0 
MAXIMUM DEPENDABLE CAPACITY (NET MWE): 512.0 
IF CHANGES OCCUR IN CAPACITY RATINGS (ITEMS 3 THROUGH 7) SINCE LAST REPORT, GIVE REASONS:

9. POWER LEVEL TO WHICH RESTRICTED, IF ANY (NET MWE): n/a 
10. REASONS FOR RESTRICTIONS, (IF ANY): 

n/a

HOURS IN REPORTING PERIOD 
NUMBER OF HOURS REACTOR WAS CRITICAL 
REACTOR RESERVE SHUTDOWN HOURS 
HOURS GENERATOR ONLINE 
UNIT RESERVE SHUTDOWN HOURS 
GROSS THERMAL ENERGY GENERATED (MWH) 
GROSS ELECTRICAL ENERGY GENERATED 
NET ELECTRICAL ENERGY GENERATED (MWH) 
UNIT SERVICE FACTOR 
UNIT AVAILABILITY FACTOR 
UNIT CAPACITY FACTOR (USING MDC NET) 
UNIT CAPACITY FACTOR (USING DER NET) 
UNIT FORCED OUTAGE RATE

THIS MONTH 
744.0 
744.0 

0.0 
744.0 

0.0 
1,092,851.0 

378,990.0 
362,616.0 

100.0% 
100.0% 
95.2% 
94.6% 

0.0%

YEAR TO DATE 
3,623.0 
3,582.8 

0.0 
3,558.3 

0.0 
5,342,039.0 
1,859,230.0 
1,781,067.5 

98.2% 
98.2% 
96.0% 
95.5% 

1.8%

CUMULATIVE 
252,743.0 
212,684.5 

233.9 
209,756.3 

302.2 
302,402,702.0 
103,050,340.0 

98,221,601.0 
83.0% 
83.1% 
79.3% 
78.0% 

2.2%

DATA REPORTED AND FACTORS CALCULATED AS REQUESTED IN NRC LETTER DATED MAY 15, 1997

1.  
2.  
3.  
4.  
5.  
6.  
7.  
8.

11.  
12.  
13.  
14.  
15.  
16.  
17.  
18.  
19.  
20.  
21.  
22.  
23.

DOCKET NO. 50-301



POINT BEACH NUCLEAR PLANT 

AVERAGE DAILY UNIT POWER LEVEL 

MONTH MAY - 2001

AVERAGE 
DAILY 

POWER LEVEL 
MWe NET 

513 

513 

511 

510 

513 

508 

506 

503 

502 

504

DAY 

11 

12 

13 

14 

15 

16 

17 

18 

19 

20

DOCKET NO.  

UNIT NAME: 

DATE: 

COMPLETED BY: 

TELEPHONE:

AVERAGE 
DAILY 

POWER LEVEL 
MWe NET 

499 

500 

498 

510 

506 

497 

486 

498 

257 

257

DAY 

21 

22 

23 

24 

25 

26 

27 

28 

29 

30 

31

50-301 

Point Beach, Unit 2 

06/06/01 

J. L. Kudick 

(920) 755-6862 

AVERAGE 
DAILY 

POWER LEVEL 
MWe NET 

512 

510 

508 

503 

500 

505 

503 

493 

486 

497 

501

DAY 

1 

2 

3 

4 

5 

6 

7 

8 

9 

10



DOCKET NO.  
UNIT NAME 
DATE 
COMPLETED BY 
TELEPHONE

50-301 
Point Beach Unit 2 
06/06/2001 
J. L. Kudick 
920/755-6862

The daily power average for Unit 2 during May, 2001, was 487.4 MWe.  

No Licensee Event Reports (LERs) were submitted to the NRC during May, 2001.  

There was no Major safety-related maintenance that occurred during May, 2001.



POINT BEACH NUCLEAR PLANT 

UNIT SHUTDOWNS AND POWER REDUCTIONS

REPORT MONTH MAY - 2001

Docket No.  
Unit Name 
Date 
Completed By 

Telephone No.

50-301 
Point Beach, Unit 2 
6/6/2001 
J. L. Kudick 
920/755-6862

2Reason: 
A - Equipment Failure (explain) 
B - Maintenance or Testing 
C - Refueling 
D - Regulatory Restriction 
E - Operator Training & 

Licensing Exam 
F - Administrative 
G - Operational Error (explain) 
H - Other (explain)

3Method: 
1 - Manual 
2 - Manual Scram 
3 - Automatic Scram 
4 - Continuation of 

Previous Shutdown 
5 - Reduced Load 
6 - Other (explain)

4Exhibit G - Instructions 
for preparation of 
data entry sheets 
LER file (NUREG-0161) 

5Exhibit I - Same Source

PBF-0028b 
(03-90)

Method of Ucensee Event 

Duration Reactor Shut Report No. System Component Cause and Corrective Action 

No. Date Type' (Hours) Reason 2  Down 3  Code4  Code' To Prevent Recurrence 

1 05/19 S 0 H 5 N/A HH HTEXCHD Unit power was lowered to approximately 50% to accommodate cleaning of the condener waterboxes.

'F: Forced 
S: Scheduled



POINT BEACH NUCLEAR PLANT OPERATING SUMMARY REPORT 
UNIT 1 - MAY 2001

ELECTRICAL 
GROSS GENERATION 
TOTAL STATION SERVICE 
NET OUTPUT 
AVG. GROSS GENERATION FOR MONTH 
AVG. GROSS GENERATION RUNNING 
TOTAL STATION SERVICE/GROSS GEN.  
HOURS OF GENERATION 

PLANT PERFORMANCE 
NET PLANT EFFICIENCY 
NET PLANT HEAT RATE 
NUMBER OF DAYS OF OPERATION 
UNIT NET CAPACITY FACTOR 
UNIT SERVICE FACTOR 
SCHEDULED OUTAGES 
FORCED OUTAGES 
FORCED OUTAGE HOURS 
UNIT FORCED OUTAGE RATE 

NUCLEAR 
HOURS CRITICAL 
TOTAL HOURS POSSIBLE 
INADVERTANT REACTOR TRIPS 
DURATION OF REACTOR DOWN TIME 
REACTOR CAPACITY FACTOR 
REACTOR SERVICE FACTOR 
THERMAL POWER GENERATED

UNITS 
MWH 
MWH 
MWH 
MWH 
MWH 

HRS

UNITS 

BTU/KWH 
DAYS

HRS

UNITS 
HRS 
HRS 

HRS 

MWTHR

MONTH 
212,560.0 

12,271.0 
200,289.0 

285.7 
477.9 
5.8% 
444.8 

MONTH 
32.58% 

10,476.0 
31 

52.8% 
59.8% 

0 
0 

0.0 
0.0% 

MONTH 
490.2 
744.0 

0 
253.8 

54.4% 
65.9% 

614,823.0

YEAR 
1,412,510.0 

63,911.5 
1,348,598.5 

389.9 
515.1 
4.5% 

2,742.4

YEAR 
33.00% 

10,341.4 
151 

73.0% 
75.7% 

1 
0 

0.0 
0.0%

YEAR 
2,789.8 
3,623.0 

0 
833.2 

74.3% 
77.0% 

4,086,538.0

CUMULATIVE 
104,078,350.0 

4,856,327.0 
99,222,023.0 

388.4 
483.6 
4.7% 

215,223.5 

CUMULATIVE 
32.33% 

10,556.5 
9,849 

75.8% 
80.3% 

125 
73 

10,227.1 
4.5% 

CUMULATIVE 
218,719.2 
267,958.0 

57 
49,322.8 

75.4% 
81.6% 

306,919,493.0

THERMAL POWER GENERATED THIS FUEL CYCLE MWTHR 614,823.0



POINT BEACH NUCLEAR PLANT OPERATING SUMMARY REPORT 
UNIT 2 - MAY 2001

ELECTRICAL 
GROSS GENERATION 
TOTAL STATION SERVICE 
NET OUTPUT 
AVG. GROSS GENERATION FOR MONTH 
AVG. GROSS GENERATION RUNNING 
TOTAL STATION SERVICE/GROSS GEN.  
HOURS OF GENERATION 

PLANT PERFORMANCE 
NET PLANT EFFICIENCY 
NET PLANT HEAT RATE 
NUMBER OF DAYS OF OPERATION 
UNIT NET CAPACITY FACTOR 
UNIT SERVICE FACTOR 
SCHEDULED OUTAGES 
FORCED OUTAGES 
FORCED OUTAGE HOURS 
UNIT FORCED OUTAGE RATE 

NUCLEAR 
HOURS CRITICAL 
TOTAL HOURS POSSIBLE 
INADVERTANT REACTOR TRIPS 
DURATION OF REACTOR DOWN TIME 
REACTOR CAPACITY FACTOR 
REACTOR SERVICE FACTOR 
THERMAL POWER GENERATED

UNITS 
MWH 
MWH 
MWH 
MWH 
MWH 

HRS

UNITS 

BTU/KWH 
DAYS

HRS

UNITS 
HRS 
HRS 

HRS 

MWTHR

MONTH 
378,990.0 

16,374.0 
362,616.0 

509.4 
509.4 
4.3% 
744.0 

MONTH 
33.18% 

10,285.3 
31 

95.2% 
100.0% 

0 
0 

0.0 
0.0% 

MONTH 
744.0 
744.0 

0 
0.0 

96.7% 
100.0% 

1,092,851.0

YEAR 
1,859,230.0 

78,162.5 
1,781,067.5 

513.2 
522.5 
4.2% 

3,558.3

CUMULATIVE 
103,050,340.0 

4,828,739.0 
98,221,601.0 

407.7 
491.3 
4.7% 

209,756.3

YEAR CUMULATIVE 
33.34% 32.48% 

10,236.0 10,507.1 
148 8,876 

96.0% 79.3% 
98.2% 83.0%

0 
1 

64.7 
1.8%

YEAR 
3,582.8 
3,623.0 

1 
40.2 

97.1% 
98.9% 

5,342,039.0

92 
58 

4,789.4 
2.2%

CUMULATIVE 
212,684.5 
252,743.0 

49 
40,058.5 

78.8% 
84.2% 

302,402,702.0

THERMAL POWER GENERATED THIS FUEL CYCLE MIWTHR 5,715,809.0



PBNP UNIT 1 START OF CYCLE 

BURNUP DATA IN MWD/MTU 

CYCLE AVERAGE 
REGION AVERAGE 

126B 
127A 
127B 
128A 
128B 
129A 
129B 

CORE MWTHR 

DAYS IN PERIOD/CYCLE 

POWER FACTOR 

PROJECTED EOL BURNUP

27 MAY 2001

THIS 
PERIOD 

580.  

195.  
161.  
394.  
710.  
775.  
747.  
681.  

614823.  

19 

88.9% 

14933.

BURNUP SYNOPSIS & REFUELING SCHEDULING DATA

TOTAL 
CYCLE 27 

580.  

195.  
161.  
394.  
710.  
775.  
747.  
681.  

614823.  

19 

88.9% 

14933.

SCHEDULED REFUELING DATE 9/14/2002 
DESIG 

BURNUP FOR CYCLE 27 (MWD/MTU) 16285 
REMAINING EFFECTIVE FULL POWER DAYS 457.1 
FRACTION OF CYCLE LIFE EXPENDED 3.6 

ESTIMATED DATE FOR DES 
POWER FACTOR 100.% 95.% 

TEN PPM BORON DATE 8/29/2002 9/22/2002 

DESIGN BURNUP DATE 9/ 1/2002 9/25/2002

IN 

I

"* BASED ON 

"* BASED ON 

ASSUMINC 

REFUELINC 

TEN PPM 
16200.  
454.7 

3.6% 

GN AND TEN 
90.% 

10/19/2002 

10/21/2002

SNUMBER OF DAYS IN PERIOD OR CYCLE.  

1 DAYS REMAINING UNTIL REFUELING DATE 
PERIOD OR CYCLE POWER FACTOR 

SCHEDULE DATA- -------------------------------------------

NOTE: DESIGN BURNUP IS THE END OF CYCLE BURNUP THAT WAS 
USED IN THE FINAL CORE DESIGN. TEN PPM BURNUP IS 
THE CORE AVERAGE BURNUP PROJECTED AT TEN PPM BORON 
BASED ON CURRENT BORON FOLLOW RESULTS.  

PPM BTJRNUPS ASSUMING VARIOUS POWER FACTORS 
85.% 80.% 75.% 70.% 65.% 

11/17/2002 12/21/2002 1/28/2003 3/12/2003 5/ 1/2003 

11/20/2002 12/24/2002 1/31/2003 3/16/2003 5/ 5/2003

TOTAL 
21017.  

36182.  
41543.  
40336.  
22627.  
20701.  

747.  
681.  

22295222.



PBNP UNIT 2 CYCLE 25 MAY 2001 

BURNUP DATA IN MWD/MTU

CYCLE AVERAGE 
REGION AVERAGE 

223D 
224A 
225A 
225B 
226A 
226B 
227A 
227B 

CORE MWTHR 

DAYS IN PERIOD/CYCLE 

POWER FACTOR 

PROJECTED EOL BURNUP

THIS 
PERIOD 

1023.  

293.  
260.  
654.  
393.  

1084.  
1264.  
1326.  
1168.  

1092851.  

31 

96.8% 

15331.

BURNUP SYNOPSIS & REFUELING SCHEDULING DATA

C 

5",

SCHEDULED REFUELING DATE 3/30/2002 

BURNUP FOR CYCLE 25 (MWD/MTU) 

REMAINING EFFECTIVE FULL POWER DAYS 
FRACTION OF CYCLE LIFE EXPENDED 

ESTIMATED DATE 
POWER FACTOR 100.% 

TEN PPM BORON DATE 4/28/2002 5/3 

DESIGN BURNUP DATE 4/28/2002 5/n

TOTAL 
2YCLE 25 

5352.  

1478.  
1313.  
3405.  
2008.  
5725.  
6732.  
6832.  
6064.  

715809.  

166 

94.5% 

15090.  

DESIGN 
16660.  
331.3 
32.1% 

FOR DESIC 
95A.  

L5/2002 

L5/2002

TOTAL 
24508.  

45236.  
36618.  
32447.  
39677.  
33936.  
30311.  

6832.  
6064.  

26171636.

"* BASED ON NUMBER OF DAYS IN PERIOD OR CYCLE.  

"* BASED ON DAYS REMAINING UNTIL REFUELING DATE 

ASSUMING PERIOD OR CYCLE POWER FACTOR 

REFUELING SCHEDULE DATA 

TEN PPM NOTE: DESIGN BURNUP IS THE END OF CYCLE BURNUP THAT WAS 

16660. USED IN THE FINAL CORE DESIGN. TEN PPM BURNUP IS 

331.3 THE CORE AVERAGE BURNUP PROJECTED AT TEN PPM BORON 
32.1% BASED ON CURRENT BORON FOLLOW RESULTS.  

iN AND TEN PPM BURNUPS ASSUMING VARIOUS POWER FACTORS 

90.A 85.% 80.A 75.% 70.A 65.% 

6/ 4/2002 6/25/2002 7/20/2002 8/16/2002 9/17/2002 10/23/2002 

6/ 4/2002 6/25/2002 7/20/2002 8/16/2002 9/17/2002 10/23/2002



POINT BEACH SHIFT OPERATIONAL DATA SUMMARY

Unit 1 Unit 2 
DAY Gen X02 X04 X08 X27 Net MWhr Ava MWe Gen X02 X04 X08 X27 Net MWhr Avc MWe 

1 0.0 0.0 44.0 1.0 5.0 -50.0 -2.1 12870.0 507.0 36.0 1.0 5.0 12321.0 513.4 
2 0.0 0.0 43.0 0.5 5.0 -48.5 -2.0 12850.0 508.0 36.0 0.5 5.0 12300.5 512.5 
3 0.0 0.0 45.0 1.5 5.5 -52.0 -2.2 12820.0 509.0 35.0 1.5 5.5 12269.0 511.2 
4 0.0 0.0 93.0 1.0 5.0 -99.0 -4.1 12790.0 507.0 41.0 1.0 5.0 12236.0 509.8 
5 0.0 0.0 178.0 0.5 4.5 -183.0 -7.6 12850.0 509.0 34.0 0.5 4.5 12302.0 512.6 
6 0.0 0.0 298.0 1.0 5.5 -304.5 -12.7 12750.0 505.0 35.0 1.0 5.5 12203.5 508.5 
7 0.0 0.0 294.0 0.5 5.0 -299.5 -12.5 12670.0 493.0 39.0 0.5 5.0 12132.5 505.5 
8 0.0 0.0 299.0 1.0 5.5 -305.5 -12.7 12590.0 474.0 40.0 1.0 5.5 12069.5 502.9 
9 0.0 0.0 303.0 1.0 5.0 -309.0 -12.9 12570.0 475.0 38.0 1.0 5.0 12051.0 502.1 

10 0.0 0.0 312.0 1.0 6.5 -319.5 -13.3 12620.0 474.0 39.0 1.0 6.5 12099.5 504.1 
11 0.0 0.0 307.0 1.0 5.0 -313.0 -13.0 12490.0 476.0 39.0 1.0 5.0 11969.0 498.7 
12 0.0 0.0 326.0 0.5 5.5 -332.0 -13.8 12520.0 485.0 36.0 0.5 5.5 11993.0 499.7 
13 1220.0 132.0 229.0 1.0 5.0 853.0 35.5 12470.0 474.0 35.0 1.0 5.0 11955.0 498.1 
14 4150.0 349.0 40.0 1.0 6.0 3754.0 156.4 12800.0 505.0 37.0 1.0 6.0 12251.0 510.5 
15 7620.0 423.0 37.0 0.5 5.5 7154.0 298.1 12700.0 506.0 37.0 0.5 5.5 12151.0 506.3 
16 10910.0 492.0 39.0 1.0 5.5 10372.5 432.2 12480.0 507.0 38.0 1.0 5.5 11928.5 497.0 
17 12760.0 509.0 39.0 0.5 5.5 12206.0 508.6 12190.0 514.0 0.0 0.5 5.5 11670.0 486.2 
18 12770.0 516.0 33.0 1.0 5.5 12214.5 508.9 12540.0 514.0 66.0 1.0 5.5 11953.5 498.1 
19 12780.0 506.0 33.0 1.0 5.0 12235.0 509.8 6660.0 457.0 29.0 1.0 5.0 6168.0 257.0 
20 12560.0 519.0 30.0 0.5 5.5 12005.0 500.2 6680.0 460.0 41.0 0.5 5.5 6173.0 257.2 
21 12790.0 500.0 33.0 1.0 5.0 12251.0 510.5 12820.0 511.0 21.0 1.0 5.0 12282.0 511.8 
22 12700.0 490.0 34.0 1.0 5.5 12169.5 507.1 12760.0 493.0 32.0 1.0 5.5 12228.5 509.5 
23 12550.0 477.0 32.0 0.5 6.5 12034.0 501.4 12700.0 469.0 34.0 0.5 6.5 12190.0 507.9 
24 12430.0 473.0 32.0 2.0 3.5 11919.5 496.6 12580.0 467.0 35.0 2.0 3.5 12072.5 503.0 
25 12090.0 478.0 28.0 0.0 5.0 I579.0 482.5 12510.0 465.0 35.0 0.0 5.0 12005.0 500.2 
26 12480.0 484.0 29.0 0.5 5.0 11961.5 498.4 12630.0 468.0 35.0 0.5 5.0 12121.5 505.1 
27 12670.0 474.0 27.0 1.0 4.5 12163.5 506.8 12590.0 467.0 34.0 1.0 4.5 12083.5 503.5 
28 12510.0 472.0 30.0 0.5 5.0 12002.5 500.1 12340.0 467.0 34.0 0.5 5.0 11833.5 493.1 
29 12510.0 475.0 30.0 1.0 5.5 11998.5 499.9 12170.0 478.0 33.0 1.0 5.5 11652.5 485.5 
30 12490.0 474.0 31.0 0.5 5.5 11979.0 499.1 12440.0 473.0 34.0 0.5 5.5 11927.0 497.0 
31 12570.0 483.0 29.0 0.5 5.0 12052.5 502.2 12540.0 476.0 35.0 0.5 5.0 12023.5 501.0

MONTHLY TOTALS -

212,560.0 MWhr 
12,271.0 MWhr 

200,289.0 MWhr 
269.2 MWe

UNIT 2

Gross Generation: 
Total Station Service: 
Net Generation: 
Average Daily Power:

378,990.0 NWhr 
16,374.0 MWhr 

362,616.0 MWhr 
487.4 MWe

MONTHLY TOTALS - UNIT 1 

Gross Generation: 
Total Station Service: 
Net Generation: 
Average Daily Power:

May, 2001


