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MOTOR DRAIN TANK
1. PIPING SHOWN IN BLUE IN THE FOLLOWING LINE LISTINGS

c
REACTOR COOLANT PUMP
MOTOR BRAN TANK

IS EXEMPT PER IWC 1222(a) NC30, NC35, o2 \
DESIGN_PARAMETERS lI) LEGEND QA CONDITION 1 AND 4
NC"ESSB) DUKE POWER COMPANY -
LINE LISTING  PIPE SPEC.  PRESSURE IEMPERATURE CLASS MATERIAL IS CLASS | e MCGUIRE NUCLEAR STATION UNIT 1
NC28 PS 150.4 35 PSIG 250 F F cs ISI CLASS 2 e
NC30 PS 150.2 100 PSIG 250 F B C' 181 CLASS 3 ASME SECTION xl
NC31 PS5 150.4 100 PSIG 120 F F 1SI EXEMPT
NC32 g m: :: :g :ﬁ: : g NON-IT INSERVICE INSPECTION NDE BOUNDARY OF
Ness PS 1814 Bese  moF  F s REACTOR COOLANT SYSTEM
NC35 PSS 1517 35 PSIG 250 F B 55
NC3& PS 114 33 P3O 12or 8 THIS DRAWING IS FOR INSERVICE INSPECTION ONLY AND SHALL NOT BE (NC)
s . v ot 4 4 b USED FOR OTHER PURPOSES SUCH AS MAINTENANCE, MODIFICATION, OR bEsiohER
REFERENCE FLOV DIAGRAM NCA2 PS 104 100 PSO F o cs AFFECT THE INGERVICE INSPECTION BOINDARIES AND DETAILS OF THE R FOR_IS| USE_ONLY TOM [11-7-00] PTF [11-8-00| RKR [12-w-04 W A1V & D cm—’-ﬂﬁ——ﬁ_— TE _IEZ00 e .o WAVLD
MCFD- 155994, 80 REV. 2 woos PS 1804 100 PSiG 120 F ¢ cs COMPONENTS/SYSTEMS SHOWN. CIVIL_|ELEC. |WECH s
ERN:MCO099WC NO . REVISIONS ORN | DATE EHKD|DATE WPPR | DATE F=epraren DWG .NO . MC-ISIN-1553-04.




