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EOC 16

CATEGORY B-A, Pressure Retaining Welds
in Reactor Vessel
Iead Welds

ITEM NUMBER ID NUMBER
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McGuire 1
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Page 1
05/17/2001Inservice Inspection Plan for Interval 3 Outage 2

PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKSSYS ISO/DWG NUMBERS COMMENTS

**** Meridional ****
B01.022.001 1 RPV 1-446A MCM 1201.01-204 NDE-620 UT CS 0.000 50376 CLOSURE HEAD

Longitudinal MCM 1201.01-225 7.300 MERIDIONAL WELD
Class A APPROX. 36 DEG.

B01.022.002 1RPV1-446B MCM 1201.01-204 NDE-620 UT CS 0.000 50376 CLOSURE HEAD
Longitudinal MCM 1201.01-225 7.300 MERIDIONAL WELD

Class A APPROX. 108 DEG.

B01.022.003 1 RPV 1-446C MCM 1201.01-204 NDE-620 UT CS 0.000 50376 CLOSURE HEAD
Longitudinal MCM 1201.01-225 7.300 MERIDIONAL WELD

Class A APPROX.180 DEG.

Total B01.022 Items: 3

Total B01 Items: 3



EOC 16

CATEGORY B-B. Pressure Retainina Welds
in Vessels Other Than Reactor Vessels

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1Pressurizer

ITEM NUMBER

Plan Report
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05/17/2001Inservice Inspection Plan for Interval 3 Outage 2
PROC INSP REQ MAT/SCH DIA'THK CAL BLOCKS COMMENTSID NUMBER SYS ISO/DWG NUMBERS

**** Shell-to-Head Welds; Circumferential ****
802.011.002 1PZR-5 MCM 1201.01-170 NDE-620 UT CS 91.500 50337 PRESSURIZER CIRCUMFERENTIALWELD.

Circumferential MCM 1201.01-171 See Corn 3.750 50236A DEPENDING UPON THE EXAMINERS
Class A PZR Upper Head to QUALIFICATIONS, PROCEDURE PDI-UT-6 MAY

Shell BE USED IN LIEU OF NDE-620

Total B02.011 Items: 1

Total B02 Items: 1



EOC 16

CATEGORY B-D. Full Penetration Welds of
Nozzels in Vessels
EPressurizer

ITEM NUMBER IDI

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 2

Plan Report
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05/17/2001

\NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Nozzle-to-Vessel Welds ****
B03.110.002 1 PZR-12 MCM 1201.01-170 NDE-620 UT CS 12.750 50338 PRESSURIZER SPRAY NOZZLE TO UPPER

Circumferential MCM 1201.01-171 See Corn 1.900 50236A HEAD. DEPENDING UPON THE EXAMINERS
Class A QUALIFICATIONS, PROCEDURE PDI-UT-6 MAY

BE USED IN LIEU OF NDE-620

B03.110.005 1PZR-15 MCM 1201.01-170 NDE-620 UT CS 15.000 50338 PRESSURIZER SAFETY NOZZLE TO UPPER
Circumferential MCM 1201.01-171 See Corn 1.900 50236A HEAD (X-Y AXIS). DEPENDING UPON THE

Class A EXAMINERS QUALIFICATIONS, PROCEDURE
PDI-UT-6 MAY BE USED IN LIEU OF NDE-620

B03.110.006 1PZR-16 MCM 1201.01-170 NDE-620 UT CS 15.000 50338 PRESSURIZER RELIEF NOZZLE TO UPPER
Circumferential MCM 1201.01-171 See Com 1.900 50236A HEAD. DEPENDING UPON THE EXAMINERS

Class A QUALIFICATIONS, PROCEDURE PDI-UT-6 MAY
BE USED IN LIEU OF NDE-620

Total B03.1 10 Items: 3



EOC 16

CATEGORY B-D. Full Penetration Welds of
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1
Nozzels in Vessels

uPressurizer

ITEM NUMBER IDI

Plan Report
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05/17/2001Inservice Inspection Plan for Interval 3 Outage 2
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS\NUMBER SYS ISO/DWG NUMBERS

**** Nozzle Inside Radius Section ****
B03.120.002 1PZR-12R MCM 1201.01-170 NDE-2080 UT CS 12.750 TBD PRESSURIZER SPRAY NOZZLE TO UPPER

Circumferential MCM 1201.01-171 1.900 HEAD INSIDE RADIUS

Class A

B03.120.005 1 PZR-1 5R MCM 1201.01-170 NDE-2080 UT Cs 15.000 TBD PRESSURIZER SAFETY NOZZLE TO UPPER
Circumferential MCM 1201.01-171 1.900 HEAD INSIDE RADIUS (X-Y AXIS)

Class A

B03.120.006 1PZR-16R MCM 1201.01-170 NDE-2080 UT CS 15.000 TBD PRESSURIZER RELIEF NOZZLE TO UPPER
Circumferential MCM 1201.01-171 1.900 HEAD INSIDE RADIUS

Class A

Total B03.120 Items: 3



EOC 16

CATEGORY B-D. Full Penetration Welds of
Nozzels in Vessels
*Steam Generators (Primary Side)

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 2
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS

Plan Report
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COMMENTS

Nozzle Inside Radius Section *
803.140.001 1SGA-INLET MCM 1201.01-0782 NDE-2080 UT CS 0.000 TBD STEAM GENERATOR 1A

Circumferential MCM 1201.01-0769 6.500 INLET NOZZLE
Class A RADIUSED SECTION

B03.140.002 1SGA-OUTLET MCM 1201.01-0782 NDE-2080 UT CS 0.000 TBD STEAM GENERATOR 1A
Circumferential MCM 1201.01-0769 6.500 OUTLET NOZZLE RADIUSED SECTION

Class A

B03.140.007 1SGD-INLET MCM 1201.01-0782 NDE-2080 UT CS 0.000 TBD STEAM GENERATOR 1D
Circumferential MCM 1201.01-0769 6.500 INLET NOZZLE

Class A RADIUSED SECTION

B03.140.008 1SGD-OUTLET MCM 1201.01-0782 NDE-2080 UT CS 0.000 TBD STEAM GENERATOR 1D
Circumferential MCM 1201.01-0769 6.500 OUTLET NOZZLE RADIUSED SECTION

Class A

Total B03.140 Items: 4
Total B03 Items: 10



EOC 16

CATEGORY B-G-1. Pressure Retainina
Bolting. Greater than 2" In Diameter

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 2
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS

Plan Report
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COMMENTS

**** Flange Surface, when connection dissassembled
B06.190.001 1RCP-1A-FLANGE MCM 1201.01-7 QAL-13 VT-1 SS 77.000 ----- RCP1A MAIN FLANGE

10.370 INSPECT ONLY IF DISASSEMBLED
Class A MCM 1201.01-193 PUMP

MANUAL

B06.190.002 1RCP-1B-FLANGE MCM 1201.01-7 QAL-13 VT-1 SS 77.000 ----- RCP1B MAIN FLANGE
10.370 INSPECT ONLY IF DISASSEMBLED

Class A MCM 1201.01-193 PUMP
MANUAL

B06.190.003 1RCP-1C-FLANGE MCM 1201.01-7 QAL-13 VT-1 SS 77.000 ----- RCP1C MAIN FLANGE
10.370 INSPECT ONLY IF DISASSEMBLED

Class A MCM 1201.01-193 PUMP
MANUAL

B06.190.004 1RCP-1D-FLANGE MCM 1201.01-7 QAL-13 VT-1 SS 77.000 ----- RCP1D MAIN FLANGE INSPECT ONLY IF
10.370 DISASSEMBLED

Class A MCM 1201.01-193 PUMP
MANUAL

Total B06.190 Items: 4
Total B06 Items: 4



EOC 16

CATEGORY B-G-2, Pressure Retaining
Bolting. 2" And Less In Diameter

Pressurizer

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBER'

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 2
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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**** Bolts, Studs, and Nuts ****
B07.020.001 1PZR-MWB MCM 1201.01-170 QAL-13 VT-1 CS 1.880 -- PRESSURIZER MANWAY BOLTING 16 BOLTS

MCM 1201.01-171 7.500

Total B07.020 Items: 1



EOC 16

CATEGORY B-G-2, Pressure Retaining
Bolting. 2" And Less In Diameter

ITEM NUMBER ID NUMBER SYS ISO/DWG

**** Bolts. Studs. and Nuts ****

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 2
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 8

05/17/2001

NUMBERS

307.060.003 1RCP-1C-S MCM 1201.01-120 QAL-13 VT-1 CS 2.000 ----- SEAL GLAND BOLTING

MCFD 1553-01.00 8.000 12 BOLTS PC. 15

Class A

B07.060.007 1RCP-1 C-H MCM 1201.01-120 QAL-13 VT-1 CS 1.000 SEAL HOUSING BOLTING
MCFD 1553-01.00 3.250 12 BOLTS PC. 66

Class A

Total B07.060 Items: 2



EOC 16

CATEGORY B-G-2. Pressure Retaining
Bolting. 2" And Less In Diameter

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

nservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 2
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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**** Bolts, Studs, and Nuts ****
B07.070.061D 1NI-93 MCM 1205.36-0011 QAL-13 VT-1 SS 1.875 10" VALVE, MCFI-1N186

MCFD 1562-02.01 0.000 INSPECT ONLY ONE VALVE IN THIS GROUP

Class A (61 A-61 H) PER INTERVAL ITEM # 4J-055

Total B07.070 Items: 1

Total B07 Items: 4



EOC 16

CATEGORY B-K. Welded Attachments for
Vessels, Piping. Pumps, and Valves

Pressure Vessels

ITEM NUMBER ID NUMBER SYS ISO/DWG NU

**** Welded Attachments ****

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 2
PROC INSP REQ MAT/SCH DIANTHK CAL BLOCKS COMMENTS

Plan Report
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MBERS

81 0.010.002 1PZR-W13A MCM 1201.01-170 NDE-25 MT CS 6.000 Y-Z QUADRANT
MCM 1201.01-0048 4.000 ITEM # CHANGED FROM B08.020.002 DUE TO

Class A MCM 1201.01-140 PZR Seismic Lug to CODE CHANGE
Shell

810.010.003 1PZR-W13B MCM 1201.01-170 NDE-25 MT CS 6.000 Y-XQUARANT
MCM 1201.01-0048 4.000 ITEM # CHANGED FROM B08.020.003 DUE TO

Class A MCM 1201.01-140 PZR Seismic Lug to CODE CHANGE
Shell

Total B10.010 Items:
Total B10 Items:

2
2



EOC 16

CATEGORY B-L-2. Pump Casings
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1

ITEM NUMBER

Plan Report
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05/17/2001Inservice Inspection Plan for Interval 3 Outage 2
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKSID NUMBER SYS ISO/DWG NUMBERS COMMENTS

**** Pump Casing ****
B12.020.001 1RCP-1A MCM 1201.01-7 QAL-14 VT-3 SS 77.000 PUMP CASING INTERNAL SURFACES

4.500 INSPECT ONE REACTOR COOLANT PUMP PER

Class A INTERVAL. INSPECT ONLY IF DISASSEMBLED.

B12.020.002 1RCP-1B MCM 1201.01-7 QAL-14 VT-3 SS 77.000 PUMP CASING INTERNAL SURFACES
4.500 INSPECT ONE REACTOR COOLANT PUMP PER

Class A INTERVAL. INSPECT ONLY IF DISASSEMBLED.

312.020.003 1RCP-1C MCM 1201.01-7 QAL-14 VT-3 SS 77.000 PUMP CASING INTERNAL SURFACES
4.500 INSPECT ONE REACTOR COOLANT PUMP PER

Class A INTERVAL. INSPECT ONLY IF DISASSEMBLED.

31 2.020.004 1RCP-1D MCM 1201.01-7 QAL-14 VT-3 SS 77.000 PUMP CASING INTERNAL SURFACES
4.500 INSPECT ONE REACTOR COOLANT PUMP PER

Class A INTERVAL. INSPECT ONLY IF DISASSEMBLED.

Total B12.020 Items: 4



EOC 16

CATEGORY B-M-2. Valve Bodies
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1

ITEM NUMBER

Plan Report
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05/17/2001Inservice Inspection Plan for Interval 3 Outage 2
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKSID NUMBER SYS ISO/DWG NUMBERS COMMENTS

**** Valve Body, Exceeding NPS 4 ****
B12.050.001A iNC-1 MCM 1205.09-0001 QAL-14 VT-3 SS 6.000 MCFI-1NC5

MCFD-1553-02.00 0.000 CROSBY RELIEF VALVE INSPECT ONE VALVE
Class A IN THIS GROUP (1A-1C) PER

INTERVAL.INSPECT ONLY IF DISASSEMBLED.
ITEM # 1 NC-0001

B12.050.001B 1NC-2 MCM 1205.09-0001 QAL-14 VT-3 SS 6.000 MCFI-1NC5
MCFD-1 553-02.00 0.000 CROSBY RELIEF VALVE INSPECT ONE VALVE

Class A IN THIS GROUP (1A-1C) PER
INTERVAL.INSPECT ONLY IF DISASSEMBLED.
ITEM # 1 NC-0002

312.050.001C 1NC-3 MCM 1205.09-0001 QAL-14 VT-3 SS 6.000 MCFI-1NC5
MCFD-1553-02.00 0.000 CROSBY RELIEF VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (1 A-1 C)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 1 NC-0003

812.050.002A 1ND-1B MCM-1205.00-0010 QAL-14 VT-3 SS 14.000 MCFI-1ND38
MCFD-1 561-01.00 0.000 WALWORTH GATE VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (2A-2B)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-001

B12.050.002B 1ND-2A MCM-1205.00-0010 QAL-14 VT-3 SS 14.000 MCFI-1ND38
MCFD-1561-01.00 0.000 WALWORTH GATE VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (2A-2B)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-001

B12.050.003A 1NI-54A MCM-1205.00-0012 QAL-14 VT-3 SS 10.000 MCFI-1NI79
MCFD-1 562-02.00 0.000

Class A
CRANE-ALOYCO GATE VALVE
INSPECT ONE VALVE IN THIS GROUP (3A-3D)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-005



EOC 16

CATEGORY B-M-2. Valve Bodies
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 2
Evalves
E�

Plan Report
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

312.050.003B 1NI-65B MCM1205.00-0012 QAL-14 VT-3 SS 10.000 MCFI-1NI80
MCFD-1 562-02.00 0.000 CRANE-ALOYCO GATE VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (3A-3D)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-043

312.050.003C 1NI-76A MCM-1205.00-0012 QAL-14 VT-3 SS 10.000 MCFI-1NI87

MCFD-1 562-02.00 0.000 CRANE-ALOYCO GATE VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (3A-3D)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-043

312.050.003D 1NI-88B MCM-1205.00-0012 QAL-14 VT-3 SS 10.000 MCFI-lN186

MCFD-1562-02.00 0.000 CRANE-ALOYCO GATE VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (3A-3D)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-043

312.050.004A 1NI-59 MCM 1205.36-0011 QAL-14 VT-3 SS 10.000 MCFI-1NI79
MCFD-1562-02.00 0.000 ATWOOD-MORRILL CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-055

312.050.004B 1NI-60 MCM 1205.36-0010 QAL-14 VT-3 SS 10.000 MCFI-1NI79

MCFD-1 562-02.00 0.000 ATWOOD-MORRILL CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-054

312.050.004C lNI-70 MC 1205.36-0011 QAL-14 VT-3 SS 10.000 MCFI-1N180
MCFD-1562-02.00 0.000 ATWOOD-MORRILL CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-055

312.050.004D 1NI-71 MCM 1205.36-0010 QAL-14 VT-3 SS 10.000 MCFI-1N162
MCFD-1562-02.00 0.000

Class A

ATWOOD-MORRILL UHEUK VALVE
INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-054
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EOC 16

CATEGORY B-M-2, Valve Bodies
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1UValves
Plan Report

Page 15
nr,117/9nnl

* Inservice Inspection Plan for Interval 3 Outage 2
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

312.050.006B 1NI-134 MCM 1205.00-0005 QAL-14 VT-3 SS 6.000 MCFI-1N153

MCFD-1562-03.00 0.000 CRANE-ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (6A-6F)
PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008

B12.050.006C 1NI-157 MCM 1205.00-0005 QAL-14 VT-3 SS 6.000 MCFI-1NI53

MCFD-1 562-03.00 0.000 CRANE-ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (6A-6F)
PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008

B12.050.006D 1NI-175 MCM 1205.00-0005 QAL-14 VT-3 SS 6.000 MCFI-1N153

MCFD-1 562-03.01 0.000 CRANE-ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (6A-6F)
PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008

B12.050.006E 1NI-180 MCM 1205.00-0005 QAL-14 VT-3 SS 6.000 MCFI-1N153
MCFD-1 562-03.01 0.000 CRANE-ALOYCO CHECK VALVE

INSPECT ONE VALVE IN THIS GROUP (6A-6F)
PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008

B12.050.006F 1NI-181 MCM 1205.00-0005 QAL-14 VT-3 SS 6.000 MCFI-1N153

MCFD-1562-03.01 0.000 CRANE-ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (6A-6F)
PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008

312.050.007A 1NI-160 MCM 1205.36-0028 QAL-14 VT-3 SS 6.000 MCFI-1N135
MCFD-1562-03.00 0.000

Class A

WESTINGHOUSE CHECK VALVE
INSPECT ONE VALVE IN THIS GROUP (7A-7B)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 5J-001



EOC 16

CATEGORY B-M-2. Valve Bodies
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1EValves

Plan Report
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U Inservice Inspection Plan for Interval 3 Outage 2 U017/2 UU1

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

B12.050.007B 1NI-176 MCM 1205.36-0028 QAL-14 VT-3 SS 6.000 MCFI-1NI78
MCFD-1562-03.01 0.000 WESTINGHOUSE CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (7A-7B)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 5J-001

Total B12.050 Items: 27
Total B12 Items: 31
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CATEGORY B-N-1. Interior of Reactor Vessel
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1Reactor Vessel

ITEM NUMBER

Plan Report
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05/17/2001Inservice Inspection Plan for Interval 3 Outage 2
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTSID NUMBER SYS ISO/DWG NUMBERS

**** Vessel Interior ****
813.010.001 1RPV-INTERIOR MCM 1201.01-146 QAL-14 VT-3 SS 0.000 AREA ABOVE AND BELOW CORE MADE

MCM 1201.01-223 0.000 ACCESSIBLE DURING REFUELING OUTAGES.

Class A INSPECT ONCE EACH INSPECTION PERIOD

Total 1I 3.010 Items: 1

Total B13 Items: 1
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CATEGORY C-A. Pressure Retaining Welds
In Pressure Vessels
*Shell Circumferential Welds

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBER,,

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 2
i PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS

Plan Report
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COMMENTS

C01.010.090 1RCPA-8-1 MCM 1201.04-197 NDE-2030 UT SS 6.660 50319 RECIPROCATING CHARGING PUMP
Circumferential 0.495 ACCUMULATOR

Class B Flange to
Shell

C01.010.100 1ASWINJF-1 MCM 1201.04-27 NDE-2030 UT SS 4.000 50424 SEAL WATER INJECTION FILTER 1A
Circumferential 0.438

Class B Shell to
Upper flange

C01.010.101 1ASWINJF-2 MCM 1201.04-27 NDE-2030 UT SS 4.000 50424 SEAL WATER INJECTION FILTER 1A
Circumferential 0.438

Class B Shell to
Lower flange

Total C01.010 Items: 3
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CATEGORY C-A. Pressure Retaining Welds
In Pressure Vessels I

Head Circumferential Welds

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 2
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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001.020.080 1RCPA-10-1 MCM 1201.04-197 NDE-2030 UT SS 6.660 50319 RECIPROCATING CHARGING PUMP

Circumferential 0.495 ACCUMULATOR

Class B Shell to
Head

Total C01.020 Items:
Total C01 Items:

1

4
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CATEGORY C-C, Welded Attachments For
Vessels. Piping. Pumps, And Valves

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 2
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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05/17/2001

**** Welded Attachments ****
C03.020.022 1-MCA-ND-H16 ND MCSRD-NDA/sht. 5 NDE-35 PT SS 8.000 WELDED ATTACHMENT

Rigid Restraint 1.000
Class B

C03.020.032 1-MCA-NI-H278 NI MC-1190-NV-01-01 NDE-35 PT SS 4.000 WELDED ATTACHMENT
Rigid Restraint 0.125

Class B

C03.020.045 1 -MCA-NS-H87 NS MCSRD-NSB/sht. 1 NDE-35 PT Ss 10.000 WELDED ATTACHMENT
Rigid Restraint 0.125

Class B

Total C03.020 Items:
Total C03 Items:

3
3
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CATEGORY D-A. Welded Attachments For
Vessels. Piping, Pumps, and Valves
EPressure Vessels

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

**** Welded Attachments ****

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 2
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS

Plan Report
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05/17/2001

COMMENTS

D01.010.001 1CBD-SUPPORT NV MCM 1201.09-0004 QAL-13 VT-1 NA 0.000 CATION BED DEMINERALIZER WELDED
0.000 ATTACHMENT

Class C

D01.010.002 1MBD-SUPPORT-1A NV MCM 1201.09-0006 QAL-13 VT-1 NA 0.000 MIXED BED DEMINERALIZER lAWELDED
0.000 ATTACHMENT

Class C

D01.01 0.004 1LDT-SUPPORT-1A LD MCM 1218.04-0003 QAL-13 VT-1 NA 0.000 1A DIESEL GENERATOR LUBE OIL FILTER
0.000 WELDED ATTACHMENT

Class C

D01.010.010 1LDST-SUPPORT-1ALD MCM1218.01-0054 QAL-13 VT-1 NA 0.000 lADIESEL GENERATOR LUBE OIL INTAKE
0.000 STRAINER WELDED ATTACHMENT

Class C

Total D01.010 Items: 4
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CATEGORY D-A, Welded Attachments For
Vessels, Piping, Pumps, and Valves

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

**** Welded Attachments ****

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 2
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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D01.020.081 1-MCA-SA-H42 SA MCSRD-SAA/sht.3 QAL-13 VT-1 CS 6.000 WELDED ATTACHMENT
Rigid Support 0.500

Class C

Total D01.020 Items:
Total D01 Items:

1
5
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CATEGORY F-A. Supports
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 2
Class 1 Piping Suports

ITEM NUMBER ID NUME

Plan Report
Page 23

05/17/2001

BER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

F01.010.006B 1-MCR-NC-544 NC MCSRD-NC-03/sht. 2 QAL-14 VT-3 NA 6.000

Rigid Restraint 0.000
Class A

F01.010.010C 1-MCR-NC-564 NC MCSRD-NC-03/sht. 1 QAL-14 VT-3 NA 4.000
Hyd Snubber 0.000

Class A

F01.010.011C 1-MCR-NC-565 NC MCSRD-NC-03/sht. 2 QAL-14 VT-3 NA 6.000
Hyd Snubber 0.000

Class A

F01.010.012C 1-MCR-NC-566 NC MCSRD-NC-03/sht. 2 QAL-14 VT-3 NA 6.000
Mech Snubber 0.000

Class A

F01.010.024C 1-MCR-NC-801 NC MCSRD-NI-13/sht. 2 QAL-14 VT-3 NA 1.500
Hyd Snubber 0.000

Class A

F01.010.052B 1-MCR-ND-505 ND MCSRD-ND-01/sht. 1 QAL-14 VT-3 NA 14.000

Rigid Restraint 0.000
Class A

F01.010.105C 1-MCR-NI-531 NI MCSRD-NI-01/sht. 3 QAL-14 VT-3 NA 10.000
Mech Snubber 0.000

Class A

F01 010.106B 1-MCR-NI-534 NI MCSRD-NI-01/sht. 3 QAL-14 VT-3 NA 10.000
Rigid Restraint

Class A

0.000
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CATEGORY F-A. Sunnorts
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 2
Class 1 Piping Supports
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCUKS GUMMLNI1

F01.010.115C 1-MCR-NI-611 NI MCSRD-NI-01/sht. 3 QAL-14 VT-3 NA 10.000

Spring Hgr 0.000
Class A

F01.010.116A 1-MCR-NI-614 NI MCSRD-NI-01/sht. 1 QAL-14 VT-3 NA 6.000

Rigid Support 0.000
Class A

F01.010.153C 1-MCR-NV-852 NV MCSRD-NV-06/sht. 1 QAL-14 VT-3 NA 2.000

Hyd Snubber 0.000
Class A

Total F01.010 Items: 11
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CATEGORY F-A. Supports
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1EClass 2 Piping Supports

ITEM NUMBER ID NUMBER

Plan Report
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05/17/2001Inservice Inspection Plan for Interval 3 Outage 2
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKSSYS ISO/DWG NUMBERS COMMENTS

F01.020.011A 1-MCA-CA-H429 CA MCSRD-CAO/sht. 1 QAL-14 VT-3 NA 6.000
Rigid Support 0.000

Class B

F01.020.012A 1-MCA-CA-H457 CA MCSRD-CAO/sht. 2 QAL-14 VT-3 NA 6.000
Rigid Support 0.000

Class B

F01.020.156A 1-MCA-ND-H29 ND MCSRD-NDA/sht. 1 QAL-14 VT-3 NA 8.000
Rigid Support 0.000

Class B

F01.020.158A 1-MCA-ND-H64 ND MCSRD-NDA/sht. 1 QAL-14 VT-3 NA 8.000
Rigid Support 0.000

Class B

F01.020.162C 1-MCA-ND-H82 ND MCSRD-NDA/sht. 3 QAL-14 VT-3 NA 8.000
Spring Hgr 0.000

Class B

F01.020.167C 1-MCA-ND-H247 ND MCSRD-FWA/sht. 6 QAL-14 VT-3 NA 14.000
Hyd Snubber 0.000

Class B

F01.020.184B 1-MCA-ND-H264 ND MCSRD-NDA/sht. 2 QAL-14 VT-3 NA 8.000
Rigid Restraint 0.000

Class B

F01.020.185B 1-MCA-ND-H16 ND MCSRD-NDA/sht. 5 QAL-14 VT-3 NA 8.000
Rigid Restraint

Class B
1.000
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CATEGORY F-A. Supports
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System Plan Report

*Class 2 Piping Supports McGuire 1 Page 26
* Inservice Inspection Plan for Interval 3 Outage 2 05/17/2001
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

F01.020.186B 1-MCA-ND-H335 ND MCSRD-NIO/sht. 1 QAL-14 VT-3 NA 18.000
Rigid Restraint 0.750

Class B

F01.020.214A 1-MCR-NI-696 NI MCSRD-NI-11/sht. 1 QAL-14 VT-3 NA 2.000
Rigid Support 0.000

Class B

F01.020.215A 1-MCR-NI-H240 NI MCSRD-NIO/sht. 1 QAL-14 VT-3 NA 24.000
Rigid Support 0.000

Class B

F01.020.216A 1-MCR-NI-698 NI MCSRD-NI-11/sht. 1 QAL-14 VT-3 NA 2.000
Rigid Support 0.000

Class B

F01.020.219B 1-MCR-NI-708 NI MCSRD-NI-11/sht. 1 QAL-14 VT-3 NA 2.000
Rigid Restraint 0.000

Class B

F01.020.220B 1-MCR-NI-712 NI MCSRD-NI-11/sht. 1 QAL-14 VT-3 NA 2.000
Rigid Restraint 0.000

Class B

F01.020.221B 1-MCR-NI-713 NI MCSRD-NI-11/sht. 1 QAL-14 VT-3 NA 2.000
Rigid Restraint 0.000

Class B

F01.020.235B 1-MCA-NI-H278 NI MC-1190-NV-01-01 QAL-14 VT-3 NA 4.000
Rigid Restraint 0.125

Class B

F01.020.236A 1-MCR-NI-501 NI MCSRD-NI-01/sht. 2 QAL-14 VT-3 NA 8.000
Rigid Support

Class B
0.000
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CATEGORY F-A. Supports
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System Plan Report

*CQss2 Pipin Supports McGuire 1

Inservice Inspection Plan for Interval 3 Outage 2
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
F01.020.255A 1-MCA-NS-H13 NS MCSRD-NSB/sht. 1 QAL-14 VT-3 NA 10.000

Rigid Support 0.000
Class B

F01.020.256A 1-MCA-NS-H17 NS MCSRD-NSA/sht. 1 QAL-14 VT-3 NA 10.000
Rigid Support 0.000

Class B

F01.020.257A 1-MCA-NS-H22 NS MCSRD-NSA/sht. 1 QAL-14 VT-3 NA 10.000
Rigid Support 0.000

Class B

F01.020.258A 1-MCA-NS-H25 NS MCSRD-NSA/sht. 2 QAL-14 VT-3 NA 10.000
Rigid Support 0.000

Class B

F01.020.259C 1-MCA-NS-H28 NS MCSRD-NSA/sht. 2 QAL-14 VT-3 NA 10.000
Spring Hgr 0.000

Class B

F01.020.278B 1-MCA-NS-H87 NS MCSRD-NSB/sht. 1 QAL-14 VT-3 NA 10.000
Rigid Restraint 0.125

Class B

F01.020.280B 1-MCR-NS-501 NS MCSRD-NS-01/sht. 1 QAL-14 VT-3 NA 8.000
Rigid Restraint 0.000

Class B

F01.020.281B 1-MCR-NS-502 NS MCSRD-NS-01/sht. 1 QAL-14 VT-3 NA 8.000
Rigid Restraint 0.000

Class B

F01.020.309A 1-MCA-NV-H15 NV MCSRD-NVD/sht. 3 QAL-14 VT-3 NA 6.000
Rigid Support

Class B
0.125
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CATEGORY F-A. Supports
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 2
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIAtTHK CAL BLOCKS COMMENTS

F01.020.310A 1-MCA-NV-H16 NV MCSRD-NVD/sht. 3 QAL-14 VT-3 NA 6.000

Rigid Support 0.000
Class B

F01.020.311C 1-MCA-NV-H17 NV MCSRD-NVD/sht. 3 QAL-14 VT-3 NA 6.000

Spring Hgr 0.000
Class B

F01.020.312B MC-1683-NV.11-R16 NV MC-1683-NV.11 QAL-14 VT-3 NA 3.000

Rigid Restraint 0.000
Class B

F01.020.313B MC-1683-NV.11-R18 NV MC-1683-NV.11 QAL-14 VT-3 NA 3.000

Rigid Restraint 0.000
Class B

F01.020.314C MC-1683-NV.11-R20 NV MC-1683-NV.11 QAL-14 VT-3 NA 3.000

Mech Snubber 0.000
Class B

F01.020.315B 1-MCA-NV-H22 NV MC-1190-NV-01-03 QAL-14 VT-3 NA 3.000

Rigid Restraint 0.000
Class B

F01.020.562C 1-MCA-SM-H150 SM MCSRD-SMA/sht. 5 QAL-14 VT-3 NA 42.000

Spring Hgr 0.000

Class B

F01.020.564C 1-MCA-SM-H164 SM MCSRD-SMA/sht. 5 QAL-14 VT-3 NA 42.000

Mech Snubber 0.000

Class B

F01.020.701B 1-MCR-WL-785 WL MCSRD-WL-07/sht. 4 QAL-14 VT-3 NA 6.000

Rigid Restraint
Class B

0.000
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CATEGORY F-A. Supports
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1Class 2 Piping Supports

ITEM NUMBER ID NUMB

Plan Report
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05/17/2001Inservice Inspection Plan for Interval 3 Outage 2
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTSER SYS ISO/DWG NUMBERS

Total F01.020 Items: 35
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Inservice Inspection Plan for Interval 3 Outage 2
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SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

F01.030.021A 1-MCA-CA-H105 CA MCSRD-CAJ/sht.1 QAL-14 VT-3 NA 8.000

Rigid Support 0.000
Class C

F01.030.022A 1-MCA-CA-H106 CA MCSRD-CAJ/sht.1 QAL-14 VT-3 NA 8.000

Rigid Support 0.000
Class C

F01.030.025A 1-MCA-CA-H104 CA MCSRD-CAK/sht.1 QAL-14 VT-3 NA 6.000

Rigid Support 0.000
Class C

F01.030.101A 1-MCA-KC-1014 KC MCSRD-KC-304/sht.2 QAL-14 VT-3 NA 20.000

Rigid Support MCFD 1573-01.01 0.000
Class C

F01.030.132B 1-MCA-KC-1009 KC MCSRD-KC-315/sht.1 QAL-14 VT-3 NA 10.000
Rigid Restraint MCFD 1573-01.00 0.000

Class C

F01.030.133B 1-MCA-KC-1007 KC MCSRD-KC-315/sht.2 QAL-14 VT-3 NA 20.000
Rigid Restraint MCFD 1573-01.00 0.000

Class C

F01.030.134C 1-MCA-KC-1102 KC MCSRD-KC-315/sht.1 QAL-14 VT-3 NA 8.000
Hyd Snubber MCFD 1573-01.00 0.000

Class C

F01.030.136C 1-MCA-KC-2105 KC MCSRD-KC-315/sht.2 QAL-14 VT-3 NA 16.000
Spring Hgr

Class C
MCFD 1573-01.00 0.000
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CATEGORY F-A. Sunnorts
DUKE ENERGY CORPORATION
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N
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
F01.030.138C 1-MCA-KC-1066 KC MCSRD-KC-304/sht.2 QAL-14 VT-3 NA 20.000

Hyd Snubber MCFD 1573-01.01 0.000
Class C

F01.030.139B 1-MCA-KC-1008 KC MCSRD-KC-315/sht.2 QAL-14 VT-3 NA 16.000
Rigid Restraint MCFD 1573-01.00 0.000

Class C

F01.030.171B 1-MCA-RN-2524 RN MCSRD-RN-302 QAL-14 VT-3 NA 8.000
Rigid Restraint MCFD 1574-02.00 0.000

Class C

F01.030.172B 1-MCA-RN-1076 RN MCSRD-RN-303/sht.1 QAL-14 VT-3 NA 8.000
Rigid Restraint MCFD 1574-02.00 0.000

Class C

F01.030.173B 1-MCA-RN-1077 RN MCSRD-RN-303/sht.1 QAL-14 VT-3 NA 8.000
Rigid Restraint MCFD 1574-02.00 0.000

Class C

F01.030.251B 1-MCA-RV-H209 RV MCSRD-RN-309/sht.1 QAL-14 VT-3 NA 6.000
Rigid Restraint MCFD 1604-03.00' 0.000

Class C

F01.030.261B 1-MCA-SA-H42 SA MCSRD-SAA/sht.3 QAL-14 VT-3 NA 6.000
Rigid Restraint 0.500

Class C

F01.030.262B 1-MCA-SA-H28 SA MCSRD-SAA/sht. 2 QAL-14 VT-3 NA 6.000
Rigid Support 0.000

Class C

F01.030.263C 1-MCA-SA-H27 SA MCSRD-SAA/sht. 2 QAL-14 VT-3 NA 6.000
Mech Snubber

Class C

0.000
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

F01.030.286C 1-MCA-YC-108 YC MCSRD-YC-305/sht.2 QAL-14 VT-3 NA 5.000
Spring Hgr MCFD 1618-01.00 0.000

Class C

F01.030.287C 1-MCA-YC-109 YC MCSRD-YC-305/sht.2 QAL-14 VT-3 NA 5.000
Hyd Snubber MCFD 1618-01.00 0.000

Class C

Total F01.030 Items: 19
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McGuire 1

Inservice Inspection Plan for Interval 3 Outage 2
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 33

05/17/2001

F01.040.031 1DG-SUPPORT-1A KD MCM 1301.00-02 QAL-14 VT-3 NA 0.000 1A DIESEL GENERATOR ENGINE SUPPORT
0.000 (DIESEL ENGINE DRIVEN

Class C LUBE OIL PUMP 1A)

F01.040.032 1LDT-SUPPORT-1A LD MCM1218.04-0003 QAL-14 VT-3 NA 0.000 . 1A DIESEL GENERATOR LUBE OIL FILTER
0.000 SUPPORT

Class C

F01.040.035 1LDST-SUPPORT-1ALD MCM 1218.01-0054 QAL-14 VT-3 NA 0.000 1A DIESEL GENERATOR LUBE OIL INTAKE
0.000 STRAINER SUPPORT

Class C

F01.040.039 1CBD-SUPPORT NV MCM 1201.09-0004 QAL-14 VT-3 NA 0.000 CATION BED DEMINERALIZER SUPPORT
0.000

Class C

F01.040.040 1MBD-SUPPORT-1A NV MCM 1201.09-0006 QAL-14 VT-3 NA 0.000 MIXED BED DEMINERALIZER 1ASUPPORT
0.000

Class C

F01.040.042 1LDHX-SUPPORT KC MCM 1201.06-0021 QAL-14 VT-3 NA 0.000 VERTICAL LETDOWN HEAT EXCHANGER
MC-1220-39 0.000 SUPPORT

Class C

F01.040.044 IWEPEC-SUPPORT KC MCM 1201.09-37 QAL-14 VT-3 NA 0.000 WASTE EVAP. PACKAGE EVAP. CONDENSER
0.000 SUPPORT

Class C

F01.040.045 1REPEC-SUPPORT KC MCM 1201.09-37 QAL-14 VT-3 NA 0.000
0.000

RECYCLE EVAP. PACKAGE EVAP. CONDENSER
SUPPORT

Class C
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CATEGORY F-A. Supports
I

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1*Supports other than Piping Supports (Class 1. 2.

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS
F01.040.046 1CCERACC-SUPPORRN MCM 1211.00-0136

Plan Report
Page 34

--- I7/ rl

Inservice Inspection Plan for Interval 3 Outage 2 U/]I /ZUU I
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

QAL-14 VT-3 NA 0.000 CONTROL CABLE AND EQUIPMENT ROOM AIR
0.000 CONDITIONING CONDENSER 1A SUPPORT

Class C

Total FO1.040 Items:
Total F01 Items:

9

74
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CATEGORY R-A. Risk Informed Piping
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WElements Subject to Thermal Fatigue

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1
Plan Report

Page 35
05/17/2001E

ITEM NUMBER
Inservice Inspection Plan for Interval 3 Outage 2

PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKSID NUMBER SYS ISO/DWG NUMBERS COMMENTS
**** ****

R01.011.008 1SGD-OUTLET-W6S NC MC1 676-4 NDE-2930 UT SS-CS 31.000 5149697 STEAM GENERATOR 1 D OUTLET NOZZLE,
Circumferential MCM 1201.01-0782 2.500 5158172 DWG. MC-ISIN-1553-01.00, SEGMENT NC-008

Class A Term end MCM 1201.01-0769 Nozzle to
Dissimilar Safe End

R01.011.015 1NClF-1492 NC MCFI-1NC34 NDE-2090 UT SS 1.500 TBD SEGMENT NC-024
Circumferential MC-ISIN-1553-01.00 160 0.281

Class A MC-1676-4.1 Pipe to
Sweepolet

R01.011.051 1 ND48-2 ND MCFI-1 ND27 NDE-600 UT SS 8.000 * SEGMENT ND-008A,
Circumferential MC-ISIN-1561-01.00 0.250 *SEE SECTION 8 FOR CALIBRATION BLOCK

Class B Elbow to REQUIREMENTS
Pipe

R01.011.052 1 ND46-3 ND MCFI-1ND27 NDE-600 UT SS 8.000 * SEGMENT ND-009A,
Circumferential MC-ISIN-1561-01.00 0.250 *SEE SECTION 8 FOR CALIBRATION BLOCK

Class B Elbow to REQUIREMENTS
Pipe

R01.011.076 1Nl1F36 NI MCFI-1 Nl92 NDE-600 UT SS 4.000 * SEGMENT NI-030A,
Circumferential MC-ISIN-1562-03.00 0.337 *SEE SECTION 8 FOR CALIBRATION BLOCK

Class B Tee to REQUIREMENTS
Pipe

R01.011.077 1NI1F19 NI MCFI-1N193 NDE-12 RT SS 6.000 SEGMENTNI-042
Circumferential MC-ISIN-1562-03.00 0.134

Class B Tee to
Elbow

R01.011.078 1Nl1F1134 NI MCFI-1NI21 NDE-600 UT SS 18.000 * SEGMENTNI-059,
Circumferential MC-ISIN-1562-03.01 0.250 *SEE SECTION 8 FOR CALIBRATION BLOCK

Class B Pipe to REQUIREMENTS
Elbow

R01.011.079 1N133A-1 NI MCFI-1N121 NDE-600 UT SS 18.000 * SEGMENTNI-059,
Circumferential MC-ISIN-1562-03.01 0.250 *SEE SECTION 8 FOR CALIBRATION BLOCK

REQUI REMENTSClass B Elbow to
Elbow
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

R01.011.080 1NI1F1154 NI MCFI-1NI21 NDE-600 UT SS 18.000 * SEGMENTNI-060,
Circumferential MC-ISIN-1562-03.01 0.250 *SEE SECTION 8 FOR CALIBRATION BLOCK

Class B Pipe to REQUIREMENTS
Elbow

R01.011.138 1NVP631-1 NV MCFI-1NV15 NDE-12 RT SS 3.000 SEGMENT NV-002L
Circumferential MC-ISIN-1554-03.01 0.120

Class B Pipe to
Elbow

R01.011.150 1NVP888-1 NV MCFI-1NV175 NDE-600 UT SS 2.000 * SEGMENTNV-020AF,
Circumferential MC-ISIN-1554-03.00 0.344 *SEE SECTION 8 FOR CALIBRATION BLOCK

Class B Reducer to REQUIREMENTS
Pipe

R01.011.151 1NV1FW173-13 NV MCFI-1NV173 NDE-600 UT SS 2.000 * SEGMENTNV-020AF,
Circumferential MC-ISIN-1554-03.00 0.344 *SEE SECTION 8 FOR CALIBRATION BLOCK

Class B Pipe to REQUIREMENTS
Pipe

R01.011.152 1NV1F354 NV MCFI-1NV5 NDE-600 UT SS 2.000 * SEGMENTNV-020AG,
Circumferential MC-ISIN-1554-01.01 0.344 *SEE SECTION 8 FOR CALIBRATION BLOCK

Class B Reducer to REQUIREMENTS
Elbow

R01.011.223 1WL1F3063 WL MCFI-1WL84 NDE-12 RT SS 6.000 SEGMENTWL-009A
Circumferential MC-ISIN-1565-07.00 0.134

Class B Pipe to
Flange

Total R01.011 Items:
Total R01 Items:

14
14
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CATEGORY B-B1. Pressure Retaining Welds
in Vessels Other Than Reactor Vessels I

Pressurizer

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 3
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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05/17/2001

**** Shell-to-Head Welds; Circumferential ****
B02.011.001 1 PZR-1 MCM 1201.01-170 NDE-620 UT CS 91.500 50337 PRESSURIZER CIRCUMFERENTIAL WELD.

Circumferential MCM 1201.01-171 See Corn 3.750 50236A DEPENDING UPON THE EXAMINERS
Class A PZR Lower Head to QUALIFICATIONS, PROCEDURE PDI-UT-6 MAY

Shell BE USED IN LIEU OF NDE-620

Total B02.0111 Items: 1

**** Shell-to-Head Welds; Longitudinal ****
B02.012.002 1PZR-9 MCM 1201.01-170 NDE-620 UT CS 91.500 50337 PRESSURIZER LONGITUDUAL WELD.

Longitudinal MCM 1201.01-171 See Corn 3.750 50236A DEPENDING UPON THE EXAMINERS
Class A PZR Upper Head to QUALIFICATIONS, PROCEDURE PDI-UT-6 MAY

Shell BE USED IN LIEU OF NDE-620

Total B02.012 Items: 1

2Total B02 Items:
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'WG NUMBERS

**** Closure Head Nuts ****
B06.010.016 1RPV-449-02-16 MCM 1201.01-204 QAL-13 VT-i CS 10.540 ----- CLOSURE HEAD NUT

MCM 1201.01-206 1.770

B06.010.017 1RPV-449-02-17 MCM 1201.01-204 QAL-13 VT-i CS 10.540 ----- CLOSURE HEAD NUT
MCM 1201.01-206 1.770

B06.010.018 1RPV-449-02-18 MCM 1201.01-204 QAL-13 VT-i CS 10.540 ----- CLOSURE HEAD NUT
MCM 1201.01-206 1.770

B06.010.019 1RPV-449-02-19 MCM 1201.01-204 QAL-13 VT-1 CS 10.540 ----- CLOSURE HEAD NUT
MCM 1201.01-206 1.770

B06.010.020 1RPV-449-02-20 MCM 1201.01-204 QAL-13 VT-1 CS 10.540 ----- CLOSURE HEAD NUT
MCM 1201.01-206 1.770

B06.010.021 1RPV-449-02-21 MCM 1201.01-204 QAL-13 VT-1 CS 10.540 ----- CLOSURE HEAD NUT
MCM 1201.01-206 1.770

B06.010.022 1RPV-449-02-22 MCM 1201.01-204 QAL-13 VT-1 CS 10.540 ----- CLOSURE HEAD NUT
MCM 1201.01-206 1.770

B06.010.023 1RPV-449-02-23 MCM 1201.01-204 QAL-13 VT-i CS 10.540 ----- CLOSURE HEAD NUT
MCM 1201.01-206 1.770
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
B06.010.024 1RPV-449-02-24 MCM 1201.01-204 QAL-13 VT-1 CS 10.540 ----- CLOSURE HEAD NUT

MCM 1201.01-206 1.770

B06.010.025 1RPV-449-02-25 MCM 1201.01-204 QAL-13 VT-1 CS 10.540 ----- CLOSURE HEAD NUT

MCM 1201.01-206 1.770

B06.010.026 1 RPV-449-02-26 MCM 1201.01-204 QAL-13 VT-1 CS 10.540 ----- CLOSURE HEAD NUT
MCM 1201.01-206 1.770

B06.010.027 1RPV-449-02-27 MCM 1201.01-204 QAL-13 VT-1 CS 10.540 ----- CLOSURE HEAD NUT
MCM 1201.01-206 1.770

B06.01 0.028 1RPV-449-02-28 MCM 1201.01-204 QAL-13 VT-1 CS 10.540 ----- CLOSURE HEAD NUT
MCM 1201.01-206 1.770

B06.010.029 1RPV-449-02-29 MCM 1201.01-204 QAL-13 VT-1 CS 10.540 ----- CLOSURE HEAD NUT
MCM 1201.01-206 1.770

B06.010.030 1RPV-449-02-30 MCM 1201.01-204 QAL-13 VT-1 CS 10.540 ----- CLOSURE HEAD NUT
MCM 1201.01-206 1.770

B06.01 0.031 1RPV-449-02-31 MCM 1201.01-204 QAL-13 VT-1 CS 10.540 ----- CLOSURE HEAD NUT
MCM 1201.01-206 1.770

B06.010.032 1RPV-449-02-32 MCM 1201.01-204 QAL-13 VT-1 CS 10.540 ----- CLOSURE HEAD NUT
MCM 1201.01-206 1.770
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
B06.010.033 1RPV-449-02-33 MCM 1201.01-204 QAL-13 VT-1 CS 10.540 ----- CLOSURE HEAD NUT

MCM 1201.01-206 1.770

806.010.034 1RPV-449-02-34 MCM 1201.01-204 QAL-13 VT-1 CS 10.540 - CLOSURE HEAD NUT
MCM 1201.01-206 1.770

B06.01 0.035 1RPV-449-02-35 MCM 1201.01-204 QAL-13 VT-1 CS 10.540 ----- CLOSURE HEAD NUT
MCM 1201.01-206 1.770

806.010.036 1 RPV-449-02-36 MCM 1201.01-204 QAL-13 VT-1 CS 10.540 ----- CLOSURE HEAD NUT
MCM 1201.01-206 1.770

Total B06.010 Items: 21
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**** Closure Studs, when removed ****
B06.030.016 lRPV-449-01-16 MCM 1201.01-204 PDI-UT-5 UT CS 7.000 50501 CLOSURE STUD

MCM 1201.01-206 57.688
Class A

B06.030.016A 1RPV-449-01-16 MCM 1201.01-204 NDE-25 MT CS 7.000 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.017 1RPV-449-01-17 MCM 1201.01-204 PDI-UT-5 UT CS 7.000 50501 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.017A 1RPV-449-01-17 MCM 1201.01-204 NDE-25 MT CS 7.000 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.018 1RPV-449-01-18 MCM 1201.01-204 PDI-UT-5 UT CS 7.000 50501 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.018A 1RPV-449-01-18 MCM 1201.01-204 NDE-25 MT CS 7.000 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.019 1RPV-449-01-19 MCM 1201.01-204 PDI-UT-5 UT CS 7.000 50501 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.019A 1RPV-449-01-19 MCM 1201.01-204 NDE-25 MT CS 7.000 CLOSURE STUD
MCM 1201.01-206 57.688

Class A
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B06.030.020 1RPV-449-01-20 MCM 1201.01-204 PDI-UT-5 UT CS 7.000 50501 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.020A 1RPV-449-01-20 MCM 1201.01-204 NDE-25 MT CS 7.000 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.021 1 RPV-449-01-21 MCM 1201.01-204 PDI-UT-5 UT CS 7.000 50501 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.021A 1RPV-449-01-21 MCM 1201.01-204 NDE-25 MT CS 7.000 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

806.030.022 1 RPV-449-01-22 MCM 1201.01-204 PDI-UT-5 UT CS 7.000 50501 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.022A lRPV-449-01-22 MCM 1201.01-204 NDE-25 MT CS 7.000 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

806.030.023 1 RPV-449-01-23 MCM 1201.01-204 PDI-UT-5 UT CS 7.000 50501 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.023A 1RPV-449-01-23 MCM 1201.01-204 NDE-25 MT CS 7.000 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.024 1 RPV-449-01-24 MCM 1201.01-204 PDI-UT-5 UT CS 7.000 50501 CLOSURE STUD
MCM 1201.01-206 57.688

Class A
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
B06.030.024A 1RPV-449-01-24 MCM 1201.01-204 NDE-25 MT CS 7.000 CLOSURE STUD

MCM 1201.01-206 57.688
Class A

B06.030.025 1 RPV-449-01 -25 MCM 1201.01-204 PDI-UT-5 UT CS 7.000 50501 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.025A 1RPV-449-01-25 MCM 1201.01-204 NDE-25 MT CS 7.000 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.026 1RPV-449-01-26 MCM 1201.01-204 PDI-UT-5 UT CS 7.000 50501 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.026A 1RPV-449-01-26 MCM 1201.01-204 NDE-25 MT CS 7.000 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.027 1RPV-449-01-27 MCM 1201.01-204 PDI-UT-5 UT CS 7.000 50501 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.027A 1RPV-449-01-27 MCM 1201.01-204 NDE-25 MT CS 7.000 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.028 1RPV-449-01-28 MCM 1201.01-204 PDI-UT-5 UT CS 7.000 50501 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.028A 1RPV-449-01-28 MCM 1201.01-204 NDE-25 MT CS 7.000 CLOSURE STUD
MCM 1201.01-206 57.688

Class A
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
806.030.029 1 RPV-449-01-29 MCM 1201.01-204 PDI-UT-5 UT CS 7.000 50501 CLOSURE STUD

MCM 1201.01-206 57.688
Class A

B06.030.029A 1RPV-449-01-29 MCM 1201.01-204 NDE-25 MT CS 7.000 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.030 1 RPV-449-01-30 MCM 1201.01-204 PDI-UT-5 UT CS 7.000 50501 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.030A 1 RPV-449-01-30 MCM 1201.01-204 NDE-25 MT CS 7.000 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.031 1RPV-449-01-31 MCM 1201.01-204 PDI-UT-5 UT CS 7.000 50501 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.031A 1RPV-449-01-31 MCM 1201.01-204 NDE-25 MT CS 7.000 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.032 1RPV-449-01-32 MCM 1201.01-204 PDI-UT-5 UT CS 7.000 50501 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.032A 1 RPV-449-01-32 MCM 1201.01-204 NDE-25 MT CS 7.000 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.033 1RPV-449-01-33 MCM 1201.01-204 PDI-UT-5 UT CS 7.000 50501 CLOSURE STUD
MCM 1201.01-206 57.688

Class A
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
B06.030.033A 1RPV-449-01-33 MCM 1201.01-204 NDE-25 MT CS 7.000 CLOSURE STUD

MCM 1201.01-206 57.688
Class A

B06.030.034 1 RPV-449-01-34 MCM 1201.01-204 PDI-UT-5 UT CS 7.000 50501 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.034A 1RPV-449-01-34 MCM 1201.01.204 NDE-25 MT CS 7.000 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.035 1RPV-449-01 -35 MCM 1201.01-204 PDI-UT-5 UT CS 7.000 50501 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.035A 1RPV-449-01-35 MCM 1201.01-204 NDE-25 MT CS 7.000 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.036 1RPV-449-01-36 MCM 1201.01-204 PDI-UT-5 UT CS 7.000 50501 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

B06.030.036A 1RPV-449-01-36 MCM 1201.01-204 NDE-25 MT CS 7.000 CLOSURE STUD
MCM 1201.01-206 57.688

Class A

Total B06.030 Items: 42
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Closure Washers, Bushings ****
B06.050.016 1RPV-449-03-16 MCM 1201.01-204 QAL-13 VT-i CS 10.560 ----- CLOSURE WASHER

MCM 1201.01-206 1.719

Class A

B06.050.017 1RPV-449-03-17 MCM 1201.01-204 QAL-13 VT-1 CS 10.560 ----- CLOSURE WASHER

MCM 1201.01-206 1.719
Class A

B06.050.018 1RPV-449-03-18 MCM 1201.01-204 QAL-13 VT-1 CS 10.560 ----- CLOSURE WASHER
MCM 1201.01-206 1.719

Class A

B06.050.019 1RPV-449-03-19 MCM 1201.01-204 QAL-13 VT-i CS 10.560 - CLOSURE WASHER

MCM 1201.01-206 1.719
Class A

B06.050.020 1RPV-449-03-20 MCM 1201.01-204 QAL-13 VT-1 CS 10.560 ----- CLOSURE WASHER
MCM 1201.01-206 1.719

Class A

B06.050.021 1RPV-449-03-21 MCM 1201.01-204 QAL-13 VT-1 CS 10.560 ----- CLOSURE WASHER
MCM 1201.01-206 1.719

Class A

B06.050.022 1RPV-449-03-22 MCM 1201.01-204 QAL-13 VT-i CS 10.560 ----- CLOSURE WASHER

MCM 1201.01-206 1.719

Class A

B06.050.023 1RPV-449-03-23 MCM 1201.01-204 QAL-13 VT-i CS 10.560 ----- CLOSURE WASHER
MCM 1201.01-206 1.719

Class A
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B06.050.024 1RPV-449-03-24 MCM 1201.01-204 QAL-13 VT-1 CS 10.560 ----- CLOSURE WASHER

MCM 1201.01-206 1.719
Class A

B06.050.025 1RPV-449-03-25 MCM 1201.01-204 QAL-13 VT-1 CS 10.560 ----- CLOSURE WASHER
MCM 1201.01-206 1.719

Class A

B06.050.026 1RPV-449-03-26 MCM 1201.01-204 QAL-13 VT-1 CS 10.560 ----- CLOSURE WASHER
MCM 1201.01-206 1.719

Class A

B06.050.027 1RPV-449-03-27 MCM 1201.01-204 QAL-13 VT-1 CS 10.560 ----- CLOSURE WASHER
MCM 1201.01-206 1.719

Class A

B06.050.028 1RPV-449-03-28 MCM 1201.01-204 QAL-13 VT-1 CS 10.560 ----- CLOSURE WASHER
MCM 1201.01-206 1.719

Class A

B06.050.029 1RPV-449-03-29 MCM 1201.01-204 QAL-13 VT-1 CS 10.560 ----- CLOSURE WASHER
MCM 1201.01-206 1.719

Class A

B06.050.030 1RPV-449-03-30 MCM 1201.01-204 QAL-13 VT-1 CS 10.560 ----- CLOSURE WASHER
MCM 1201.01-206 1.719

Class A

B06.050.031 1RPV-449-03-31 MCM 1201.01-204 QAL-13 VT-1 CS 10.560 ----- CLOSURE WASHER
MCM 1201.01-206 1.719

Class A

B06.050.032 1RPV-449-03-32 MCM 1201.01-204 QAL-13 VT-1 CS 10.560 ----- CLOSURE WASHER
MCM 1201.01-206 1.719

Class A
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
B06.050.033 1RPV-449-03-33 MCM 1201.01-204 QAL-13 VT-1 CS 10.560 ----- CLOSURE WASHER

MCM 1201.01-206 1.719
Class A

B06.050.034 1RPV-449-03-34 MCM 1201.01-204 QAL-13 VT-1 CS 10.560 ----- CLOSURE WASHER
MCM 1201.01-206 1.719

Class A

B06.050.035 1 RPV-449-03-35 MCM 1201.01-204 QAL-13 VT-1 CS 10.560 ----- CLOSURE WASHER
MCM 1201.01-206 1.719

Class A

B06.050.036 1RPV-449-03-36 MCM 1201.01-204 QAL-13 VT-1 CS 10.560 ----- CLOSURE WASHER
MCM 1201.01-206 1.719

Class A

Total B06.050 Items: 21
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COMMENTS

**** Flange Surface, when connection dissassembled
B06.190.001 1RCP-lA-FLANGE MCM 1201.01-7 QAL-13 VT-1 SS 77.000 ----- RCP1A MAIN FLANGE

10.370 INSPECT ONLY IF DISASSEMBLED
Class A MCM 1201.01-193 PUMP

MANUAL

306.190.002 1RCP-1B-FLANGE MCM 1201.01-7 QAL-13 VT-1 SS 77.000 ----- RCP1B MAIN FLANGE
10.370 INSPECT ONLY IF DISASSEMBLED

Class A MCM 1201.01-193 PUMP
MANUAL

B06.190.003 1 RCP-1 C-FLANGE MCM 1201.01-7 QAL-13 VT-1 SS 77.000 ----- RCP1 C MAIN FLANGE
10.370 INSPECT ONLY IF DISASSEMBLED

Class A MCM 1201.01-193 PUMP
MANUAL

B06.190.004 1RCP-1D-FLANGE MCM 1201.01-7 QAL-13 VT-1 SS 77.000 ----- RCP1D MAIN FLANGE INSPECTONLYIF
10.370 DISASSEMBLED

Class A MCM 1201.01-193 PUMP
MANUAL

Total B06.190 Items: 4
Total B06 Items: 88
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;O/DWG NUMBERS

**** Bolts, Studs, and Nuts ****
B07.050.001 1NC-5-FL1 MCFI 1NC-5 QAL-13 VT-1 SS 1.375 FLANGE BOLTING (12)

MCFD 1553-03.00 10.000

307.050.002 1NC-5-FL2 MCFI 1NC-5 QAL-13 VT-i SS 1.375 FLANGE BOLTING (12)
MCFD 1553-03.00 10.000

Total 607.050 Items: 2
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**** Bolts, Studs, and Nuts ****
B07.070.064F 1NI-181 MCM 1205.00-0005 QAL-13 VT-1 SS 1.375 6" VALVE, MCFI-1N185

MCFD 1562-03.01 0.000 INSPECT ONLY ONE VALVE IN THIS GROUP
Class A (64A-64F) PER INTERVAL ITEM # 4J-008

Total B07.070 Items: 1
Total B07 Items: 3
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MBERE

B10.010.004 1PZR-W13C MCM 1201.01-170 NDE-25 MT CS 6.000 X-W QUADRANT
MCM 1201.01-0048 4.000 ITEM # CHANGED FROM B08.020.004 DUE TO

Class A MCM 1201.01-140 PZR Seismic Lug to CODE CHANGE
Shell

B10.010.005 1PZR-W13D MCM 1201.01-170 NDE-25 MT CS 6.000 W-ZQUADRANT
MCM 1201.01-0048 4.000 ITEM # CHANGED FROM B08.020.005 DUE TO

Class A MCM 1201.01-0140 PZR Seismic Lug to CODE CHANGE
Shell

Total B10.010 Items:
Total B10 Items:

2
2
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Pump Casing
B12.020.001 1RCP-1A MCM 1201.01-7 QAL-14 VT-3 SS 77.000 PUMP CASING INTERNAL SURFACES

4.500 INSPECT ONE REACTOR COOLANT PUMP PER
Class A INTERVAL. INSPECT ONLY IF DISASSEMBLED.

B12.020.002 1RCP-1B MCM 1201.01-7 QAL-14 VT-3 SS 77.000 PUMP CASING INTERNAL SURFACES
4.500 INSPECT ONE REACTOR COOLANT PUMP PER

Class A INTERVAL. INSPECT ONLY IF DISASSEMBLED.

B12.020.003 1RCP-1C MCM 1201.01-7 QAL-14 VT-3 SS 77.000 PUMP CASING INTERNAL SURFACES
4.500 INSPECT ONE REACTOR COOLANT PUMP PER

Class A INTERVAL. INSPECT ONLY IF DISASSEMBLED.

B1 2.020.004 1 RCP-1 D MCM 1201.01-7 QAL-1 4 VT-3 SS 77.000 PUMP CASING INTERNAL SURFACES
4.500 INSPECT ONE REACTOR COOLANT PUMP PER

Class A INTERVAL. INSPECT ONLY IF DISASSEMBLED.

Total B1 2.020 Items: 4
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**** Valve Body, Exceeding NPS 4 ****
B12.050.001A iNC-1 MCM 1205.09-0001 QAL-14 VT-3 SS 6.000 MCFI-1NC5

MCFD-1553-02.00 0.000 CROSBY RELIEF VALVE INSPECT ONE VALVE
Class A IN THIS GROUP (1A-1C) PER

INTERVAL.INSPECT ONLY IF DISASSEMBLED.
ITEM # 1 NC-0001

B12.050.001B 1NC-2 MCM 1205.09-0001 QAL-14 VT-3 SS 6.000 MCFI-1NC5
MCFD-11553-02.00 0.000 CROSBY RELIEF VALVE INSPECT ONE VALVE

Class A IN THIS GROUP (1A-1C) PER
INTERVAL.INSPECT ONLY IF DISASSEMBLED.
ITEM # 1 NC-0002

B12.050.001C 1NC-3 MCM 1205.09-0001 QAL-14 VT-3 SS 6.000 MCFI-1NC5
MCFD-11553-02.00 0.000 CROSBY RELIEF VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (lA-lC)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 1 NC-0003

B12.050.002A 1ND-1B MCM-1205.00-0010 QAL-14 VT-3 SS 14.000 MCFI-1 ND38
MCFD-1561-01.00 0.000 WALWORTH GATE VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (2A-2B)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-001

B12.050.002B 1ND-2A MCM-1205.00-0010 QAL-14 VT-3 SS 14.000 MCFI-1ND38
MCFD-1 561-01.00 0.000 WALWORTH GATE VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (2A-2B)PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-001

B12.050.003A 1NI-54A MCM-1205.00-0012 QAL-14 VT-3 SS 10.000 MCFI-1NI79
MCFD-1562-02.00 0.000

Class A

CRANE-ALOYCO GATE VALVE
INSPECT ONE VALVE IN THIS GROUP (3A-3D)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-005
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B12.050.003B INI-65B MCM1205.00-0012 QAL-14 VT-3 SS 10.000 MCFI-1NI80
MCFD-1 562-02.00 0.000 CRANE-ALOYCO GATE VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (3A-3D)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-043

B12.050.003C 1NI-76A MCM-1205.00-0012 QAL-14 VT-3 SS 10.000 MCFI-1NI87
MCFD-1 562-02.00 0.000 CRANE-ALOYCO GATE VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (3A-3D)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-043

B12.050.003D 1NI-88B MCM-1205.00-0012 QAL-14 VT-3 SS 10.000 MCFI-1NI86
MCFD-1 562-02.00 0.000 CRANE-ALOYCO GATE VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (3A-3D)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-043

B12.050.004A 1NI-59 MCM 1205.36-0011 QAL-14 VT-3 SS 10.000 MCFI-1N179
MCFD-1562-02.00 0.000 ATWOOD-MORRILL CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-055

B12.050.004B 1NI-60 MCM 1205.36-0010 QAL-14 VT-3 SS 10.000 MCFI-1NI79
MCFD-1 562-02.00 0.000 ATWOOD-MORRILL CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-054

B12.050.004C 1NI-70 MC 1205.36-0011 QAL-14 VT-3 SS 10.000 MCFI-1NI80
MCFD-1 562-02.00 0.000 ATWOOD-MORRILL CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-055

B12.050.004D 1NI-71 MCM 1205.36-0010 QAL-14 VT-3 SS 10.000 MCFI-1NI62
MCFD-1562-02.00 0.000

Class A

ATWOOD-MORRILL CHECK VALVE
INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-054



EOC 17

CATEGORY B-M-2. Valve Bodies
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 3

Plan Report
Page 20

05/17/2001

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
B12.050.004E 1NI-81 MCM 1205.36-0011 QAL-14 VT-3 SS 10.000 MCFI-1NI87

MCFD-1562-02.01 0.000 ATWOOD-MORRILL CHECK VALVE
Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)

PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-055

B12.050.004F 1NI-82 MCM 1205.36-0010 QAL-14 VT-3 SS 10.000 MCFI-1N187
MCFD-1562-02.01 0.000 ATWOOD-MORRILL CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-054

B12.050.004G 1NI-93 MCM 1205.36-0011 QAL-14 VT-3 SS 10.000 MCFI-1NI86
MCFD-1562-02.01 0.000 ATWOOD-MORRILL CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-055

B12.050.004H 1NI-94 MCM 1205.36-0010 QAL-14 VT-3 SS 10.000 MCFI-1N186
MCFD-1 562-02.01 0.000 ATWOOD-MORRILL CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-054

B12.050.005A 1NI-125 MCM 1205.00-0006 QAL-14 VT-3 SS 8.000 MCFI-1NI53
MCFD-1 562-03.00 0.000 ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (5A-5B)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-01 0

B12.050.005B 1NI-129 MCM 1205.00-0006 QAL-14 VT-3 SS 8.000 MCFI-1NI53
MCFD 1562-03.00 0.000 ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (5A-5B)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-01 0

B12.050.006A 1NI-126 MCM 1205.00-0005 QAL-14 VT-3 SS 6.000 MCFI-1N153
MCFD-1562-03.00 0.000

Class A

CRANE-ALOYCO CHECK VALVE
INSPECT ONE VALVE IN THIS GROUP (6A-6F)
PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008
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B12.050.006B 1NI-134 MCM 1205.00-0005 QAL-14 VT-3 SS 6.000 MCFI-1NI53

MCFD-1562-03.00 0.000 CRANE-ALOYCO CHECK VALVE
Class A INSPECT ONE VALVE IN THIS GROUP (6A-6F)

PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008

B12.050.006C 1NI-157 MCM 1205.00-0005 QAL-14 VT-3 SS 6.000 MCFI-1NI53
MCFD-1 562-03.00 0.000 CRANE-ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (6A-6F)
PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008

B12.050.006D 1NI-175 MCM 1205.00-0005 QAL-14 VT-3 SS 6.000 MCFI-1NI53
MCFD-1 562-03.01 0.000 CRANE-ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (6A-6F)
PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008

812.050.006E 1NI-180 MCM 1205.00-0005 QAL-14 VT-3 SS 6.000 MCFI-1NI53
MCFD-1 562-03.01 0.000 CRANE-ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (6A-6F)
PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008

B12.050.006F 1NI-181 MCM 1205.00-0005 QAL-14 VT-3 SS 6.000 MCFI-1NI53
MCFD-1 562-03.01 0.000 CRANE-ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (6A-6F)
PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008

B12.050.007A 1NI-160 MCM 1205.36-0028 QAL-14 VT-3 SS 6.000 MCFI-1NI35
MCFD-1562-03.00 0.000

Class A

WESTINGHOUSE CHECK VALVE
INSPECT ONE VALVE IN THIS GROUP (7A-7B)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 5J-001
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* Inservice Inspection Plan for Interval 3 Outage 3 05/17/2001
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

B12.050.007B 1NI-176 MCM 1205.36-0028 QAL-14 VT-3 SS 6.000 MCFI-1NI78
MCFD-1562-03.01 0.000 WESTINGHOUSE CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (7A-7B)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 5J-001

Total B12.050 Items: 27
Total B12 Items: 31
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I SYS ISO/DWG NUMBERS

**** Welds in CRD Housing ****
B14.010.010 1RPV-CRDM-64 MCM 1201.01-224 NDE-35 PT SS-Inconel 4.000 CRD HOUSING WELD

0.642 (PERIPHERAL)

Class A

Total B14.010 Items: 1

Total B14 Items: 1
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C01.020.090 1RCPSS-SH-3 MCM 1201.04-272 NDE-2030 UT SS 12.000 50313 RECIPROCATING CHARGING PUMP SUCTION

Circumferential 0.375 STABLIZER
Class B Shell to

Upper head

C01.020.091 1RCPSS-SH-2 MCM 1201.04-272 NDE-2030 UT SS 12.000 50313 RECIPROCATING CHARGING PUMP SUCTION
Circumferential 0.375 STABLIZER

Class B Shell to
Lower head

Total C01.020 Items: 2
Total C01 Items: 2
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**** Nozzle-to-Shell (or Head) Weld ****
C02.011.001 1RCPSS-INLET MCM 1201.04-272 NDE-35 PT SS 4.000 RECIPROCATING

MC-1554-3.0 0.375 CHARGING PUMP STABLIZER SUCTION
Class B Nozzle to INLET NOZZLE

Shell

C02.011.002 1RCPSS-OUTLET MCM 1201.04-272 NDE-35 PT SS 4.000 RECIPROCATING
MC-1554-3.0 0.375 CHARGING PUMP STABLIZER SUCTION

Class B Nozzle to OUTLET NOZZLE
Shell

Total C02.011 Items: 2

Total C02 Items: 2
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PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTSD NUMBER SYS ISO/DWG NUMBERS

**** Welded Attachments ****
C03.010.003 1RCPSS-SUPP NV MCM 1201.04-272 NDE-35 PT CS 12.000 RECIPROCATING CHARGING PUMP SUCTION

0.375 STABLIZER SUPPORT
Class B WELDED ATTACHMENT

Total C03.010 Items: 1
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SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

C03.020.024 1-MCA-ND-H49 ND MCSRD-NDA/sht. 7 NDE-35 PT SS 8.000 WELDED ATTACHMENT
Rigid Support 0.125

Class B

C03.020.025 1-MCA-ND-H63 ND MCSRD-NDA/sht. 6 NDE-35 PT SS 8.000 WELDED ATTACHMENT
Rigid Support 0.203

Class B

C03.020.027 1-MCA-ND-H335 ND MCSRD-NIO/sht. 1 NDE-35 PT SS 18.000 WELDED ATTACHMENT
Rigid Restraint 0.750

Class B

C03.020.042 1-MCA-NS-H36 NS MCSRD-NSA/sht. 1 NDE-35 PT SS 8.000 WELDED ATTACHMENT
Rigid Support 0.125

Class B

C03.020.072 1-MCA-VQ-H11 VQ MCSRD-VQA/sht. 2 NDE-35 PT SS 6.000 WELDED ATTACHMENT
Rigid Support 0.125

Class B

Total C03.020 Items:
Total C03 Items:

5
6
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**** Valve Body Welds ****
C06.020.002A 1CF-126-1 CF MCM 1205.00-989/1 NDE-25 MT CS 6.000 ITEM # 6J-26

1.165 INSPECT ONE VALVE IN THIS GROUP (2A-2D)

Class B Valve Body to PER INTERVAL.
Bonnet

-

Total C06.020 Items:
Total C06 Items:

1

1
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**** Welded Attachments ****
D01.020.004 1-MCA-CA-H168 CA MCSRD-CAM/sht.2 QAL-13 VT-1 NA 4.000 WELDED ATTACHMENT

Spring Hgr 0.500
Class C

D01.020.061 1-MCA-KC-2134 KC MCSRD-KC-304/sht.1 QAL-13 VT-1 NA 20.000 WELDED ATTACHMENT
Rigid Restraint MCFD 1573-01.01 0.125

Class C

Total D01.020 Items: 2
Total D01 Items: 2
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BER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

F01.010.008A 1-MCR-NC-555 NC MCSRD-NC-03/sht. 1 QAL-14 VT-3 NA 4.000
Rigid Support 0.000

Class A

F01.010.053C 1-MCR-ND-507 ND MCSRD-ND-01/sht. 1 QAL-14 VT-3 NA 14.000
Mech Snubber 0.000

Class A

F01.010.103B 1-MCR-NI-527 NI MCSRD-NI-01/sht. 2 QAL-14 VT-3 NA 6.000
Rigid Restraint 0.000

Class A

F01.010.107A 1-MCR-NI-547 NI MCSRD-NI-03/sht. 1 QAL-14 VT-3 NA 6.000
Rigid Support 0.000

Class A

F01.010.151B 1-MCR-NV-814 NV MCSRD-NV-08/sht. 1 QAL-14 VT-3 NA 2.000
Rigid Restraint 0.000

Class A

F01.010.152B 1-MCR-NV-848 NV MCSRD-NV-06/sht. 1 QAL-14 VT-3 NA 2.000
Rigid Support 0.000

Class A

Total F01.010 Items: 6
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F01.020.001C 1-MCA-CA-H365 CA MCSRD-CAM/sht. 2 QAL-14 VT-3 NA 6.000
Hyd Snubber 0.000

Class B

F01.020.007C 1-MCA-CA-H411 CA MCSRD-CAN/sht. 1 QAL-14 VT-3 NA 6.000
Hyd Snubber 0.000

Class B

F01.020.051C 1-MCA-CF-H152 CF MCSRD-CFC/sht. 1 QAL-14 VT-3 NA 18.000
Hyd Snubber 0.000

Class B

F01.020.101C 1-MCA-FW-H1 FW MCSRD-FWA/sht. 6 QAL-14 VT-3 NA 14.000
Spring Hgr 0.000

Class B

F01.020.151C 1-MCA-ND-H2 ND MCSRD-NDA/sht. 4 QAL-14 VT-3 NA 8.000
Spring Hgr 0.000

Class B

F01.020.152B 1-MCA-ND-H7 ND MCSRD-NDA/sht. 4 QAL-14 VT-3 NA 8.000
Rigid Restraint 0.000

Class B

F01.020.154A 1-MCA-ND-H21 ND MCSRD-NDA/sht. 2 QAL-14 VT-3 NA 8.000
Rigid Support 0.000

Class B

F01.020.181A 1-MCA-ND-H63 ND MCSRD-NDA/sht. 6 QAL-14 VT-3 NA 8.000
Rigid Support 0.203

Class B
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F01.020.182A 1-MCA-ND-H49 ND MCSRD-NDA/sht. 7 QAL-14 VT-3 NA 8.000

Rigid Support 0.125
Class B

F01.020.183B 1-MCA-ND-H259 ND MCSRD-FWA/sht. 7 QAL-14 VT-3 NA 14.000
Rigid Restraint 0.000

Class B

F01.020.213A 1-MCR-NI-827 NI MCSRD-NI-08/sht. 1 QAL-14 VT-3 NA 2.000
Rigid Support 0.000

Class B

F01.020.222C 1-MCR-NI-717 NI MCSRD-NI-11/sht. 1 QAL-14 VT-3 NA 2.000
Hyd Snubber 0.000

Class B

F01.020.225B 1-MCR-NI-774 NI MCSRD-NI-09/sht. 3 QAL-14 VT-3 NA 4.000
Rigid Restraint 0.000

Class B

F01.020.226B 1-MCR-NI-775 NI MCSRD-NI-09/sht. 3 QAL-14 VT-3 NA 4.000
Rigid Restraint 0.000

Class B

F01.020.260A 1-MCA-NS-H30 NS MCSRD-NSC/sht. 1 QAL-14 VT-3 NA 10.000
Rigid Support 0.000

Class B

F01.020.261B 1-MCA-NS-H36 NS MCSRD-NSA/sht. 1 QAL-14 VT-3 NA 8.000
Rigid Restraint 0.125

Class B

F01.020.262C 1-MCA-NS-H39 NS MCSRD-NSA/sht. 1 QAL-14 VT-3 NA 8.000
Spring Hgr

Class B

0.000
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F01.020.316A 1-MCA-NV-H23 NV MC-1190-NV-01-03 QAL-14 VT-3 NA 3.000

Rigid Support 0.000
Class B

F01.020.317A 1-MCA-NV-H27 NV MC-1190-NV-01-03 QAL-14 VT-3 NA 3.000
Rigid Support 0.000

Class B

F01.020.318B 1-MCA-NV-H29 NV MC-1190-NV-01-03 QAL-14 VT-3 NA 3.000
Rigid Restraint 0.000

Class B

F01.020.319A MC-1683-NV.04-R27 NV MC-1683-NV.04 QAL-14 VT-3 NA 2.000
Rigid Support 0.000

Class B

F01.020.320C MC-1683-NV.04-R28 NV MC-1683-NV.04 QAL-14 VT-3 NA 2.000
Hyd Snubber 0.000

Class B

F01.020.554A 1-MCA-SM-H70 SM MCSRD-SMA/sht. 4 QAL-14 VT-3 NA 36.000
Rigid Support 0.000

Class B

F01.020.555C 1-MCA-SM-H73 SM MCSRD-SMA/sht. 4 QAL-14 VT-3 NA 42.000
Hyd Snubber 0.000

Class B

F01.020.601C 1-MCA-SV-H13 SV MCSRD-SVA/sht. 1 QAL-14 VT-3 NA 6.000
Spring Hgr 0.000

Class B

F01.020.652A 1-MCA-VQ-H11
Rigid Support

Class B

VQ MCSRD-VQA/sht. 2 QAL-14 VT-3 NA 6.000
0.125



EOC 17

CATEGORY F-A. Supports
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1Class 2 Piping Supports

ITEM NUMBER ID NUMB

Plan Report
Page 34

05/17/2001Inservice Inspection Plan for Interval 3 Outage 3
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS;ER SYS ISO/DWG NUMBERS

Total F01.020 Items: 26



EOC 17

CATEGORY F-A. Sunnorts
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1*Cass 3 Piping Supports

ITEM NUMBER ID NUMBER

Plan Report
Page 35

05/17/2001Inservice Inspection Plan for Interval 3 Outage 3
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKSSYS ISO/DWG NUMBERS COMMENTS

F01.030.005C 1-MCA-CA-H187 CA MCSRD-CAD/sht.1 QAL-14 VT-3 NA 4.000
Hyd Snubber 0.000

Class C

F01.030.006C 1-MCA-CA-H168 CA MCSRD-CAM/sht.2 QAL-14 VT-3 NA 4.000
Spring Hgr 0.500

Class C

F01.030.007C 1-MCA-CA-H52 CA MCSRD-CAC/sht.1 QAL-14 VT-3 NA 4.000
Spring Hgr 0.000

Class C

F01.030.112A 1-MCA-KC-1089 KC MCSRD-KC-303/sht.2 QAL-14 VT-3 NA 6.000
Rigid Support MCFD 1573-01.01 0.000

Class C

F01.030.114A 1-MCA-KC-1006 KC MCSRD-KC-305/sht.2 QAL-14 VT-3 NA 16.000
Rigid Support MCFD 1573-01 -00 0.000

Class C

F01.030.115A 1-MCA-KC-2297 KC MCSRD-KC-305/sht.3 QAL-14 VT-3 NA 8.000
Rigid Support MCFD 1573-02-00 0.000

Class C

F01.030.116A 1-MCA-KC-H100 KC MCSRD-KC-305/sht.3 QAL-14 VT-3 NA 8.000
Rigid Support MCFD 1573-02-00 0.000

Class C

F01.030.125B 1 -MCA-KC-2134
Rigid Restraint

Class C

KC MCSRD-KC-304/sht.1
MCFD 1573-01.01

QAL-14 VT-3 NA 20.000
0.125



EOC 17

CATEGORY F-A. SuDnorts
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System Plan Report

Class 3 Piping Supports McGuire 1

Inservice Inspection Plan for Interval 3 Outage 3

Page 36
05/17/2001

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
F01.030.128B 1-MCA-KC-1034 KC MCSRD-KC-311/sht.2 QAL-14 VT-3 NA 6.000

Rigid Restraint MCFD 1573-02.02 0.000
Class C

F01.030.129B 1-MCA-KC-1027 KC MCSRD-KC-311/sht.3 QAL-14 VT-3 NA 6.000
Rigid Restraint MCFD 1573-02.02 0.000

Class C

F01.030.152C 1-MCA-KD-083 KD MCSRD-KD-10/sht.2 QAL-14 VT-3 NA 6.000
Hyd Snubber MCFD 1609-01.01 0.000

Class C

F01.030.153C 1-MCA-KD-165 KD MCSRD-KD-12/sht.1 QAL-14 VT-3 NA 6.000
Spring Hgr MCFD 1609-01.01 0.000

Class C

F01.030.271A 1-MCA-WN-H29 WN MCSRD-WNB/sht.1 QAL-14 VT-3 NA 8.000
Rigid Support MCFD 1609-07.00 0.000

Class C

F01.030.272B 1-MCA-WN-H64 WN MCSRD-WNB/sht.3 QAL-14 VT-3 NA 6.000
Rigid Restraint MCFD 1609-07.00 0.000

Class C

Total F01.030 Items: 14



EOC 17

CATEGORY F-A. Supports
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1MSupports other than Piping Supports (Class 1. 2.
Plan Report

Page 37
05/17/2001

ITEM NUMBER
Inservice Inspection Plan for Interval 3 Outage 3

PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKSID NUMBER SYS ISO/DWG NUMBERS COMMENTS

F01.040.001 1PZR-SKIRT NC MCM 1201.01-0048 QAL-14 VT-3 NA 0.000 PRESSURIZER SUPPORT SKIRT
0.000

Class A

F01.040.002 1PZR-LUGS NC MCM 1201.01-0170 QAL-14 VT-3 NA 0.000 PRESSURIZER SUPPORT LUGS
0.000

Class A

F01.040.003 1PZR-SUPPORT NC MC-1070-4 QAL-14 VT-3 NA 0.000 PRESSURIZER LOWER AND UPPER SUPPORT
MC-1 070-6 0.000 FRAME

Class A MC-1 070-22

F01.040.006 1RCP-B-SUPPORT NC MC-1070-4 QAL-14 VT-3 NA 0.000 REACTOR COOLANT PUMP lB SUPPORT
MC-1 070-17 0.000 (3 ASSEMBLIES)

Class A

FO1.040.010 1RCPSS-SUPPORT NV MCM 1201.04-0272 QAL-14 VT-3 NA 0.000 RECIPROCATING CHARGING PUMP SUCTION
0.000 STABILIZER

Class B SUPPORT

Total F01.040 Items:
Total F01 Items:

5
51
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CATEGORY AUG. Auamented Inspections
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

Augmented Exam. Reactor Coolant Pump
Flywheel

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

McGuire 1
Inservice Inspection Plan for Interval 3 Outage 3

PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 38

05/17/2001

GO1.001.004 1RCP-1D NC MCM 1201.01-7 NDE-949 UT CS 0.000 50237 REACTOR COOLANT PUMP 1D FLYWHEEL.
0.000 AUGMENTED EXAMINATION.

Class A INSPECT ONCE PER INTERVAL I.AW.
TECHNICAL SPECIFICATION 5.5.7

Total GO1.001 Items: 1

Total G01 Items: 1
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CATEGORY AUG. Augmented Inspections

IAugmented Exam. Pipe Rupture Protection

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBER'

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 3
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS

Plan Report
Page 39

05/17/2001

COMMENTS

G03.001.004 1NC1F-109 MCFI-1NC-47 NDE-600 UT SS 10.000 * AUGMENTED EXAMINATION
Circumferential 1.000 REFERENCE DOCUMENT SRG-78-001 REV.2

(DISTRIBUTION CODE MADM-257), 'SEE
SECTION 8 FOR CALIBRATION BLOCK
REQU I REM ENTS

G03.001.004A 1NC1F-109 MCFI-1 NC-47 NDE-35 PT SS 10.000 AUGMENTED EXAMINATION
Circumferential 1.000 REFERENCE DOCUMENT SRG-78-001 REV.2

(DISTRIBUTION CODE MADM-257)

G03.001.005 1 NC-1 02-1 MCFI-1 NC-47 NDE-600 UT SS 10.000 * AUGMENTED EXAMINATION
Circumferential 1.000 REFERENCE DOCUMENT SRG-78-001 REV.2

(DISTRIBUTION CODE MADM-257), *SEE
SECTION 8 FOR CALIBRATION BLOCK
REQUIREMENTS

G03.001.005A 1NC-102-1 MCFI-1 NC-47 NDE-35 PT SS 10.000 AUGMENTED EXAMINATION
Circumferential 1.000 REFERENCE DOCUMENT SRG-78-001 REV.2

(DISTRIBUTION CODE MADM-257)

G03.001.006 1NC-102-2 MCFI-1NC-47 NDE-600 UT SS 10.000 * AUGMENTED EXAMINATION
Circumferential 1.000 REFERENCE DOCUMENT SRG-78-001 REV.2

(DISTRIBUTION CODE MADM-257), 'SEE
SECTION 8 FOR CALIBRATION BLOCK
REQUI REMENTS

G03.001.006A 1NC-102-2 MCFI-1 NC-47 NDE-35 PT SS 10.000 AUGMENTED EXAMINATION
Circumferential 1.000 REFERENCE DOCUMENT SRG-78-001 REV.2

(DISTRIBUTION CODE MADM-257)

G03.001.007 1NC-128-1 MCFI-1 NC-47 NDE-600 UT SS 10.000 * AUGMENTED EXAMINATION
Circumferential 1.000 REFERENCE DOCUMENT SRG-78-001 REV.2

(DISTRIBUTION CODE MADM-257), 'SEE
SECTION 8 FOR CALIBRATION BLOCK
REQUIREMENTS



EOC 17

CATEGORY AUG. Augmented Inspections
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1MAugmented Exam, Pipe Rupture Protection
Plan Report

Page 40

m Inservice Inspection Plan for Interval 3 Outage 3 UDI I IIzUU I

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
G03.001.007A 1NC-128-1 MCFI-1 NC-47 NDE-35 PT SS 10.000 AUGMENTED EXAMINATION

Circumferential 1 .000 REFERENCE DOCUMENT SRG-78-001 REV.2
(DISTRIBUTION CODE MADM-257)

G03.001.008 1NC-128-2 MCFI-1 NC-47 NDE-600 UT SS 10.000 * AUGMENTED EXAMINATION
Circumferential 1.000 REFERENCE DOCUMENT SRG-78-001 REV.2

(DISTRIBUTION CODE MADM-257), -SEE
SECTION 8 FOR CALIBRATION BLOCK
REQUIREMENTS

G03.001.008A 1NC-128-2 MCFI-1 NC-47 NDE-35 PT SS 10.000 AUGMENTED EXAMINATION
Circumferential 1.000 REFERENCE DOCUMENT SRG-78-001 REV.2

(DISTRIBUTION CODE MADM-257)

Total G03.001 Items:
Total G03 Items:

10
10
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CATEGORY R-A. Risk Informed Piping
Examinations
MElements Subject to Thermal Fatigue

ITEM NUMBER IDNUMBER SYS ISO/DWC

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 3
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS

Plan Report
Page 41

05/17/2001

i'NUMBERS COMMENTS
**** ****

R01.011.005 1SGA-OUTLET-W6SENC MC1676-4 NDE-2930 UT SS-CS 31.000 5149697 STEAM GENERATOR 1AOUTLET NOZZLE,
Circumferential MCM 1201.01-0782 2.500 5158172 DWG. MC-ISIN-1553-01.00, SEGMENT NC-005

Class A Term end MCM 1201.01-0769 Nozzle to
Dissimilar Safe End

R01.011.023 1PZR-W2SE NC MCM 1201.01-170 NDE-2010 UT SS-CS 4.000 50467 PRESSURIZER SPRAY NOZZLE, SEGMENT
Circumferential MCM 1201.01-171 0.970 50211 NC-043

Class A Term end MC-ISIN-1553-02.00 Nozzle to
Dissimilar Safe End

R01.011.081 1N132A-2 NI MCFI-1N121 NDE-600 UT SS 18.000 * SEGMENT NI-060,
Circumferential MC-ISIN-1562-03.01 0.250 *SEE SECTION 8 FOR CALIBRATION BLOCK

Class B Elbow to REQUIREMENTS
Elbow

R01.011.082 1N193-4 NI MCFI-1N197 NDE-600 UT SS 3.000 * SEGMENTNI-061A,
Circumferential MC-ISIN-1562-01.00 160 0.438 *SEE SECTION 8 FOR CALIBRATION BLOCK

Class B Elbow to REQUIREMENTS
Reducer

R01.011.083 1N1267-2 NI MCFI-1NI75 NDE-600 UT SS 3.000 * SEGMENTNI-062A,
Circumferential MC-ISIN-1562-01.00 0.438 *SEE SECTION 8 FOR CALIBRATION BLOCK

Class B Reducer to REQUIREMENTS
Pipe

R01.011.084 1N1227-6 NI MCFI-1NI74 NDE-600 UT SS 3.000 * SEGMENTNI-063A,
Circumferential MC-ISIN-1562-01.00 0.438 *SEE SECTION 8 FOR CALIBRATION BLOCK

Class B Reducer to REQUIREMENTS
Tee

R01.011.131 1NVP624-5 NV MCFI-1NV13 NDE-12 RT SS 8.000 SEGMENT NV-001
Circumferential MC-ISIN-1554-03.01 0.148

Class B Elbow to
Pipe

R01.011.132 1NV1F2886 NV MCFI-1NV13 NDE-12 RT SS 8.000 SEGMENTNV-002AA
Circumferential MC-ISIN-1554-03.01 0.148

Class B Pipe to
Elbow



EOC 17

CATEGORY R-A. Risk Informed Piping
Examinations
WElements Subject to Thermal Fatigue

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1
Plan Report

Page 42

* Inservice Inspection Plan for Interval 3 Outage 3 05/17/2001
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

R01.011.133 1NV40-1 NV MCFI-1NV9 NDE-12 RT SS 8.000 SEGMENT NV-002AA
Circumferential MC-ISIN-1554-03.01 0.148

Class B Reducer to
Tee

R01.011.140 1NV15-2 NV MCFI-1NV-8 NDE-600 UT SS 4.000 * SEGMENT NV-011A,
Circumferential MC-ISIN-1554-03.01 0.531 *SEE SECTION 8 FOR CALIBRATION BLOCK

Class B Tee to REQUIREMENTS
Pipe

R01.011.204 1 RV1 F107 RV MCFI-1 RV31 NDE-600 UT CS 12.000 * SEGMENT RV-013,
Circumferential MC-ISIN-1 604.03-00 0.375 *SEE SECTION 8 FOR CALIBRATION BLOCK

Class B Pipe to REQUIREMENTS
Pipe

Total R01.011 Items: 11
**** ****

R01.013.002 1RV1F104A RV MCFI-1RV31 NDE-946 UT CS 12.000 STEP SEGMENT RV-002
Circumferential MC-ISIN-1604-03.00 0.375 WEDGE EXAMINE A 1 FT. LENGTH OF PIPE AT WELD TO

Class B Pipe to DETERMINE WALL THKS.
Valve

Total R01.013 Items:
Total R01 Items:

1

12
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CATEGORY B-A. Pressure Retaining Welds
in Reactor Vessel
IHead Welds

ITEM NUMBER ID NUMBER SYS 1ISO/DWC7 NUMBERW

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 4
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS

Plan Report
Page 1

05/17/2001

COMMENTS

**** Circumferential ****
B01.021.001 1 RPV 6-446B MCM 1201.01-204 NDE-620 UT CS 0.000 50376 CLOSURE HEAD

Circumferential MCM 1201.01-225 7.300 PC. 446-03 TO PC. 446-04
Class A

Total B01.021 Items: 1

**** Meridional ****
B01.022.004 1 RPV 1-446D MCM 1201.01-204 NDE-620 UT CS 0.000 50376 CLOSURE HEAD

Longitudinal MCM 1201.01-225 7.300 MERIDIONAL WELD
Class A APPROX.252 DEG.

B01.022.005 1RPV 1-446E MCM 1201.01-204 NDE-620 UT CS 0.000 50376 CLOSURE HEAD
Longitudinal MCM 1201.01-225 7.300 MERIDIONAL WELD

Class A APPROX.324 DEG.

Total B01.022 Items:
Total B01 Items:

2
3



EOC 18

CATEGORY B-D. Full Penetration Welds of
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management SystemNozzels in Vessels

MPressurizer

ITEM NU MBFER IDIr

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 4
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 2

05/17/2001

NIUMBER SYS ISO/DWG NUMBERS

**** Nozzle-to-Vessel Welds ****
B03.110.001 1PZR-10 MCM 1201.01-170 NDE-620 UT CS 24.500 50337 PRESSURIZER SURGE NOZZLE TO LOWER

Circumferential MCM 1201.01-171 See Corn 2.550 50236A HEAD. DEPENDING UPON THE EXAMINERS
Class A QUALIFICATIONS, PROCEDURE PDI-UT-6 MAY

BE USED IN LIEU OF NDE-620

Total B03.110 Items: 1
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CATEGORY B-D. Full Penetration Welds of
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management SystemNozzels in Vessels

Pressurizer

ITEM NUMBER ID

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 4
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 3

05/17/2001

NUMBER SYS ISO/DWG NUMBERS

**** Nozzle Inside Radius Section ****
B03.120.001 1 PZR-10R MCM 1201.01-170 NDE-2080 UT CS 24.500 TBD PRESSURIZER SURGE NOZZLE TO LOWER

Circumferential MCM 1201.01-171 2.550 HEAD INSIDE RADIUS
Class A

Total B03.120 Items:
Total B03 Items:

1

2
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CATEGORY B-G-1. Pressure Retaining
Bolting. Greater than 2" In Diameter

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERE

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 4
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS

Plan Report
Page 4

05/17/2001

COMMENTS

**** Flange Surface, when connection dissassembled ****
B06.190.001 1RCP-1A-FLANGE MCM 1201.01-7 QAL-13 VT-1 SS 77.000

10.370
----- RCP1A MAIN FLANGE

INSPECT ONLY IF DISASSEMBLED
MCM 1201.01-193 PUMP
MANUAL

Class A

B06.190.002 1RCP-1 B-FLANGE MCM 1201.01-7 QAL-13 VT-1 SS 77.000 ----- RCP1B MAIN FLANGE
10.370 INSPECT ONLY IF DISASSEMBLED

MCM 1201.01-193 PUMPClass A MANUAL

B06.190.003 1RCP-1C-FLANGE MCM 1201.01-7 QAL-13 VT-1 SS 77.000 ----- RCP1C MAIN FLANGE
10.370 INSPECT ONLY IF DISASSEMBLED

MCM 1201.01-193 PUMPClass A MANUAL

B06.190.004 1RCP-1D-FLANGE MCM 1201.01-7 QAL-13 VT-1 SS 77.000 ----- RCP1D MAIN FLANGE INSPECT ONLY IF
10.370 DISASSEMBLED

MCM 1201.01-193 PUMPClass A MANUAL

Total B06.190 Items: 4
Total B06 Items: 4
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CATEGORY B-G-2. Pressure Retaining
Bolting. 2" And Less In Diameter

ITEM NUMBER ID NUMBER SYS IS

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 4
D PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 5

05/17/2001

O/DWG NUMBERS

**** Bolts, Studs, and Nuts ****
B07.050.003 1NC-5-FL3 MCFI 1NC-5 QAL-13 VT-1 SS 1.375 FLANGE BOLTING (12)

MCFD 1553-03.00 10.000

B07.050.200 1NV-25-FL2 MCFI 1NV-25 QAL-13 VT-1 SS 1.000 ----- FLANGE BOLTING (4)
MCFD 1554-01.00 0.000

Total B07.050 Items: 2

Total B07 Items: 2
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CATEGORY B-L-2. Pump Casings
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1

ITEM NUMBER

Plan Report
Page 6

05/17/2001Inservice Inspection Plan for Interval 3 Outage 4
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKSID NUMBER SYS ISO/DWG NUMBERS COMMENTS

**** Pump Casing ****
B12.020.001 1RCP-1A MCM 1201.01-7 QAL-14 VT-3 Ss 77.000 PUMP CASING INTERNAL SURFACES

4.500 INSPECT ONE REACTOR COOLANT PUMP PER
Class A INTERVAL. INSPECT ONLY IF DISASSEMBLED.

B12.020.002 1RCP-1B MCM 1201.01-7 QAL-14 VT-3 SS 77.000 PUMP CASING INTERNAL SURFACES
4.500 INSPECT ONE REACTOR COOLANT PUMP PER

Class A INTERVAL. INSPECT ONLY IF DISASSEMBLED.

B12.020.003 1RCP-1C MCM 1201.01-7 QAL-14 VT-3 SS 77.000 PUMP CASING INTERNAL SURFACES
4.500 INSPECT ONE REACTOR COOLANT PUMP PER

Class A INTERVAL. INSPECT ONLY IF DISASSEMBLED.

512.020.004 1RCP-1D MCM 1201.01-7 QAL-14 VT-3 SS 77.000 PUMP CASING INTERNAL SURFACES
4.500 INSPECT ONE REACTOR COOLANT PUMP PER

Class A INTERVAL. INSPECT ONLY IF DISASSEMBLED.

Total B12.020 Items: 4
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CATEGORY B-M-2. Valve Bodies
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1

ITEM NUMBER

Plan Report
Page 7

05/17/2001Inservice Inspection Plan for Interval 3 Outage 4
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKSID NUMBER SYS ISO/DWG NUMBERS COMMENTS

**** Valve Body, Exceeding NPS 4 ****
B12.050.001A 1NC-1 MCM 1205.09-0001 QAL-14 VT-3 Ss 6.000 MCFI-1NC5

MCFD-1553-02.00 0.000 CROSBY RELIEF VALVE INSPECT ONE VALVE
Class A IN THIS GROUP (1A-1C) PER

INTERVAL.INSPECT ONLY IF DISASSEMBLED.
ITEM # 1 NC-0001

B12.050.001B 1NC-2 MCM 1205.09-0001 QAL-14 VT-3 SS 6.000 MCFI-1NC5
MCFD-1 553-02.00 0.000 CROSBY RELIEF VALVE INSPECT ONE VALVE

Class A IN THIS GROUP (1A-1C) PER
INTERVAL.INSPECT ONLY IF DISASSEMBLED.
ITEM # 1 NC-0002

B12.050.001C 1NC-3 MCM 1205.09-0001 QAL-14 VT-3 SS 6.000 MCFI-1NC5
MCFD-1553-02.00 0.000 CROSBY RELIEF VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (lA-lC)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 1 NC-0003

B12.050.002A 1ND-1B MCM-1205.00-0010 QAL-14 VT-3 SS 14.000 MCFI-1ND38
MCFD-1561-01.00 0.000 WALWORTH GATE VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (2A-2B)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-001

B12.050.002B 1ND-2A MCM-1205.00-0010 QAL-14 VT-3 SS 14.000 MCFI-1ND38
MCFD-1561-01.00 0.000 WALWORTH GATE VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (2A-2B)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-001

B 12.050.003A 1 N 1-54A MCM-1 205.00-0012
MCFD-1 562-02.00

QAL-14 VT-3 SS 10.000
0.000

MCFI-1 Nl79
CRANE-ALOYCO GATE VALVE
INSPECT ONE VALVE IN THIS GROUP (3A-3D)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-005

Class A



EOC 18

CATEGORY B-M-2. Valve Bodies
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System Plan Report

McGuire 1 Page 8
* Inservice Inspection Plan for Interval 3 Outage 4 05/17/2001
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIANTHK CAL BLOCKS COMMENTS

B12.050.003B 1NI-65B MCM1205.00-0012 QAL-14 VT-3 SS 10.000 MCFI-1NI80
MCFD-1562-02.00 0.000 CRANE-ALOYCO GATE VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (3A-3D)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-043

B12.050.003C 1NI-76A MCM-1205.00-0012 QAL-14 VT-3 SS 10.000 MCFI-1NI87
MCFD-1562-02.00 0.000 CRANE-ALOYCO GATE VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (3A-3D)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-043

B12.050.003D 1NI-88B MCM-1205.00-0012 QAL-14 VT-3 SS 10.000 MCFI-1NI86
MCFD-1562-02.00 0.000 CRANE-ALOYCO GATE VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (3A-3D)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-043

B12.050.004A 1NI-59 MCM 1205.36-0011 QAL-14 VT-3 SS 10.000 MCFI-1NI79
MCFD-1562-02.00 0.000 ATWOOD-MORRILL CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-055

B12.050.004B 1NI-60 MCM 1205.36-0010 QAL-14 VT-3 SS 10.000 MCFI-1NI79
MCFD-1 562-02.00 0.000 ATWOOD-MORRILL CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-054

B12.050.004C 1NI-70 MC 1205.36-0011 QAL-14 VT-3 SS 10.000 MCFI-1NI80
MCFD-1 562-02.00 0.000 ATWOOD-MORRILL CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-055

B12.050.004D 1NI-71 MCM 1205.36-0010 QAL-14 VT-3 SS 10.000 MCFI-1NI62
MCFD-1 562-02.00 0.000

Class A

ATWOOD-MORRILL CHECK VALVE
INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-054
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CATEGORY B-M-2. Valve Bodies
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 4

Plan Report
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05/17/2001

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
B12.050.004E 1NI-81 MCM 1205.36-0011 QAL-14 VT-3 SS 10.000 MCFI-1N187

MCFD-1 562-02.01 0.000 ATWOOD-MORRILL CHECK VALVE
Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)

PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-055

B12.050.004F 1NI-82 MCM 1205.36-0010 QAL-14 VT-3 SS 10.000 MCFI-1NI87
MCFD-1562-02.01 0.000 ATWOOD-MORRILL CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-054

B12.050.004G 1NI-93 MCM 1205.36-0011 QAL-14 VT-3 SS 10.000 MCFI-1NI86
MCFD-1562-02.01 0.000 ATWOOD-MORRILL CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-055

B12.050.004H 1NI-94 MCM 1205.36-0010 QAL-14 VT-3 SS 10.000 MCFI-1NI86
MCFD-1562-02.01 0.000 ATWOOD-MORRILL CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-054

B12.050.005A 1NI-125 MCM 1205.00-0006 QAL-14 VT-3 SS 8.000 MCFI-1NI53
MCFD-1 562-03.00 0.000 ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (5A-5B)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-010

B12.050.005B 1NI-129 MCM 1205.00-0006 QAL-14 VT-3 SS 8.000 MCFI-1NI53
MCFD 1562-03.00 0.000 ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (5A-5B)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-01 0

B12.050.006A 1NI-126 MCM 1205.00-0005 QAL-14 VT-3 SS 6.000 MCFI-1NI53
MCFD-1562-03.00 0.000

Class A

CRANE-ALOYCO CHECK VALVE
INSPECT ONE VALVE IN THIS GROUP (6A-6F)
PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008
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CATEGORY B-M-2, Valve Bodies
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1Iwalves

Plan Report
Page 10

N Inservice Inspection Plan for Interval 3 Outage 4 uVI I I/Zuu I

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
B12.050.006B 1NI-134 MCM 1205.00-0005 QAL-14 VT-3 SS 6.000 MCFI-1NI53

MCFD-11562-03.00 0.000 CRANE-ALOYCO CHECK VALVE
Class A INSPECT ONE VALVE IN THIS GROUP (6A-6F)

PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008

B12.050.006C 1NI-157 MCM 1205.00-0005 QAL-14 VT-3 SS 6.000 MCFI-1NI53
MCFD-1562-03.00 0.000 CRANE-ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (6A-6F)
PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008

B12.050.006D 1NI-175 MCM 1205.00-0005 QAL-14 VT-3 SS 6.000 MCFI-1NI53
MCFD-1 562-03.01 0.000 CRANE-ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (6A-6F)
PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008

B12.050.006E 1NI-180 MCM 1205.00-0005 QAL-14 VT-3 SS 6.000 MCFI-1NI53
MCFD-1 562-03.01 0.000 CRANE-ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (6A-6F)
PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008

B12.050.006F 1NI-181 MCM 1205.00-0005 QAL-14 VT-3 SS 6.000 MCFI-1NI53
MCFD-1562-03.01 0.000 CRANE-ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (6A-6F)
PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008

B12.050.007A 1NI-160 MCM 1205.36-0028 QAL-14 VT-3 SS 6.000 MCFI-1NI35
MCFD-1562-03.00 0.000

Class A

WESTINGHOUSE CHECK VALVE
INSPECT ONE VALVE IN THIS GROUP (7A-7B)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 5J-001
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CATEGORY B-M-2. Valve Bodies
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1Vwalves

Plan Report
Page 11

---47l~^
M Inservice Inspection Plan for Interval 3 Outage 4 UO/ I f/ZUU I

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
B12.050.007B 1NI-176 MCM 1205.36-0028 QAL-14 VT-3 SS 6.000 MCFI-1NI78

MCFD-1562-03.01 0.000 WESTINGHOUSE CHECK VALVE
Class A INSPECT ONE VALVE IN THIS GROUP (7A-7B)

PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 5J-001

Total B12.050 Items: 27

Total B12 Items: 31
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CATEGORY B-N-1. Interior of Reactor Vessel
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1Reactor Vessel

ITEM NUMBER

Plan Report
Page 12

05/17/2001Inservice Inspection Plan for Interval 3 Outage 4
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTSID NUMBER SYS ISO/DWG NUMBERS

**** Vessel Interior ****
B1 3.01 0.001 1 RPV-INTERIOR MCM 1201.01-146 QAL-14 VT-3 SS 0.000 AREA ABOVE AND BELOW CORE MADE

MCM 1201.01-223 0.000 ACCESSIBLE DURING REFUELING OUTAGES.
Class A INSPECT ONCE EACH INSPECTION PERIOD

Total B13.010 Items:

Total B13 Items:

1

1
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CATEGORY C-C. Welded Attachments For
Vessels. Piping. Pumps. And Valves I

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

**** Welded Attachments ****

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

nservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 4
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 13

05/17/2001

C03.020.053 1-MCA-NV-H15 NV MCSRD-NVD/sht. 3 NDE-35 PT SS 6.000 WELDED ATTACHMENT
Rigid Support 0.125

Class B

Total C03.020 Items:
Total C03 Items:

1

1
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CATEGORY D-A. Welded Attachments For
Vessels. Piping, Pumps. and Valves I

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

nservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 4
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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**** Welded Attachments ****
D01.020.002 1-MCA-CA-H84 CA MCSRD-CAJ/sht.1 QAL-13 VT-1 NA 8.000 WELDED ATTACHMENT

Spring Hgr 0.125
Class C

Total D01.020 Items:
Total D01 Items:

1

1
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CATEGORY F-A, Supports
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 4
class 1 Piping Supports

ITEM NUMBER ID NUMBER

Plan Report
Page 15

05/17/2001

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

F01.010.017C 1-MCR-NC-579 NC MCSRD-WL-02/sht. 5 QAL-14 VT-3 NA 2.000
Mech Snubber 0.000

Class A

F01.010.108C 1-MCR-NI-548 NI MCSRD-NI-03/sht. 2 QAL-14 VT-3 NA 10.000
Hyd Snubber 0.000

Class A

F01.010.109A 1-MCR-NI-565 NI MCSRD-NI-03/sht. 4 QAL-14 VT-3 NA 6.000
Rigid Support 0.000

Class A

F01.010.110A 1-MCR-NI-567 NI MCSRD-NI-03/sht. 5 QAL-14 VT-3 NA 10.000
Rigid Support 0.000

Class A

F01.010.159A 1-MCR-NV-1061 NV MCSRD-NV-04/sht. 1 QAL-14 VT-3 NA 2.000
Rigid Support 0.000

Class A

F01.010.160C 1-MCR-NV-1063 NV MCSRD-NV-04/sht. 1 QAL-14 VT-3 NA 2.000
Spring Hgr 0.000

Class A

F01.010.165A 1-MCR-NV-1231 NV MCSRD-NV-02/sht. 3 QAL-14 VT-3 NA 3.000
Rigid Support 0.000

Class A

Total F01.010 Items: 7
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CATEGORY F-A. Supports
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

Class 2 Piping Supports

ITEM NUMBER ID NUMBER

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 4
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 16

05/17/2001

SYS ISO/DWG NUMBERS

F01.020.003A 1-MCR-CA-H390 CA MCSRD-CAM/sht. 1 QAL-14 VT-3 NA 6.000
Rigid Support 0.000

Class B

F01.020.052C 1-MCA-CF-H153 CF MCSRD-CFC/sht. 1 QAL-14 VT-3 NA 18.000
Spring Hgr 0.000

Class B

F01.020.168C 1-MCA-ND-H251 ND MCSRD-FWA/sht. 4 QAL-14 VT-3 NA 12.000
Mech Snubber 0.000

Class B

F01.020.169C 1-MCA-ND-H255 ND MCSRD-FWA/sht. 4 QAL-14 VT-3 NA 12.000
Hyd Snubber 0.000

Class B

F01.020.170C 1-MCA-ND-H256 ND MCSRD-FWA/sht. 4 QAL-14 VT-3 NA 12.000
Hyd Snubber 0.000

Class B

F01.020.208C 1-MCR-NI-541 NI MCSRD-NI-03/sht. 3 QAL-14 VT-3 NA 6.000
Hyd Snubber 0,000

Class B

F01.020.217A 1-MCR-NI-700 NI MCSRD-NI-11/sht.2 QAL-14 VT-3 NA 2.000
Rigid Support 0.000

Class B

F01.020.218A 1-MCR-NI-701 NI MCSRD-NI-11/sht.2 QAL-14 VT-3 NA 2.000
Rigid Support

Class B
0.000
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CATEGORY F-A. Sunnorts
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System Plan Report

GJlss2 PipingSuports McGuire 1

Inservice Inspection Plan for Interval 3 Outage 4
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
F01.020.223C 1-MCR-NI-719 Ni MCSRD-NI-11/sht.3 QAL-14 VT-3 NA 2.000

Hyd Snubber 0.000
Class B

F01.020.237A 1-MCR-NI-502 NI MCSRD-NI-01/sht. 2 QAL-14 VT-3 NA 8.000
Rigid Support 0.000

Class B

F01.020.238A 1-MCR-NI-550 NI MCSRD-NI-03/sht. 3 QAL-14 VT-3 NA 6.000
Rigid Support 0.000

Class B

F01.020.239A 1-MCR-NI-767 NI MCSRD-NI-09/sht. 3 QAL-14 VT-3 NA 4.000
Rigid Support 0.000

Class B

F01.020.265C 1-MCA-NS-H85 NS MCSRD-NSB/sht. 1 QAL-14 VT-3 NA 10.000
Hyd Snubber 0.000

Class B

F01.020.279B 1-MCA-NS-H43 NS MCSRD-NSA/sht. 2 QAL-14 VT-3 NA 10.000
Rigid Restraint 0.000

Class B

F01.020.282B 1-MCR-NS-551 NS MCSRD-NS-02/sht. 2 QAL-14 VT-3 NA 8.000
Rigid Restraint 0.000

Class B

F01.020.283B 1-MCR-NS-552 NS MCSRD-NS-02/sht. 2 QAL-14 VT-3 NA 8.000
Rigid Restraint 0.000

Class B

F01.020.284B 1-MCR-NS-651 NS MCSRD-NS-04/sht. 2 QAL-14 VT-3 NA 8.000
Rigid Restraint

Class B

0.000
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CATEGORY F-A. Supports
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System Plan Report

E~ass 2 Piping Supports McGuire 1 Page 18
* Inservice Inspection Plan for Interval 3 Outage 4 05/17/2001
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

F01.020.285B 1-MCR-NS-652 NS MCSRD-NS-04/sht. 2 QAL-14 VT-3 NA 8.000
Rigid Restraint 0.000

Class B

F01.020.286B 1-MCR-NS-653 NS MCSRD-NS-04/sht. 2 QAL-14 VT-3 NA 8.000
Rigid Restraint 0.000

Class B

F01.020.321A 1-MCA-NV-H31 NV MCSRD-NVA/sht. 6 QAL-14 VT-3 NA 3.000
Rigid Support 0.000

Class B

F01.020.322A 1-MCA-NV-H32 NV MCSRD-NVA/sht. 6 QAL-14 VT-3 NA 3.000
Rigid Support 0.000

Class B

F01.020.323A 1-MCA-NV-H33 NV MCSRD-NVA/sht. 6 QAL-14 VT-3 NA 3.000
Rigid Support 0.000

Class B

F01.020.324B 1-MCA-NV-H36 NV MC-1190-NV-01-02 QAL-14 VT-3 NA 3.000
Rigid Restraint 0.000

Class B

F01.020.603C 1-MCA-SV-H11 SV MCSRD-SVA/sht. 1 QAL-14 VT-3 NA 6.000
Mech Snubber 0.000

Class B

F01.020.604B 1-MCA-SV-H12 SV MCSRD-SVA/sht. 1 QAL-14 VT-3 NA 6.000
Rigid Restraint 0.000

Class B

F01.020.653A 1-MCR-VQ-505 VQ MCSRD-VQ-02/sht. 1 QAL-14 VT-3 NA 6.000
Rigid Support

Class B
0.000
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CATEGORY F-A. Sunnorts
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

Class 2 Piping Supports

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 4
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
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Total F01.020 Items: 26
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Inservice Inspection Plan for Interval 3 Outage 4
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SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

F01.030.002B 1-MCA-CA-H285 CA MCSRD-CAA/sht.1 QAL-14 VT-3 NA 8.000
Rigid Restraint 0.000

Class C

F01.030.003A 1-MCA-CA-H358 CA MCSRD-CAA/sht.1 QAL-14 VT-3 NA 6.000
Rigid Support 0.000

Class C

F01.030.004C 1-MCA-CA-H84 CA MCSRD-CAJ/sht.1 QAL-14 VT-3 NA 8.000
Spring Hgr 0.125

Class C

F01.030.130B 1-MCA-KC-1043 KC MCSRD-KC-313/sht.2 QAL-14 VT-3 NA 8.000
Rigid Restraint MCFD 1573-02.02 0.000

Class C

F01.030.131B 1-MCA-KC-1030 KC MCSRD-KC-313/sht.3 QAL-14 VT-3 NA 8.000
Rigid Restraint MCFD 1573-02.02 0.000

Class C

F01.030.174B 1-MCA-RN-1177 RN MCSRD-RN-304/sht.2 QAL-14 VT-3 NA 10.000
Rigid Restraint MCFD 1574-01.01 0.000

Class C

F01.030.175B 1-MCA-RN-1559 RN MCSRD-RN-305/sht.1 QAL-14 VT-3 NA 6.000
Rigid Restraint MCFD 1574-01.00 0.000

Class C

F01.030.176B 1-MCA-RN-1301 RN MCSRD-RN-306 QAL-14 VT-3 NA 8.000
Rigid Restraint

Class C
MCFD 1574-03.00 0.000
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CATEGORY F-A. Sunoorts
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
F01.030.177B 1-MCA-RN-1548 RN MCSRD-RN-305/sht.2 QAL-14 VT-3 NA 6.000

Rigid Restraint MCFD 1574-01.01 0.000
Class C

F01.030.273B 1-MCA-WN-H66 WN MCSRD-WNB/sht.3 QAL-14 VT-3 NA 6.000
Rigid Restraint MCFD 1609-07.00 0.000

Class C

F01.030.274C 1-MCA-WN-H25 WN MCSRD-WNC/sht.1 QAL-14 VT-3 NA 8.000
Spring Hgr MCFD 1609-07.00 0.000

Class C

F01.030.281A 1-MCA-YC-03 YC MCSRD-YC-301/sht.2 QAL-14 VT-3 NA 5.000
Rigid Support MCFD 1618-01.00 0.000

Class C

F01.030.282A 1-MCA-YC-028 YC MCSRD-YC-302/sht.1 QAL-14 VT-3 NA 5.000
Rigid Support MCFD 1618-01.00 0.000

Class C

F01.030.283A 1-MCA-YC-040 YC MCSRD-YC-302/sht.2 QAL-14 VT-3 NA 8.000
Rigid Support MCFD 1618-01.00 0.000

Class C

Total F01.030 Items: 14



EOC 18

CATEGORY F-A. Supports
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

*Supports other than Piping Supports (Class 1. 2.

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 4
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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F01.040.004 1SGA-COLUMNS NC MC-1070-4 QAL-14 VT-3 NA 0.000 STEAM GENERATOR 1A SUPPORT COLUMNS
MC-1070-17 0.000 (4 ASSEMBLIES)

Class A MCM 1201.01-0782

F01.040.012 1RHRP-SUPPORT-1AND MCM 1201.05-0048 QAL-14 VT-3 NA 0.000 RESIDUAL HEAT REMOVAL PUMP lA SUPPORT
0.000

Class B

F01.040.013 ISIP-SUPPORT-lA NI MCM 1201.05-0454 QAL-14 VT-3 NA 0.000 SAFETY INJECTION PUMP 1A SUPPORT
0.000

Class B

Total F01.040 Items: 3
Total F01 Items: 50
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CATEGORY AUG. Augmented Inspections
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

Augmented Exam. Reactor Coolant Pump
Flywheel

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 4

Plan Report
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PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

GO1.001.002 1RCP-1B NC MCM 1201.01-7 NDE-949 UT CS 0.000 50237 REACTOR COOLANT PUMP 1B FLYWHEEL
0.000 AUGMENTED EXAMINATION

Class A INSPECT ONCE PER INTERVAL I.AW.
TECHNICAL SPECIFICATION 5.5.7

Total GO1.001 Items: 1

Total G01 Items: 1
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CATEGORY R-A. Risk Informed Piping
Examinations
*Elements Subiect to Thermal Fatigue

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1
Plan Report

Page 24
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ITEM NUMBER
Inservice Inspection Plan for Interval 3 Outage 4

PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKSID NUMBER SYS ISO/DWG NUMBERS COMMENTS
**** k****

R01.01 1.025 1PZR-WlSE NC MCM 1201.01-170 NDE-2010 UT SS-CS 14.000 50339 PRESSURIZER SURGE NOZZLE, DWG.
Circumferential MCM 1201.01-171 1.640 50468 MC-ISIN-1553-01.00, SEGMENT NC-073

Class A Term end MCFI-1NC53 Nozzle to
Dissimilar Safe End

R01.011.026 1 RPV1 -462C-SE NC MCM 1201.01-113 NDE-201 0 UT CS-lnconel 6.250 50374 180 DEG., PC. 459-01 TO 446-04,
Circumferential MCM 1201.01-247 0.625 DWG. MC-ISIN-1553-01.00, SEGMENT NC-089.

Class A MCFI-1N138 RPV Head to THIS EXAM IS ADDED ABOVE RI-ISI MIN. REQ.
Dissimilar UHI Tube PER EXPERT PANEL

R01.011.085 1 N1231 -1 NI MCFI-1 Nl74 NDE-2090 UT SS 1.500 TBD SEGMENT NI-063B
Circumferential MC-ISIN-1562-01.00 0.281

Class B Full Coupling to
Pipe

R01.011.086 1N1270B-13 NI MCFI-1N175 NDE-2090 UT SS 1.500 TBD SEGMENT NI-063B
Circumferential MC-ISIN-1562-01.00 0.281

Class B Pipe to
Reducer

R01.011.101 1NS148-4 NS MCFI-1NS47 NDE-12 RT SS 8.000 SEGMENT NS-017

Circumferential MC-ISIN-1563-01.00 0.148
Class B Elbow to

Pipe

R01.011.102 1NS123-4 NS MCFI-1NS48 NDE-12 RT SS 8.000 SEGMENTNS-018
Circumferential MC-ISIN-1563-01.00 0.148

Class B Elbow to
Pipe

R01.011.134 1NV39-1 NV MCFI-1NV8 NDE-12 RT SS 6.000 SEGMENTNV-002AB
Circumferential MC-ISIN-1554-03.01 0.134

Class B Elbow to
Elbow

R01.01 1.135

Class B

1 NV37-3

Circumferential
NV MCFI-1 NV8

MC-ISIN-1554-03.01
NDE-12 RT SS 6.000

0.134
SEGMENT NV-002AB

Elbow to
Pipe
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CATEGORY R-A_ Risk Informed Pinina
ExaminationsEElements Subject to Thermal Fatigue

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 4
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
R01.011.136 1NV1FW182-13 NV MCFI-1NV182 NDE-600 UT SS 4.000 * SEGMENT NV-002B,

Circumferential MC-ISIN-1554-03.00 0.237 *SEE SECTION 8 FOR CALIBRATION BLOCK
Class B Tee to REQUIREMENTS

Pipe

R01.011.141 1NV1F12A-12 NV MCFI-1NV10 NDE-600 UT SS 3.000 * SEGMENTNV-O19AA,
Circumferential MC-ISIN-1554-03.00 0.438 *SEE SECTION 8 FOR CALIBRATION BLOCK

Class B Tee to REQUIREMENTS
Pipe

R01.011.164 1NV1FW53-63 NV MCFI-1NV53 NDE-600 UT SS 2.000 * SEGMENT NV-084A
Circumferential MC-ISIN-1554-01.02 0.344 ADDITONAL EXAM ABOVE MINIMUM

Class B Pipe to REQUIRMENTS PER EXPERT PANEL,
Pipe *SEE SECTION 8 FOR CALIBRATION BLOCK

REQUIREMENTS

R01.011.165 1NV365-6 NV MCFI-1NV53 NDE-12 RT SS 3.000 SEGMENT NV-084B
Circumferential MC-ISIN-1554-01.02 0.216 THIS EXAM IS ADDED ABOVE RI-SI MIN. REQ.

Class B Pipe to PER EXPERT PANEL,
Elbow

R01.011.168 1RCPA-TE NV MCFI-1NV11 NDE-600 UT SS 3.000 SEGMENT NV-109,
Circumferential MC-ISIN-1554-03.00 0.438 *SEE SECTION 8 FOR CALIBRATION BLOCK

Class B Term end REQUIREMENTS

RO1.011.169 1NV1F479 NV MCFI-1NV11 NDE-600 UT 3.000 * SEGMENT NV-11OA,
Circumferential MC-ISIN-1554-03.00 0.438 *SEE SECTION 8 FOR CALIBRATION BLOCK

Class B Elbow to REQUIREMENTS
Pipe

R01.011.225 1WL1F3059 WL MCFI-1WL84 NDE-12 RT SS 6.000 SEGMENTWL-010A
Circumferential MC-ISIN-1565-07.00 0.134

Class B Elbow to
Pipe

-

Total R01.011 Items:

Total R01 Items:

15

15
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EOC 19

CATEGORY B-D. Full Penetration Welds of
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1
Nozzels in Vessels

Pressurizer

ITEM NUMBER ID

Plan Report
Page 1

05/17/2001Inservice Inspection Plan for Interval 3 Outage 5
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTSNUMBER SYS ISO/DWG NUMBERS

**** Nozzle-to-Vessel Welds ****

B03.110.003 1PZR-13 MCM 1201.01-170 NDE-620 UT CS 15.000 50338 PRESSURIZER SAFETY NOZZLE TO UPPER
Circumferential MCM 1201.01-171 See Com 1.900 50236A HEAD (W-Z AXIS). DEPENDING UPON THE

Class A EXAMINERS QUALIFICATIONS, PROCEDURE
PDI-UT-6 MAY BE USED IN LIEU OF NDE-620

B03.110.004 1PZR-14 MCM 1201.01-170 NDE-620 UT CS 15.000 50338 PRESSURIZER SAFETY NOZZLE TO UPPER
Circumferential MCM 1201.01-171 See Corn 1.900 50236A HEAD (W-X AXIS). DEPENDING UPON THE

Class A EXAMINERS QUALIFICATIONS, PROCEDURE
PDI-UT-6 MAY BE USED IN LIEU OF NDE-620

Total B03.110 Items: 2



EOC 19

CATEGORY B-D. Full Penetration Welds of
Nozzels in Vessels

Pressurizer

ITEM NUMBER ID I

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1
Plan Report

Page 2
05/17/2001Inservice Inspection Plan for Interval 3 Outage 5

PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTSN UMBER SYS ISO/DWG NUMBERS

**** Nozzle Inside Radius Section ****
B03.120.003 1 PZR-1 3R MCM 1201.01-170 NDE-2080 UT CS 15.000 TBD PRESSURIZER SAFETY NOZZLE TO UPPER

Circumferential MCM 1201.01-171 1.900 HEAD INSIDE RADIUS (W-Z AXIS)
Class A

B03.120.004 1PZR-14R MCM 1201.01-170 NDE-2080 UT CS 15.000 TBD PRESSURIZER SAFETY NOZZLE TO UPPER
Circumferential MCM 1201.01-171 1.900 HEAD INSIDE RADIUS (W-X AXIS)

Class A

Total B03.120 Items: 2



EOC 19

CATEGORY B-D. Full Penetration Welds of
Nozzels in Vessels

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

MSteam Generators (Primary Side)

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 5
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS

Plan Report
Page 3

05/17/2001

COMMENTS

**** Nozzle Inside Radius Section ****
B03.140.003 1SGB-INLET MCM 1201.01-0782 NDE-2080 UT CS 0.000 TBD STEAM GENERATOR 1B

Circumferential MCM 1201.01-0769 6.500 INLET NOZZLE
Class A RADIUSED SECTION

B03.140.004 1SGB-OUTLET MCM 1201.01-0782 NDE-2080 UT CS 0.000 TBD STEAM GENERATOR 1B
Circumferential MCM 1201.01-0769 6.500 OUTLET NOZZLE RADIUSED SECTION

Class A

B03.140.005 1SGC-INLET MCM 1201.01-0782 NDE-2080 UT CS 0.000 TBD STEAM GENERATOR 1C
Circumferential MCM 1201.01-0769 6.500 INLET NOZZLE

Class A RADIUSED SECTION

B03.140.006 1SGC-OUTLET MCM 1201.01-0782 NDE-2080 UT CS 0.000 TBD STEAM GENERATOR 1C
Circumferential MCM 1201.01-0769 6.500 OUTLET NOZZLE RADIUSED SECTION

Class A

Total B03.140 Items:
Total B03 Items:

4
8



EOC 19

CATEGORY B-G-1, Pressure Retaining
Bolting, Greater than 2" In Diameter

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 5
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS

Plan Report
Page 4

05/17/2001

COMMENTS

**** Flange Surface, when connection dissassembled ****
B06.190.001 1RCP-1A-FLANGE MCM 1201.01-7 OAL-13 VT-1 Ss 77.000 ----- RCP1A MAIN FLANGE

10.370 INSPECT ONLY IF DISASSEMBLED
Class A MCM 1201.01-193 PUMP

MANUAL

B06.190.002 1RCP-1 B-FLANGE MCM 1201.01-7 QAL-13 VT-1 SS 77.000 ----- RCP1B MAIN FLANGE
10.370 INSPECT ONLY IF DISASSEMBLED

Class A MCM 1201.01-193 PUMP
MANUAL

B06.190.003 1RCP-1C-FLANGE MCM 1201.01-7 QAL-13 VT-1 SS 77.000 ----- RCP1C MAIN FLANGE
10.370 INSPECT ONLY IF DISASSEMBLED

Class A MCM 1201.01-193 PUMP
MANUAL

B06.190.004 1RCP-1D-FLANGE MCM 1201.01-7 QAL-13 VT-1 SS 77.000 ----- RCP1D MAIN FLANGE INSPECT ONLY IF
10.370 DISASSEMBLED

Class A MCM 1201.01-193 PUMP
MANUAL

Total B06.190 Items: 4
Total B06 Items: 4



EOC 19

CATEGORY B-G-2, Pressure Retaining
Bolting, 2" And Less In Diameter

EPipina

ITEM NUMBER ID NUMBER SYS ISO/DWC

**** Bolts, Studs, and Nuts ****

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 5
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 5

05/17/2001

iNUMBERS

B07.050.201 1NV-125-FL1 MCFI lNV-125 QAL-13 VT-1 SS 1.000 ----- FLANGE BOLTING (4)
MCFD 1554-01.01 0.000

Total B07.050 Items: 1
Total B07 Items: 1



EOC 19

CATEGORY B-L-2. Pump Casings
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1

ITEM NUMBER

Plan Report
Page 6

05/17/2001Inservice Inspection Plan for Interval 3 Outage 5
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKSID NUMBER SYS ISO/DWG NUMBERS COMMENTS

Pump Casing
B12.020.001 1RCP-1A MCM 1201.01-7 QAL-14 VT-3 SS 77.000 PUMP CASING INTERNAL SURFACES

4.500 INSPECT ONE REACTOR COOLANT PUMP PER
Class A INTERVAL. INSPECT ONLY IF DISASSEMBLED.

B12.020.002 1RCP-1B MCM 1201.01-7 QAL-14 VT-3 SS 77.000 PUMP CASING INTERNAL SURFACES
4.500 INSPECT ONE REACTOR COOLANT PUMP PER

Class A INTERVAL. INSPECT ONLY IF DISASSEMBLED.

B12.020.003 1RCP-1C MCM 1201.01-7 QAL-14 VT-3 SS 77.000 PUMP CASING INTERNAL SURFACES
4.500 INSPECT ONE REACTOR COOLANT PUMP PER

Class A INTERVAL. INSPECT ONLY IF DISASSEMBLED.

B12.020.004 1RCP-1D MCM 1201.01-7 QAL-14 VT-3 SS 77.000 PUMP CASING INTERNAL SURFACES
4.500 INSPECT ONE REACTOR COOLANT PUMP PER

Class A INTERVAL. INSPECT ONLY IF DISASSEMBLED.

Total B12.020 Items: 4



EOC 19

CATEGORY B-M-2. Valve Bodies
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1

ITEM NUMBER

Plan Report
Page 7

05/17/2001Inservice Inspection Plan for Interval 3 Outage 5
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKSID NUMBER SYS ISO/DWG NUMBERS COMMENTS

**** Valve Body, Exceeding NPS 4 ****
B12.050.001A 1NC-1 MCM 1205.09-0001 QAL-14 VT-3 SS 6.000 MCFI-1NC5

MCFD-1 553-02.00 0.000 CROSBY RELIEF VALVE INSPECT ONE VALVE
Class A IN THIS GROUP (1A-lC) PER

INTERVAL.INSPECT ONLY IF DISASSEMBLED.
ITEM # 1 NC-0001

B12.050.001B 1NC-2 MCM 1205.09-0001 QAL-14 VT-3 SS 6.000 MCFI-1NC5
MCFD-1553-02.00 0.000 CROSBY RELIEF VALVE INSPECT ONE VALVE

Class A IN THIS GROUP (1A-1C) PER
INTERVAL.INSPECT ONLY IF DISASSEMBLED.
ITEM # 1 NC-0002

B12.050.001C 1NC-3 MCM 1205.09-0001 QAL-14 VT-3 SS 6.000 MCFI-1NC5
MCFD-1553-02.00 0.000 CROSBY RELIEF VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (1A-1C)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 1 NC-0003

B12.050.002A 1ND-1B MCM-1205.00-0010 QAL-14 VT-3 SS 14.000 MCFI-1ND38
MCFD-1561-01.00 0.000 WALWORTH GATE VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (2A-2B)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-001

B12.050.002B 1ND-2A MCM-1205.00-0010 QAL-14 VT-3 SS 14.000 MCFI-1ND38
MCFD-1561-01.00 0.000 WALWORTH GATE VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (2A-2B)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-001

B12.050.003A 1 NI-54A MCM-1 205.00-0012
MCFD-1562-02.00

QAL-14 VT-3 SS 10.000
0.000

MCFI-1 NI79
CRANE-ALOYCO GATE VALVE
INSPECT ONE VALVE IN THIS GROUP (3A-3D)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-005

Class A



EOC 19

CATEGORY B-M-2. Valve Bodies
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 5

Plan Report
Page 8

05/17/2001

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
B12.050.003B 1NI-65B MCM1205.00-0012 QAL-14 VT-3 SS 10.000 MCFI-1NI80

MCFD-1 562-02.00 0.000 CRANE-ALOYCO GATE VALVE
Class A INSPECT ONE VALVE IN THIS GROUP (3A-3D)

PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-043

B12.050.003C 1NI-76A MCM-1205.00-0012 QAL-14 VT-3 SS 10.000 MCFI-1NI87
MCFD-1 562-02.00 0.000 CRANE-ALOYCO GATE VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (3A-3D)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-043

B12.050.003D 1NI-88B MCM-1205.00-0012 QAL-14 VT-3 SS 10.000 MCFI-1NI86
MCFD-1 562-02.00 0.000 CRANE-ALOYCO GATE VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (3A-3D)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-043

B12.050.004A 1NI-59 MCM 1205.36-0011 QAL-14 VT-3 SS 10.000 MCFI-1NI79
MCFD-1562-02.00 0.000 ATWOOD-MORRILL CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-055

B12.050.004B 1NI-60 MCM 1205.36-0010 QAL-14 VT-3 SS 10.000 MCFI-1NI79
MCFD-1562-02.00 0.000 ATWOOD-MORRILL CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-054

B12.050.004C 1NI-70 MC 1205.36-0011 QAL-14 VT-3 SS 10.000 MCFI-1NI80
MCFD-1562-02.00 0.000 ATWOOD-MORRILL CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-055

B12.050.004D INI-71 MCM 1205.36-0010 QAL-14 VT-3 SS 10.000 MCFI-1NI62
MCFD-1562-02.00 0.000

Class A
ATWOOD-MORRILL CHECK VALVE
INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-054



EOC 19

CATEGORY B-M-2. Valve Bodies
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1Waives1111r_

Plan Report
Page 9

m Inservice Inspection Plan for Interval 3 Outage 5 0/ /O

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIANTHK CAL BLOCKS COMMENTS
B12.050.004E 1NI-81 MCM 1205.36-0011 QAL-14 VT-3 Ss 10.000 IMCFI-11N187

MCFD-1 562-02.01 0.000 ATWOOD-MORRILL CHECK VALVE
Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)

PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-055

B12.050.004F 1NI-82 MCM 1205.36-001 0 QAL-14 VT-3 Ss 10.000 MCFI-1N187
MCFD-1 562-02.01 0.000 ATWOOD-MORRILL CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-054

B12.050.0046 1NI-93 MCM 1205.36-0011 QAL-1 4 VT-3 Ss 10.000 MCFI-1N186
MCFD-1 562-02.01 0.000 ATWOOD-MORRILL CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-055

B12.050.004H 1NI-94 MCM 1205.36-0010 QAL-14 VT-3 Ss 10.000 MCFI-1N186
IMCFD-11 562-02.01 0.000 ATWOOD-MORRILL CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (4A-4H)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-054

B12.050.005A 1NI-125 MCM 1205.00-0006 QAL-14 VT-3 Ss 8.000 MCFI-1N153
MCFD-1 562-03.00 0.000 ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (5A-5B3)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-01 0

B12.050.005B 1NI-129 MCM 1205.00-0006 QAL-1 4 VT-3 Ss 8.000 MCFI-1NI53
MCFD 1562-03.00 0.000 ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (5A-5B3)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-01 0

B12.050.006A 1NI-126 MCM 1205.00-0005 QAL-14 VT-3 Ss 6.000 MCFI-1N153
MCFD-1 562-03.00 0.000

Class A

CRANE-ALOYCO CHECK VALVE
INSPECT ONE VALVE IN THIS GROUP (6A-6F)
PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008



EOC 19

CATEGORY B-M-2. Valve Bodies
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1EValves
Now-

Plan Report
Page 1 0

--- I^7nn- Inservice Inspection Plan for Interval 3 Outage 5 UI/1 fILUU1
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

B12.050.006B 1NI-134 MCM 1205.00-0005 QAL-14 VT-3 SS 6.000 MCFI-1NI53
MCFD-11562-03.00 0.000 CRANE-ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (6A-6F)
PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008

B12.050.006C 1NI-157 MCM 1205.00-0005 QAL-14 VT-3 SS 6.000 MCFI-1NI53
MCFD-1562-03.00 0.000 CRANE-ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (6A-6F)
PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008

B12.050.006D 1NI-175 MCM 1205.00-0005 QAL-14 VT-3 SS 6.000 MCFI-1NI53
MCFD-1562-03.01 0.000 CRANE-ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (6A-6F)
PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008

B12.050.006E 1NI-180 MCM 1205.00-0005 QAL-14 VT-3 SS 6.000 MCFI-1NI53
MCFD-1562-03.01 0.000 CRANE-ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (6A-6F)
PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008

B12.050.006F 1NI-181 MCM 1205.00-0005 QAL-14 VT-3 SS 6.000 MCFI-1N153
MCFD-1562-03.01 0.000 CRANE-ALOYCO CHECK VALVE

Class A INSPECT ONE VALVE IN THIS GROUP (6A-6F)
PER INTERVAL. INSPECT ONLY IF
DISASSEMBLED. ITEM # 4J-008

B12.050.007A 1NI-160 MCM 1205.36-0028 QAL-14 VT-3 SS 6.000 MCFI-1NI35
MCFD-1562-03.00 0.000

Class A
WESTINGHOUSE CHECK VALVE
INSPECT ONE VALVE IN THIS GROUP (7A-7B)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # SJ-001



EOC 19

CATEGORY B-M-2. Valve Bodies
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1

ITEM NUMBER IE
B12.050.007B 1 NI-1 76

Class A

Plan Report
Page 11

) NUMBER SYS ISO/DWG NUMBERS
MCM 1205.36-0028
MCFD-1562-03.01

Inservice Inspection Plan for Interval 3 Outage 5 Ub/17 /2UU1
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

QAL-14 VT-3 SS 6.000 MCFI-1N178
0.000 WESTINGHOUSE CHECK VALVE

INSPECT ONE VALVE IN THIS GROUP (7A-7B)
PER INTERVAL.INSPECT ONLY IF
DISASSEMBLED. ITEM # 5J-001

I

Total B12.050 Items:
Total B12 Items:

27

31



EOC 19

CATEGORY C-A. Pressure Retaining Welds
In Pressure Vessels
*Shell Circumferential Welds

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 5
S PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 12

05/17/2001

C01.010.050 1RHR-1A-3-4 MCM 1201.06-22 NDE-12 RT SS 35.750 RHR HEAT EXCHANGER 1A

Circumferential 0.750
Class B Nozzle belt to

Flange

Total C01.010 Items: 1



EOC 19

CATEGORY C-A. Pressure Retaining Welds
In Pressure Vessels
*Head Circumferential Welds

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 5
PROC INSP REO MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 13

05/17/2001

C01.020.030 1RHR-1A-2-3 MCM 1201.06-22 NDE-12 RT SS 35.750 RHR HEAT EXCHANGER 1A

Circumferential 0.750

Class B Nozzle belt to
Head

C01.020.070 5141-1-HD1 MCM 1201.06-0015 NDE-2030 UT SS 10.920 50428 REGENERATIVE HEAT EXCHANGER

Circumferential 1.075

Class B Nozzle belt to
Head (Shell 1)

C01.020.071 5141-1-HD2 MCM 1201.06-0015 NDE-2030 UT SS 10.920 50428 REGENERATIVE HEAT EXCHANGER

Circumferential 1.075

Class B Shell to
Head (Shell 1)

Total C01.020 Items: 3



EOC 19

CATEGORY C-A. Pressure Retaining Welds
In Pressure Vessels
ITubesheet-to-Shell Weld

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 5
PROC INSP REQ MAT/SCH DIANTHK CAL BLOCKS COMMENTS

Plan Report
Page 14

05/17/2001

C01.030.020 5141-1-NB-TS MCM 1201.06-0015 NDE-2030 UT SS 10.920 50428 REGENERATIVE HEAT EXCHANGER
Circumferential 1.075

Class B Nozzle belt to
Tubesheet (Shell 1)

C01.030.021 5141-1-TS-SH MCM 1201.06-0015 NDE-2030 UT SS 10.920 50428 REGENERATIVE HEAT EXCHANGER
Circumferential 1.075

Class B Tubesheet to
Shell (Shell 1)

Total C01.030 Items:
Total C01 Items:

2
6



EOC 19

CATEGORY C-B. Pressure Retaining Nozzle
Welds In Vessels I
ENozzles With Reinforcing Plate In Vessels > 1/2
Min. Nominal Thickness
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 5
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 15

05/17/2001

**** Reinforcing Plate Welds to Nozzle and Vessel ****
C02.031.001 1RHR-1A-INLET MCM 1201.06-22 NDE-35 PT SS 14.000 RHR HEAT EXCHANGER 1A INLET NOZZLE A

0.750 AND REINFORCING PADS
Class B Nozzle to

Reinforcing pads / Shell

C02.031.002 1RHR-1A-OUTLET MCM 1201.06-22 NDE-35 PT SS 14.000 RHR HEAT EXCHANGER 1AOUTLET NOZZLE B
0.750 AND REINFORCING PADS

Class B Nozzle to
Reinforcing pads / Shell

Total C02.031 Items: 2
Total C02 Items: 2



EOC 19

CATEGORY C-C. Welded Attachments For
Vessels. Piping. Pumps, And Valves

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 5
PROC INSP REQ MAT/SCH DIANTHK CAL BLOCKS COMMENTS

Pressure Vessels

ITEM NUMBER I

* Plan Report
Page 16

05/17/2001

D NUMBER SYS ISO/DWG NUMBERS

**** Welded Attachments ****
C03.010.001 1RHRHX-1A-SUPP ND MCM 1201.06-22 NDE-35 PT CS 0.000 RHR HEAT EXCHANGER lASUPPORT

MCM 1201.06-48 0.750 WELDED ATTACHMENT
Class B

Total C03.010 Items: 1
Total C03 Items: 1



EOC 19

CATEGORY D-A. Welded Attachments For
Vessels, Piping. Pumps, and Valves I
MPressure Vessels

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

**** Welded Attachments ****

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 5
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 17

05/17/2001

D01.010.007 1KCHX-SUPPORT-1AKC MCM 1201.06-24 QAL-13 VT-1 NA 0.000 1A COMPONENT COOLING HEAT EXCHANGER
0.000 WELDED ATTACHMENT

Class C

D01.010.008 1KCST-SUPPORT-1AKC MCM 1201.04-113 QAL-13 VT-1 NA 0.000 COMPONENT COOLING SURGE TANK 1A
0.000 WELDED ATTACHMENT

Class C

D01.010.009 1KFHX-SUPPORT-1AKC MCM12011.06-0027 QAL-13 VT-1 NA 0.000 1AFUELPOOLCOOLING HEATEXCHANGER
MC-1 220-32 0.000 WELDED ATTACHMENT

Class C

Total D01.010 Items: 3
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CATEGORY D-A. Welded Attachments For
Vessels. Piping. Pumps, and Valves I

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire I

Inservice Inspection Plan for Interval 3 Outage 5
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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**** Welded Attachments ****
D01.020.001 1 -MCA-CA-H274 CA MCSRD-CAA/sht.1 QAL-1 3 VT-1 NA 4.000 WELDED ATTACHMENT

Rigid Support 0.125
Class C

Total D01.020 Items:
Total D01 Items:

1

4
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CATEGORY F-A. Supports
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 5
IClass 1 Piping Supports

ITEM NUMBER ID NUMBER

Plan Report
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SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

F01.010.009C 1-MCR-NC-678 NC MCSRD-NC-02/sht. 3 QAL-14 VT-3 NA 6.000
Mech Snubber 0.000

Class A

F01.010.013C 1-MCR-NC-679 NC MCSRD-NC-02/sht. 3 QAL-14 VT-3 NA 6.000
Mech Snubber 0.000

Class A

F01.010.018C 1-MCR-NC-687 NC MCSRD-NC-02/sht. 3 QAL-14 VT-3 NA 6.000
Hyd Snubber 0.000

Class A

F01.010.054A 1-MCR-ND-510 ND MCSRD-ND-01/sht. 1 QAL-14 VT-3 NA 14.000
Rigid Support 0.000

Class A

F01.010.112B 1-MCR-NI-577 NI MCSRD-NI-03/sht. 2 QAL-14 VT-3 NA 10.000
Rigid Restraint 0.000

Class A

F01.010.113C 1-MCR-NI-585 NI MCSRD-NI-03/sht. 4 QAL-14 VT-3 NA 6.000
Mech Snubber 0.000

Class A

F01.010.161C 1-MCR-NV-1062 NV MCSRD-NV-04/sht. 1 QAL-14 VT-3 NA 2.000
Mech Snubber 0.000

Class A

F01.010.166C 1-MCR-NV-1290 NV MCSRD-NV-09/sht. 1 QAL-14 VT-3 NA 2.000
Mech Snubber 0.000

Class A

Total F01.010 Items: 8
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CATEGORY F-A. Supports
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 5
Class 2 Piping Supports

ITEM NUMBER ID NUMBER

Plan Report
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SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

F01.020.172C 1-MCA-ND-H260 ND MCSRD-FWA/sht. 7 QAL-14 VT-3 NA 14.000
Mech Snubber 0.000

Class B

F01.020.173C 1-MCA-ND-H281 ND MCSRD-NDA/sht. 5 QAL-14 VT-3 NA 8.000
Hyd Snubber 0.000

Class B

F01.020.174C 1-MCA-ND-H295 ND MCSRD-NDA/sht. 2 QAL-14 VT-3 NA 8.000
Mech Snubber 0.000

Class B

F01.020.205A 1-MCA-NI-H178 NI MCSRD-NIB/sht. 2 QAL-14 VT-3 NA 4.000
Rigid Support 0.000

Class B

F01.020.206C 1-MCA-NI-H179 NI MCSRD-NIB/sht. 2 QAL-14 VT-3 NA 4.000
Spring Hgr 0.000

Class B

F01.020.207C 1-MCR-NI-556 NI MCSRD-NI-03/sht. 3 QAL-14 VT-3 NA 6.000
Mech Snubber 0.000

Class B

F01.020.224C 1-MCR-NI-721 NI MCSRD-NI-11/sht.3 QAL-14 VT-3 NA 2.000
Hyd Snubber 0.000

Class B

F01.020.266C 1-MCA-NS-H98
Hyd Snubber

Class B

NS MCSRD-NSB/sht. 1 QAL-14 VT-3 NA 10.000
0.000
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CATEGORY F-A. Supports
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System Plan Report

M~ls2 iping Suports McGuire 1

Inservice Inspection Plan for Interval 3 Outage 5
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
F01.020.267C 1-MCA-NS-H102 NS MCSRD-NSC/sht. 1 QAL-14 VT-3 NA 10.000

Hyd Snubber 0.000
Class B

F01.020.268A 1-MCA-NS-H103 NS MCSRD-NSC/sht. 1 QAL-14 VT-3 NA 10.000
Rigid Support 0.000

Class B

F01.020.325A 1-MCA-NV-H37 NV MC-1190-NV-01-02 QAL-14 VT-3 NA 4.000
Rigid Support 0.000

Class B

F01.020.326B MC-1683-NV.04-R36 NV MC-1683-NV.04 QAL-14 VT-3 NA 2.000
Rigid Restraint 0.000

Class B

F01.020.327B 1-MCA-NV-H39 NV MC-1190-NV-01-01 QAL-14 VT-3 NA 4.000
Rigid Restraint 0.000

Class B

F01.020.328A 1-MCA-NV-H40 NV MC-1190-NV-01-01 QAL-14 VT-3 NA 4.000
Rigid Support 0.000

Class B

F01.020.329A 1-MCA-NV-H41 NV MC-1190-NV-01-03 QAL-14 VT-3 NA 3.000
Rigid Support 0.000

Class B

F01.020.558C 1-MCA-SM-H101 SM MCSRD-SMA/sht. 3 QAL-14 VT-3 NA 42.000
Mech Snubber 0.000

Class B

Total F01.020 Items: 16
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CATEGORY F-A, Supports
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

class 3 Piping Supports

ITEM NUMBER ID NUMBER

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 5
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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SYS ISO/DWG NUMBERS

F01.030.008C 1-MCA-CA-H57 CA MCSRD-CAC/sht.2 QAL-14 VT-3 NA 4.000
Spring Hgr 0.000

Class C

F01.030.009B 1-MCA-CA-H274 CA MCSRD-CAA/sht.1 QAL-14 VT-3 NA 4.000
Rigid Restraint 0.125

Class C

F01.030.01OA 1-MCA-CA-H275 CA MCSRD-CAA/sht.1 QAL-14 VT-3 NA 4.000
Rigid Support 0.125

Class C

F01.030.117A 1-MCA-KC-1005 KC MCSRD-KC-305/sht.4 QAL-14 VT-3 NA 16.000
Rigid Support MCFD 1573-01-00 0.000

Class C

F01.030.118A 1-MCA-KC-2325 KC MCSRD-KC-305/sht.4 QAL-14 VT-3 NA 16.000
Rigid Support MCFD 1573-01-00 0.000

Class C

F01.030.119A 1-MCA-KC-2313 KC MCSRD-KC-305/sht.5 QAL-14 VT-3 NA 10.000
Rigid Support MCFD 1573-02-00 0.000

Class C

F01.030.120A 1-MCA-KC-H80 KC MCSRD-KC-311/sht.1 QAL-14 VT-3 NA 6.000
Rigid Support MCFD 1573-02.02 0.000

Class C

F01.030.122B 1-MCA-KC-1015 KC MCSRD-KC-302/sht.1 QAL-14 VT-3 NA 6.000
Rigid Restraint

Class C
MCFD 1573-01.01 0.000
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CATEGORY F-A. Sunnorts
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System Plan Report

mclss ipingSuports McGuire 1

Inservice Inspection Plan for Interval 3 Outage 5
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
F01.030.135C 1-MCA-KC-2321 KC MCSRD-KC-305/sht.1 QAL-14 VT-3 NA 16.000

Mech Snubber MCFD 1573-01 -01 0.000
Class C

F01.030.151A 1-MCA-KD-082 KD MCSRD-KD-10/sht.2 QAL-14 VT-3 NA 6.000
Rigid Support MCFD 1609-01.01 0.000

Class C

F01.030.154B 1-MCA-KD-81 KD MCSRD-KD-10/sht.1 QAL-14 VT-3 NA 6.000
Rigid Restraint MCFD 1609-01.01 0.000

Class C

F01.030.183B 1-MCA-RN-1131 RN MCSRD-RN-310/sht.1 QAL-14 VT-3 NA 6.000
Rigid Restraint MCFD 1574-01.01 0.000

Class C

F01.030.206B 1-MCA-RN-H939 RN MCSRD-CA-152/sht.1 QAL-14 VT-3 NA 8.000
Rigid Restraint MCFD 1574-01.00' 0.000

Class C

F01.030.284B 1-MCA-YC-169 YC MCSRD-YC-304/sht.1 QAL-14 VT-3 NA 8.000
Rigid Restraint MCFD 1618-01.00 0.000

Class C

F01.030.285B 1-MCA-YC-114 YC MCSRD-YC-305/sht.1 QAL-14 VT-3 NA 5.000
Rigid Restraint MCFD 1618-01.00 0.000

Class C

F01.030.288B 1-MCA-YC-189 YC MCSRD-YC-306/sht.1 QAL-14 VT-3 NA 5.000
Rigid Restraint MCFD 1618-01.00 0.000

Class C

F01,030.289A 1-MCA-YC-060 YC MCSRD-YC-302/sht.2 QAL-14 VT-3 NA 8.000
Rigid Support

Class C
MCFD 1618-01.00 0.000
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CATEGORY F-A. SuDnorts

Class 3 Piping Supports

ITEM NUMBER ID NUMBER
F01.030.290C 1-MCA-YC-181

Mech Snubber
Class C

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System
McGuire 1

Inservice Inspection Plan for Interval 3 Outage 5
SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
YC MCSRD-YC-304/sht.1 QAL-14 VT-3 NA 8.000

MCFD 1618-01.00 0.000

Plan Report
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Total FO1.030 Items: 18
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CATEGORY F-A. Supports

LSupports other than Piping Supports (Class 1. 2.
3 NY

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1

Inservice Inspection Plan for Interval 3 Outage 5
PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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F01.040.017 1RV-SUPPORT-A NC MCM 1201.01-78 QAL-14 VT-3 NA 0.000 REACTOR VESSEL SUPPORT (A HOT LEG)
MCM 1201.01-79 0.000

Class A MCM 1117.00-10

F01.040.018 1 RV-SUPPORT-B NC MCM 1201.01-78 QAL-1 4 VT-3 NA 0.000 REACTOR VESSEL SUPPORT (B COLD LEG)
MCM 1201.01-79 0.000

Class A MCM 1117.00-10

F01.040.021 1KFHX-SUPPORT-1AKC MCM 1201.06-0027 QAL-14 VT-3 NA 0.000 lA FUEL POOL COOLING HEAT EXCHANGER
MC-1220-32 0.000 SUPPORT

Class C

F01.040.022 1KCST-SUPPORT-1AKC MCM 1201.04-113 QAL-14 VT-3 NA 0.000 COMPONENT COOLING SURGE TANK 1A
0.000 SUPPORT

Class C

F01.040.023 1KCP-SUPPORT-lAl KC MCM 1201.05-143 QAL-14 VT-3 NA 0.000 lAl COMPONENT COOLING PUMP SUPPORT
0.000

Class C

F01.040.024 1KCHX-SUPPORT-1AKC MCM 1201.06-24 QAL-14 VT-3 NA 0.000 1A COMPONENT COOLING HEAT EXCHANGER
0.000 SUPPORT

Class C

F01.040.025 lRNP-SUPPORT-lA RN MCM-1201.05-0190 QAL-14 VT-3 NA 0.000 lA NUCLEAR SERVICE WATER PUMP SUPPORT
0.000

Class C

Total F01.040 Items: 7
Total F01 Items: 49
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CATEGORY AUG, Augmented Inspections
DUKE ENERGY CORPORATION

QUALITY ASSURANCE TECHNICAL SERVICES
Inservice Inspection Database Management System

ugmented Exam, Reactor Coolant Pump
Flyheel

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

McGuire 1
Inservice Inspection Plan for Interval 3 Outage 5

PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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G01,001.001 1RCP-1A NC MCM 1201.01-7 NDE-949 UT CS 0.000 50237 REACTOR COOLANT PUMP 1A FLYWHEEL.
0.000 AUGMENTED EXAMINATION

Class A INSPECT ONCE PER INTERVAL l.AW.
TECHNICAL SPECIFICATION 5.5.7

Total Ga1.001 Items: 1
Total G01 Items: 1
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CATEGORY R-A, Risk Informed Piping
Examinations
*Elements Subject to Thermal Fatigue

DUKE ENERGY CORPORATION
QUALITY ASSURANCE TECHNICAL SERVICES

Inservice Inspection Database Management System

McGuire 1
Inservice Inspection Plan for Interval 3 Outage 5

PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS

Plan Report
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS COMMENTS
**** ****

R01.011.018 1 NC1 F-1613 NC MCFI-1 NC44 NDE-2090 UT SS 1.500 TBD SEGMENT NC-027
Circumferential MC-ISIN-1553-01.00 160 0.281

Class A MC-1676-4.1 Pipe to
Sweepolet

R01.011.103 1NS112-1 NS MCFI-1NS48 NDE-12 RT Ss 8.000 SEGMENTNS-019
Circumferential MC-ISIN-1563-01.00 0.148

Class B Elbow to
Pipe

R01.011.104 INS88A-4 NS MCFI-1NS49 NDE-12 RT 8.000 SEGMENTNS-020
Circumferential MC-ISIN-1563-01.00 0.148

Class B Elbow to
Pipe

RO1.011.146 1NV77-3 NV MCFI-1NV13 NDE-600 UT SS 3.000 * SEGMENT NV-020A,
Circumferential MC-ISIN-1 554-01.01 0.438 *SEE SECTION 8 FOR CALIBRATION BLOCK

Class B Pipe to REQUIREMENTS
Reducer

R01.011.202 1RV1F104A RV MCFI-1RV31 NDE-600 UT CS 12.000 * SEGMENTRV-002,
Circumferential MC-ISIN-1604-03.00 0.375 *SEE SECTION 8 FOR CALIBRATION BLOCK

Class B Pipe to REQUIREMENTS
Valve

Total R01.011 Items: 5
**** ****

R01.013.003 1RV1F109A RV MCFI-1RV31 NDE-946 UT CS 12.000 STEP SEGMENT RV-012
Circumferential MC-ISIN-1604-03.00 0.375 WEDGE EXAMINE A 1 FT. LENGTH OF PIPE AT WELD TO

Class B Pipe to DETERMINE WALL THKS.
Pipe

Total R01.013 Items:
Total R01 Items:

1
6


