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1. SHELDED VALVE BAFFLE.

2. THIS SECTION OF PIPING IS NOT ACTUALLY ASME 3, CLASS 2.IT HAS
BEEN EVALUATED AND FOUND ACCEPTABLE. (NSM MG-117TI AND MG-11287)

3. THIS PIPE WAS INSTALLED AS CLASS F AND WILL BE RECLASSIFIED AS
CLASS B UNDER THE ASME SECTION XIRULES.

4. PIPING SHOWN IN BLUE IN THE FOLLOWING LINE LISTINGS
IS EXEMPT PER IWC-1222(a): NM20.
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DESIGN PARAMETERS

PS 1514
TS 27011
T8 27011
PS 1501.2

s 27011
TS 27011
TS 27011
TS 27011
PS 1514
s 27011
PS 15014
PS 1814
PS 1514
PS 1514
TS 27011

LINE LISTING =~ PIPE SPEC.  PBRESSURF IEMPERATURF CLASS MATERIAL

10 PsIG 125 F E 5§
185 PSIG 200 F H ST
2485 PSIG 670 F E ST
nas PsiG 567 F B 55
1385 PSIG 250 F
185 PSIG 867 F E §T
150 PSIG 125 F E ST
150 PSIG 120 F G ST

50 PSIG 125 F E ST

150 PSIG 125 F E
1185 PSIG 200 F E ST
1185 PSIG 200 F E ss

50 PSIG 200 F E ss

50 PsIG 200 F E 58

50 PSIG 200 F E ss

150 PsiG 120 F G ST
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QA CONDITION 1,2 AND 4

DUKE POWER COMPANY

MCGUIRE NUCLEAR STATION UNIT 1

ASME SECTION Xl

INSERVICE INSPECTION NDE BOUNDARY OF

NUCLEAR SAMPLING SYSTEM
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